
Brian Tarbuck, General Manager 

bta rbu ck@greater au gusta uti I ityd i strict. o rg 

Ken Knight, Board Chair 

kkn i g ht@g reatera u gu sta ut i Ii tyd i strict. o rg 

Charlotte Warren, Hallowell voting member 

cwa r re n@grea te ra ug us ta uti I ityd i strict. org 

Bob Corey, Treasurer 

bcorey@g rea tera u g u sta uti I ityd i strict. o rg 

Kirsten Hebert 

khebert@greateraugustautilitydistrict.org 

February 10, 2020 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

4 
Greater (\:ug'a'sta 

t.Jtility District· , 
w- r Sewet rSttinnWal•~ 

www.greateraugustautilitydistrict.org 

12 Williams Street 

Augusta, ME 04330-5225 

(207) 622-3701 

Cecil Munson 

cmunson@greateraugustautil itydistrict.org 

Pat Paradis 

p pa rad is@greate ra ug usta u ti I ityd i strict. o rg 

Bradley Sawyer 

bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 

kl u ke@g re ate ra ug u sta u ti I ityd i strict.a rg 

Cary Colwell, Hallowell ex-officio member 

ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of January, 2020. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

If you have any questions, please contact me at 622-3701. 

Sincerely, 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW s stems Treatment planVpump station: Triangle & Riverside .--~~----------- - -1 

S stem Name: Greater Au usta Utili District Community water system 
1--- __._-------+---'--'--'-'--.;..aa.-'--'-.;;.;.._..;;..;;.._____,L..-_;;;_;;.;....;...;;..c___~ 

PWSID#: 90080 List any new or changed system information and any i---------~---~---------------1 

Si nature: 

January, 2020 

2/10/2020 

o erational roblems or comments below. 

•.ll=lath tll•-• il•F.I Tiau ·m:,. , . 

-Triangle Station 
. ·.:<:.' 

Triangle Station u 
. 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons 
pH 

free Gallons 
pH 

free 
chlorine chlorine 

(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 0.65 7.69 1.04 0.59 7.38 1.00 1 6 1.3 5 

2 1.17 7.66 1.04 0.62 7.40 0.98 3 12 1.4 6 

3 0.93 7.66 1.02 0.63 7.39 0.94 1 9 50 1.5 6 50 

4 0.56 7.67 1.02 0.57 7.40 0.84 2 5 1.3 5 

5 0.58 7.67 1.00 0.73 7.40 0.84 1 6 1.6 6 

6 0.79 7.63 1.01 0.63 7.41 0.84 1 8 50 1.4 5 

7 0.98 7.61 1.01 0.58 7.42 0.86 2 9 1.4 5 

8 0.99 7.61 1.02 0.69 7.41 0.84 2 10 1.5 6 

9 1.19 7.57 1.07 0.32 7.43 0.83 3 13 0.7 3 

10 1.21 7.59 1.02 0.53 7.42 0.91 2 12 1.2 5 

11 0.92 7.61 1.05 0.55 7.43 0.91 2 9 1.3 5 

12 1.01 7.62 1.00 0.48 7.44 0.88 2 10 1.0 4 

13 0.54 7.60 1.02 0.68 7.45 0.90 1 5 1.5 6 50 

14 1.11 7.62 1.13 0.41 7.45 0.89 2 11 0.9 4 50 

15 0.92 7.63 1.14 0.68 7.44 0.88 2 10 50 1.5 6 

16 0.92 7.63 1.14 0.62 7.44 0.87 2 9 1.4 6 

17 0.92 7.61 1.13 0.64 7.44 0.87 2 9 1.4 6 

18 0.91 7.61 1.14 0.49 7.45 0.87 2 9 1.1 5 

19 0.91 7.64 1.14 0.53 7.45 0.85 2 10 1.1 5 

20 0.98 7.61 1 08 0.48 7.45 0.85 2 9 1.0 4 

21 0.89 7.62 1.10 0.52 7.48 0.88 2 9 1.2 5 

22 1.20 7.65 1.00 0.57 7.47 0.93 3 12 1.2 5 

23 0.96 7.64 1.00 0.50 7.49 0.94 2 9 100 1.1 5 

24 0.96 7.63 1 05 0.56 7.50 0.94 2 10 1.2 5 

25 0.96 7.63 1.11 0.39 7.51 0.92 2 10 0.9 3 

26 0.70 7.66 1.11 0.60 7.52 0.92 2 7 1.3 5 

27 1.22 7.65 1.11 0.42 7.53 0.92 2 13 0.9 4 

28 1.10 7.61 1.14 0.48 7.54 0.93 2 11 1.1 4 

29 1.10 7.59 1.13 0.49 7.57 0.86 3 11 100 1.1 5 

30 0.90 7.58 1.11 0.64 7.64 0.90 2 9 1.3 6 

31 1.10 7.59 1.14 0.52 7.65 0.85 2 11 1.1 5 300 

Summary 29.29 7.63 1.00 17.15 7.46 0.83 61 295 350 38 153 450 
Sum Average (min.) Sum Average (min .) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Pur(!ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration / Pb/ Cu control 75% polyphosphate 98 gallons 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 447 gallons 
NaF Sodium fluoride fluoridation 800 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken : I 28 I Number of repeat samples taken : I 0 

Number of positive samples: I 0 I Average chlorine residual at sites : I 0.71 

H:\Operations\Water Treatment\Wells\Reports\2020\2020 monthly operating reports.xlsx,Jan MOR 



Monthly Well Production Report S)lstem Information 

System Type - All GW s stems Treatment planUpump station: All wells 

S stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License#: 2026 address, tele, etc.): 
btarbuck@greateraugustautilitydistrict.org 

Reporting period (month an January, 2020 

Signature February 10, 2020 

Daily water production (MG) 

Triangle South Brookside 
Sum Riverside Riverside Sum 

Date 
Well Well Well 

Triangle South #1 North #2 Riverside 

Station HD-8 HD-7 Station 

1 0.28 0.37 0.01 0.65 0.59 0.00 0.59 

2 0.57 0.20 0.40 1.17 0.62 0.00 0.62 

3 0.48 0.00 0.45 0.93 0.63 0.00 0.63 

4 0.33 0.00 0.23 0.56 0.57 0.00 0.57 

5 0.41 0.00 0.17 0.58 0.73 0.00 0.73 

6 0.05 0.27 0.47 0.79 0.63 0.00 0.63 

7 0.00 0.37 0.61 0.98 0.58 0.00 0.58 

8 0.00 0.37 0.62 0.99 0.69 0.00 0.69 

9 0.00 0.29 0.90 1.19 0.32 0.00 0.32 

10 0.16 0.32 0.73 1.21 0.53 0.00 0.53 

11 0.00 0.09 0.83 0.92 0.55 0.00 0.55 

12 0.11 0.33 0.57 1.01 0.47 0.01 0.48 

13 0.00 0.35 0.19 0.54 0.68 0.00 0.68 

14 0.00 0.89 0.22 1.11 0.41 0.00 0.41 

15 0.00 0.92 0.00 0.92 0.68 0.00 0.68 

16 0.00 0.91 0.00 0.92 0.62 0.00 0.62 

17 0.00 0.92 0.00 0.92 0.64 0.00 0.64 

18 0.00 0.91 0.00 0.91 0.49 0.00 0.49 

19 0.00 0.91 0.00 0.91 0.52 0.00 0.53 

20 0.00 0.56 0.42 0.98 0.48 0.00 0.48 

21 0.30 0.54 0.05 0.89 0.52 0.00 0.52 

22 0.95 0.00 0.24 1.20 0.57 0.00 0.57 

23 0.96 0.00 0.00 0.96 0.50 0.00 0.50 

24 0.96 0.00 0.00 0.96 0.56 0.00 0.56 

25 0.96 0.00 0.00 0.96 0.39 0.00 0.39 

26 0.70 0.00 0.00 0.70 0.60 0.00 0.60 

27 0.31 0.28 0.64 1.22 0.42 0.00 0.42 

28 0.00 0.00 1.10 1.10 0.48 0.00 0.48 

29 0.00 0.00 1.10 1.10 0.06 0.43 0.49 

30 0.00 0.00 0.90 0.90 0.00 0.64 0.64 

31 0.00 0.00 1.09 1.10 0.00 0.52 0.52 

Sum 7.53 9.80 11.96 29.29 15.55 1.59 17.15 

Percent Triangle 63% 

Percent Riverside 37% 
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Triangle Station 

System Name: I Greater Augusta Chemical Used: !Sodium fluoride 
Utility District 

PWSID#: 90080 
<' 

Reporting period: Jda~ef,2020 Notes: See notes below for specific operating conditions. 

/t;/$( Date GAUD mg/L I Location I HETL mg/L 

Signature: 2/10/2020 1/22/2020 13: 15 0.71 I Quality Inn & Suites I 0.6 
-

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 0.65 20 0.70 0.56 

2 1.17 36 0.69 0.56 

3 0.93 27 0.72 0.52 

4 0.56 17 0.74 0.55 

5 0.58 18 0.74 0.57 

6 0.79 23 0.75 0.52 

7 0.98 31 0.76 0.56 

8 0.99 31 0.77 0.57 

9 1.19 38 0.72 0.57 

10 1.21 38 0.65 0.56 

11 0.92 29 0.64 0.56 

12 1.01 31 0.63 0.56 

13 0.54 16 0.64 0.54 

14 1.11 36 . 0.63 0.58 

15 0.92 26 0.63 0.52 

16 0.92 31 0.74 0.61 

17 0.92 30 0.78 0.58 

18 0.91 31 0.77 0.60 

19 0.91 31 0.74 0.60 

20 0.98 31 0.72 0.56 

21 0.89 30 0.72 0.60 

22 1.20 38 0.69 0.58 

23 0.96 27 0.71 0.51 

24 0.96 31 0.74 0.58 

25 0.96 31 0.77 0.58 

26 0.70 22 0.75 0.57 

27 1.22 38 0.74 0.55 

28 1.10 34 0.69 0.56 

29 1.10 32 0.72 0.52 

30 0.90 29 0.72 0.58 

31 1.10 35 0.72 0.58 

Avg 0.94 29.60 0.71 0.56 

Min 0.54 16.29 0.63 0.51 

Max 1.22 38.45 0.78 0.61 

Total 29.29 917.66 -
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 / ,/ 

Reporting period: ,ijl,i_n JiJJf(y ,,2'620 Notes: See notes below for specific operating conditions. 

~~ Date GAUD mg/L !Location I HETL mg/L 

Signature: 2/10/2020 1/22/2020 12:00 0.79 I 12 Williams Street I 0.7 
,...., 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units : Mgals gallons mg/L mg/L Operating comments 

1 0.59 19 0.66 0.58 

2 0.62 21 0.65 0.61 

3 0.63 18 0.70 0.51 

4 0.57 19 0.79 0.60 

5 0.73 24 0.82 0.59 

6 0.63 20 0.75 0.57 

7 0.58 19 0.69 0.59 

8 0.69 22 0.67 0.57 

9 0.32 10 0.67 0.57 

10 0.53 18 0.64 0.61 

11 0.55 18 0.63 0.59 

12 0.48 15 0.61 0.56 

13 0.68 21 0.64 0.55 

14 0.41 10 0.68 0.44 

15 0.68 22 0.67 0.58 

16 0.62 20 0.69 0.58 

17 0.64 21 0.71 0.59 

18 0.49 16 0.72 0.59 

19 0.53 18 0.72 0.62 

20 0.48 12 0.66 0.45 

21 0.52 18 0.75 0.62 

22 0.57 20 0.75 0.64 

23 0.50 17 0.78 0.61 

24 0.56 18 0.77 0.58 

25 0.39 10 0.69 0.47 

26 0.60 18 0.69 0.54 

27 0.42 12 0.65 0.51 

28 0.48 14 0.64 0.53 

29 0.49 18 0.59 0.66 

30 0.64 2 0.27 0.06 Fluoridation system offiine for cleaning / 
31 0.52 1 0.11 0.03 maintenance 

Avg 0.55 16.48 0.66 0.54 

Min 0.32 1.00 0.1 1 0.03 

Max 0.73 24.00 0.82 0.66 

Total 17.15 511.00 -
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Greater Augusta Utility District, PWSID 90080 

~ Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: January, 2020 Reporting date: 2/10 020 

Flow 
Average Togus chlorine Sodium hypochlorite 

Date 
(gallons) 

residual usage Operating notes 

(mg/L) (gallons) 

12/1/2019 62,703 1.27 0.4 

12/2/2019 68,450 1.29 0.5 

12/3/2019 69,390 1.53 0.5 

12/4/2019 75,660 1.44 0.5 

12/5/2019 72,200 1.40 0.5 

12/6/2019 74,730 1.24 0.5 

12/7/2019 64,700 1.34 0.5 

12/8/2019 63,500 1.37 0.4 

12/9/2019 66,990 1.18 0.5 

12/10/2019 74,060 1.35 0.5 

12/11/2019 74,060 1.32 0.6 

12/12/2019 71,660 1.47 0.5 

12/13/2019 70,730 1.44 0.5 

12/14/2019 62,290 1.29 0.4 

12/15/2019 2,410 1.23 -

12/16/2019 107,350 1.14 0.8 

12/17/2019 87,570 1.23 0.6 

12/18/2019 69,650 1.26 0.5 

12/19/2019 72,330 1.19 0.5 

12/20/2019 70,050 1.27 0.4 

12/21/2019 63,100 1.36 0.4 

12/22/2019 0 1.19 - no consumption 

12/23/2019 71,130 1.11 0.5 

12/24/2019 65,510 1.12 0.4 

12/25/2019 63,500 1.21 0.4 

12/26/2019 68,180 1.22 0.5 

12/27/2019 71,250 1.28 0.5 

12/28/2019 62,570 1.32 0.5 

12/29/2019 930 1.20 - no consumption 

12/30/2019 131,160 1.22 0.9 

12/31/2019 63,100 1.28 0.4 

Sum 2,040,913 - 14.2 

Average 65,836 1.3 0.5 

Max ~ 1.5 ~ 

H:\Operations\Water Treatment\Wells\Reports\2020\January\Togus_analysis .xlsx 















Brian Tarbuck, Genera l Manager 
bta rb uck@greate ra ugu sta util ityd i strict. o rg 

Ken Knight, Board Chair 
kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 
cwarren@greateraugustautilitydistrict.org 

Bob Corey, Treasurer 
bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

April 2, 2020 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

at ! Sl"'w I Storm IN, 

www.greateraugusta uti litydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 
cmunson@greateraugustauti litydistrict.org 

Pat Paradis 
pparadis@greateraugustautilitydistrict.org 

Bradley Sawyer 
bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 
kluke@greateraugustautilitydistrict.org 

Cary Colwell, Ha llowell ex-officio member 
ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of March, 2020. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have lost two of our 7 weekly coliform sampling sites due to sites denying us access due to CDC recommendations 
regarding reducing the spread of coronavirus. I'm going to see if we can find two temporary substitute sites but in the 
meantime if we collect 20 samples per month we're still collecting more than 15 as required so I presume we'll remain 
compliant. 

Incidentally, it appears our water production is around 12% less than the average of January and February combined. 

If you have any questions, please contact me at 622-3701. 

Be excellent to each other, 

~ 



Monthly Operating Report System Information 
System Type - All GW s stems Treatment plant/pump station: Triangle & Riverside __ ,.__ ____________ _ 

S stem Name: Greater Au usta Utilit District Community water system t---------t-------- --~--------t 
PWSID#: 90080 List any new or changed system information and any 1---------'-----------------D es i gnat e d operator name o erational roblems or comments below. 

and ME License#: 
btarbuck 

Si nature: 

March, 2020 

4/2/2020 

Water production, pH and free chlorine residual I Chemical usage 

Triangle Station Riverside Station Triangle Station 

Date 
Gallons 

(MGD) 
I 

pH 

7.59 

Average 
free 

chlorine 
res idual 

1.10 0.59 ---i 
2 0.69 1.07 1 

--~---
3 o 96 7.62 I 1.05 
~ o:96 ---t-1' 7.61 --- -~ __! .02__ -

5 0.77 7.58 1.04 
i 

6 0.95 7.57 1.05 

Gallons 

(MGD) 

0.74 
0.88 
0.59 
0.59 
0.63 

0.61 

pH 

7.80 

Average 
free 

chlorine 
residual 

1.02 
7.80 1.02 

- +---
7.80 
7.80 
7.79 

7.79 

1.01 
1.02 
1.03 
1.02 

Cale 

gal 

1 
- -

1 

2 

3 

1 

2 

Hypo NaF 

gal 

6 

7 

I 

-- r--

lbs 

10 100 
10 
7 

10 - - I ----
7 0.79 I 7.57 / 1.05 

_ _ 8 - Jl.9_§__-:- [ 7.55 I 1.07 

0.52 

0.56 
0.67 

, 7.79 
- · 

, 7.79 

1.02 

1.02 
1.02 
0.95 
0.90 
0.90 
0.91 
0.90 
0.90 
0.90 
0.90 

2 
2 1 

8 

9 

9 

9 

9 

9 _ _ 0.95 _ I 7.56 I 1.07 
r - --

7.79 2 

2 

2 
2 

1 

--;---

10_ 0.92 _ I ~ 9 _1 1.01 
11 0.92 7.59 1.01 0.57 

0.55 

1-2- -_1J_Q _=-058 t-· -1..:_03 _ o 52 _ 
13 0.73 7.59 1.01 0.74 

- --
14 0.80 I 7.59 1.03 o.46 
15 0.7-4 --+- 7.56 i 1.03 -- 0.78 

16 
17 

18 
19 
20 
21 
22 

- ~:: -{ H: -~ E~ =- -~:!!-r + - --- -
0.~ J 7.56 ! 1. ~6 __ 0.55 

o.57 -+ _ ?- 5~ L 1.12 o.77 
__Q_E_ j 7.57 j 1.16 0.60 

0.93 7.56 1.20 0.56 
0.71 r 7~ l 1.11 0.61 

0.50 

7.79 
7.79 
7.79 
7.79 
7.79 
7.79 
7.79 
7.79 
7.79 0.90 
7.78 0.89 
7.78 0.89 
---+--
7.78 0.90 
7.78 
7.78 

1 

2 
-~-

2 

3 

2 

2 

23 - _ 0.74 ~ 7fil ;- 1~ _ 
24 0.99 7.59 1.04 0.54 7 7.78 

0.89 
0.89 
0.96 
0.99 

2 

2 

1 
--

25 0.61 7.56 1.03 
26 
--
27 
28 
29 
30 
31 

-

Summa~ 

0.96 
0.49 
0.79 
0.80 
0.71 
-

0.64 
25.33 
Sum 

I 7.55 1.04 
l 

7.57 1.00 
l 7.53 +- 1.01 -

---I- 7 ~ 1- 0.98 

II 7.54 1.0~ _ 
7.54 , 0.98 

I 1.s1 o.98 
Average (min.) 

-~--
0.60 
0.55 

-· 
0.67 
0.57 
0.51 
0.61 
0.61 
18.67 
Sum 

!~pose 

I 

7.77 
-
7.77 
7.76 
7.76 
7.76 
7.75 
7.75 
7.78 

Average 

0.98 2 
0.98 1 

I-- --

0.97 2 
0.96 2 
0.90 1 

--
0.84 2 
0.84 54 

(m in.) (total) 

Chemicals Used 
{fluoride reported separately) 

!Chemical Name 
Cale i Calciquest 75 / 25 

Hypo 1Sodium hypochlorite 
NaF I Sodiumfluoride 

~ um _!lequestrajion_ / Pb / Cu control__ 

1prim~ry and secondary disinfection 
. fluoridation 

l + 

11 

~ L 50 
8 

7 

9 

10 
--+ 

t -- -

,_ 
I 

9 

6 

7 
-

10 
7 

7 

11 
6 

9 

5 

8 

7 

7 

6 

--

253 
(total) 

50 

200 
(total) 

'Chemical Strength 

175% polyphosphate 
12.50% 

Riverside Station 

Cale 

-

gal 

1.5 
1.9 
~ 2 1 

1.2 
1.3 
1.3 
1.1 I 

--• 

1.2 
1.4 
1.2 
1.2 . 

1.1 

1.5 
1.0 
1.6 

·-
1.1 

1.0 
1.2 
1.6 
1.2 
1.1 
1.3 . 

1.0 
-

1.1 
- j 

1.2 
1.1 

1.4 
1.2 
1.0 I 

- . 
1.3 
1.2 

39 
(total) 

Hypo 

gal 

7.7 
9.1 
6.1 
6.7 
7.0 

6.4 

5.4 
5.8 
7.0 
5.2 
5.2 
4.8 
6.8 
4.2 
7.1 
4.8 
4.4 
5.1 
7.0 
5.6 
5.1 
5.6 
4.5 
4.9 
5.5 
5.0 
6.2 
5.2 
4.7 
5.6 
5.6 
179 

(tota l) 

NaF 

lbs 

50 

50 

50 

50 

50 
250 

(total) 

Total Units 
93 _gallons 

431 _gallons 
450 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 26 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0 .70 
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Monthly Well Production Report 

System Type - All GW systems 

System Name: Greater Augusta Utility District 

PWSID#: 90080 
Designated operator name and ME !Brian Tarbuck 
License#: 12026 

btarbuckra:>areaterauaustautilitvdistrict.ora 

Reporting period 77/ March, 2020 

Signature VV //,.,. - April 2, 2020 

~ -

Date 

1 

2 

3 

4 

5 

6 

7 

8 

9 

10 

11 

12 

13 

14 

15 

16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

26 

27 

28 

29 

30 
31 

--

Sum 

Daily water production (MG) 

I Triangle I 
Well 

South I Brookside 
Well Well 

Sum 

Triangle 

Station __ 

0.59 

Riverside 

South #1 

HD-8 

0.00 

0.00 

0.00 

0.00 

0.00 

T 

I 

i 

T 

! 
0.00 - -+---

o.59 p .oo -
0.48 I 0.20 0.00 

0.96 

0.96 

0.77 

0.95 

' 

I 

o.oo J _ o.oo 
0,00 I 0,00 

_1 o.oo I 
I 0.00 

0.00 

0.00 
i---· 

0.00 0.78 0.00 
------+---

0.96 0.00 0.00 
-+-------- -

0.95 0.00 0.00 

0.07 

0.01 

0.69 

0.96 

0.96 

0.77 

0.95 0.00 

0.79 0.00 
---t--

0.96 0.00 

0.95 

0.92 

0.00 

0.00 

0.92 0.00 
i --

0.00 

0.28 0.57 

0.01 0.90 

0.00 1.10 
--~ 

1.10 0.00 
I 

0.00 

0.00 

I o.oo o.73 o.73 
'--- ----

0.00 0.79 0.80 
-- -

0.00 1 0.00 0.74 0.74 

0.00 
f--

0.00 

~ --7 -- - - -
0.29 · 0.50 0.15 0.94 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.01 0.92 0.03 0.96 
-1 -- - --+-----+--1- 0.01 -----+--0.9~ 0.01 _0.94 -

0.00 I 0.57 I 0.01 0.57 1 0.00 0.73_ 0.00 -- 0~ 3 

+ 

o.oo 0.92 l o.oo _ o_.9_3_ 

o_.2_0 -------,j1 
__ 0.so 0.01 o.7_1 __ 

0.06 0.68 0.00 0.74 
~---+--

0.97 I 0.01 0.01 0.99 
-----

0.61 0.00 0.00 0.61 , __ ---+-- -

0.96 ---t 0.00 0.00 0.96 

_o.4_9_ o:gg__ t _ o.oo 0.49 
0.78 0~ 0.00 0.79 

0.58 0.00 0.22 0.80 
1 --

0.27 0.00 , 0.44 0.71 
0.00 0.00 I 0.64 0.64 

-

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 
0.00 

12.10 6.83 6.40 I 25.33 I 0.01 

Percent Triangle 

Percent Riverside 

58% 
42% 

S~stem Information 

Treatment planUpump station: All wells 

Community System 

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.): 

Riverside Sum 

North #2 Riverside 

HD-7 _ ~ ti on 

0.74 0.74 
- - -

0.88 0.88 

0.59 

0.59 

0.63 

0.61 

0.52 

0.56 

0.67 

0.55 

0.57 

0.52 

0.74 

0.46 

0.78 

0.52 

0.48 

0.55 

0.77 

0.60 

0.56 

0.61 

0.50 

0.54 

0.60 

0.55 

0.67 

0.57 

0.51 

0.61 
0.61 

0.59 

0.59 

0.63 

0.61 

0.52 

0.56 

0.67 

0.55 

0.57 

0.52 

0.74 

0.46 

0.78 

0.52 

0.48 

0.55 

0.77 

0.60 

0.56 

0.61 

0.50 

0.54 

0.60 

0.55 

0.67 

0.57 

0.51 

0.61 
0.61 

18.67 I 18.67 

-

Sum 

All wells 

1.33 

1.57 

1.55 

1.56 

1.40 

1.56 

1.31 

1.51 

1.62 
- --

-

1.48 

1.49 

1.62 

1.47 

1.26 

1.53 

1.46 

1.44 

1.49 

1.34 

1.33 

1.48 

1.32 

1.23 

1.53 

1.21 

1.51 

1.16 

1.36 

1.31 

1.32 
1.25 

44.01 
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Triangle Station 

System Name: 
Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period/ 11/ D11arch, 2020 Notes: See notes below for specific operating conditions. 

-?l~ Date GAUD mg/L I Location I HETL mg/L 

Signature: 4/2/2020 3/11/2020 13:25 0.62 louality Inn & Suites I 0.6 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L O~erating comments 

1 0.59 19 0.72 0.57 

2 0.69 22 0.71 0.56 

3 0.96 25 0.71 0.46 

4 0.96 30 0.71 0.56 

5 0.77 24 0.70 0.56 

6 0.95 29 0.71 0.55 

7 0.79 24 0.70 0.55 

8 0.96 26 0.69 0.50 

9 0.95 30 0.68 0.56 

10 0.92 32 0.64 0.62 

11 0.92 31 0.67 0.61 

12 1.10 37 0.72 0.60 

13 0.73 22 0.78 0.53 

14 0.80 25 0.76 0.56 

15 0.74 22 0.76 0.54 

16 0.94 30 0.76 0.57 

17 0.96 30 0.76 0.56 

18 0.94 27 0.71 0.52 

19 0.57 17 0.70 0.55 

20 0.73 24 0.71 0.59 

21 0.93 30 0.69 0.59 

22 0.71 24 0.68 0.60 

23 0.74 23 0.66 0.57 

24 0.99 32 0.65 0.58 

25 0.61 20 0.65 0.58 

26 0.96 32 0.64 0.59 

27 0.49 17 0.65 0.60 

28 0.79 25 0.65 0.56 

29 0.80 26 0.63 0.58 

30 0.71 23 0.61 0.58 

31 0.64 21 0.64 0.60 

Avg 0.82 25.69 0.69 0.57 

Min 0.49 16.52 0.61 0.46 

Max 1.10 36.52 0.78 0.62 

Total 25.33 796.28 ""'· w,_, '"TC'· 'fcl R!\ I , / :{%; #ffi 

:;Jl!ll'?i,W';;;;;;;t•" -w•w fJkw WY <;ji;'fcfr/4. 'W y, y .%ft 
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Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name: 

PWSID#: 90080 

Greater Augusta 
Utility District 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: 4/2/2020 3/1112020 8:45 0.66 12 Williams Street 

Fluoride 

Mgals I Gallons of makeup 

units: M_§~S 1- gallons- _ 
Date I-pumped water 

1 0.74 23 I 
- -- I 

2 I 0.88 ; 

_]_ o_.5_9 ~ 
4 0.59 

- ---+-

5 0.63 I 
----

6 0.61 
---,-

7 0.52 

8 I 0.56 ,---
9 0.67 

10 i 0.55 

-

-

25 

14 

12 

19 

20 
-
17 

18 

23 

22 

11 , 0.57 
I - -

23 
- f------ -

12 0.52 
- -+-

13 ' 
- -+ 
14 

1~ ) 
16 

17 
' I 

18 
- --

19 -L 
20 

-

l 21 

22 

0.74 

0.46 

0.78 

0.52 

0.48 

0.55 

I --

-1-

f;~~ 1 

0.56 --l 
0.61 

21 

28 
--

20 

32 

22 

20 

23 
-

33 

21 
-

12 
-

0 

-

-

T 

+-

- - I 

-

- - -

23 14 
-

0.50 

0.54 

0.60 

0.55 

0.67 

0.57 

j-- - -

24 
-

25 

26 

27 
-
28 

29 

30 

31 

Avg 

Min 

Max 

Total 

I-

r 1 

0.51 
1 -0.61 - I 

I 0.61 I 

0.60 

0.46 

0.88 

18.67 

21 
-

24 I 
+ 

19 I 
- --
28 

23 

21 
-

25 

22 

20.81 

0.00 

33.00 

645.00 

Daily Residual J 
mg/L , 

0.65 
-

0.65 
-

0.57 

0.52 

0.74 
---

0.65 
-

0.58 

0.55 

0.55 

0.62 

0.67 

0.64 

0.61 

0.67 

0.69 
-

0.72 
-

0.76 
--

0.75 

0.71 

0.53 

0.38 
-

0.18 

0.37 

0.57 

0.51 

0.61 

0.76 
----

0.75 
-

0.71 
--

0.67 
- --

0.65 

0.61 

0.18 

0.76 

I _, 

- I 

-
- I 

-

I -

I 

L 

--

-

L_ 

-
-

--· 

-

Theoretical 
Calculation 

-

mg/L 
- -

0.56 
-
0.51 

0.43 
- - -
0.36 

0.54 
-

0.59 

0.59 
- -

0.58 
-

0.62 

0.72 
-

0.73 
-·-

0.73 
-

0.68 

0.78 
-

0.73 

0.76 

0.75 
-
0.75 

- -

0.77 

0.63 
-

0.39 

0.00 

0:51 
--

0.70 
--

0.72 

0.62 

0.75 
-
0.72 

-
0.75 

-

0.73 
- -
0.65 

0.62 

0.00 

0.78 
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Operating comments 

-

-

HETL mg/L 

0.6 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: March, 2020 Reporting date: -=-=~~ 

Date 
Flow 

(gallons) 

- 3/1/2020 63,508 1 

Average Togus chlorine Sodium hypochlorite 

residual 

(mg/L) 

usage 

(gallons) 

0.4 
,--- -

Operating notes 

3/2/2020 O 

1.57 

1.501 

1.55 I 

1.54 

1.53 

_ no consumption 

3/3/2020 ! 124,063 I 
- --+---- -

3/4/2020 74,3_28~1-

3/5/2020 76,070~ 
----

3/6/2020 73,930 1 

3/7/2020 T 72,594 
----

3/8/2020 66,844 

3/9/2020 6-5~648 1 

3/10/2020 73,523 
- ----

3/11/2020 

3/12/2020 

72,859 +-

72,734 

3/13/2020 I 72,727 

3/14/2020 71,117 

_3/15/2020 r-- - 66,711 L 

3/16/2020 63,641 

3/17/2-owf 61~766 

3/18/202tl _ 68,180 1 

3/19/2020 I ___?j,_125 j-
3/20/2020 72,727 

- - - 1-

3/21/2020 69,922 1 

3/22/2020 62,82sl 

3/23/2020 

3/24/2020 

3/25/2020 

3/26/2020 

3/27/2020 

3/28/2020 1--
3/29/2020 I 
3/30/2020 

0 ~ 
75,805 

126,469 

72,063 

70,852 
- ' 
70,859 1 

60,297 

63,898 

3/31/2020 72,859 1 

Sum 2,129,945 

Average 

Max 

68,708 

1.52 

1.53 

1.52 

1.48 

1.50 
- --

I 
1.49 

1.48 

1.51 

1.51 
~-

1.49 1 

1.48 

1.44 

1.50 

1.49 

1.47 

1.51 

1~471 

1.41 

1.461 

1.45 

0.8 

0.6 

0 .5 

0.4 

0.5 

0.4 

0.5 

0.5 
----+ 

0.5 

0.4 

0.6 

0.5 I 

0.5 

0.5 , 
+---

0. 5 

0.5 

0.6 

0.5 I 
I 

0.5 

0.5 I 
- ; 

, no consurri_etion 

0.5 I - -

1.0 __ j 

1.39 1 0.5 1 

1.46 o.s I 

1.61 0.5 

1.381 0.5 

1.27 0.5 
I 

1.33 1 0.5 ~-------------------
1.5 

1.6 

15. 6 

0.5 
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Brian Tarbuck, General Manager 
bta rbu c k@g reatera ugu sta ut i Ii tyd i strict. o rg 

Ken Knight, Board Chair 

kkn ig ht@g reatera ug usta util ityd i strict. o rg 

Charlotte Warren, Hallowell voting member 
cwa rren@greatera ugusta util ityd istrict.org 

Bob Corey, Treasurer 
bcorey@g re ate ra ugusta uti I ityd istri ct. org 

Kirsten Hebert 
khebert@greate ra ugusta uti I ityd i strict. org 

May 8, 2020 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

www.greateraugustautilitydistrict.o rg 

12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 
cmunson@greateraugustautilitydistrict .org 

Pat Paradis 
ppa rad i s@g re ate ra ugu sta uti I ityd i strict. o rg 

Bradley Sawyer 
bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 

kl u ke@g reatera u g u sta uti I ityd ist ri ct. o rg 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of April, 2020. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Tagus disinfection report . 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All G~W_s--"--s_te_m_s _________ ---1 Treatment plant/pump station: Triangle & Riverside 

S stem Name: Greater Au usta Utilit District Community water system __ _._ _________ ~.__ ___ ......__ _____ _ 
PWSID#: 90080 List any new or changed system information and any 1----------'-----.--------------t 

Designated operator name Brian Tarbuck o erational roblems or comments below. 1---------------t-~---~---------------------1 and ME License#: 2026 '--------------1 
btarbuck@greateraugustautilitydistrict.org 
Reporting period: 

"~ ~~ 
April , 2020 

5/8/2020 

Water production, pH and free chlorine residual Chemical usage 

Date 

1 

2 

3 
4 

5 

6 

7 

8 

9 
10 

11 

12 

13 

14 

15 
16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

26 
27 

28 

29 

30 
Summa 

Triangle Station 

Gallons 

(MGD) 

pH 

Average 
free 

chlorine 
residual 

0.76 ' 24.42 I 0.67 

0.61 J_~ 31_J_ 0.68 
0.60 19.76 0.72 

0.76 

0.64 

0.65 

0.93 

0.62 

0.89 

0.38 

0.71 

0.95 

0.98 

0.52 

0.98 

0.65 

0.50 

25.06 
j~20.28 

21.73 

27.09 

0.72 

0.70 

0.68 

0.64 

22.03 0.65 
-~ I 20.81 o.66 

I ___22.68 0.62 

26.50 0.74 

34.87 . 0.76 38.82! ___ 0.68 

20.39 0.72 

39.61 0.74 
25.10 0.67 

17.95 0.64 

1.03 41 04 0.65 

0.62 24.37 0.60 - - ---
0.99 i 39.17 0.59 

o.7~ -r 2~ 02 __i__ o.60 
0.73 29.52 0.73 

0.82 32.80 0.85 

0.80 32 .22 0.85 

077 29.14 

0.52 18.69 
0.64 23.67 

0.98 _ I 33.83 

0.47 17.41 

0.93 33.75 

22.14 26.74 
Sum Average 

0.83 

0.83 
0.73 

0.71 

0.76 
--

0. 73 

0.59 
(min.) 

Chemical Name 
Cale I Calciquest 75 / 25 
Hypo Sodium hypochlorite 
NaF 'Sodiumfluoride 

Riverside Station Triangle Station 

Gallons 

(MGD) 

pH 

Average 
free 

chlorine 
residual 

Cale 

gal 

+ 

Hypo NaF 

gal lbs 

8 50 0.56 

0.86 

0.57 

7.75 

7.75 

7.75 

0.84 

0.85 

0.86 

0.83 

0.84 

0.82 

0.87 

1.09 

1.16 

1.11 

1.17 

1.20 

1.05 

1 02 

1.02 

1.30 

1.04 

0.96 

0.83 

0.85 

0.75 

0.78 

0.77 

0.80 

1.03 

1.14 

1.05 

1.19 

1.03 
1.11 

2 6 

0.46 7.75 

0.79 7.75 

0.64 7.74 

0.48 7.74 

0.65 7.73 

0.66 7.73 

0.89 7.73 

0.56 7.73 

0.54 7.72 

0.43 7.72 

0.73 7.72 

0.35 7.72 

0.60 7.71 

0.57 7.70 

0.44 7.69 

0.49 7.69 

0.63 7.69 

0.43 7.69 

0.75 7.68 

0.61 7.68 

0.47 7.68 

0.72 7.68 

0.60 

0.58 

0.48 

0.86 

0.56 
17.95 
Sum 

7.67 

7.67 

7.66 

7.66 

7.66 

7.71 
Average 

0.75 
(min .) 

1 

2 

2 
--

2 

2 
2 
1 

3 

1 

2 

2 

2 

1 

2 
1 

2 

2 

2 

1 
2 

47 
(total) 

Chemicals Used 
(fluoride reported separately) 

Purpose 
. calcium sequ~straQon I Pb / Cu control 
primary and secondary disinfection 

+-'fluoridation 

6 

7 

7 

6 

10 50 

6 

7 

5 

7 

9 

9 

5 

10 

6 

+ 

5 50 

10 50 

6 

10 

7 

7 

8 

8 

8 
5 

6 

10 

5 
-
9 

218 
(total) 

100 

300 
(total) 

'Chemical Strength 
7~% polyphosphate 
12.50% 

Riverside Station 

Cale 

gal 

1.2 

1.7 

1.2 

1.0 

1.6 

1.3 

1.0 

1.3 

1.3 

1.8 

1.2 

1.1 

0.9 

1.4 

0.8 

1.2 

1 .1 

0.9 
1.0 

1.3 

0.9 

1.5 

1.2 

1.0 

1.5 

Hypo 

gal 

5.1 

7.9 

5.2 
4.3 

7.2 
5.9 

4.8 

6.8 

6.9 

9.0 

5.9 

5.8 

4.6 

7.2 
3.3 
5.6 
5.2 

4.1 

4.6 

5.8 

4.0 

6.9 

5.7 
4.9 

7.5 
1.2 I 6.3 

1.2 6.1 

1.0 5.0 

1.7 9.0 

1.2 5.9 

37 176 
(total) (total) 

NaF 

lbs 

50 

50 

50 

50 

200 
(total) 

Total Units --, --
83 _gallons 

394 _gallons 
500 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at s ites: I 0.67 
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Monthly Well Production Report 

System Type - All GW systems 
System Name: !Greater Augusta Utility District 

PWSID#: I 90080 
Designated operator name and ME I Brian Tarbuck 
License#: 12026 

btarbuck@greateraugustautility:district.org 

Report;ng per;o~ d~ April, 2020 

Signature V"{/' May 8, 2020 

Daily water production (MG) 

Date 

1 

2 

3 

4 

5 

6 

7 

8 

j 

r 

Triangle 

Well I 

o.oo~j 
0.00 

0.00 

0.00 
I 
7 

0.00 

South 

Well 
I Brookside 

Well 

0.00 

0.00 

0.76 

0.61 
_9_._00 _1 0.60 --

0.00 

0.00 

0.49 

t--~.76 _ 

I o.64 
0.16 0.00 

0.00 
-1-

0.92 
I 

! 0.00 

0.04 0.57 0.01 

:o -~~: ~:~~l __ ~:~-~ -1 -_ ~:~; -
11 

12 

13 

14 

15 

16 

17 

18 

19 

20 

21 

22 

23 

24 

25 

26 

27 

28 

29 

30 

Sum 

0.70 

0.66 

0.97 

0.00 

0.29 

0.00 

0.51 0.00 
DE1 -r- o.oo 

-

0.64 0.00 
- ---

0.00 

0.01 

0.00 

0.00 

0.00 

0.00 

0.00 

0.01 

0.00 

0.00 

0.55 

0.72 

0.80 

0.80 

0.77 

0.52 

0.49 0.00 

0.73 0.29 

- - I 
I 

0.58 

0.65 

0.16 

0.01 

0.01 

0.00 

0.00 

~ o.oo I 
0.28 

0.98 

I 

l 
I -
I _Q.01-+ 
, 0.00 l 

9.22 r 

-
0.04 

0.34 

0.00 

0.01 

0.01 

0.00 

0.00 

0.00 

0.00 0.35 

o.oo I o.oo ----+, - - -

0.46 0.00 

0.93 0.00 

4.78 8.15 

Percent Triangle 

Percent Riverside 

55% 

45% 

Sum 

Triangle 

Station 

0.76 

0.61 

0.60 

0.76 

0.64 

0.65 

0.93 

0.62 

0.89 

0.38 

0.71 

0.95 

0.98 

0.52 

0.98 

0.65 

0 .50 

1.03 

0.62 

0.99 

0.71 

0.73 

0.82 

0.80 

0.77 

0.52 

0.64 

0.98 

0.47 

0.93 

22.14 

-

Riverside 

South #1 

HD-8 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.01 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.02 

S~stem Information 

Treatment plant/pump station: All wells 
Community System 

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.): 

f--

Riverside 

North #2 

HD-7 

0.56 

0.86 

0.57 

0.46 

0.79 

0.64 

0.48 

0.65 

0.66 

0.88 

0.56 

0.54 

0.43 

0.73 

0.35 

0.60 

0.57 

0.44 

0.49 

0.63 

0.43 

0.75 

0.61 

0.47 

0.72 

0.60 

0.58 

0.48 

0.86 

0.56 

17.93 

Sum 

Riverside 

Station 

0.56 

0.86 

0.57 

0.46 

0.79 

0.64 

0.48 

0.65 

0.66 

0.89 

0.56 

0.54 

0.43 

0.73 

0.35 

0.60 

0.57 

0.44 

0.49 

0.63 

0.43 

0.75 

0.61 

0.47 

0.72 

0.60 

0.58 

0.48 

0.86 

0.56 

17.95 

Avg flow 

Sum 

All wells 

1.33 

1.47 

1.17 

1.22 

1.43 

1.29 

1.41 

1.27 

1.55 

1.27 

1.27 

1.49 

1.41 

1.24 

1.32 

1.25 

1.06 

1.46 

1.11 

1.61 

1.14 

1.48 

1.43 

1.27 

1.49 

1.12 

1.22 

1.46 

1.33 

1.49 

40.09 

1.34 
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: !Triangle Station 

System Name: 
Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: Al lftp t il, 2020 Notes: See notes below for specific operating conditions. 

/!vi{~ Date GAUD mg/L I Location I HETL mg/L 

Signature: 5/8/2020 4/15/2020 13:30 0.61 !Western Station I 0.6 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L 012erating comments 

1 0.76 24 0.67 0.57 

2 0.61 19 0.68 0.57 

3 0.60 20 0.72 0.59 

4 0.76 25 0.72 0.59 

5 0.64 20 0.70 0.57 

6 0.65 22 0.68 0.60 

7 0.93 27 0.64 0.53 

8 0.62 22 0.65 0.64 

9 0.89 21 0.66 0.42 

10 0.38 18 0.62 0.84 

11 0.71 27 0.74 0.67 

12 0.95 35 0.76 0.66 

13 0.98 39 0.68 0.72 

14 0.52 20 0.72 0.71 

15 0.98 40 0.74 0.73 

16 0.65 25 0.67 0.70 

17 0.50 18 0.64 0.65 

18 1.03 41 0.65 0.72 

19 0.62 24 0.60 0.71 

20 0.99 39 0.59 0.71 

21 0.71 25 0.60 0.63 

22 0.73 30 0.73 0.73 

23 0.82 33 0.85 0.72 

24 0.80 32 0.85 0.72 

25 0.77 29 0.83 0.68 

26 0.52 19 0.83 0.64 

27 0.64 24 0.73 0.67 

28 0.98 34 0.71 0.62 

29 0.47 17 0.76 0.66 

30 0.93 34 0.73 0.65 

Avg 0.74 26.74 0.71 0.65 

Min 0.38 17.41 0.59 0.42 

Max 1.03 41.04 0.85 0.84 

Total 22.14 802.08 as !•lf..1, ,~~-,, i .;Ii " ;tr~ f:: j§ . 'i, II! ,/if JJ" iffi "· 
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Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name: 

PWSID#: 90080 

Greater Augusta 
Utility District 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location HETL mg/L 

Signature: 5/8/2020 4/15/2020 14:20 0.64 12 Williams Street 0.7 

Fluoride 
I 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation - - - -

units: Mgals gallons mg/L mg/L Operating comments 
+ . - --

1 0.56 I 23 0.70 0.73 
I - i 

2 0.86 I 36 0.71 0.75 
- - - - -

3 0.57 24 0.71 0.76 
~ - - ·- -

4 0.46 19 0.69 0.75 
,- - - I - - -

5 0.79 32 0.64 0.73 
I 

6 I 0.64 24 0.69 0.68 
- --- - + - --

7 0.48 20 0.83 0.75 
--- -
8 0.65 26 0.76 0.72 

- - - +-

9 I 
0.66 26 0.70 0.71 

I ~ 

10 0.89 36 0.67 0.73 
t - - -- -

11 I 0.56 23 0.66 0.74 
- I j - -

12 I 0.54 i 22 0.64 0.73 _[_ - -

13 
I 

0.43 18 0.62 0.75 
-+- -

14 0.73 29 0.61 0.72 

15 I 0.35 12 I 0.62 0.62 
t - ---

16 0.60 25 0.66 0.74 
-- --

17 0.57 23 0.71 0.73 
I -- -

18 0.44 18 0.73 0.74 

19 I 0.49 I 21 
I 

0.71 0.77 
-- i 20 0.63 26 0.68 0.75 

- · - -

21 0.43 
! 

18 0.72 0.76 
- I -

I 
- - I -

22 0.75 L 31 0.78 0.74 
I I 

23 0.61 20 
I 

0.71 0.59 ,_ - . -t 

24 0.47 19 0.83 0.73 
' - -- ----,-- -

25 0.72 28 0.77 0.70 
- --+ - - . -

26 -1 0.60 I 23 j 0.71 0.69 
~ I t 

27 i 0.58 I 22 I 0.68 0.68 . + - . 
28 0.48 19 0.69 0.71 

29 0.86 34 
I 

0.68 0.71 
t -

30 0.56 20 0.69 0.65 

Avg 0.60 23.90 0.70 0.72 

Min 0.35 12.00 0.61 0.59 

Max 0.89 36.00 0.83 0.77 

Total 17.95 717.00 "'" 'MMai M WJ£'"•JWH• @ ,/11 ,. i;. 
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Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Tagus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: April. 2020 Reporting date: 5/8/2020 

Flow 

(gallons) 

I Average Togus chlorine Sodium hypochlorite 

Date 

4/1/2020 

4/2/2020 

4/3/2020 

4/4/2020 

4/5/2020 

4/6/2020 

4/7/2020 

4/8/2020 

4/9/2020 -i 
I 

4/10/2020 : 
- -- I 

4/11/2020 

4/12/2020 i 
4/13/2020 

4/14/2020 I 
I 

4/15/2020 I 

4/16/2020 I 

4/17/2020 

4/18/2020 

4/19/2020 
I 

4/20/2020 I 
I 

4/21/2020 

4/22/2020 
- I 

4/23/2020 I 
- ! 

4/24/2020 

4/25/2020 
I 

4/26/2020 . 

4/27/2020 
I 

~[ 28{2020 l 

4/29/2020 

4/30/2020 

63,508 

01_ 

124,063! 

74,328 ( 

76,070 1 

73,930 

72,594 1 

§§,844 [ 

65,648 , 
- .---

73,523 I 
72,859 

72,734 [ 

72,727 

71,117-1 

66,_711 1 

63,641 1 

61,766 

68,1801 

71,125 

72,727 1 

69,922 I 

62,828 1 

---l---

0 

75,805 1 

126,469 

72,063 i 
I 

70,852 
I 

70,859 1 

60,2971 

63,898 1 

Sum 2,057,086 

Average 68,570 

Max 

residual usage 

(mg/L) (gallons) 

1.51 

1.44 

1.46 

1.53 

1.41 

1.33 

1.32 

1.39 

1.37 

1.37 

1.44 

1.32 

1.28 

1.33 

1.42 

1.36 

1.33 

1.39 

1.36 

1.38 . 

1.38 

1.36 

1.33 

1.33 

1.33 

1.36 1 

1.36 

1.30 

1.32 

1.36 

1.4 

1.5 

H:\Operations\Water Treatment\Wells\Reports\2020\Togus_analysis.xlsx 

0.4 

0.8 

0.6 

0.5 

0.4 

0.5 

0.4 

0.5 

0.5 

0.5 

0.4 

0.6 

0.5 I 

0.5 --, 
0.5 I 

0.5 

0.5 

0.6 

0.5 

0.5 

0.5 

0.5 

1.0 

0.5 

0.5 

0.5 

0.5 

0.5 

15.0 

0.5 

Operating notes 

no consumption 

no consumption 



Brian Tarbuck, General Manager 
btarbuck@grea tera ugustauti lityd istrict. org 

Ken Knight, Board Chair 

kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 

cwarren@greateraugus tautilitydistrict.org 

Bob Corey, Treasurer 

bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 

khebert@greateraugustautilitydistrict.org 

June 1, 2020 

Denise Douin 

State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Water I Sewer I Storm Water 

www.greateraugustautilitydistrict.org 

12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 

cm u n son@grea tera ugustauti lityd istrict.org 

Pat Paradis 

p para di s@g r eat era u g u sta u ti I ity district. o rg 

Bradley Sawyer 

bsawyer@greatera ugu stautil itydis tri ct. org 

Keith Luke, Augusta ex-officio member 

kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 

ccolwell@grea teraugustauti litydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of May, 2020. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Togus disinfection report . 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

lease contact me at 622-3701. 



System Information 

District 1----------;i----------~-------i 
Treatment plant/pump station: Triangle & Riverside 

Community water system 

t------------"'------r-- ------- -----i Designated operator name 
and ME License#: 
btarbuck 

Si nature: 

May, 2020 

6/1/2020 

List any new or changed system information and any 
operational problems or comments below. 

Water production, pH and free chlorine residual I Chemical usage 

Triangle Station Riverside Station Triangle Station Riverside Station 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date Gallons 

pH 
free Gallons 

pH 
free 

chlorine chlorine 
(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 0.93 7.36 1.12 0.42 7.66 1.28 2 10 0.8 4.4 

2 0.51 7.28 1.09 0.70 7.66 1.16 1 5 1.5 7.4 

3 0.73 7.36 1.13 0.65 7.66 1 01 1 8 1.4 6.8 

4 0.85 7.26 1.06 0.57 7.66 1 03 2 8 50 1.1 6.0 

5 0.98 7.29 1.02 0.48 7.66 0.94 2 10 1.1 5.3 

6 0.71 7.03 1.00 0.87 7.67 0.98 2 7 1.7 9.3 

7 0.63 7.36 0.98 0.65 7.66 0.96 1 6 1.4 6.8 

8 0.97 7.68 1.05 0.51 7.66 0.95 2 9 1.1 5.4 50 

9 0.65 7.76 1.05 0.56 7.66 0.96 2 7 1.2 5.9 

10 0.64 7.67 1 06 0.68 7.66 0.95 1 7 1.4 7.2 

11 0.69 7.71 1 07 0.65 7.66 0.95 2 7 1.4 6.8 

12 1.11 7.71 1.12 0.36 7.66 0.94 2 11 0.8 3.8 

13 0.75 7.62 1.07 0.70 7.65 0.95 1 8 50 1.4 7.4 

14 1.04 7.61 1 07 0.55 7.65 0.93 3 10 1.1 5.9 

15 0.59 7.69 1 04 0.76 7.65 0.94 1 6 1.6 7.9 

16 0.78 7.58 1 06 0.70 7.64 0.92 2 8 1.4 7.3 

17 0.98 7.50 1.04 0.55 7.64 0.91 2 10 1.1 5.8 

18 1.51 7.40 1.01 0.35 7.63 0.90 3 14 50 0.8 4.2 50 

19 1.37 7.29 0.99 0.69 7.63 0.92 3 13 1.4 7.8 

20 1.97 7.32 0.99 0.52 7.63 1.01 3 19 1.1 5.8 

21 1.31 7.34 1.01 0.40 7.62 1 09 3 12 50 0.8 4.8 

22 1.38 7.32 1.00 0.88 7.62 1.13 3 14 50 1.8 9.8 50 

23 1.42 7.32 1 08 0.81 7.62 1.11 3 14 1.6 9.0 

24 0.93 7.33 1 07 0.53 7.61 1.10 2 9 1.1 5.9 

25 0.95 7.33 1 06 0.54 7.60 1.10 2 9 1.1 6.0 

26 1.16 7.29 1 02 0.64 7.59 1.10 2 12 1.3 7.1 

27 1.33 7.33 0.99 0.55 7.65 1.00 3 12 1.2 6.2 

28 1.31 7.41 1 04 0.50 7.68 0.92 3 13 1.0 5.6 

29 1.39 7.42 1.14 0.52 7.67 1 01 3 14 1.0 5.7 

30 1.31 7.42 118 0.41 7.66 1 06 3 14 0.9 4.7 

31 0.98 7.39 118 0.62 7.66 1.08 2 10 1.3 6.8 

Summal"'I 31.86 7.43 0.98 18.30 7.65 0.90 68 318 250 38 198 150 
Sum Average (min .) Sum Average (min .) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
{fluoride reported separately) 

Chemical Name Pur~ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration / Pb/ Cu control 75% polyphosphate 106 gallons 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 516 gallons 
NaF Sodium fluoride fluoridation 400 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken : I 28 I Number of repeat samples taken : I 0 

Number of positive samples: I 0 I Average chlorine residual at sites : I 0.70 

\ \ dcl \ data\Operations\Wate r Treatment\ We lls\Reports\2020\2020 monthly operating reports.xlsx, May MOR 



Monthly Well Production Report System Information 

System Type - All GW s stems Treatment plant/pump station: ---------------- All wells 
s stem Name: Greater Augusta Utility District Community System 

PWSID#: SOOBO List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License #: 2026 dd I t ) a ress, tee, e c. : 
btarbuck 

Signature 

Triangle 
Date 

Well 

1 0.00 

2 0.00 

3 0.00 

4 0.59 

5 0.97 

6 0.71 

7 0.62 

8 0.97 

9 0.64 

10 0.63 

11 0.26 

12 0.00 

13 0.00 

14 0.00 

15 0.00 

16 0.00 

17 0.00 

18 0.37 

19 0.38 

20 0.88 

21 0.24 

22 0.40 

23 0.37 

24 0.25 

25 0.22 

26 0.61 

27 0.96 

28 0.84 

29 0.96 

30 0.96 

31 0.98 

Sum 13.83 

Percent Triangle 

Percent Riverside 

South 

Well 

0.93 

0.50 

0.73 

0.26 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.15 

0.51 

0.91 

0.83 

0.91 

0.54 

0.86 

0.68 

0.72 

0.16 

0.06 

0.00 

0.00 

0.00 

0.00 

8.77 

64% 

36% 

May, 2020 

June 1, 2020 

Daily water production (MG) 

Brookside 
Sum Riverside 

Well 
Triangle South #1 

Station HD-8 

0.00 0.93 0.00 

0.00 0.51 0.00 

0.00 0.73 0.00 

0.00 0.85 0.00 

0.00 0.98 0.00 

0.00 0.71 0.00 

0.00 0.63 0.00 

0.00 0.97 0.00 

0.00 0.65 0.00 

0.01 0.64 0.00 

0.44 0.69 0.00 

1.11 1.11 0.00 

0.74 0.75 0.00 

1.04 1.04 0.00 

0.59 0.59 0.00 

0.78 0.78 0.00 

0.83 0.98 0.00 

0.62 1.51 0.00 

0.09 1.37 0.00 

0.27 1.97 0.00 

0.15 1.31 0.00 

0.44 1.38 0.00 

0.19 1.42 0.00 

0.00 0.93 0.00 

0.00 0.95 0.00 

0.38 1.16 0.00 

0.31 1.33 0.00 

0.46 1.31 0.00 

0.43 1.39 0.00 

0.35 1.31 0.00 

0.00 0.98 0.00 

9.26 31.86 0.00 

Riverside 

North #2 

HD-7 

0.42 

0.70 

0.65 

0.57 

0.48 

0.87 

0.65 

0.51 

0.56 

0.68 

0.65 

0.36 

0.70 

0.55 

0.76 

0.70 

0.55 

0.35 

0.69 

0.52 

0.40 

0.88 

0.81 

0.53 

0.54 

0.64 

0.55 

0.50 

0.52 

0.41 

0.62 

18.30 

\ \ dcl\data\Operations\Wate r Treatment\Wells\Reports\2020\2020 monthly operating reports .xlsx,May flow 

Sum 

Riverside 

Station 

0.42 

0.70 

0.65 

0.57 

0.48 

0.87 

0.65 

0.51 

0.56 

0.68 

0.65 

0.36 

0.70 

0.55 

0.76 

0.70 

0.55 

0.35 

0.69 

0.52 

0.40 

0.88 

0.81 

0.53 

0.54 

0.64 

0.55 

0.50 

0.52 

0.41 

0.62 

18.30 

Avg flow 

Sum 

All wells 

1.35 

1.21 

1.38 
1.42 

1.45 

1.58 

1.28 

1.48 

1.20 

1.32 

1.35 

1.47 
1.45 

1.60 

1.36 

1.47 

1.53 

1.86 
2.06 

2.49 

1.70 

2.26 

2.23 
·1.47 

1.49 

1.80 

1.88 

1.80 

1.91 

1.72 

1.60 

50.16 

1.62 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Triangle Station 

System Name: 
Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: JMay,,/i~ Notes: See notes below for specific operating conditions. 

_///~ Date GAUD mg/L I Location I HETL mg/L 

Signature: ~ 6/1/2020 5/7/2020 11 :25 0.68 !western Station I 0.7 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units : Mgals gallons mg/L mg/L Operating comments 

1 0.93 34 0.69 0.65 

2 0.51 18 0.69 0.64 

3 0.73 27 0.69 0.68 

4 0.85 30 0.68 0.63 

5 0.98 36 0.70 0.65 

6 0.71 26 0.69 0.65 

7 0.63 24 0.70 0.69 

8 0.97 36 0.70 0.67 

9 0.65 23 0.69 0.64 

10 0.64 24 0.69 0.67 

11 0.69 26 0.69 0.67 

12 1.11 41 0.68 0.66 

13 0.75 26 0.68 0.63 

14 1.04 39 0.67 0.67 

15 0.59 22 0.65 0.66 

16 0.78 28 0.64 0.66 

17 0.98 35 0.61 0.65 

18 1.51 54 0.64 0.64 

19 1.37 49 0.64 0.65 

20 1.97 76 0.69 0.69 

21 1.31 49 0.73 0.67 

22 1.38 52 0.69 0.67 

23 1.42 55 0.70 0.70 

24 0.93 37 0.73 0.71 

25 0.95 37 0.73 0.71 

26 1.16 46 0.73 0.71 

27 1.33 52 0.75 0.71 

28 1.31 45 0.71 0.63 

29 1.39 52 0.71 0.67 

30 1.31 50 0.72 0.68 

31 0.98 37 0.78 0.68 

Avg 1.03 38.22 0.69 0.67 

Min 0.51 18.10 0.61 0.63 

Max 1.97 75.71 0.78 0.71 

Total 31 .86 1,184.82 -
\ \dc1 \data \Operalions\Water T reatment\Wells \Reports \2020\2020 _fluoride .xlsx, May_ T 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 , 

Reporting period: ~y,j o20 Notes: See notes below for specific operating conditions. 

~1%7 Date GAUD mg/L I Location I HETL mg/L 

Signature: ----- 6/1/2020 5/7/2020 0:00 0.74 I 12 Williams Street I 0.7 
~ 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units : Mgals gallons mg/L mg/L Operating comments 

1 0.42 16 0.74 0.69 

2 0 .70 27 0.76 0.69 

3 0.65 26 0.74 0.72 

4 0.57 22 0.72 0.70 

5 0.48 19 0.72 0.72 

6 0.87 34 0.71 0.71 

7 0.65 25 0.67 0.69 

8 0.51 18 0.67 0.64 

9 0.56 22 0.69 0.71 

10 0.68 27 0.66 0.71 

11 0.65 26 0.68 0.72 

12 0.36 14 0.64 0.70 

13 0.70 28 0.66 0.72 

14 0.55 23 0.72 0.75 

15 0.76 30 0.71 0.71 

16 0.70 28 0.66 0.72 

17 0.55 22 0.60 0.72 

18 0.35 11 0.56 0.57 

19 0.69 29 0.67 0.76 

20 0.52 21 0.75 0.73 

21 0.40 16 0.75 0.73 

22 0.88 33 0.71 0.67 

23 0.81 33 0.76 0.73 

24 0.53 22 0.77 0.74 

25 0.54 23 0.75 0.77 

26 0.64 27 0.72 0.76 

27 0.55 22 0.72 0.73 

28 0.50 21 0.71 0.76 

29 0.52 20 0.74 0.69 

30 0.41 17 0.74 0.74 

31 0.62 25 0.73 0.72 

Avg 0.59 23.45 0.70 0.71 

Min 0.35 11 .00 0.56 0.57 

Max 0.88 34.00 0.77 0.77 

Total 18.30 727.00 -
\ \dc1 \data \Operations \Water Treatment\ Wells \Reports \2020\2020 _fluoride .xlsx, May_ R 



Greater Augusta Utility District, PWSID 90080 

1/ Operator: Brian Tarbuck, 2026 g 
Togus Disinfection Station, Route 17 Augusta, Maine · ~ ;ff 
Reporting month: May, 2020 Reporting date: 6l1L2020 

Flow 
Average Togus chlorine Sodium hypochlorite 

Date 
(gallons) 

residual usage Operating notes 

(mg/L) (gallons) 

5/1/2020 67,240 1.43 0.5 

5/2/2020 22,330 1.46 0.2 

5/3/2020 29,950 1.40 0 .3 

5/4/2020 123,120 1.39 0.9 

5/5/2020 62,310 1.40 0.5 

5/6/2020 64,040 1.44 0.5 

5/7/2020 64,830 1.48 0.5 

5/8/2020 67,240 1.47 0.5 

5/9/2020 0 1.43 - no consumption 

5/10/2020 62,840 1.38 0.5 

5/11/2020 65,910 1.36 0.5 

5/12/2020 63,100 1.38 0.5 

5/13/2020 66,980 1.38 0.5 

5/14/2020 71,130 1.42 0.5 

5/15/2020 68,570 1.43 0.6 

5/16/2020 62,710 1.43 0.4 

5/17/2020 0 1.43 - no consumption 

5/18/2020 61,220 1.38 0.5 

5/19/2020 92,520 1.33 0.7 

5/20/2020 73,530 1.30 0.6 

5/21/2020 69,650 1.31 0.5 

5/22/2020 134,490 1.29 1.0 

5/23/2020 66,580 1.29 0.5 

5/24/2020 0 1.31 - no consumption 

5/25/2020 68,050 1.30 0.6 

5/26/2020 72,860 1.32 0.5 

5/27/2020 138,240 1.40 1.1 

5/28/2020 146,390 1.39 1.1 

5/29/2020 153,070 1.36 1.2 

5/30/2020 73,400 1.15 0.5 

5/31/2020 140,640 0.91 - hypochlorite pump failure 

Sum 2,112,300 - 16.2 

Average 70,410 1.4 0.5 

Max ~ 1.5 ~ 

\\d c 1 \data\Operations\ Water T reatment\Wells \Reports\2020\ Tog us_ analysis .xlsx 



Brian Tarbuck, General Manager 
btarbuck@greateraugustautilitydistrict.org 

Ken Knight, Board Cha ir 
kknight@greateraugustautilitydistrict .org 

Charlotte Warren, Hallowell voting member 
cwarren@greateraugustautilitydistrict.org 

Bob Corey, Treasurer 
bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

July 2, 2020 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Water I Sewer I Storm WalN 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 
cmunson@greateraugustautilitydistrict.org 

Pat Paradis 
ppa rad is@greatera ugustautil ityd istrict.org 

Bradley Sawyer 
bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 
kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 

Drinking Water for the month of June, 2020. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 

2. Western Station booster pump station for Quality Inn & Suites 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW systems Treatment plant/pump station: Triangle & Riverside 

System Name: I Greater Aui:1usta Utility District Community water system 

PWSID#: 190080 List any new or changed system information and any 
Designated operator name I Brian Tarbuck operational problems or comments below. 
and ME License#: 12026 
btarbuck@nreaterauaustautilitvdi.strict.ora 

Reporting perio~ // / June, 2020 

Signature: '/I- / 7/2/2020 
\ ./ 

,1r;11• • 11 IIIMU 111• ,1:-,1 1, • 1,- .... ,..,1r ,,.,. ~-~"" :fTF.I 1 .. 11::., "" .l • IJ...-t: 

Triangle Station Riverside Station Triangle Station Riverside Station 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons pH 
free Gallons 

pH 
free 

chlorine chlorine 
(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 1.22 7.55 1.16 0.46 7.65 1 08 3 13 0.9 5.1 

2 1.35 7.86 1.06 0.43 7.65 1.07 3 14 0.9 4.8 

3 1 03 7.57 0.97 0.65 7.64 1 08 2 10 1.4 7.1 50 

4 1.15 7.54 0.96 0.44 7.63 1.06 3 12 0.9 4.9 

5 1.40 7.55 0.95 0.57 7.63 1.07 3 14 1.2 6.4 

6 118 7.46 0.93 0.55 7.62 1.05 3 11 1.2 6.0 

7 0.88 7.42 0.90 0.52 7.61 1 06 2 9 1.1 5.7 

8 1.38 7.42 0.93 0.48 7.60 1 05 3 14 1.1 5.4 

9 1.29 7.42 0.98 0.34 7.59 1.02 2 12 50 0.8 3.9 

10 1.12 7.38 0.98 0.63 7.59 1 04 3 11 1.4 6.9 

11 1.13 7.37 1.00 0.33 7.58 1 03 3 11 0.7 3.8 50 

12 209 7.41 0.97 0.00 7.56 0.91 4 21 50 0.1 0.7 

13 1.47 7.33 1 02 0.00 7.55 0.82 4 16 . 0.7 

14 1.78 7.35 0.98 0.00 7.53 0.76 4 18 0.1 1.1 

15 1.76 7.24 1.01 0.36 7.54 0.91 3 17 100 0.8 4.4 

16 1.63 7.13 1.05 0.20 7.54 0.98 4 17 50 0.5 2.7 

17 2.00 7.22 1.12 0.38 7.54 0.95 5 20 0.9 4.6 

18 1.50 7.15 1.18 0.66 7.54 0.99 4 16 1.4 7.1 

19 1.62 7.12 1.15 0.48 7.53 0.89 4 17 1.1 5.3 

20 1.54 7.10 1.13 0.51 7.53 0.97 4 16 1.2 5.6 

21 1.79 7.11 1.11 0.31 7.52 0.95 5 19 0.7 3.6 

22 1.66 7.23 1.09 0.49 7.52 0.97 4 17 1.2 5.3 

23 1.60 7.46 1.12 0.49 7.52 0.93 5 17 1.1 5.3 

24 1.85 7.49 1.21 0.00 7.49 0.86 4 20 100 0.1 0.4 50 

25 2.09 7.51 1.20 0.05 7.47 0.76 6 23 0.1 1.0 

26 1.94 7.54 1.19 0.44 7.49 0.91 4 21 50 1.0 4.8 

27 1.52 7.56 1.20 0.34 7.48 0.90 4 17 0.8 3.6 

28 1.53 7.63 1.17 0.30 7.47 0.87 4 16 0.7 3.2 

29 1.43 7.69 1.15 0.35 7.47 0.87 4 15 0.8 3.7 

30 1.34 7.75 0.77 0.35 7.48 0.89 3 14 0.9 3.8 

Summary 45.26 7.42 0.77 11.13 7.55 0.76 110 472 400 25 126 150 
Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Puq:1ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration /Pb/ Cu control 75% polyphosphate 135 gallons 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 598 gallons 
NaF Sodium fluoride fluoridation 550 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.73 

H:\Operations\ Wa ter Trea tment\Wells\Reports\2020\2020 monthly operating reports .xlsx,June MOR 



Monthly Well Production Report System Information 

System Type - All GW systems Treatment plant/pump station: -------------------1 All wells 
S stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License #: 2026 dd t I t ) a ress, e e, e c. : 

Reporting period (month 

Signature 

Date 
Triangle 

Well 

1 0.27 

2 0.00 

3 0.00 

4 0.00 

5 0.00 

6 0.00 

7 0.00 

8 0.29 

9 0.27 

10 0.10 

11 0.04 

12 0.42 

13 0.00 

14 0.05 

15 0.77 

16 0.95 

17 0.93 

18 0.95 

19 0.95 

20 0.95 

21 0.93 

22 0.94 

23 0.23 

24 0.21 

25 0.50 

26 0.38 

27 0.66 

28 0.94 

29 0.94 

30 0.63 
-

Sum I 13.30 

Percent Triangle 

Percent Riverside 

I 

South 

Well 

0.28 

0.35 

0.31 

0.28 

0.30 

0.20 

0.00 

0.64 

0.91 

0.92 

0.92 

0.82 

0.89 

0.88 

0.26 

0.00 

0.00 

0.16 

0.05 

0.00 

0.00 

0.00 

0.66 

0.85 

0.72 

0.85 

0.25 

0.00 

0.01 

0.00 
--

11.53 

80% 

20% 

I 

June, 2020 

July 2, 2020 

Daily water production (MG) 

Brookside 
Sum Riverside Riverside 

Triangle South #1 North #2 
Well 

Station HD-8 HD-7 

0.68 1.22 0.00 0.46 

1.00 1.35 0.00 0.43 

0.72 1.03 0.00 0.65 

0.87 1.15 0.00 0.44 

1.10 1.40 0.00 0.57 

0.98 1.18 0.00 0.55 

0.87 0.88 0.00 0.52 

0.45 1.38 0.00 0.48 

0.11 1.29 0.00 0.34 

0.10 1.12 0.00 0.63 

0.17 1.13 0.00 0.33 

0.86 2.09 0.00 0.00 

0.57 1.47 0.00 0.00 

0.85 1.78 0.00 0.00 

0.73 1.76 0.00 0.36 

0.68 1.63 0.00 0.20 

1.07 2.00 0.00 0.38 

0.39 1.50 0.00 0.66 

0.63 1.62 0.00 0.48 

0.59 1.54 0.00 0.51 

0.85 1.79 0.00 0.31 

0.72 1.66 0.00 0.49 

0.71 1.60 0.00 0.49 

0.78 1.85 0.00 0.00 

0.87 2.09 0.00 0.05 

0.71 1.94 0.00 0.44 

0.60 1.52 0.00 0.34 

0.59 1.53 0.00 0.30 

0.47 1.43 0.00 0.35 

0.71 1.34 0.00 0.35 - --- -r - '= 
20.44 l 45.26 0.01 I 11.12 
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Sum 

Riverside 

Station 

0.46 

0.43 

0.65 

0.44 

0.57 

0.55 

0.52 

0.49 

0.34 

0.64 

0.34 

0.00 

0.00 

0.00 

0.36 

0.19 

0.39 

0.66 

0.49 

0.52 

0.32 

0.50 

0.49 

0.00 

0.05 

0.44 

0.34 

0.30 

0.36 

0.36 

11.19 

Avg flow 

Sum 

All wells 

1.68 

1.78 

1.69 

1.60 

1.97 

1.73 

1.39 

1.87 

1.63 

1.76 

1.47 

2.09 

1.47 

1.78 

2.12 

1.82 

2.38 

2.16 

2.11 

2.05 

2.10 

2.16 

2.09 

1.85 

2.14 

2.38 

1.86 

1.83 

1.78 

1.70 

=1 56.45 

1.88 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: !Triangle Station 

System Name: I Greater Augusta Chemical Used : I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period : / ) Juny, 2920 Notes: See notes below for specific operating conditions. 

4Jh&/ Date GAUD mg/L !Location I HETL mg/L 

Signature: 1/1?--- 7/2/2020 6/9/2020 11 :55 0.67 !Western Station I 0.7 

\ r / -- Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 1.22 42 0.79 0.61 

2 1.35 49 0.75 0.65 

3 1.03 37 0.72 0.64 

4 1.15 42 0.69 0.65 

5 1.40 49 0.66 0.62 

6 1.18 41 0.63 0.62 

7 0.88 30 0.65 0.62 

8 1.38 48 0.65 0.62 

9 1.29 43 0.69 0.60 

10 1.12 38 0.76 0.61 

11 1.13 38 0.66 0.61 

12 2 .09 73 0.67 0.62 

13 1.47 50 0.70 0.61 

14 1.78 60 0.64 0.61 

15 1.76 56 0.74 0.57 

16 1.63 54 0.77 0.60 

17 2.00 70 0.76 0.63 

18 1.50 52 0.72 0.63 

19 1.62 58 0.70 0.64 

20 1.54 54 0.72 0.63 

21 1.79 63 0.71 0.63 

22 1.66 57 0.69 0.62 

23 1.60 56 0.66 0.64 

24 1.85 59 0.77 0.58 

25 2.09 74 0.81 0.63 

26 1.94 65 0.71 0.60 

27 1.52 54 0.67 0.65 

28 1.53 54 0.65 0.63 

29 1.43 50 0.66 0.63 

30 1.34 47 0.71 0.63 

Avg 1.51 52.01 0.70 0.62 

Min 0.88 30.01 0.63 0.57 

Max 2.09 73.68 0.81 0.65 

Total 45.26 1,560.17 -
H:\Operations\Water Treatment\Wells\Reports\202012020_fluoride.xlsx,June_ T 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: .J.Jane,J 020 Notes: See notes below for specific operating conditions. 

41 ~v!f-//Z- Date !GAUD mg/L I Location I HETL mg/L 

Signature: 7/2/2020 51912020 13:15 I 0.62 112 Williams Street I 0.6 
'l..,..,/' 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L 012erating comments 

1 0.46 18 0.70 0.71 

2 0.43 17 0.67 0.71 

3 0.65 24 0.72 0.66 

4 0.44 18 0.76 0.74 

5 0.57 24 0.69 0.76 

6 0.55 22 0.68 0.72 

7 0.52 21 0.66 0.73 

8 0.48 19 0.64 0.71 

9 0.34 14 0.62 0.74 

10 0.63 25 0.64 0.71 

11 0.33 10 0.63 0.54 

12 0.00 0 0.66 Station offline for well recovery 

13 0.00 0 0.65 Station offline for well recovery 

14 0.00 0 0.64 Station offline for well recovery 

15 0.36 15 0.68 0.75 

16 0.20 8 0.70 0.73 

17 0.38 16 0.71 0.75 

18 0.66 18 0.56 0.49 

19 0.48 19 0.45 0.71 

20 0.51 4 0.41 0.14 

21 0.31 0 0.12 0.00 

22 0.49 15 0.38 0.55 

23 0.49 17 0.74 0.62 

24 0.00 0 0.67 Station offline for well recovery 

25 0.05 0 0.59 0.00 

26 0.44 15 0.64 0.61 

27 0.34 12 0.63 0.64 

28 0.30 10 0.63 0.61 

29 0.35 13 0.71 0.66 

30 0.35 12 0.77 0.61 

Avg 0.37 12.87 0.62 0.60 

Min 0.00 0.00 0.12 0.00 

Max 0.66 25.00 0.77 0.76 

Total 11.13 386.00 -
H:\Operations\Water Treatment\Wells\Reports\2020\2020_fluoride.xlsx,June_R 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: lune, 2020 Reporting date: 7/2/2020 

Flow 
Average Togus Sodium hypochlorite 

Date 
(gallons) 

chlorine residual usage 

(mg/L) (gallons) 

6/1/2020 174,470 1.41 0.60 

6/2/2020 82,880 1.72 0.50 

6/3/2020 135,830 1.60 0.70 

6/4/2020 149,070 1.55 0.80 

6/5/2020 74,460 1.55 0.40 

6/6/2020 135,160 1.53 0.70 

6/7/2020 68,990 1.54 0.40 

6/8/2020 147,190 1.53 0.80 

6/9/2020 138,100 1.57 0.80 

6/10/2020 75,540 1.55 0.40 

6/11/2020 139,030 1.49 0.80 

6/12/2020 145,990 1.38 0.80 

6/13/2020 68,980 1.41 0.30 

6/14/2020 133,290 1.44 0.80 

6/15/2020 150,140 1.45 0.80 

6/16/2020 139,840 1.48 0.80 

6/17/2020 84,620 1.41 0.40 

6/18/2020 193,450 1.39 1.10 

6/19/2020 173,930 1.32 0.90 

6/20/2020 72,590 1.28 0.30 

6/21/2020 144,250 1.29 0.80 

6/22/2020 164,450 1.30 0.90 

6/23/2020 158,950 1.33 0.90 

6/24/2020 162,170 1.35 0.90 

6/25/2020 166,310 1.38 0.90 

6/26/2020 162,570 1.40 0.90 

6/27/2020 145,580 1.38 0.70 

6/28/2020 80,620 1.36 0.50 

6/29/2020 137,830 1.33 0.70 

6/30/2020 138,370 1.37 0.80 

Sum 3,944,650 - 21.10 

Average 131,488 1.44 0.70 

Max ~ 1.72 ~ 

Operating notes 



Brian Tarbuck, General Manager 
btarbuck@greateraugustautilitydistrict.org 

Ken Knight, Board Chair 
kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 
cwarren@greateraugustautilitydistrict.org 

Bob Corey, Treasurer 
bcorey@greatera ugustauti litydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

August 7, 2020 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Water I Sewer I Storm W.:itcr 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
(207} 622-3701 

Cecil Munson 
cmunson@greateraugustautilitydistrict.org 

Pat Paradis 
ppa radis@greate raugusta uti I itydistrict.org 

Bradley Sawyer 
bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 
kl u ke@grea te ra ug usta ut i Ii tyd i strict. o rg 

Cary Colwell, Hallowell ex-officio member 
ecol we I l@greateraugusta util ityd istrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 

Drinking Water for the month of July, 2020. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

If you h4~se contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW systems Treatment plant/pump station: Triangle & Riverside 

System Name: Greater Augusta Utility District Community water system 
PWSID#: 90080 List any new or changed system information and any 

Designated operator name Brian Tarbuck operational problems or comments below. 
and ME License#: 2026 
btarbuck@areaterauaustautilit\ldistrict.ora 
Reporting period: f-1/ July, 2020 

Signature: 8/7/2020 ~---/ -
-..... , .... ,11, .. u ,1 llii9:lilT l• ~,-T•Wa.Jiil 11 • 1••·~·· Uf:I I ll:.J 1 •• la. .. •- •-....- .. 

Triangle Station Riverside Station Triangle Station Riverside Station 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons 
pH 

free Gallons 
pH 

free 
chlorine chlorine 

(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 1.24 7.77 1.14 0.29 7.50 0.90 4 14 0.7 3.1 

2 1.35 7.82 1.13 0.50 7.51 0.96 3 14 50 1.1 5.3 

3 1 01 7.80 1.10 0.50 7.52 0.95 3 10 1.2 5.3 

4 1.15 7.79 1 09 0.27 7.52 0.97 3 12 0.6 3.0 

5 1.23 7.78 1.10 0.36 7.52 0.95 4 13 0.8 3.9 

6 1.29 7.78 1 08 0.36 7.52 0.96 3 13 0.8 3.9 

7 1.39 7.74 1 09 0.50 7.52 0.95 4 14 1.2 5.4 

8 1.46 770 1.12 0.35 7.52 0.92 3 16 0.8 3.8 

9 1.40 7.69 1.12 0.43 7.52 0.93 4 14 1.0 4 .7 

10 1 03 7.66 1.17 0.53 7.52 0.93 3 11 1.2 5.6 

11 1.15 7.65 1.20 0.67 7.53 0.91 3 12 1.5 7.1 

12 1.08 7.65 1.19 0.48 7.52 0.88 3 11 1.1 5.0 

13 1.31 7.64 1.19 0.71 7.53 0.90 3 14 1.6 7.4 50 

14 1.21 7.65 118 0.40 7.53 0.89 3 13 1.0 4.3 

15 1.26 7.67 117 0.63 7.53 0.89 3 13 1.4 6.5 

16 1.36 7.69 117 0.35 7.53 0.89 4 14 50 0.8 3.8 

17 1.26 7.70 118 0.55 7.54 0.90 3 14 1.3 5.8 

18 1.32 7.73 118 0.34 7.53 0.89 4 13 0.8 3.7 

19 1.21 7.70 1.19 0.50 7.54 0.87 3 13 1.2 5.3 

20 1.50 7.67 1.12 0.33 7.55 0.85 4 15 100 0.7 3.6 

21 1.98 7.63 1 .11 0.38 7.55 1.52 5 21 0.9 3.8 

22 1.32 7.59 1.10 0.52 7.58 0.84 3 14 1.3 5.3 

23 1.29 7.57 1.10 0.44 7.61 0.82 3 13 1.0 4.6 

24 1.40 7.54 1.10 0.33 7.64 0.82 4 15 50 0.8 3.5 50 

25 1.38 7.52 1.09 0.45 7.66 0.82 4 15 1.0 4.6 

26 1.25 7.51 1.09 0.47 7.67 0.80 3 13 1.1 4.9 

27 1.46 7.49 1.10 0.23 7.69 0.78 4 15 0.6 2.5 

28 1.73 7.49 1.12 0.22 7.70 0.78 4 19 100 0.5 2.4 

29 1.75 7.51 1.12 0.25 7.72 0.83 5 19 0.6 2.7 

30 1.46 7.54 1 09 0.30 7.73 0.84 3 16 0.7 3.3 

31 1.42 7.58 1 04 0.47 7.74 0.86 4 15 1.1 5.1 

Summa!) 41.64 7.65 1.04 13.14 7.57 0.78 108 441 350 30 139 100 
Sum Average (min .) Sum Average (min .) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Pur~ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 139 gallons 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 580 gallons 
NaF Sodium fluoride fluoridation 450 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken : I 21 I Number of repeat samples taken : I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.75 

H:\Operati ons\Water Treatment\ Wells\Reports\2020\2020 monthly operating reports.xlsx,July MOR 



Monthly Well Production Report 

System Type - All GW systems 

System Name: Greater Augusta Utility District 

PWSID#: 90080 
Designated operator name and ME Brian Tarbuck 
License#: 2026 

btarbuck@greateraugustautilitydistrict.org 

Reporting period (mont 

Signature 

Triangle 
Date 

Well 

1 0.94 

2 0.93 

3 0.85 

4 0.94 

5 0.93 

6 0.93 

7 0.30 

8 0.00 

9 0.00 

10 0.00 

11 0.23 

12 0.15 

13 0.39 

14 0.15 

15 0.00 

16 0.00 

17 0.00 

18 0.00 

19 0.00 

20 0.26 

21 0.69 

22 0.21 

23 0.19 

24 0.29 

25 0.27 

26 0.14 

27 0.22 

28 0.49 

29 0.65 

30 0.36 

31 0.64 

Sum 11.18 

Percent Triangle 

Percent Riverside 

TJ 
- ::: . I 

South 

Well 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.62 

0.90 

0.90 

0.93 

0.92 

0.92 

0.91 

0.91 

0.91 

0.90 

0.91 

0.90 

0.91 

0.40 

0.22 

0.00 

0.00 

0.00 

0.00 

0.00 

0.14 

0.16 

0.02 

0.00 

0.40 

12.87 

76% 

24% 

July, 2020 

August 7, 2020 

Daily water production (MG) 

Brookside 
Sum Riverside 

Well 
Triangle South #1 

Station HD-8 

0.30 1.24 0.00 

0.42 1.35 0.00 

0.16 1.01 0.00 

0.21 1.15 0.00 

0.30 1.23 0.00 

0.35 1.29 0.00 

0.47 1.39 0.00 

0.57 1.46 0.00 

0.50 1.40 0.00 

0.10 1.03 0.00 

0.00 1.15 0.00 

0.00 1.08 0.00 

0.00 1.31 0.00 

0.15 1.21 0.00 

0.35 1.26 0.00 

0.46 1.36 0.00 

0.35 1.26 0.00 

0.42 1.32 0.00 

0.30 1.21 0.00 

0.84 1.50 0.00 

1.07 1.98 0.00 

1.11 1.32 0.00 

1.11 1.29 0.00 

1.10 1.40 0.00 

1.10 1.38 0.00 

1.11 1.25 0.00 

1.10 1.46 0.00 

1.08 1.73 0.00 

1.09 1.75 0.00 

1.10 1.46 0.00 

0.38 1.42 0.00 

17.59 41.64 0.00 

System Information 

Treatment plant/pump station: All wells 

Community System 

List any new or changed system information 
(facilities, treatments , sources, operators, 
address, tele, etc.): 

Riverside Sum 
Sum 

North #2 Riverside 
All wells 

HD-7 Station 

0.29 0.29 1.53 

0.50 0.50 1.86 

0.50 0.50 1.52 

0.27 0.27 1.42 
0.36 0.36 1.60 

0.36 0.36 1.65 

0.50 0.50 1.89 

0.35 0.35 1.81 

0.43 0.43 1.84 
0.53 0.53 1.56 

0.67 0.67 1.82 
0.48 0.48 1.56 

0.71 0.71 2.02 
0.40 0.40 1.61 

0.63 0.63 1.88 
0.35 0.35 1.71 

0.55 0.55 1.81 
0.34 0.34 1.66 

0.50 0.50 1.71 

0.33 0.33 1.84 

0.38 0.38 2.36 

0.52 0.52 1.84 

0.44 0.44 1.74 

0.33 0.33 1.73 

0.45 0.45 1.83 

0.47 0.47 1.72 

0.23 0.23 1.69 

0.22 0.22 1.95 

0.25 0.25 2.00 

0.30 0.30 1.76 

0.47 0.47 1.89 

13.13 13.14 54.78 

Avg flow 1.77 
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Triangle Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: - ~ Ju~ 2920 Notes: See notes below for specific operating conditions. 

4:/// Date IGAUD mg/L I Location I HETL mg/L 

Signature: 8/7/2020 711612020 13:55 I 0.60 !western Station I 0.5 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units : Mgals gallons mg/L mg/L Oi;ierating comments 

1 1.24 43 0.78 0.63 

2 1.35 46 0.73 0.61 

3 1.01 35 0.67 0.63 

4 1.15 41 0.68 0.65 

5 1.23 44 0.67 0.64 

6 1.29 14 0.26 0.19 F- pump failure; replacement parts ordered 

7 1.39 0 0.07 0.00 

8 1.46 0 0.06 0.00 

9 1.40 0 0.06 0.00 

10 1.03 0 0.06 0.00 

11 1.15 0 0.06 0.00 

12 1.08 0 0.06 0.00 

13 1.31 0 0.06 0.00 
,. 

14 1.21 21 0.42 0.32 F- pump repaired and returned to service 

15 1.26 42 0.68 0.60 

16 1.36 42 0.69 0.56 

17 1.26 42 0.79 0.61 

18 1.32 45 0.75 0.61 

19 1.21 40 0.72 0.60 

20 1.50 47 0.71 0.56 

21 1.98 67 0.67 0.61 

22 1.32 45 0.62 0.62 

23 1.29 43 0.68 0.60 

24 1.40 45 0.78 0.58 

25 1.38 47 0.78 0.62 

26 1.25 42 0.77 0.60 

27 1.46 50 0.75 0.62 

28 1.73 50 0.68 0.52 

29 1.75 59 0.77 0.61 

30 1.46 50 0.77 0.62 

31 1.42 48 0.79 0.61 

Avg 1.34 33.93 0.55 0.45 

Min 1.01 0.00 0.06 0.00 

Max 1.98 67.38 0.79 0.65 

Total 41 .64 1,051 .70 -
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: ,,/ IJJJly,_}820 Notes: See notes below for specific operating conditions. 

4V Date GAUD mg/L I Location I HETL mg/L 

Signature: 8/7/2020 7/16/2020 13:15 0.57 I 12 Williams Street I 0.5 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units : Mgals gallons mg/L mg/L Ogerating comments 

1 0.29 10 0.77 0.63 

2 0.50 18 0.70 0.65 

3 0.50 18 0.67 0.64 

4 0.27 9 0.67 0.59 

5 0.36 14 0.67 0.69 

6 0.36 12 0.67 0.59 

7 0.50 18 0.68 0.65 

8 0.35 13 0.66 0.68 

9 0.43 15 0.64 0.62 

10 0.53 18 0.71 0.61 

11 0.67 24 0.71 0.64 

12 0.48 15 0.62 0.56 

13 0.71 22 0.63 0.56 

14 0.40 14 0.72 0.63 

15 0.63 21 0.71 0.60 

16 0.35 13 0.68 0.67 

17 0.55 19 0.68 0.63 

18 0.34 11 0.66 0.59 

19 0.50 18 0.63 0.64 

20 0.33 11 0.60 0.60 

21 0.38 14 0.76 0.67 

22 0.52 18 0.74 0.62 

23 0.44 15 0.67 0.61 

24 0.33 10 0.69 0.54 

25 0.45 15 0.71 0.60 

26 0.47 17 0.71 0.65 

27 0.23 8 0.74 0.63 

28 0.22 8 0.76 0.66 

29 0.25 9 0.82 0.65 

30 0.30 10 0.75 0.61 

31 0.47 17 0.71 0.65 

Avg 0.42 14.65 0.70 0.62 

Min 0.22 8.00 0.60 0.54 

Max 0.71 24.00 0.82 0.69 

Total 13.14 454.00 -
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Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: July, 2020 Reporting date: 8/7/2020 

Flow 
Average Tagus Sodium hypochlorite 

Date 
(gallons) 

chlorine residual usage Operating notes 

(mg/L) (gallons) 

7/1/2020 136,760 1.37 0.70 

7/2/2020 151,070 1.32 0.90 

7/3/2020 139,980 1.30 0 .70 

7/4/2020 68,440 1.33 0.40 

7/5/2020 137,840 1.35 0.70 

7/6/2020 150,670 1.37 0.90 

7/7/2020 139,440 1.28 0.70 

7/8/2020 74,060 1.34 0.40 

7/9/2020 148,930 1.36 0.70 

7/10/2020 148,400 1.38 0.80 

7/11/2020 89,310 1.34 0.50 

7/12/2020 122,850 1.41 0.70 

7/13/2020 152,950 1.31 0.80 

7/14/2020 144,910 1.28 0.80 

7/15/2020 113,780 1.31 0.70 

7/16/2020 117,370 1.38 0.60 

7/17/2020 127,550 1.34 0.70 

7/18/2020 133,550 1.29 0.80 

7/19/2020 70,590 1.26 0.40 

7/20/2020 140,370 1.28 0.80 

7/21/2020 134,360 1.28 0.80 

7/22/2020 141,980 1.31 0.80 

7/23/2020 140,910 1.31 0.80 

7/24/2020 102,540 1.29 0.60 

7/25/2020 109,630 1.27 0.70 

7/26/2020 101,470 1.22 0.60 

7/27/2020 117,510 1.24 0.70 

7/28/2020 182,490 1.19 1.10 

7/29/2020 175,260 1.23 1.00 

7/30/2020 137,170 1.31 1.00 

7/31/2020 142,510 1.33 1.00 

Sum 3,994,650 - 22.80 

Average 128,860 1.31 0.74 

Max ~ 1.41 -



Brian Tarbuck, General Manager 
btarbuck@greateraugustautilitydistrict.org 

Ken Knight, Board Chair 
kknight @greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 
cwa rren@greateraugusta uti I itydistri ct.a rg 

Bob Corey, Treasurer 
bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

September 4, 2020 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Water I 'iewer I Storm Water 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 
cmunson@greateraugustautilitydistrict.org 

Pat Paradis 
pparadis@greateraugustaut ilit ydistrict.org 

Bradley Sawyer 
bsawyer@greateraugustautilitydist rict.org 

Keith Luke, Augusta ex-officio member 
kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict .org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of August, 2020. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

If y°'Z7'' please contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW s stems Treatment planUpump station: Triangle & Riverside .----''---------------I 

S stem Name: Greater Au usta Utili District Community water system 1---~------1,------------~-------1 
PWSID#: 90080 List any new or changed system information and any f----------'---~--------------1 Designated operator name operational problems or comments below. 

and ME License#: 
btarbuck 

Si nature: 

August, 2020 

9/4/2020 

Water production, pH and free chlorine residual I Chemical usage 

Triangle Station Riverside Station Triangle Station Riverside Station 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons pH 
free Gallons 

pH 
free 

chlorine chlorine 
(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 1.42 7.62 1 01 0.35 7.74 0.82 4 15 0.8 3.7 

2 1.30 7.64 0.99 0.48 7.74 0.83 4 14 1.1 5.0 

3 1.36 7.66 1.06 0.51 7.75 0.84 3 14 1.2 5.4 

4 1.45 7.67 118 0.53 7.76 0.83 4 16 1.2 5.6 

5 0.97 7.71 1.13 0.48 7.76 0.82 3 11 1.1 5.1 

6 1.41 7.72 1.12 0.28 7.76 0.80 4 15 100 0.6 3.2 50 

7 1.30 7.75 1.10 0.66 7.77 0.81 3 13 1.5 6.9 

8 1.46 7.76 1.10 0.45 7.77 0.80 3 15 1.1 4.8 

9 115 7.78 1.07 0.88 7.78 0.82 3 12 1.9 9.1 

10 1.28 7.78 1.10 0.58 7.78 0.78 4 14 1.4 6.1 

11 1.52 I 7.79 1.10 0.41 7.77 0.81 4 16 0.9 4.5 

12 1.79 7.79 0.90 0.42 7.78 0.88 4 19 1.0 5.0 300 

13 1.60 7.80 1 09 0.49 7.77 0.74 4 17 1.1 4.8 

14 1.52 7.81 1.10 0.45 7.78 0.77 4 17 1.0 4.9 

15 1.48 7.82 1.10 0.40 7.78 0.83 4 16 0.9 4.6 

16 1.31 7.84 1.10 0.44 7.78 0.83 3 14 1.0 4.9 

17 1.44 7.85 1.05 0.63 7.78 0.83 4 16 1.4 7.0 

18 1.44 7.85 0.97 0.41 7.78 0.82 3 15 1.0 4.9 50 

19 1.53 7.86 0.74 0.35 7.77 0.67 4 16 0.8 4.1 

20 1.48 7.87 0.71 0.47 7.77 0.49 4 16 550 1.1 5.5 

21 1.32 7.88 0.84 0.38 7.79 0.83 4 15 0.8 4.9 

22 1.37 7.88 1 02 0.46 7.79 0.89 3 18 1.1 6.0 

23 1.12 7.88 1 02 0.57 7.79 0.90 3 15 1.3 7.4 

24 1.46 7.88 1.23 0.55 7.78 0.92 4 18 1.2 7.3 

25 1.31 7.89 1.08 0.30 6.89 0.82 3 17 0.6 3.8 

26 1.13 7.90 1.12 0.43 7.77 0.91 3 15 1.0 5.6 50 

27 1.34 7.92 1.23 0.45 7.78 0.91 4 17 1.0 6.0 

28 1.52 7.93 1.31 0.38 7.78 0.89 3 19 0.9 5.1 

29 1.17 7.94 135 0.27 7.77 0.87 4 15 0.6 3.5 

30 1.16 7.94 1.33 0.43 7.77 0.89 3 15 0.9 5.7 

31 135 7.95 1.30 0.50 7.78 0.90 3 16 100 1.2 6.5 

Summa~ 42.46 7.82 0.71 14.37 7.74 0.49 111 484 750 33 166 450 
Sum Average (min .) Sum Average (min.) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Purl:!ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 144 gallons 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 650 gallons 
NaF Sodium fluoride fluoridation 1,200 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken : I 28 I Number of repeat samples taken : I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.63 
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Monthly Well Production Report 

System Type - All GW systems 

System Name: Greater Augusta Utility District 

PWSID#: 90080 
Designated operator name and ME Brian Tarbuck 
License#: 2026 

btarbuck@greateraugustautilitydistrict.org 

Reporting peri7;~ 
Signature 1 

Triangle 
Date 

Well 

1 0.96 

2 0.96 

3 0.96 

4 0.95 

5 0.97 

6 0.94 

7 0.95 

8 0.94 

9 0.95 

10 0.95 

11 0.93 

12 0.33 

13 0.00 
14 0.00 
15 0.00 

16 0.00 
17 0.40 
18 0.33 

19 0.41 
20 0.37 

21 0.23 

22 0.26 
23 0.00 

24 0.65 

25 0.96 

26 0.96 

27 0.95 

28 0.94 

29 0.95 

30 0.95 
31 0.95 

Sum 20.09 

Percent Triangle 

Percent Riverside 

South 

Well 

0.00 

0.00 

0.00 
0.00 

0.00 

0.21 

0.00 

0.00 

0.00 

0.00 
0.22 

0.81 

0.72 

0.63 
0.59 

0.40 
0.69 

1.12 

1.12 

1.11 
1.09 

1.11 

1.12 
0.36 

0.01 

0.00 

0.00 
0.00 

0.00 

0.00 
0.00 
11.33 

75% 

25% 

August, 2020 

September 4, 2020 

Daily water production (MG) 

Brookside 
Sum Riverside 

Well 
Triangle Sout h #1 

Station HD-8 

0.46 1.42 0.00 

0.33 1.30 0.00 

0.40 1.36 0.00 

0.50 1.45 0.00 

0.00 0.97 0.00 

0.26 1.41 0.00 

0.35 1.30 0.00 

0.52 1.46 0.00 

0.20 1.15 0.00 

0.33 1.28 0.00 

0.37 1.52 0.00 

0.65 1.79 0.00 

0.89 1.60 0.00 

0.89 1.52 0.00 

0.89 1.48 0.00 

0.91 1.31 0.00 

0.34 1.44 0.00 

0.00 1.44 0.00 

0.00 1.53 0.00 

0.00 1.48 0.00 

0.00 1.32 0.00 

0.00 1.37 0.00 

0.00 1.12 0.00 

0.45 1.46 0.00 

0.34 1.31 0.00 

0.17 1.13 0.00 

0.38 1.34 0.00 

0.58 1.52 0.00 

0.21 1.17 0.00 

0.21 1.16 0.00 

0.40 1.35 0.00 

11.04 42.46 0.01 

S~stem Information 

Treatment plant/pump station: All wells 

Community System 

List any new or changed system information 
(facilities, treatments , sources, operators, 
address, tele, etc.): 

Riverside Sum 
Sum 

North #2 Riverside 
All wells 

HD-7 Station 

0.35 0.35 1.77 
0.47 0.48 1.78 
0.51 0.51 1.87 
0.53 0.53 1.98 
0.48 0.48 1.45 
0.28 0.28 1.69 
0.66 0.66 1.96 

0.45 0.45 1.91 
0.88 0.88 2.03 
0.58 0.58 1.86 
0.41 0.41 1.93 
0.42 0.42 2.20 
0.49 0.49 2.09 
0.45 0.45 1.96 
0.40 0.40 1.88 
0.43 0.44 1.75 
0.63 0.63 2.07 
0.41 0.41 1.85 
0.35 0.35 1.88 
0.47 0.47 1.95 
0.38 0.38 1.71 
0.46 0.46 1.83 
0.57 0.57 1.68 
0.55 0.55 2.00 
0.30 0.30 1.61 
0.43 0.43 1.56 
0.45 0.45 1.79 
0.38 0.38 1.90 
0.27 0.27 1.44 
0.43 0.43 1.59 
0.50 0.50 1.84 
14.36 14.37 56.83 

Avg flow 1.83 
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Triangle Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 / 
Reporting period: Yu9J4/!, 2020 Notes: See notes below for specific operating conditions. 

A/1/-fU Date GAUD mg/L I Location I HETL mg/L 

Signature: 9/4/2020 8/5/2020 13:30 0.80 !western Station I 0.6 
'--V -

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L 0Qerating comments 

1 1.42 47 0.81 0.60 

2 1.30 45 0.81 0.62 

3 1.36 45 0.78 0.60 

4 1.45 50 0.74 0.62 

5 0.97 32 0.65 0.59 

6 1 .41 48 0.73 0.62 

7 1.30 43 0.66 0.60 

8 1.46 51 0.58 0.63 

9 1.15 40 0.51 0.63 

10 1.28 47 0.56 0.66 

11 1.52 55 0.66 0.65 

12 1.79 67 0.58 0.68 

13 1.60 61 0.58 0.68 

14 1.52 58 0.57 0.69 

15 1.48 56 0.60 0.68 

16 1.31 50 0.55 0.68 -~ 
17 1.44 27 0.35 0.33 The fluoride saturator needed to be removed 

18 1.44 0 0.10 0.00 from service for cleaning and routine 

19 1.53 0 0.10 0.00 maintenance. The saturator was returned to 

20 1.48 87 0.10 1.06 service on August 21. 

21 1.32 35 0.57 0.48 

22 1.37 50 0.93 0.65 

23 1.12 37 0.86 0.60 

24 1.46 48 0.87 0.59 

25 1.31 41 0.86 0.56 

26 1.13 34 0.81 0.54 

27 1.34 42 0.73 0.56 

28 1.52 46 0.67 0.55 

29 1.17 35 0.67 0.54 

30 1.16 35 0.66 0.54 

31 1.35 38 0.69 0.51 

Avg 1.37 43.60 0.62 0.57 

Min 0.97 0.00 0.10 0.00 

Max 1.79 86.85 0.93 1.06 

Total 42.46 1,351.45 -
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: 
Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period : ~gU)rt, }620 Notes: See notes below for specific operating conditions. 

~Af>/4___ Date !GAUD mg/L I Location I HETL mg/L 

Signature: 9/4/2020 81512020 14:10 I 0.77 I 12 Williams Street I 0.7 

Fluoride 

Mgals Gallons of makeup 
I 

Theoretical 
Date pumped water Daily Residual Calculation 

units : Mgals gallons mg/L mg/L Oi;1erating comments 

1 0.35 12 0.71 0.62 

2 0.48 17 0.69 0.64 

3 0.51 17 0.66 0.60 

4 0.53 18 0.65 0.62 

5 0.48 17 0.62 0.64 

6 0.28 10 0.61 0.63 

7 0.66 21 0.53 0.57 

8 0.45 15 0.45 0.60 

9 0.88 38 0.41 0.78 

10 0.58 9 0.27 0.28 The fill line to the spider at the bottom of the 

11 0.41 6 0.22 0.27 fluoride saturator had come loose and required 

12 0.42 11 0.53 0.47 the tank to be drained for repair. 

13 0.49 19 0.76 0.70 

14 0.45 18 0.86 0.73 

15 0.40 16 0.89 0.72 

16 0.44 17 0.90 0.70 

17 0.63 22 0.84 0.63 

18 0.41 14 0.81 0.62 

19 0.35 13 0.85 0.66 

20 0.47 18 0.89 0.68 

21 0.38 13 0.87 0.61 

22 0.46 16 0.85 0.62 

23 0.57 20 0.86 0.64 

24 0.55 19 0.80 0.62 

25 0.30 10 0.65 0.61 

26 0.43 12 0.72 0.51 

27 0.45 16 0.75 0.64 

28 0.38 13 0.75 0.62 

29 0.27 9 0.72 0.61 

30 0.43 15 0.74 0.63 

31 0.50 17 0.75 0.62 

Avg 0.46 15.74 0.70 0.61 

Min 0.27 6.00 0.22 0.27 

Max 0.88 38.00 0.90 0.78 

Total 14.37 488.00 -
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Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Tagus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: August, 2020 Reporting date : 9/4/2020 

I Average Togus Sodium hypochlorite 
Flow 

Date 
(gallons) 

chlorine residual usage Operating notes 

(mg/L) (gallons) 

8/1/2020 67,651 I 1.34 0.60 

8/2/2020 138,500 1.36 1.00 

8/3/2020 151,469 1.39 1.20 

8/4/2020 142,781 1.41 I 1.10 

8/5/2020 144,922 1.40 1.20 

8/6/2020 146,789 1.37 1.10 

8/7/2020 150,805 1.36 1.20 

8/8/2020 75,133 1.38 0.60 

8/9/2020 137,836 1.48 1.00 

8/10/2020 156,148 1.31 1.30 

8/11/2020 
I 

162,305 1.35 I 1.20 

8/12/2020 153,742 1.37 1.30 I 

8/13/2020 154,539 1.37 1.20 

8/14/2020 150,141 1.37 1.30 

8/15/2020 78,336 1.35 0.60 

8/16/2020 130,484 1.39 1.10 

8/17/2020 138,500 1.36 1.10 

8/18/2020 143,586 1.34 1.20 

8/19/2020 127,141 1.28 1.10 

8/20/2020 203,875 1.21 1.70 

8/21/2020 91,313 1.25 0.80 

8/22/2020 136,766 1.26 1.20 

8/23/2020 110,555 1.32 1.10 

8/24/2020 102,406 1.33 1.00 

8/25/2020 47,990 0.91 0.90 

8/26/2020 108,422 1.05 1.20 

8/27/2020 82,219 1.52 1.00 

8/28/2020 291,180 1.77 3.00 

8/29/2020 - no consumption 

8/30/2020 175,930 1.53 2.14 

8/31/2020 96,797 1.62 1.07 

Sum 3,998,258 ~ 35.51 

Average 128,976 1.36 1.18 

Max ~ 1.77 ~ 



Brian Tarbuck, General Manager 
btarbuck@greateraugustautilitydistrict.org 

Ken Knight, Board Chair 
kkn i g ht@grea te ra ugu sta uti I ityd istri ct. o rg 

Charlotte Warren, Hallowell voting member 

cwarren@greateraugustautilitydistrict.org 

Bob Corey, Treasurer 
bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 

khebert@greateraugustautilitydistrict.org 

October 5, 2020 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Wa ter I Sewer t Storm Water 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 
emu nson@greatera ugustauti I ityd istri ct.org 

Pat Paradis 
ppa radis@greate raugusta util itydistrict.org 

Bradley Sawyer 
bsawyer@greatera ugustauti I ityd istrict.org 

Keith Luke, Augusta ex-officio member 

kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict .org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of September, 2020. 

You should find the following documents: 

l. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

l. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

s, please contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW s stems Treatment plant/pump station: Triangle & Riverside ~-"-----------------! 

S stem Name: Greater Au usta Utili District Community water system _ _ __._ ____ _____ -'----'---'--'-'-....;;._;;.----,.____;_-'---'-'-----I 

PWSID#: 90080 List any new or changed system information and any t------------~---------------i 
Designated operator name operational problems or comments below. 
and ME License#: 
btarbuck 

Si nature: 

September, 2020 

10/5/2020 

Water production, pH and free chlorine residual I Chemical usage 

Triangle Station Riverside Station Triangle Station Riverside Station 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons 
pH 

free Gallons 
pH 

free 
chlorine chlorine 

(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 1.16 7.94 115 0.53 7.77 0.88 3 13 1.1 6.9 

2 1.19 7.95 1.12 0.43 7.77 0.87 4 12 1.0 5.7 

3 1.27 7.94 1.13 0.48 7.77 0.88 3 14 1.1 6.4 

4 1.29 7.95 1.11 0.35 7.77 0.86 4 14 50 0.8 4.7 50 

5 1.28 7.95 1.13 0.41 7.77 0.86 3 13 0.9 5.5 

6 0.95 7.96 1.13 0.50 7.77 0.86 3 11 1.2 6.6 

7 1.33 7.96 1.12 0.45 7.77 0.87 3 14 1.0 5.9 

8 1.32 7.96 1.08 0.49 7.77 1.09 4 14 50 1.1 6.6 

9 1.39 7.95 1.04 0.48 7.74 1.28 3 15 1.1 6.3 

10 1.32 7.95 1.03 0.44 7.77 1.19 4 14 0.9 5.5 

11 1.43 7.96 1.10 0.21 7.76 1.14 3 15 0.8 4.2 

12 1.30 7.98 1.11 0.40 7.77 1.15 4 14 0.9 4.9 

13 1.12 7.99 1.11 0.44 7.76 1.14 2 12 1.0 5.5 

14 1.30 7.99 118 0.49 7.76 1.12 4 14 100 1.1 5.9 

15 1.30 8.00 1.20 0.43 7.74 0.91 3 14 1.0 5.3 50 

16 1.34 8.01 1.24 0.35 7.75 1.02 3 15 0.8 4.3 

17 1.21 7.85 1.20 0.65 7.75 1.02 3 12 1.5 7.7 

18 1.31 7.71 1.17 0.39 7.75 1.00 3 14 0.9 4.8 50 

19 1.17 7.72 1.19 0.48 7.75 1.00 3 12 1.1 5.7 

20 1.09 7.73 1.21 0.54 7.75 1.00 2 12 1.3 6.4 

21 1.67 7.73 118 0.35 7.75 0.99 4 18 0.8 4.4 

22 1.43 7.73 1.14 0.86 7.75 1.00 3 15 50 1.9 10.1 

23 2.29 7.72 1.17 0.37 7.75 0.97 5 26 0.9 4.4 

24 2.21 7.72 1.18 0.38 7.74 0.94 5 24 0.9 4.9 

25 1.28 7.70 1.07 0.62 7.75 0.96 3 14 1.4 7.3 

26 1.91 7.71 1.09 0.47 7.75 0.94 4 20 1.1 5.6 

27 1.39 7.71 1.05 0.42 7.75 0.93 3 14 1.0 5.1 

28 1.07 7.71 1.05 0.66 7.75 0.98 3 11 1.5 7.7 

29 1.16 7.71 1.06 0.66 7.75 1.02 2 12 100 1.5 7.8 

30 0.97 7.70 1.04 0.61 7.75 1.01 3 10 1.4 7.2 

Summary 40.45 7.85 1.03 14.31 7.76 0.86 99 435 350 33 179 150 
Sum Average (min .) Sum Average (min .) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name PurE!ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration I Pb / Cu control 75% polyphosphate 132 gallons 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 613 gallons 
NaF Sodium fluoride fluoridation 500 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken : I 28 I Number of repeat samples taken : I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.76 
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Monthly Well Production Report 

System Type - All GW systems 

System Name: Greater Augusta Utility District 

PWSID#: 90080 
Designated operator name and ME Brian Tarbuck 
License#: 2026 

btarbuck@greateraugustautilitydistrict.org 

Reporting period L~r) September, 2020 

October 5, 2020 Signature v- 7 / / " ~ 
I ~ --

Daily water production (MG) 

Triangle 
Date 

Well 

1 0.95 

2 0.95 

3 0.95 

4 0.95 

5 0.94 

6 0.95 

7 0.94 

8 0.30 

9 0.02 

10 0.00 

11 0.00 

12 0.00 

13 0.00 

14 0.34 

15 0.39 

16 0.43 

17 0.30 

18 0.40 

19 0.25 

20 0.17 

21 0.73 

22 0.93 

23 0.87 

24 0.89 

25 0.53 

26 0.69 

27 0.92 

28 0.47 

29 0.00 

30 0.00 

Sum 15.26 

Percent Triangle 

Percent Riverside 

South 
Well 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.77 

1.11 

1.11 

1.10 

1.08 

1.12 

0.35 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.54 

0.47 

0.87 

0.74 

0.45 

1.07 

0.47 

0.15 

0.25 

0.05 

11.72 

74% 

26% 

Brookside 
Sum Riverside 

Triangle South #1 
Well 

Station HD-8 

0.20 1.16 0.00 

0.23 1.19 0.00 

0.31 1.27 0.00 

0.35 1.29 0.00 

0.34 1.28 0.00 

0.00 0.95 0.00 

0.39 1.33 0.00 

0.25 1.32 0.00 

0.26 1.39 0.03 

0.21 1.32 0.00 

0.33 1.43 0.00 

0.22 1.30 0.00 

0.00 1.12 0.00 

0.62 1.30 0.00 

0.91 1.30 0.00 

0.91 1.34 0.00 

0.91 1.21 0.00 

0.90 1.31 0.00 

0.91 1.17 0.00 

0.92 1.09 0.00 

0.41 1.67 0.00 

0.03 1.43 0.00 

0.55 2.29 0.00 

0.58 2.21 0.00 

0.30 1.28 0.00 

0.15 1.91 0.00 

0.00 1.39 0.00 

0.45 1.07 0.00 

0.91 1.16 0.00 

0.92 0.97 0.00 

13.47 40.45 0.03 

S)lstem Information 

Treatment plant/pump station : All wells 

Community System 

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.): 

Riverside Sum 
North #2 Riverside 

Sum 
All wells 

HD-7 Station 

0.53 0.53 1.69 

0.43 0.43 1.61 

0.48 0.48 1.75 

0.35 0.35 1.64 

0.41 0.41 1.70 

0.50 0.50 1.45 

0.45 0.45 1.78 

0.48 0.49 1.81 

0.45 0.48 1.87 

0.44 0.44 1.75 

0.21 0.21 1.64 

0.40 0.40 1.70 

0.44 0.44 1.55 

0.49 0.49 1.79 

0.43 0.43 1.72 

0.35 0.35 1.69 

0.65 0.65 1.86 

0.39 0.39 1.70 

0.48 0.48 1.64 

0.54 0.54 1.63 

0.35 0.35 2.02 

0.86 0.86 2.29 

0.37 0.37 2.66 

0.38 0.38 2.59 

0.62 0.62 1.90 

0.47 0.47 2.38 

0.42 0.42 1.81 

0.66 0.66 1.73 

0.66 0.66 1.82 

0.61 0.61 1.58 

14.28 14.31 54.76 

Avg flow 1.83 
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: !Triangle Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: l~pt~~r. 2020 Notes: See notes below for specific operating conditions. 

~ /Ill I Date !GAUD mg/L I Location I HETL mg/L 

Signature: A~//// 10/5/2020 911012020 11 : 15 I 0.66 !western Station I 0.7 
'V 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 1.16 35 0.69 0.55 

2 1.19 36 0.69 0.54 

3 1.27 39 0.67 0.55 

4 1.29 39 0.66 0.54 

5 1.28 39 0.68 0.55 

6 0.95 29 0.68 0.55 

7 1.33 42 0.69 0.56 

8 1.32 38 0.65 0.51 

9 1.39 41 0.63 0.54 

10 1.32 41 0.63 0.56 

11 1.43 45 0.67 0.56 

12 1.30 42 0.69 0.58 

13 1.12 35 0.68 0.56 

14 1.30 36 0.64 0.49 

15 1.30 40 0.67 0.56 

16 1.34 43 0.76 0.57 

17 1.21 38 0.80 0.57 

18 1.31 41 0.73 0.57 

19 1.17 36 0.69 0.56 

20 1.09 33 0.70 0.54 

21 1.67 50 0.66 0.54 

22 1.43 43 0.64 0.54 

23 2 .29 78 0.70 0.62 

24 2 .21 77 0.82 0.63 

25 1.28 44 0.75 0.63 

26 1.91 67 0.67 0.63 

27 1.39 48 0.65 0.61 

28 1.07 36 0.65 0.61 

29 1.16 35 0.67 0.55 

30 0 .97 34 0.74 0.63 

Avg 1.35 42.62 0.69 0.57 

Min 0.95 29.10 0.63 0.49 

Max 2.29 78.45 0.82 0.63 

Total 40.45 1,278.70 -
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 
/ 

Reporting period: j#pt~Jri'!Jlr, 2020 Notes: See notes below for specific operating conditions. 

4t<V Date GAUD mg/L I Location I HETL mg/L 

Signature: 10/5/2020 9/10/2020 11 : 15 0.71 I 12 Williams Street I 0.7 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 0.53 18 0.72 0.62 

2 0.43 14 0.72 0.59 

3 0.48 16 0.72 0.60 

4 0.35 10 0.72 0.51 

5 0.41 13 0.73 0.57 

6 0.50 17 0.74 0.61 

7 0.45 16 0.74 0.64 

8 0.49 16 0.70 0.59 

9 0.48 16 0.74 0.60 

10 0.44 14 0.74 0.58 

11 0.21 12 0.71 1.03 

12 0.40 13 0.74 0.59 

13 0.44 15 0.75 0.62 

14 0.49 17 0.75 0.63 

15 0.43 12 0.67 0.51 

16 0.35 11 0.76 0.57 

17 0.65 22 0.71 0.61 

18 0.39 11 0.73 0.51 

19 0.48 16 0.76 0.61 

20 0.54 19 0.78 0.64 

21 0.35 11 0.77 0.57 

22 0.86 30 0.69 0.63 

23 0.37 12 0.60 0.59 

24 0.38 13 0.64 0.61 

25 0.62 22 0.67 0.63 

26 0.47 16 0.67 0.61 

27 0.42 15 0.66 0.65 

28 0.66 22 0.66 0.60 

29 0.66 23 0.66 0.63 

30 0.61 21 0.66 0.62 

Avg 0.48 16.10 0.71 0.61 

Min 0.21 10.00 0.60 0.51 

Max 0.86 30.00 0.78 1.03 

Total 14.31 483.00 -
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· Greater Augusta Utility District, PWSID 90080 ~ 

Operator: Brian Tarbuck, 2026 4_ 
Togus Disinfection Station, Route 17 Augusta, Maine , ~ ~ ~ 
Reporting month: September, 2020 Reporting date: 10/5/2020 

Flow 
Average Togus Sodium hypochlorite 

Date 
(gallons) 

chlorine residual usage Operating notes 

(mg/L) (gallons) 

9/1/2020 143,044 1.55 

9/2/2020 128,350 1.60 1.00 

9/3/2020 70,580 1.60 0.90 

9/4/2020 137,430 1.57 1.40 

9/5/2020 132,360 1.59 

9/6/2020 66,710 1,56 

9/7/2020 130,750 1.59 

9/8/2020 141,710 1.57 

9/9/2020 139,570 1.54 1.30 lightning strike impaired ability to trend 

9/10/2020 78,340 151 realtime hypchlorite use 

9/11/2020 132,890 1.53 

9/12/2020 125,810 1.50 

9/13/2020 64,830 1.49 

9/14/2020 136,100 1.45 

9/15/2020 66,040 2.21 

9/16/2020 133,290 1.22 

9/17/2020 143,990 1.42 

9/18/2020 143,980 1.38 

9/19/2020 65,110 1.39 0.70 normal data archiving restored 

9/20/2020 70,590 1.44 0.60 

9/21/2020 161,500 1.72 1.50 

9/22/2020 66,430 1.45 0.70 

9/23/2020 118,850 1.76 1.10 

9/24/2020 136,110 1.60 1.30 

9/25/2020 135,420 1.45 1.30 

9/26/2020 64,710 1.47 0.60 

9/27/2020 67,110 1.41 0.60 

9/28/2020 139,830 1.41 1.30 

9/29/2020 71,390 1.90 0.70 

9/30/2020 145,730 1.83 1.20 

Sum 3,455,351 ~ 18.34 

Average 111,463 1.56 1.08 

Max ~ 2.21 ~ 



Brian Tarbuck, General M anage r 

bta r bu ck@greate ra ugusta uti I ityd i strict. o rg 

Ken Knight, Board Chair 

kknight@greateraugustautilitydistrict.org 

Charlotte Wa rren, Hallowe ll voting member 

cwarren@greateraugustautilitydistrict.o rg 

Bob Corey, Treasurer 

bco rey@greate ra ugu sta uti I ityd i strict. o rg 

Kirsten Hebert 

kh e be rt@g reate ra u gusta uti I ityd i strict. org 

November 5, 2020 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

\Nater I Sewer I Storm W<>tci 

www .g re ate ra u g u sta ut i Ii t yd i st ri ct . o rg 

12 Williams Street 
Augusta, ME 04330-5225 

(207) 622-3701 

Cecil Munson 

cmunson@greateraugustautilitydistrict.org 

Pat Paradis 

p pa rad i s@greate ra ugusta u ti I ityd i strict. o rg 

Bradley Sawyer 

bsawyer@greateraugustauti litydistrict.org 

Ke ith Luke, Augusta ex-officio member 

kluke@greateraugustautilitydistrict .org 

Ca ry Colwell, Hallowell ex-offi cio member 

ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of October, 2020. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Togus disinfection report . 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

ease contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW systems Treatment plant/pump station: Triangle & Riverside 

System Name: I Greater Augusta Utilitv District Community water system 

PWSID#: 190080 List any new or changed system information and any 
Designated operator name I Brian Tarbuck operational problems or comments below. 
and ME License#: 12026 
btarbuck@greateraugustautilitydistrict.org 
Reporting period: /ti~ October, 2020 

Signature: 
/ .,t\.-,1' ' 

11/5/2020 .; 

T;i~:g:: ;::;o:- ,.r., _ 

... .. ·•. ,; 

Triangle Stati:: ,.,.. --
··. . :tt,; <:+;f"> .. : 

Average I Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons 
pH 

free Gallons 

I 
pH 

free 
chlorine chlorine 

(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 1.26 7.71 1.08 0.37 7.76 1.01 2 13 0.8 4.6 50 

2 0.93 7.71 1.10 0.86 7.76 1.02 3 9 100 2.0 10.0 

3 0.99 7.72 1.10 0.73 7.76 1.01 2 10 1.6 8.5 I 

4 1.02 7.72 1.10 0.56 7.76 1.01 2 11 1.3 6.6 

5 1.08 7.72 1.10 0.59 7.75 1.00 3 11 1.3 6.9 I 
6 1.02 7.72 1.11 0.73 7.76 0.99 2 11 1.7 8.5 

7 0.93 7.72 1.11 0.67 7.76 0.97 2 10 1.5 7.8 

8 1.04 7.72 1.09 0.67 7.76 0.96 3 11 I 1.5 7.8 I 
9 1.10 7.71 1 09 0.55 7.76 1.01 2 11 1.3 6.3 

10 1 05 7.72 1.11 0.60 7.76 1.07 3 I 11 1.4 7.0 ~ 
11 0.92 7.72 1.09 0.53 7.76 1.07 2 ' 9 1.2 6.1 : 
12 1.01 7.73 1.09 0.53 7.76 1.08 2 11 1.2 6.2 

13 0.85 7.73 I 1.05 0.86 7.76 1.09 2 9 1.9 9.9 I 
I 

14 0.96 7.73 1.02 0.63 7.76 1.07 3 10 100 1.5 7.4 i 

15 0.96 7.73 1.03 0.59 i 7.76 1.06 2 10 1.3 7.0 50 

16 0.79 7.73 1.02 0.63 I 7.76 1 05 2 8 1.4 7.4 I 
17 0.95 7.73 1.02 0.46 7.76 1.06 2 10 1.1 5.4 

18 0.95 7.73 1.03 0.54 I 7.76 1.06 2 10 1.2 6.2 

19 0.76 7.73 0.98 0.74 I 7.76 1.06 2 8 1.7 8.5 I 
20 1.10 7.74 1.02 0.61 7.76 1.06 3 11 1.4 7.1 

21 0.90 7.73 0.94 0.60 7.76 1.05 2 9 1.4 6.9 

22 1.09 7.74 1.15 0.62 7.76 1.04 2 13 100 1.4 7.1 

23 0.84 7.74 1.06 0.61 7.75 1.04 2 9 1.4 7.2 

24 0.81 7.74 1.06 0.64 7.74 1.04 2 9 1.4 7.3 

25 1.03 7.74 1.10 0.44 7.74 1.03 2 12 1.0 5.2 

26 1.02 7.74 1.17 0.43 7.72 1.03 3 11 1.0 5.0 

27 0.93 7.74 1.29 0.63 7.71 1.03 2 11 1.5 7.4 50 

28 0.93 7.74 1.28 0.55 7.70 1 03 2 10 1.2 6.4 

29 0.93 7.74 1.22 0.63 7.70 1.03 3 10 1.5 · 7.3 

30 0.93 7.74 1.18 0.62 7.70 1.02 2 10 1.4 7.2 50 

31 0.77 7.74 
' 

1.12 0.42 7.70 1.02 2 9 0.9 4.9 

Summa!) 29.84 7.73 0.94 18.63 7.75 0.96 70 318 300 42 216 I 200 
Sum Average (min.) Sum Average (min.) (total) (total) (total} (total} (total) (total} 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Pur(!ose I Chemical Strength I Total I Units 
Cale Calciquest 75 / 25 calcium sequestration / Pb / Cu control I 75% polyphosphate I 112lgallons 
Hypo Sodium hypochlorite . primary and secondary disinfection i 12.50% i 535Igallons 
NaF Sodium fluoride I fluoridation I I 500[pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.69 
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Monthly Well Production Report 

System Type - All GW systems 
System Name: Greater Augusta Utility District 

PWSID#: 90080 
Designated operator name and ME Brian Tarbuck 
License#: 2026 

btarbuck®areaterauaustautilitvdistrict.ora 

Reporting period~ 

Signature ~-

Triangle 
Date 

Well 

1 0.00 

2 0.00 

3 0.00 

4 0.00 

5 0.00 

6 0.00 

7 0.00 

8 0.00 

9 0.00 

10 0.00 

11 0.00 

12 0.00 

13 0.39 

14 0.96 

15 0.95 

16 0.78 

17 0.95 

18 0.95 

19 0.21 

20 0.00 

21 0.00 

22 0.00 

23 0.00 

24 0.00 

25 0.00 

26 0.28 

27 0.00 

28 0.00 

29 0.00 

30 0.00 

31 0.18 

Sum 5.65 

Percent Triangle 

Percent Riverside 

South 

Well 

0.36 

0.00 

0.07 

0.11 

0.17 

0.10 

0.00 

0.13 

0.19 

0.13 

0.00 

0.09 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.55 

1.10 

0.76 

1.09 

0.78 

0.81 

0.90 

0.24 

0.00 

0.00 

0.00 

0.00 

0.00 

7.62 

61% 

39% 

October, 2020 

November 5, 2020 

Daily water production (MG) 

Brookside 
Sum Riverside 

Well 
Triangle South #1 

Station HD-8 

0.90 1.26 0.00 

0.93 0.93 0.00 

0.92 0.99 0.00 

0.91 1.02 0.00 

0.91 1.08 0.00 

0.92 1.02 0.00 

0.92 0.93 0.00 

0.91 1.04 0.00 

0.91 1.10 0.00 

0.91 1.05 0.00 

0.92 0.92 0.00 

0.91 1.01 0.00 

0.46 0.85 0.00 

0.00 0.96 0.00 

0.00 0.96 0.00 

0.00 0.79 0.00 

0.00 0.95 0.00 

0.00 0.95 0.00 

0.00 0.76 0.00 

0.00 1.10 0.00 

0.14 0.90 0.00 

0.00 1.09 0.00 

0.06 0.84 0.00 

0.00 0.81 0.00 

0.13 1.03 0.00 

0.50 1.02 0.00 

0.93 0.93 0.00 

0.93 0.93 0.00 

0.93 0.93 0.00 

0.92 0.93 0.00 

0.59 0.77 0.00 

16.58 29.84 0.00 

S~stem Information 
Treatment plant/pump station: All wells 

Community System 

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.): 

. ' 

Riverside Sum 
Sum 

North #2 Riverside 
All wells 

HD-7 Station 
= · 

0.37 0.38 1.64 

0.86 0.88 1.81 

0.73 0.74 1.73 

0.56 0.57 1.59 

0.59 0.61 1.69 

0.73 0.74 1.76 

0.67 0.69 1.62 

0.67 0.68 1.72 

0.55 0.56 1.66 

0.60 0.62 1.66 

0.53 0.54 1.46 

0.53 0.54 1.54 

0.86 0.88 1.73 

0.63 0.65 1.61 

0.59 0.60 1.56 

0.63 0.65 1.44 

0.46 0.47 1.42 

0.54 0.55 1.50 

0.74 0.76 1.52 

0.61 0.62 1.73 

0.60 0.61 1.51 

0.61 0.63 1.72 

0.61 0.63 1.47 

0.64 0.65 1.46 

0.44 0.45 1.48 

0.43 0.44 1.46 

0.63 0.64 1.57 

0.55 0.56 1.49 

0.63 0.64 1.57 

0.62 0.63 1.56 

0.42 0.43 1.20 

18.62 19.03 48.88 

Avg flow 1.58 
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: !Triangle Station 

System Name: 
Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: / ~C?<;t6~r, 2020 Notes: See notes below for specific operating conditions. 

fl>~ Date GAUD mg/L !Location I HETL mg/L 

Signature: 11/5/2020 10/8/2020 13:20 0.75 !western Station I 0.7 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 1.26 44 0.77 0.63 

2 0.93 26 0.70 0.51 

3 0.99 33 0.68 0.59 

4 1.02 35 0.68 0.62 

5 1.08 36 0.67 0.60 

6 1.02 35 0.67 0.61 

7 0.93 33 0.71 0.64 

8 1.04 37 0.73 0.64 

9 1.10 38 0.73 0.63 

10 1.05 36 0.71 0.63 

11 0.92 33 0.73 0.65 

12 1.01 34 0.74 0.62 

13 0.85 29 0.73 0.62 

14 0.96 30 0.74 0.56 

15 0.96 33 0.74 0.63 

16 0.79 28 0.75 0.65 

17 0.95 33 0.76 0.63 

18 0.95 34 0.76 0.65 

19 0.76 27 0.71 0.64 

20 1.10 40 0.68 0.65 

21 0.90 31 0.77 0.63 

22 1.09 36 0.76 0.58 

23 0.84 30 0.78 0.64 

24 0.81 29 0.77 0.65 

25 1.03 38 0.80 0.66 

26 1.02 36 0.77 0.64 

27 0.93 32 0.74 0.61 

28 0.93 32 0.73 0.62 ___ ,_ 

29 0.93 31 0.73 0.60 

30 0.93 32 0.73 0.62 

31 0.77 26 0.73 0.61 

Avg 0.96 33.18 0.73 0.62 

Min 0.76 26.45 0.67 0.51 

Max 1.26 43.69 0.80 0.66 

Total 29.84 1,028.57 -
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Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name: 

PWSID#: 90080 

Reporting period: 

Signature: 

Greater Augusta 
Utility District 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location HETL mg/L 

11/5/2020 10/8/2020 10:40 0.69 12 Williams Street 0.7 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 0.37 10 0.68 0.49 

2 0.86 30 0.70 0.63 

3 0.73 26 0.72 0.64 

4 0.56 19 0.72 0.61 

5 0.59 21 0.72 0.64 

6 0.73 25 0.72 0.62 

7 0.67 24 0.72 0.64 

8 0.67 23 0.73 0.62 

9 0.55 20 0.74 0.65 

10 0.60 22 0.75 0.66 

11 0.53 18 0.75 0.62 

12 0.53 19 0.76 0.65 

13 0.86 32 0.76 0.67 

14 0.63 23 0.71 0.65 

15 0.59 18 0.68 0.55 

16 0.63 23 0.68 0.65 

17 0.46 17 0.69 0.67 

18 0.54 19 0.70 0.63 

19 0.74 27 0.70 0.66 

20 0.61 22 0.70 0.65 

21 0.60 22 0.70 0.66 

22 0.62 22 0.70 0.64 

23 0.61 22 0.70 0.64 

24 0.64 24 0.70 0.68 

25 0.44 16 0.72 0.66 The water meter that records flow 
26 0.43 16 0.72 0.67 to SCADA was reset on October 30. 
27 0.63 20 0.66 0.57 There was a problem correlating the 
28 0.55 20 0.71 0.66 pulse count in the PLC to SCADA 
29 0.63 23 0.75 0.66 / which wasn't discovered until we 
30 0.62 ~ 0.76 ~ downloaded data for the monthly 
31 0.42 ~ 0.76 reports. 

Avg 0.60 21.48 0.72 0.64 

Min 0.37 10.00 0.66 0.49 

Max 0.86 32.00 0.76 0.68 

Total 18.63 623.00 -
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Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 ,,4'~ 
Togus Disinfection Station, Route 17 Augusta, Maine 4~ ~. ,l . i 
Reporting month: October. 2020 Reporting date: 11/5/ 020 

Flow 
Average Togus Sodium hypochlorite 

Date 
(gallons) 

chlorine residual usage Operating notes 
(mg/L) (gallons) 

10/1/2020 135,829 1.77 0.90 

10/2/2020 68,852 1.80 0.50 

10/3/2020 123,797 1.79 0.90 

10/4/2020 66,578 1.84 0.40 

10/5/2020 74,063 1.66 0.50 

10/6/2020 131,547 1.47 0.90 

10/7/2020 136,500 1.36 0.90 

10/8/2020 72,328 1.50 0.50 

10/9/2020 136,492 1.40 0.90 

10/10/2020 63,508 1.46 0.40 

10/11/2020 67,914 1.39 0.40 

10/12/2020 78,211 1.34 0.50 

10/13/2020 121,922 1.55 0.80 

10/14/2020 136,367 1.51 0.90 

10/15/2020 70,047 1.64 0.50 

10/16/2020 133,828 1.63 1.00 

10/17/2020 64,703 1.52 0.40 

10/18/2020 125,398 1.56 0.90 

10/19/2020 74,734 1.65 0.60 

10/20/2020 137,438 1.61 1.00 

10/21/2020 135,023 1.52 0.90 

10/22/2020 68,719 1.55 a.so 
10/23/2020 145,453 1.54 1.10 

10/24/2020 66,711 1.55 0.50 

10/25/2020 67,250 1.55 0.40 

10/26/2020 122,188 1.63 0.90 

10/27/2020 62,438 1.62 0.50 

10/28/2020 64,836 1.61 0.40 

10/29/2020 104,414 1.61 0.80 

10/30/2020 60,828 1.62 0.40 

10/31/2020 58,953 1.59 0.40 

Sum 2,976,868 ~ 20.60 

Average 96,028 1.58 0.66 

Max ~ 1.84 ~ 



Brian Tarbuck, General Manager 
btarbuck@greateraugustautilitydistrict.org 

Ken Knight, Board Chair 
kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 
cwarren@greateraugustautilitydistrict.org 

Bob Corey, Treasurer 
bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

December 4, 2020 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 
cm u nson@greatera ugustautilityd istrict.org 

Pat Paradis 
pparadis@greateraugustautilitydistrict.org 

Bradley Sawyer 
bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 
kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of November, 2020. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

If y2 ~please contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type -All GW s stems Treatment plant/pump station: Triangle & Riverside ,----------------------1 

S stem Name: Greater Au usta Utili District Community water system __ ...... ____ ----1-----------------1 
PWSID#: 90080 List any new or changed system information and any 1-----------'---...--------------1 

Designated operator name operational problems or comments below. 
and ME License#: 
btarbuck 

November, 2020 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons 
pH 

free Gallons 
pH 

free 
chlorine chlorine 

(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

0.93 7.75 1.17 0.71 7.69 1.02 2 10 1.6 8.2 

2 0.64 7.75 1.10 0.65 7.69 1.02 2 7 100 1.5 7.6 

3 0.96 7.75 1.09 0.60 7.69 1.01 2 11 0.1 7.0 

4 0.95 7.75 1.07 0.36 7.69 0.98 2 10 0.9 4.4 

5 1.25 7.76 1.10 0.24 7.68 0.95 3 13 0.5 3.2 

6 0.96 7.75 1.11 0.77 7.68 1.00 2 10 1.8 9.0 

7 0.86 7.75 1.06 0.44 7.68 0.97 2 9 1.0 5.3 

8 0.94 7.75 1.06 0.40 7.68 0.95 2 10 0.9 4.8 

9 1.09 7.75 1.07 0.56 7.68 0.97 3 12 1.3 6.6 

10 0.93 7.75 1.07 0.52 7.67 0.96 2 10 50 1.2 6.2 

11 0.93 7.75 1.14 0.67 7.67 0.96 2 11 1.5 8.0 

12 0.93 7.75 1.14 0.57 7.67 0.95 3 10 1.3 6.8 

13 0.93 7.75 1.15 0.63 7.67 0.97 2 11 1.4 7.3 50 

14 0.88 7.75 1.11 0.36 7.67 0.94 2 10 0.9 4.3 

15 0.92 7.76 1.14 0.52 7.66 0.95 3 11 1.1 6.0 

16 0.88 7.76 1.09 0.57 7.66 0.95 2 10 1.3 6.6 

17 1.06 7.76 1.09 0.46 7.66 0.93 2 12 1.1 5.5 

18 0.74 7.77 1.04 0.74 7.66 0.90 2 8 1.7 8.4 

19 1.09 7.77 1.09 0.43 7.66 1.00 3 12 0.9 4.9 50 

20 0.67 7.77 1.05 0.66 7.66 1.10 1 8 50 1.5 7.5 

21 1.08 7.77 1.13 0.41 7.66 1.08 3 12 1.0 4.8 

22 0.61 7.77 1.06 0.58 7.67 1.10 1 7 1.3 6.6 

23 0.81 7.78 1.11 0.59 7.67 1.10 2 9 1.3 6.9 

24 0.93 7.78 1.15 0.54 7.67 1.10 3 11 1.2 6.3 

25 0.93 7.78 1.18 0.55 7.67 1.10 2 10 1.3 6.3 

26 0.35 7.78 1.12 0.86 7.67 1.11 1 4 1.9 9.8 

27 0.92 7.79 1.17 0.67 7.67 1.10 2 11 1.5 7.6 

28 0.65 7.79 1.13 0.55 7.68 1.09 2 7 1.3 6.4 

29 0.79 7.79 1.16 0.61 7.68 1.08 2 9 1.4 7.0 

30 1.31 7.79 1.12 0.49 7.68 1.08 3 14 1.1 5.8 

Summa 26.90 7.76 1.04 16.68 7.67 0.90 65 301 200 37 194 100 
Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Puri2ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 102 gallons 
Hypo_ Sodium hypochlorite primary and secondary disinfection 12.50% 496 gallons 
NaF Sodium fluoride fluoridation 300 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.68 
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Monthly Well Production Report System Information 
System Type - All GW s stems Treatment plant/pump station: ......... _______________ _ All wells 

s stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License #: 2026 dd t I t ...._ ____________ a ress, e e, e c. : 

November, 2020 

December 3, 2020 

Daily water production (MG) 

Riverside Riverside Sum 
Date South #1 North #2 Riverside 

HD-8 HD-7 Station 
1 0.00 0.71 0.71 

2 0.00 0.65 0.65 

3 0.00 0.60 0.60 

4 0.00 0.36 0.36 

5 0.00 0.24 0.24 

6 0.00 0.77 0.77 

7 0.00 0.44 0.44 

8 0.00 0.40 0.40 

9 0.00 0.56 0.56 

10 0.00 0.52 0.52 

11 0.00 0.67 0.67 

12 0.00 0.57 0.57 

13 0.00 0.63 0.63 

14 0.00 0.36 0.36 

15 0.00 0.52 0.52 

16 0.00 0.57 0.57 

17 0.00 0.46 ·0.46 

18 0.00 0.74 0.74 

19 0.00 0.42 0.42 

20 0.00 0.66 0.66 

21 0.00 0.41 0.41 

22 0.00 0.58 0.58 

23 0.00 0.59 0.59 

24 0.00 0.54 0.54 

25 0.00 0.55 0.55 

26 0.00 0.86 0.86 

27 0.00 0.67 0.67 

28 0.00 0.55 0.55 

29 0.00 0.61 0.61 

30 0.00 0.49 0.49 

Sum 0.00 16.68 16.68 

Percent Triangle 62% Avg flow 1.45 

Percent Riverside 38% 
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Triangle Station 

System Name: I Greater Augusta Chemical Used:ISodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: .,, I No~el'J)'ber, 2020 Notes: See notes below for specific operating conditions. 

-~1ttJI- Date GAUD mg/L !Location I HETLmg/L 

Signature: 12/3/2020 11/5/2020 13:40 0.76 !western Station I 0.7 
ll,.9;' 

Fluoride 

Mgals I Gallons of makeup I Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 0.93 33 0.73 0.64 

2 0.64 22 0.71 0.61 

3 0.96 28 0.71 0.52 

4 0.95 33 0.70 0.62 

5 1.25 42 0.73 0.60 
C----

6 0.96 32 0.75 0.60 

7 0.86 29 0.74 0.61 

8 0.94 32 0.74 0.61 

9 1.09 38 0.71 0.62 

10 0.93 30 0.70 0.59 

11 0.93 31 0.75 0.60 

12 0.93 32 0.75 0.62 

13 0.93 31 0.76 0.61 

14 0.88 32 0.77 0.64 

15 0.92 31 0.76 0.60 
~ 

16 0.88 31 0.72 0.64 

17 1.06 36 0.68 0.61 

18 0.74 26 0.68 0.62 

19 1.09 37 0.68 0.62 

20 0.67 20 0.68 0.54 

21 1.08 38 0.69 0.63 

22 0.61 21 0.71 0.63 

23 0.81 28 0.70 0.62 

24 0.93 32 0.73 0.62 

25 0.93 31 0.75 0.61 
·-

26 0.35 12 0.74 0.64 

27 0.92 31 0.73 0.61 

28 0.65 22 0.73 0.62 

29 0.79 27 0.72 ! 0.60 

30 1.31 34 0.62 I 0.47 

Avg 0.90 30.03 0.72 0.61 

Min 0.35 12.40 0.62 0.47 

Max 1.31 42.09 0.77 0.64 

Total 26.90 900.90 -
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Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: 
Greater Augusta Chemical Used:ISodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: ,/ IJy(veJ.Rber, 2020 Notes: See notes below for specific operating conditions. 

£.#--- Date GAUD mg/L !Location I HETLmg/L 

Signature: 12/3/2020 11/5/202011:15 0.71 I 12 Williams Street I 0.7 
\./ 

Fluoride 

Mgals GaUons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 0.71 0.76 0.00 

2 . 0.65 0.76 0.00 

3 0.60 17 0.76 0.51 

4 0.36 0.77 0.00 

5 0.24 0.76 0.00 

6 0.77 13 0.75 0.30 

7 0.44 0.75 0.00 

8 0.40 0.75 0.00 

9 0.56 0.75 0.00 

10 0.52 22 0.75 0.77 The flowmeter that records gallons of makeip 
11 0.67 0.75 0.00 water entering the saturator failed to report 
12 0.57 0.75 0.00 accurately. We are using recorded observations 

13 0.63 21 0.78 0.60 of the flow meter until we can sort out what the 

14 0.36 0.77 0.00 
issue is. 

15 0.52 0.77 0.00 

16 0.57 0.77 0.00 

17 0.46 16 0.78 0.63 

18 0.74 11 0.66 0.27 

19 0.43 21 0.60 0.88 

20 0.66 17 0.62 0.47 

21 0.41 0.66 0.00 

22 0.58 0.66 0.00 

23 0.59 0.57 0.00 

24 0.54 27 0.35 0.90 

25 0.55 3 0.09 0.10 

26 0.86 0.09 0.00 

27 0.67 0.09 0.00 
Fluoridation system taken out of service for 

maintenance. 
28 0.55 0.09 0.00 

29 0.61 0.09 0.00 

30 0.49 0.11 0.00 

Avg 0.56 16.80 0.59 0.18 
Min 0.24 3.00 0.09 0.00 

Max 0.86 27.00 0.78 0.90 
Total 16.68 168.00 -
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Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: November, 2020 Reporting date: 2/4/2020 

Flow 
Average Togus Sodium hypochlorite 

Date 
(gallons) 

chlorine residual usage Operating notes 
(mg/L) (gallons) 

11/1/2020 2 1.66 0.00 no consumption 

11/2/2020 64,840 1.63 0.40 

11/3/2020 120,320 1.73 0.90 

11/4/2020 62,300 1.79 0.40 

11/5/2020 74,870 1.73 0.50 

11/6/2020 . 137,030 1.54 0.80 

11/7/2020 68,850 1.54 0.40 

11/8/2020 64,040 1.48 0.40 

11/9/2020 134,620 1.43 0.70 

11/10/2020 77,540 1.40 0.50 

11/11/2020 124,060 1.42 0.70 

11/12/2020 68,050 1.37 0.40 

11/13/2020 125,810 1.41 0.70 

11/14/2020 - 1.38 0.00 no consumption 

11/15/2020 60,160 1.38 0.30 

11/16/2020 69,520 1.38 0.30 

11/17/2020 66,180 1.37 0.30 

11/18/2020 67,110 1.47 0.40 

11/19/2020 66,710 1.43 0.80 

11/20/2020 122,060 1.40 0.70 
" 

11/21/2020 - 1.46 0.00 no consumption 

11/22/2020 64,170 1.46 0.30 

11/23/2020 69,120 1.48 0.40 

11/24/2020 72,590 1.43 0.40 

· 11/25/2020 118,310 1.52 0.70 

11/26/2020 - 1.53 0.00 no consumption 

11/27/2020 60,570 1.49 0.30 

11/28/2020 59,490 1.46 0.40 

11/29/2020 63,230 1.55 0.30 

11/30/2020 77,940 1.42 0.50 
Sum 2,159,492 ~ 12.90 

Average 71,983 1.49 0.43 
Max ~ 1.79 ~ 




