
Brian Tarbuck, General Manager 
btarbuck@greateraugustautilitydistrict.org 

Ken Knight, Board Chair 
kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 
cwarren@greateraugustautilitydistrict.org 

Bob Corey, Treasurer 
bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

February 3, 2021 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-S22S 
(207) 622-3701 

Cecil Munson 
cmunso11@greateraugustautilitydistrict.org 

Pat Paradis 
ppa rad i s@grea tera ug ustauti I ityd istrict. org 

Bradley Sawyer 
bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 
kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of January, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

If you have a~~quest~9,fs, please contact me at 622-3701. 
/ ,;,)• •'/ ) 

/:):;l /I/ .. · f 

·//z~ l:t,/~ 
'/ ( / 

,._.,/ 
Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW systems Treatment plant/pump station: Triangle & Riverside 

System Name: Greater Auausta Utility District Community water system 

PWSID#: 90080 List any new or changed system information and any 
Designated operator name Brian Tarbuck operational problems or comments below. 
and ME License#: 2026 
btarbuck@nreaterauaustautilitvdistrict.ora 

Reporting per-~ 'if-- January, 2021 

Siqnature: i" i J 2/3/2021 

ill.!.::lllll tJ IIH II IN 1(011 -11• .-.. • . . • . . • . . ... . 

Triangle Station Triangle Station 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons 
pH 

free Gallons 
pH 

free 
chlorine chlorine 

(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 0.74 7.82 1.09 0.63 7.64 1.00 2 8 1.4 7.1 
2 1.08 7.83 1.13 0.36 7.64 0.98 3 13 0.9 4.2 
3 0.57 7.83 1.06 0.73 7.64 1.01 2 6 1.6 8.3 
4 0.87 7.83 1.10 0.59 7.64 1.00 2 10 1.4 6.9 
5 1.08 7.83 1.02 0.52 7.63 0.99 3 12 1.2 6.0 

6 0.69 7.83 0.92 0.63 7.63 0.98 2 7 1.4 7.2 
7 1.08 7.83 1.06 0.58 7.63 1.00 3 13 1.3 6.8 
8 0.78 7.83 1.11 0.59 7.62 1.02 2 8 1.3 6.9 50 

9 0.80 7.83 1.06 0.71 7.62 1.02 2 9 1.7 8.4 

10 0.71 7.83 1.01 0.67 7.62 1.02 2 8 1.5 7.8 
11 0.95 7.83 1.12 0.57 7.62 1.01 3 10 1.3 6.8 
12 0.80 7.83 0.93 0.64 7.61 1.01 2 10 1.5 7.5 
13 1.11 7.83 1.10 0.52 7.61 0.86 2 12 50 1.1 6.2 
14 0.93 7.83 1.14 0.55 7.61 1.02 3 11 1.3 6.4 
15 0.93 7.84 1.12 0.61 7.61 1.01 2 10 1.4 7.1 50 
16 0.74 7.83 1.07 0.65 7.61 0.99 2 9 1.4 7.6 
17 0.92 7.84 1.08 0.67 7.60 0.98 3 10 1.6 7.7 
18 0.61 7.85 1.02 0.68 7.60 0.98 1 7 1.5 8.1 
19 0.92 7.86 1.04 0.66 7.60 0.97 3 11 50 1.5 7.7 
20 1.07 7.87 1.02 0.55 7.60 0.95 3 12 1.3 6.5 
21 0.63 7.86 0.96 0.64 7.60 1.06 2 7 1.4 7.5 
22 0.92 7.87 1.09 0.61 7.60 1.21 2 11 1.4 7.3 
23 0.98 7.87 1.03 0.41 7.60 1.22 3 11 1.0 4.9 
24 0.66 7.87 1.10 0.63 7.60 1.22 2 8 1.4 7.5 

25 0.96 7.87 1.08 0.54 7.59 1.20 2 11 1.2 6.4 
26 0.87 7.87 1.13 0.53 7.59 1.22 3 10 50 1.2 6.5 
27 0.97 7.87 1.18 0.58 7.60 1.22 3 12 1.3 7.0 50 
28 0.72 7.88 1.16 0.57 7.60 1.22 2 8 1.3 6.9 
29 0.97 7.88 1.17 0.38 7.59 1.20 3 12 0.8 4.5 
30 0.97 7.88 1.18 0.43 7.60 1.19 3 12 1.0 5.1 

31 0.96 7.87 1.19 0.53 7.59 1.18 2 11 1.1 6.1 
Summa!) 26.97 7.85 0.92 17.97 7.61 0.86 74 311 150 41 210 150 

Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Pur12ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration /Pb/ Cu control 75% polyphosphate 115 gallons 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 521 gallons 
NaF Sodium fluoride fluoridation 300 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.80 

G:\Shared drives\Operations\Water Treatment\Wells\Reports\2021\DWP\2021 monthly operating reports.xlsx,MOR 1 



Monthly Well Production Report System Information 
System Type - All GW s stems Treatment plant/pump station: ---------------- All wells 

s stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License#: 2026 dd t I t .___ ___________ a ress, e e, e c. : 

January, 2021 

February 3, 2021 

Daily water production (MG) 

Riverside Riverside Sum 

Date South #1 North #2 Riverside 

HD-8 HD-7 Station 

1 0.00 0.62 0.63 

2 0.00 0.36 0.37 

3 0.00 0.73 0.75 

4 0.00 0.59 0.61 

5 0.00 0.52 0.53 

6 0.00 0.63 0.64 

7 0.00 0.58 0.59 

8 0.00 0.59 0.61 

9 0.00 0.71 0.74 

10 0.00 0.67 0.69 

11 0.00 0.57 0.59 

12 0.00 0.64 0.66 

13 0.00 0.52 0.53 

14 0.00 0.55 0.57 

15 0.00 0.61 0.62 

16 0.00 0.65 0.67 

17 0.00 0.67 0.69 

18 0.00 0.68 0.71 

19 0.00 0.66 0.68 

20 0.00 0.55 0.57 

21 0.00 0.64 0.66 

22 0.00 0.61 0.63 

23 0.00 0.41 0.43 

24 0.00 0.63 0.65 

25 0.00 0.54 0.56 

26 0.00 0.53 0.55 

27 . 0.00 0.58 0.60 

28 0.00 0.57 0.59 

29 0.00 0.37 0.38 

30 0.00 . 0.00 0.43 
31 0.00 0.00 0.53 

Sum 0.01 17.00 18.45 

Percent Triangle 59% Average flow: 1.47 

Percent Riverside 41% 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Triangle Station 

System Name: !Greater Augusta Chemical Used:ISodium fluoride 
Utility Di.strict 

PWSID#: 90080 

Reporting period: IJ~UW}f ~021 Notes: See notes below for specific operating conditions. 

~ff#/ Date GAUD mg/L I Location I HETLmg/L 

Signature: 2/3/2021 !Western Station I 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 0.74 23 0.78 0.57 

2 1.08 36 0.77 0.59 

3 0.57 18 0.78 0.58 

4 0.87 23 0.80 0.47 

5 1.08 36 0.79 0.60 " 

6 0.69 22 0.79 0.58 

7 1.08 34 0.71 0.57 

8 0.78 26 0.65 0.60 

9 0.80 25 0.64 0.57 

10 0.71 22 0.65 0.57 

11 0.95 31 0.64 0.58 

12 0.80 27 0.65 0.59 

13 1.11 32 0.65 0.53 

14 0.93 31 0.73 0.60 

15 0.93 30 0.79 0.58 

16 0.74 23 0.78 0.55 

17 0.92 30 0.78 0.59 

18 0.61 19 0.78 0.56 

19 0.92 27 0.79 0.53 

20 1.07 34 0.75 0.57 

21 0.63 21 0.67 0.59 

22 0.92 29 0.67 0.57 

23 0.98 31 0.67 0.57 

24 0.66 21 0.68 0.56 

25 0.96 30 0.66 0.57 

26 0.87 26 0.67 0.54 

27 0.97 32 0.68 0.59 

. 28 0.72 23 0.68 0.57 

29 0.97 31 0.69 0.58 

30 0.97 30 0.71 0.56 

31 0.96 30 0.70 0.57 

Avg 0.87 27.53 0.72 0.57 

Min 0.57 18.30 0.64 0.47 

Max 1.11 35.85 0.80 0.60 

Total 26.97 853.50 - . 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: I J~ua,v .,,2021 Notes: See notes below for specific operating conditions. 

.~fl/' Date GAUD mg/L I Location I HETLmg/L 

Signature: 2/3/2021 I 12 Williams Street I 
V 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Ogerating comments 

1 0.63 23 0.69 0.64 

2 0.36 13 0.69 0.65 

3 0.73 26 0.68 0.64 
4 0.59 21 0.68 0.64 

5 0.52 19 0.67 0.65 

6 0.63 23 0.65 0.64 

7 0.58 21 0.68 0.65 

8 0.59 21 0.70 0.64 

9 0.71 26 0.71 0.65 

10 0.67 24 0.72 0.65 
11 0.57 21 0.73 0.65 
12 0.64 23 0.72 0.65 
13 0.52 18 0.76 0.63 
14 0.55 19 0.80 0.63 
15 0.61 21 0.74 0.61 
16 0.65 22 0.71 0.62 

17 0.67 23 0.71 0.61 
18 0.68 24 0.71 0.62 
19 0.66 22 0.71 0.62 
20 0.55 19 0.71 0.62 
21 0.64 22 0.71 0.62 

22 0.61 21 0.71 0.62 

23 0.41 14 0.70 0.62 
24 0.63 22 0.68 0.62 
25 0.54 19 0.67 0.64 
26 0.53 19 0.68 0.65 
27 0.58 21 0.67 0.65 

28 0.57 20 0.76 0.62 

29 0.38 13 0.75 0.61 

30 0.43 15 0.76 0.62 
31 0.53 18 0.76 0.62 

Avg 0.58 20.36 0.71 0.63 
Min 0.36 12.80 0.65 0.61 
Max 0.73 26.11 0.80 0.65 
Total 17.97 631.20 ~ 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Tagus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: January, 2021 Reporting date: 2/1/2021 

Date 

1/1/2021 
1/2/2021 
1/3/2021 
1/4/2021 
1/5/2021 
1/6/2021 
1/7/2021 
1/8/2021 
1/9/2021 

1/10/2021 
1/11/2021 
1/12/2021 
1/13/2021 
1/14/2021 

.1/15/2021 
1/16/2021 
1/17/2021 
1/18/2021 
1/19/2021 
1/20/2021 
1/21/2021 
1/22/2021 
1/23/2021 
1/24/2021 
1/25/2021 
1/26/2021 
1/27/2021 
1/28/2021 
1/29/2021 
1/30/2021 
1/31/2021 

Sum 
Average 

Max 

Flow 

(gallons) 

62,030 
60,170 

67,650 
66,030 
92,120 
96,790 
68,580 
59,760 

67,640 
121,540 

62,820 
64,980 
68,450 
59,360 

670 
62,290 
66,580 
66,710 
68,050 

106,950 
17,390 
63,100 
69,250 
68,580 
70,720 
69,920 
67,250 
61,230 
63,100 

Average Togus Sodium hypochlorite 

chlorine residual usage 
(mg/L) (gallons) 

1.63 

1.56 
1.61 
1.53 
1.57 
1.53 
1.52 
1.52 
1.54 
1.59 

1.63 
1.59 
1.48 
1.57 
1.10 
1.47 
1.53 
1.35 
1.26 
1.33 
1.38 
1.46 
1.51 
1.57 
1.57 
1.52 
1.51 

1.49 
1.49 
1.52 

1.53 
1.55 

11.90 

0.40 
0.30 

Operating notes 

0.00 valve closed, no flow 
0.40 
0.50 
0.50 . 

0.60 

0.50 
0.30 
0.00 valve closed, no flow 
0.40 
0.80 
0.30 
0.40 
0.40 
0.40 
0.00 valve closed, no flow 
0.40 
0.40 
0.40 
0.40 
0.70 
0.10 
0.40 
0.40 
0.40 
0.50 
0.40 
0.40 
0.40 
0.40 



Brian Tarbuck, General Manager 
btarbuck@greateraugustautilitydistrict.org 

Ken Knight, Board Chair 
kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 
cwarren@greateraugustautilitydistrict.org 

Bob Corey, Treasurer 
bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

March 3, 2021 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-522S 
{207) 622-3701 

Cecil Munson 
cmunson@greateraugustautilitydistrict.org 

Pat Paradis 
pparadis@greateraugustautilitydistrict.org 

Bradley Sawyer 
bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 
kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict.org 

. . . 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of February, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

As I compiled the data for February I noticed that I forgot to add the HETL and GAUD fluoride residual samples to the 
January fluoride report. Here are the results for your records. 

Date & time Fluoride Fluoride 
HETL sample# Sample location collected Sampler (HETL} (GAUD} 

2023387-01 Western Station 1/28/202112:20 Vurnakes 0.7 0.75 

2023388-01 12 Williams Street 1/28/2021 9:50 Vurnakes 0.7 0.76 

estions, please contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



System Information 
Treatment plant/pump station: Triangle & Riverside 

1--------+.;;;.;..;;;.;=;;...;;..;""""'=~=;.;..;.&.-=D:;.;i.;:;.st;;;.r.:..;;ic;;.:;t __ -1Community water system 

1-----------------------1 List any new or changed system information and any 
Designated operator name 
and ME License#: 

o erational problems or comments below. 

btarbuck 
February, 2021 

Average Average Cale Hypo NaF Cale . Hypo 
Date Gallons 

Pl-1 
free Gallons pH free 

chlorine chlorine 
(MGD) residual (MGD) residual gal gal lbs gal gal 

1.16 7.87 1.21 0.53 7.59 1.15 3 14 1.2 6.1 
2 0.88 7.87 1.26 0.48 7.59 1.12 3 11 1.1 5.5 
3 0.86 7.88 1.24 0.52 7.59 1.04 2 10 50 1.1 5.8 
4 0.67 7.88 1.21 0.65 7.59 1.13 2 8 1.4 7.2 
5 1.06 7.89 1.24 0.67 7.60 1.19 3 13 1.5 7.4 
6 0.62 7.89 1.17 0.64 7.60 1.18 1 8 1.4 7.1 
7 0.77 7.89 1.21 0.61 7.60 1.18 2 9 1.3 6.8 
8 0.74 7.89 1.21 0.63 7.60 1.17 2 10 1.4 7.1 
9 0.92 7.89 1.25 0.69 7.60 1.16 3 11 100 1.5 7.5 
10 0.92 7.89 1.22 0.61 7.60 1.11 3 10 1.4 6.4 
11 0.92 7.89 1.21 0.70 7.60 1.09 3 11 1.5 7.4 
12 1.09 7.89 1.16 0.45 7.60 1.08 3 12 1.0 4.9 
13 0.76 7.90 1.20 0.64 7.60 1.08 2 9 1.4 6.8 
14 0.92 7.90 1.19 0.62 7.60 1.07 2 10 1.3 6.5 
15 0.92 7.89 1.18 0.62 7.60 1.07 3 11 1.4 6.6 
16 0.72 7.89 1.11 0.66 7.60 1.06 2 8 50 1.4 7.0 
17 0.97 7.90 1.15 0.55 7.60 1.05 3 11 1.2 5.9 
18 0.96 7.90 1.22 0.54 7.60 1.04 3 11 1.2 5.7 
19 0.96 7.90 1.23 0.61 7.60 1.04 3 11 1.3 6.5 
20 0.71 7.91 1.20 0.57 7.60 1.03 2 8 1.3 5.9 
21 0.96 7.92 1.24 0.56 7.60 1.02 2 11 1.2 6.1 
22 1.00 7.91 1.24 0.48 7.60 1.01 3 11 1.1 5.0 
23 0.92 7.91 1.31 0.56 7.60 1.02 3 11 50 1.2 5.9 
24 0.92 7.78 1.31 0.69 7.60 1.01 3 10 1.5 7.3 
25 0.92 7.68 1.31 0.60 7.60 1.00 3 10 1.3 6.3 
26 0.92 7.68 1.26 0.72 7.60 0.99 2 11 1.6 7.5 
27 0.76 7.68 1.21 0.64 7.60 0.98 2 9 1.3 6.7 
28 0.73 7.68 1.21 0.66 7.59 0.98 2 8 1.5 6.9 

Summa 24.66 7.86 1.11 16.89 7.60 0.98 68 288 250 37 181 
Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name PurQose Chemical Strength Total 
Cale Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 105 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 469 
NaF Sodium fluoride fluoridation 400 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken:I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.85 . 

G:\Shared drives\Operations\WaterTreatment\Wells\Reports\2021\DWP\2021 monthly operating reports.xlsx,MOR 2 

NaF 

lbs 

50 
50 

50 

150 
(total) 

Units 
gallons 
gallons 
pounds 



Monthly Well Production Report System Information 
System Type - All GW s stems Treatment planUpump station: ---------------- All wells 

$ stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License #: 2026 dd t I t .__ ___________ a ress, e e, e c. : 

February, 2021 

March 2, 2021 

Daily water production (MG) 

Riverside Riverside sum 
Date South #1 North #2 Riverside 

HD-8 HD-7 Station 

1 0.00 0.53 0.53 

2 0.00 0.48 0.48 

3 0.00 0.52 0.52 

4 0.00 0.65 0.65 

5 0.00 0.67 0.67 

6 0.00 0.64 0.64 

7 0.00 0.61 0.61 

8 0.00 0.63 0.63 

9 0.00 0.69 0.69 

10 0.00 0.61 0.61 

11 0.00 0.70 0.70 

12 0.00 0.45 0.45 

13 0.00 0.64 0.64 

14 0.00 0.62 0.62 

15 0.00 0.62 0.62 

16 0.00 0.66 0.66 

17 0.00 0.55 0.55 

18 0.00 0.54 0.54 

19 0.00 0.61 0.61 

20 0.00 0.57 0.57 

21 0.00 0.56 0.56 

22 0.00 0.48 0.48 

23 0.00 0.56 0.56 

24 0.00 0.69 0.69 

25 0.00 0.60 0.60 

26 0.00 0.72 0.72 

27 0.00 0.64 0.64 
28 0.00 0.66 0.66 

Sum 0.00 16.89 16.89 

Percent Triangle 59% Average flow: 1.48 

Percent Riverside 41% 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Triangle Station 

System Name: !Greater Augusta Chemical Used:ISodium fluoride 
Utility District 

PWSID#: 90080 I 

Reporting period: ,/IF))i,ruJ~, 2021 Notes: See notes below for specific operating conditions. 

-4(· II ; Date GAUDmg/L !Location I HETL mg/L 

Signature: ·11v 3/2/2021 2/10/2021 12:40 0.64 !western Station I 0.6 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L , 012erating comments 

1 1.16 36 0.66 0.56 

2 0.88 28 0.62 0.57 

3 0.86 25 0.61 0.52 

4 0.67 22 0.62 0.59 

5 1.06 33 0.66 0.57 

6 0.62 21 0.71 0.60 

7 0.77 25 0.71 0.58 

8 0.74 23 0.68 0.56 

9 0.92 25 0.69 0.49 

10 0.92 29 0.72 0.57 

11 0.92 29 0.71 0.57 

12 1.09 35 0.64 0.57 

13 0.76 24 0.67 0.57 

14 0.92 29 0.67 0.57 

15 0.92 29 0.65 0.57 

16 0.72 20 0.63 0.50 

17 0.97 32 0.65 0.60 

18 0.96 30 0.67 0.56 

19 0.96 31 0.67 0.58 

20 0.71 23 0.69 0.59 

21 0.96 30 0.69 0.57 

22 1.00 33 0.68 0.59 

23 0.92 28 0.66 0.54 

24 0.92 30 0.66 0.58 

25 0.92 30 0.66 0.58 

26 0.92 29 0.68 0.58 

27 0.76 24 0.69 0.57 

28 0.73 22 0.68 0.56 

Avg 0.88 27.69 0.67 0.57 
Min 0.62 20.15 0.61 0.49 

Max 1.16 36.20 0.72 0.60 

Total 24.66 775.34 ~ 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: I Greater Augusta Chemical Used:ISodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: 
~ 

}F~ruary, 2021 Notes: See notes below for specific operating conditions. 

~~j; I/ 
Date GAUD mg/L I Location I HETLmg/L 

Signature: 7 3/2/2021 2/10/2021 11 :35 0.65 I 12 Williams Street I 0.6 
V 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 0.53 18 0.75 0.61 

2 0.48 16 0,76 0.61 

3 0.52 17 0.74 0.60 

4 0.65 22 0.74 0.60 

5 0.67 22 0.71 0.60 

6 0.64 21 0.66 0.60 

7 0.61 20 0.62 0.60 

8 0.63 22 0.63 0.61 

9 0.69 23 0.73 0.61 

10 0.61 21 0.77 0.61 

11 0.70 23 0.78 0.60 

12 0.45 15 0.78 0.60 

13 0.64 22 0.78 0.61 

14 0.62 21 0.77 0.60 

15 0.62 21 0.77 0.60 

16 0.66 22 0.76 0.60 

17 0.55 18 0.78 0.61 

18 0.54 18 0.79 0.61 

19 0.61 21 0.78 0.61 

20 0.57 19 0.78 0.60 

21 0.56 19 0.78 0.61 
22 0.48 16 0.78 0.62 

23 0.56 19 0.79 0.61 

24 0.69 23 0.78 0.60 
0 

25 0.60 20 0.79 0.61 

26 0.72 24 0.77 0.60 
27 0.64 21 0.78 0.60 

28 0.66 22 0.77 0.60 

Avg 0.60 20.28 0.75 0.61 
Min 0.45 14.90 0.62 0.60 
Max 0.72 24.30 0.79 0.62 
Total 16.89 567.86 ~ 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 (///J · 
Togus Disinfection Station, Route 17 Augusta, Maine /~ ' 

Reporting month: February. 2021 Reporting date: 3/2/2021 

Date 
Flow 

(gallons) 

2/1/2021 66,980 

2/2/2021 67,370 

2/3/2021 67,930 

2/4/2021 67,640 

2/5/2021 66,180 

2/6/2021 61,360 

2/7/2021 62,030 

2/8/2021 . 66,310 

2/9/2021 66,710 

2/10/2021 66,580 

2/11/2021 70,320 

2/12/2021 68,720 

2/13/2021 64,040 

2/14/2021 63,360 

2/15/2021 62,300 

2/16/2021 65,510 

2/17/2021 67,910 

2/18/2021 71,390 

2/19/2021 68,590 

2/20/2021 64,700 

2/21/2021 63,380 

2/22/2021 70,040 

2/23/2021 67,790 

2/24/2021 71,120 

2/25/2021 68,590 

2/26/2021 71,110 

2/27/2021 62,840 

Average chlorine Sodium hypochlorite 

residual usage 

(mg/L) (gallons) 

1.54 0.40 

1.52 0.40 

1.54 0.40 

1.58 0.40 

1.58 0.40 

1.57 0.40 

1.57 0.40 

1.58 0.40 

1.61 0.40 

1.56 0.40 

1.61 0.40 

1.60 0.40 

1.58 0.40 

1.56 0.30 

1.53 0.40 

1.58 0.40 

1.57 0.30 

1.56 0.50 

1.53 0.40 

1.50 0.30 

1.49 0.40 

1.52 0.40 

1.49 0.40 

1.49 0.40 

1.49 0.40 

1.53 0.40 

1.50 0.30 

2/28/2021 64,040 1.46 0.40 

Sum 1,864,840 ~ 10.90 

Average 66,601 1.54 0.39 

Max~ 1.61 

Operating notes 



Brian Tarbuck, General Manager 
btarbuck@greateraug,istautilitydistrict.org 

Ken Knight, Board Chair 
kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 
cwamm@greateraugustautilitydistrict.org 

Bob Corey, Treasurer 
bcorey@lgreateraugustautilitydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

April 5, 2021 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

W.ate< l Sl?Wer I Sttum Water 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 
cmunson@greateraugustautilitydistrict.org 

Pat Paradis 
pparadis@greatera ugustautil itydistrict. org 

Bradley Sawyer 
bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 
kluke@1greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolweil@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compli.ance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for the month of March, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

17~ns, please contact me at 622-3701. 

,.__/ 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW s stems Treatment plant/pump station: Triangle & Riverside _ ___..__ ____________ -I 

S stem Name: Greater Au usta Utili District Community water system 
__ _._ _________________ .__ ________ ~ 

PWSID#: 90080 List any new or changed system information and any -----------"T"'""------------t 
Designated operator name operational roblems or comments below. 
and ME License#: 
btarbuck 

Si nature: 

,,1•·..JI- 11 .. , 1• ,...i11re11- ,y, . 

March, 2021 

4/5/2021 

!ilri ~.~ ...... ·II. lll~Uh• l• lt.---Y.l' 

'.J'\"C"''' ' ' ,'' ,,.,:,7 "' :<: <>' " 

1iM,~,a~:.ititfQii• Triangle Station 'Riverside Station ,, Triangle Station . ,, ,·,· ,,, ' ' ' ,, 
,' 

., ,,, ' ,,· .. 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons 
pH 

free Gallons 
pH 

free 
chlorine chlorine 

(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 1.01 7.68 1.16 0.64 7.59 0.97 3 11 0 1.4 6.9 50 
2 1.23 7.68 1.11 0.01 7.60 0.90 3 14 0 0.1 0.5 0 
3 1.48 7.68 1.12 0.00 7.60 0.84 4 16 0 - 0.6 0 

4 1.54 7.69 1.17 0.00 7.61 0.84 4 18 0 0.1 0.9 0 
5 1.12 7.69 1.23 0.58 7.60 0.92 3 12 0 1.2 6.4 0 

6 1.05 7.70 1.23 0.46 7.59 0.96 2 12 0 1.1 5.1 0 

7 0.67 7.70 1.20 0.69 7.59 0.96 2 7 0 1.5 7.4 0 

8 1.06 7.69 1.18 0.53 7.59 0.95 4 12 0 1.1 5.8 0 

9 0.98 7.70 1.08 0.51 7.58 0.89 3 11 0 1.2 5.3 0 
10 0.82 I 7.69 0.99 0.62 7.58 0.95 2 10 0 1.5 6.7 0 
11 0.96 7.70 1.06 0.58 7.58 0.96 3 10 0 1.3 6.2 0 
12 0.96 7.70 1.17 0.62 7.58 0.94 3 11 0 1.4 6.8 50 
13 0.72 7.71 1.16 0.59 I 7.58 0.93 2 8 0 1.3 6.4 0 
14 0.95 7.71 1.19 0.51 7.58 0.92 3 10 0 1.1 5.6 0 
15 0.81 7.71 1.18 0.49 i 7.58 0.92 2 9 0 1.2 5.4 0 
16 0.80 7.70 1.18 0.58 7.58 0.91 2 9 0 1.3 6.3 0 
17 0.91 I 7.71 1.19 0.72 7.58 0.98 3 11 0 1.6 7.7 0 
18 0.92 7.70 1.06 0.57 7.58 1.09 3 10 0 1.2 6.3 0 
19 0.77 7.71 1.12 0.65 7.58 1.18 2 10 0 1.5 7.1 0 
20 0.91 7.71 1.26 0.70 7.58 1.17 3 10 0 1.5 7.6 0 
21 0.91 7.71 1.26 0.54 7.58 1.16 2 11 0 1.2 6.0 0 
22 0.72 7.71 1.16 0.64 7.58 1.17 2 8 0 1.5 7.0 50 
23 0.96 7.71 1.13 0.59 7.58 1.15 3 11 0 1.3 6.5 0 
24 0.96 7.72 1.12 0.58 7.59 1.22 2 10 0 1.3 6.4 0 
25 0.95 7.72 1.12 0.63 7.59 1.25 3 11 0 1.5 7.1 0 
26 0.73 7.72 1.10 0.62 7.60 1.25 1 8 0 1.4 7.1 0 
27 0.95 7.73 1.13 0.58 7.60 1.25 3 10 0 1.3 6.6 0 
28 0.95 7.73 1.13 0.52 7.61 1.24 3 11 0 1.2 6.0 0 
29 0.73 7.74 1.14 0.62 7.61 1.20 1 9 0 1.5 7.1 0 
30 1.13 7.74 1.19 0.57 7.61 1.10 3 12 0 1.3 6.6 50 
31 0.92 7.73 1.21 0.67 7.61 1.10 3 11 0 1.5 7.6 0 

Summari 29.61 7.71 0.99 16.62 7.59 0.84 81 334 0 38 184 200 
Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Pur(!ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 119 gallons 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 518 gallons 
NaF Sodium fluoride fluoridation 200 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken:! 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.83 

G:\Shared drives\Operations\Water Treatment\Wells\Reports\2021\DWP\2021 monthly operating reports.xlsx,MOR 3 



Monthly Well Production Report System Information 
System Type - All GW s stems Treatment plant/pump station: -----------------1 All wells 

s stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License #: 2026 dd t I t a ress, e e, e c. : 

i Triangle 
Date 

Well 

1 0.26 

2 0.41 

3 0.45 

4 0.52 

5 0.07 

6 0.00 

7 0.00 

8 0.55 

9 0.96 

10 I 0.81 

11 I 0.95 
i 12 ! 0.96 

13 I 0.72 i 

14 i 0.95 

15 0.81 

16 I 0.32 

17 i 0.00 

18 0.00 

19 0.00 

20 
I 

0.00 

21 I 0.00 I 

22 I 0.49 

23 ! 0.96 

24 0.95 

25 0.95 

26 0.72 

27 0.95 

28 0.95 

29 i 0.22 

30 I 0.00 
I 

31 I 0.00 

Sum 14.95 

Percent Triangle 

Percent Riverside 

South 

Well 

0.50 

0.81 
1.03 

1.02 

1.05 

1.05 

0.67 

0.27 

0.01 
0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 
0.00 

0.00 

0.00 
0.00 

0.00 

0.00 
0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

0.23 
0.00 

6.70 

63% 
37% 

March, 2021 

April 5, 2021 

Daily water production (MG) 

Sum Riverside 
Brookside 

Well 
Triangle South #1 

Station HD-8 

0.25 1.01 0.00 

0.00 1.23 0.00 

0.00 1.48 0.00 

0.00 1.54 0.00 

0.00 1.12 0.00 

0.00 1.05 0.00 

0.00 0.67 0.00 

0.23 1.06 0.00 

0.01 0.98 0.00 

0.00 0.82 0.00 

0.00 0.96 0.00 

0.00 0.96 0.00 

0.00 0.72 0.00 

0.00 0.95 0.00 

0.00 0.81 0.00 

0.48 0.80 0.00 

0.91 0.91 0.00 

0.92 0.92 0.00 

0.77 0.77 0.00 

0.91 0.91 0.00 

0.91 0.91 0.00 

0.23 0.72 0.00 

0.00 0.96 0.00 

0.00 0.96 0.00 

0.00 0.95 0.00 

0.00 0.73 0.00 

0.00 0.95 0.00 

0.00 0.95 0.00 

0.51 0.73 0.00 

0.90 1.13 0.00 
0.92 0.92 0.00 

7.96 29.61 0.00 

I Riverside Sum i sum 
North #2 Riverside 

, A11we11$ 
HD-7 Station 

0.65 0.65 
·. 

1,66 .. ·.·: 
0.00 0.00 : J,,23. 
0.00 0.00 .· .1A8 . 

.. 

0.00 0.00 · 1.54 .. 

· . 
0.60 0.60 .1.1i : 

0.47 0.47 1.53 

0.71 0.71 •· 1 .. 38 
0.54 0.54 

j• 
.1,6Q. •· 

0.53 0.53 1.51 
.: 

•· . 

... l,45 0.63 0.63 

0.59 0.59 1.ss 
0.64 0.64 

;-, ,: ,;·, '< 

1.6Q .. 

0.61 0.61 1;33 

0.53 0.53 .1.48 

0.51 0.51 1.32 

0.60 0.60 .· 1.4Q 
0.74 0.74 1.6.5 

0.59 0.59 1.Sl 
.. 

I 

0.67 0.67 1,45 .. · 
0.73 0.73 

.....• ·. ,:. 1.~ .. ·.·.· 
0.56 0.56 ··· 1.41 
0.66 0.66 J.38 ·.·. 
0.61 0.61 

.. 
•1;57 

0.59 0.59 1.55 

0.64 0.64 1..60 .. 
0.64 0.64 l..37 ··. 
0.60 0.60 1.55 

0.54 0.54 .· 1.49 

0.64 0.64 1.37 

0.59 0.59 . .1.72 
0.69 0.69 1.61 

I 17.11 17.11 46.72 

Average flow: 1.51 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name: 

PWSID#: 90080 

Reporting period: 

Signature: 

2 

3 

4 

5 

6 

12 
--------·-

13 

19 

20 

21 

26 

27 

28 

29 

30 

31 

Avg 

Min 

Max 

Total 

0.73 

0.95 

0.95 

0.73 

0.67 

1.54 

29.61 

Greater Augusta 
Utility District 

Fluoride 

31 

36 

42 

35.21 

0.00 

58.69 

1,091.61 

System Information 
Treatment plant: Triangle Station 1---=--------------1 
Chemical Used: Sodium fluoride ..___ __________ _ 

Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location HETL mg/L 

4/5/2021 3/24/2021 10:30 0.46 Western Station 0.6 

Theoretical 
Calculation 

mg/L 
·i······~·-··············· ...... , 

0.58 

0.57 

0.56 

0.57 

0.56 
-------t 

0.57 

0.56 

0.57 
----------,--

0.66 

0.60 

0.60 

0.66 

0.66 

0.65 

0.60 

0.55 

0.68 

0.81 

0.85 

0.85 
-------~------------ -

0.84 

0.89 

1.04 

1.10 

1.10 

0.02 

0.00 

0.00 

0.67 

0.00 

Operating comments 

Fluoridation system offllnefor cleaning/ 
maintenance; 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: 
Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: 
~ 

P44r91, 2021 Notes: See notes below for specific operating conditions. 

-4_. ;'/.., Date GAUD mg/L I Location I HETL mg/L 
A ·«),/ - I 12 Williams Street I Signature: 4/5/2021 3/24/202113:10 0.70 0.6 

Fluoride 

I 
I i 

Mgals I Gallons of makeup I Theoretical 
Date I pumped I water , Daily Residual Calculation 

units: Mgals gallons mg/L mg/L Oeerating comments 

1 0.65 22 0.76 0.60 

2 0.00 1 0.79 

3 0.00 1 0.80 

4 0.00 1 0.82 

5 0.60 20 0.81 0.61 

6 0.47 16 0.80 0.60 

7 0.71 24 0.79 0.60 

8 0.54 18 0.80 0.61 

9 0.53 14 0.71 0.49 

10 0.63 21 I 0.74 0.60 
I 

11 ' 0.59 20 I 0.68 0.60 

12 0.64 22 I 0.66 0.61 

13 0.61 21 0.69 0.61 

14 0.53 18 0.72 0.61 

15 0.51 17 0.73 0.61 

16 0.60 20 0.71 0.60 

17 0.74 25 0.68 0.60 

18 0.59 20 0.66 0.61 

19 0.67 23 0.66 0.61 

20 0.73 24 0.62 0.60 

21 0.56 19 0.58 0.60 

22 0.66 22 0.74 0.61 

23 0.61 21 0.78 0.61 

24 0.59 20 0.70 0.61 

25 0.64 22 0.71 0.61 

26 0.64 21 0.72 0.60 

27 0.60 20 0.71 0.61 

28 0.54 18 0.70 0.61 

29 0.64 22 0.66 0.61 

30 0.59 20 0.65 0.62 

31 0.69 24 0.71 0.64 

Avg 0.55 18.59 0.72 0.60 

Min 0.00 0.70 0.58 0.49 

Max 0.74 24.69 0.82 0.64 

Total 17.11 576.15 ~ 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Tagus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: March, 2021 Reporting date: 4/5/2021 

I 

I rverage chlorine 
Fow "d I 

( II ) res1 ua 
ga ons (mg/L) 

------------ I 

Date 

3/1/2021 71,123 : 1.46 -----------~ 
3/2/2021. ---- 65,375 l 1.49 

-- """""'-'~'uTh,-~,,• ,~,w~; M-,~~~,-~,"~~, ~-~-,---

Sodium hypochlorite 
usage 

(gallons) 

0.40 

3/3/2021 73,391 j 1.46 0.40 

?I 4/2021' 72,063 I 1.45 0.50 
""""-~~-

3/5/2021, 127,539 ! 1.48 0.70 
,, ___ OH--~~,~~,,~-•-mm, '\ _,MNO~H_,,_,_"-~'~'~""-~·-,. ··~-------.-~~---,- --

Operating notes 

3/6/2021' ---~--- 1.46 0.00 ivalve closed, no flow 
3/7/202i: 61,766 \ 1.41 ______ "" ____ o_.3_o ___ 1 ______________ 

4 

, --:7:7~~1 L , --_12_1:_:~_:~_-l-~=----,,,_,-__ -~~-;-__ ,~~=~-~~--~~---------_,,,,_,, ____ , __ ~-:_:-~---+ _____ ,,_,,,,,,_-_______________ ,,,,,,,,,, __ 
3/10/2021: 127,672 : 1.59 0.70 ----------------------- ----+------------
3/11/2021 26,070 ! 1.41 0.20 -------------------------------------1 
3/12/2021 125,266 ! 1.39 0.70 

3/13/2021. 1.39 0.00 1valve closed, no flow 

3/14/2021, 61,500 ! 1.38 0.30 
-~ '"W·•--o-,=~•y,-,~, -•--•--•-~•-#_,W ___ ____,._ --------~---•-•---•""'~---•-""'-" '""""~,~-•W-

0.50 ~...,_ __ _ 
3/16/2021 70,852 i 1.41 0.40 

3/17/2021i 70,461 ! 1.36 0.40 
'-'-·-- s-o, =m ,_,w_w,mo<~@-••~--m,w-mmm•--,,-~<Y_, __ "~'"'~~•~ ;--' ----

3/18/2021: __ . 72,055, l ------ 1.34 0.40 

3/19/2021: 69,250 I 1.21 0.40 

3/2012021: 61,166 ! 1.25 _ o.4o 
,~ae,,=~--~---- ---•~•~"-~w-, "~-=~",+_,,· ·•,a- ""--~,rn•--,-•,~=--,-,~---; --•~w,~eu,,,_., --- ,=~•, •----

3/21/2021 i 66,313 i 1.35 0.40 ---------·-·-----~------~-----'.-----------·--------t 
3/22/2021 • 0.40 79,813 i 1.36 ---·-·-----------
3/23/2021 

3/24/2021 

3/25/2021: 

i 

146,78Jj 
' 74,867 ! 

140,242 i 

1.40 0.90 

1.43 0.50 ---
1.38 0.80 

3/26/2021, -72,727 l .~}~-----------.. -- 0.40 ____ ,,,,,,+---~-

, __ 3/27 /202_!___ 132,484 i ~- 1.36 ; 0.80 

_ _3/28/2021 68,71 __ 9-;! ___ 1._49 __ ,,,,.,-,' ,, ,, 0.40 

0.00 3/29/20211 531 i 1.00 
-' ,,_, --·-·--··-·-·-1--·- 1--------

1.30 1.00 

+---~------------
!valve closed, no flo~------

3/30/20211 1.~?1430 i .. ,,,,,_,, __ , __________ ,_-__ 
3/31/2021' 1.20 

Sum 14.70 
Average 

Max 1.59 



Brian Tarbuck, General Manager 
btarbuck@greateraugustautilitydistrict.org 

Ken Knight, Board Chair 
kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 
cwarren@greateraugustautilitydistrict.org 

Bob Corey, Treasurer 
bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

May 5, 2021 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Water I Sewer I Stomt Water 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
{207) 622-3701 

Cecil Munson 
cmunson@greateraugustautilitydistrict.org 

Pat Paradis 
pparadis@greateraugustautilitydistrict.org 

Bradley Sawyer 
bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 
kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules 
Relating to Drinking Water for April, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access 
restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Since.ml~,£,~/ . _/ .~:/7 
. (/! 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW s stems Treatment planUpump station Triangle & Riverside ~-"-------------------i 

S stem Name: Greater Au usta Utilit District Community water system 
1------'-------+-----....... ---------------t 

PWSID#: 90080 List any new or changed system information and any 1----------~-----------------t Designated operator name operational problems or comments below. 
and ME License#: 
btarbuck 

April , 2021 

Si nature 

Water production, pH and free chlorine residual I Chemical usage 

Triangle Station Riverside Station Triangle Station Riverside Station 

Average Average Cale Hypo NaF Cale I Hypo NaF 
Date 

Gallons 
pH 

free Gallons pH 
free 

chlorine chlorine 
(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

I 

1 0.92 7.74 1.21 0.65 7.61 1.15 2 11 16 1 7.3 
I 

2 0.92 7.74 1.22 0.68 7.61 118 3 10 1.6 7.7 

3 0.98 7.74 1.19 0.49 7.62 1.17 2 11 1.2 I 5.6 

4 0.87 7.75 1.10 0.65 7.62 1.16 3 9 1 5 I 7.3 

5 0.67 7.75 1.19 0.70 7.62 1.07 2 8 1.7 7.9 

6 0.94 7.75 1.22 0.73 7.62 1 04 2 11 I 1.8 I 8.0 

7 1.07 7.75 1.27 0.56 7.61 1.10 3 12 I 1.3 6.0 50 

8 0.81 7.75 1.25 0.62 7.61 1.10 3 9 1.5 6.7 

9 1 02 7.76 1.18 0.60 7.61 1.12 2 12 1.4 6.3 

10 1 07 7.76 1.26 0.48 7.61 1.10 3 11 1.2 5.2 

11 0.75 7.77 1.23 0.64 7.61 1.12 2 9 1.5 6.7 

12 1 05 7.77 1.25 0.54 7.60 1.12 3 12 1.3 5.8 

13 0.97 7.77 1.25 0.55 7.60 1.11 3 10 50 1.3 5.9 

14 0.96 7.77 1.21 0.62 7.60 1 12 2 11 1.5 6.5 

15 0.96 7.77 1.21 0.53 7.59 1.13 3 11 1.3 5.8 

16 0.95 7.77 1.21 0.54 7.59 1.14 3 11 100 1.3 5.8 50 

17 0.63 7.78 1.21 0.62 7.59 1 15 1 7 1.5 6.6 

18 0.95 7.78 1.22 0.55 7.58 115 3 10 1.3 5.9 

19 0.70 7.78 1.19 0.63 7.58 1.15 2 8 I 1.5 6.7 

20 1.00 7.78 1.20 0.60 7.58 1.14 3 11 1.5 6.5 

21 0.86 7.78 1.18 0.59 7.58 1.13 2 I 10 1.4 6.3 

22 1.07 7.79 1.24 0.49 7.58 1.13 3 12 1.2 5.3 

23 1.07 7.79 1.24 0.59 7.58 1.1 3 3 12 1.4 6.3 

24 0.70 7.79 1.21 0.59 7.57 1.13 2 8 1.4 6.3 

25 1.07 7.79 1.24 0.52 7.58 1 .1 1 3 12 1.3 5.5 

26 0.67 7.79 1.22 0.59 7.58 1.12 1 8 1.4 6.4 100 

27 0.93 7.79 1.30 0.67 7.58 1.12 3 10 1.6 I 7.2 

28 0.93 7.79 1.33 0.71 7.57 1.12 2 11 1.7 7.6 

29 0.93 7.80 1.25 0.67 7.57 1.12 3 10 50 1.6 7.2 

30 0.93 7.80 1.18 0.65 7.57 1.12 2 11 1.6 6.8 

Summary 27.36 7.77 1.10 18.06 I 7.59 1.04 75 309 200 43 194 200 
Sum Average (min .) Sum Average (min .) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Puq:~ose Chemical Strength Total Units 
--

Cale Calciquest 75 / 25 calcium sequestration /Pb/ Cu control 75% polyphosphate 118 gallons 
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 504 gallons 
NaF Sodium fluoride fluoridation 400 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken : I 0 I Number of repeat samples taken : I 0 

Number of positive samples : I 0 I Average chlorine residual at sites : I 0.88 
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Monthly Well Production Report System Information 

System Type - All GW systems Treatment planUpump station: .-&-------------------I All wells 
S y stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License#: 1-2-0-26------------1 dd t I t ) 

a ress, e e, e c. : 
btarbuck@greateraugustautilitydistrict.org I ···. > • £; 
Reporting period(:~~)~ 1d/~~)/ April, 2021 

t > ••· . ; rt ; 

/ A JI/ 
Signature ' Fi µ- /tv'J.,._./"2f4----' 

I 
May 4, 2021 1 _; ·. 

.•. ; ···· .. · ·.·.••· ><<••· i.% . ··•·· ; 

Date 
Triangle 

Well 

. 

South 
Well 

Daily water production (MG) 

Sum 
' Brookside 

Station 

Riverside 

South #1 

HD-8 

Riverside Sum 
North #2 Riverside Sum· .. 

Ii Well Triangle 
- --- - --------------+--------< 

0.00 0.00 I 0.92 0.92 
-- ----

A!lwells . 
_H D_:Z_ __ _Station_~----='1 

1 

2 

3 

4 

5 

6 

7 

8 

0.00 0.00 ' 0.92 0.92 

0.00 0.28 0. 70 0.98 

0.00 0.00 0.87 0.87 

0.00 0.00 0.67 0.67 

0.00 0.69 0.24 0.94 

0.00 -~- _Q.fi?_ _ o.§7 1.s·9 
0.00 

0.00 

0.71 

0.50 
--- ----- --- ---

0.00 0.67 

0.71 

0.50 

0.67 

• . . 1.si· 
. 1.48 ··. 

.·. :l,iS 
-- - - I-- ----- - ---

-- -- - --------
0.00 0.73 0.73 . 1j9 

0.00 0.76 0.76 1.ii9 
----+--------+-----+-----+- - --- - ... - .. - -J-,--.-.---,..,..,-----1 

0.00 1.07 0.00 1.07 0.00 0.57 0.57 . 1,1,4 
• 

:: : . :, ,,'' ~:;i:;:· :,: ::: ::, 

0.00 0.81 i 0.00 0.81 _Q._O()_ _ __ 0.64 _ _ _ __()_.64 > ~-n;;i :;• ( 

_ 9__ 0.00 1.02 ! 0.00 1.02 ____ ()_.QQ__ _0.62 __ __ J)_.§~-- I < ·· iJ( ··. 
10 ______ ---~---_-0:.0:0::_:-:::1_.-0_1 ______ +-1., ::_o-_.o-_o ____ :,_ ___ ~1-._0-1::_: __ o_.CJ__o__ _ CJ_.49 _ _ __ Q._49 , iaij>> 
11 o.oo o.75 ; o.oo o.75 o.oo _ _Q.6§. o.§6 ·•.•·. c.i,lJ:+1-

1 x ·· ... ·•·.11 .::t > 12 0.48 0.36 , 0.22 1.05 0.00 0.56 0.56 \> ,iMI?-" . 
,-----+-------+-----+----+-- -- -- - r 

-:_--_-:-! _----~-:!-:---~-:~-~--1---~-:~-~-+--o-o:-!-:- -_ -~---~-~-+----~-_:-!-~--.... t--_ --~-:-!:---hf<5/4~ 
15 0.96 0.00 0.00 0.96 ()_.0()_ __ 014__ ~ _0.5~ -- > .• ;ti-•·.·· 
16 o.95 o.oo o.oo o.95 o.oo o.56 o.56 }.. +i~r-: 

I-------------------------+-----+------+-----___,-------------- -- ----- -- - --------

17 0.62 0.00 I 0.00 0.63 0.00 0.64 0.64 t;2Ei 
-·-

18 _ _ . __ 0_.9_5_-+--_0._00 __ +-1 __ 0_.0_0 _ _,___0_.9_5_+-- _()_.00 _ _ __0_.57___ _ Q.5_7 ___ -it....._..'_1._~2~, -
19 o.69 o.oo o.oo 0.10 o.oo o.65 o.65 i i;u 

-- -------------- ---------+------+------1-----1 ----- --------- - -- --- ------ --- -----

20 _ . 0.58 0.43 0.00 1.00 O.CJ_O _ _ ()_._62_ _ _0.6_2 . ;J;jff > 
21 0.00 0.86 0.00 0.86 _Q.00 O_.§_l_ _ _Q.§_1 _ 1..~7 > 

-~2_ _ __ "--_o_.o_o_--t-_1_.0_1_-,.1 __ 0_.o_o_-+--_1._0_7----, __ ()_.(:)()__ ~ ___ Q.50 _ _ __ o.5o ___ -+-~t+',$i,:;;.,..··• ~ 
o.oo 1.01 I o.oo 1.01 o.oo 0.61 0.61 ... 1..&t 

- ---- -------t------+------+-------t 
23 

o.oo 0.70 I o.oo o.70 o.oo o.61 o.61 •,· 1,32 
-- - 2s_ - --o-.o-o _ _,___1_.0_7--;--0-.0-0--+---1.-0_7 __ .. - o.oo- ,- - o.s4 -- -(i~4- · .... 1.Gi 

24 

26 0.00 0.18 0.49 0.67 0.00 _ 0.61 _ _ 0.61 •.•·.·· 1.2~L 

2_? o.oo o.oo I 0.93 o.93 o.oCJ_ __ _ o_._7o __ ,_ ___ __()_.?2_ __ •· .. f-6~< 
28 0.00 0.00 , 0.93 0.93 0.00 0.74 0.74 1.67 

- -- -----

29 0.00 0.00 I 0.93 0.93 o.oo 0.70 0.70 1.62 
----- ------ ------ ~----t-~----+----1------1----------- --- ----------- ---· - --- --- -1----+--+--+rl 

30 0.00 0.00 I 0.92 0.93 0.00 0.67 0.67 li$9 .. 
Sum 7.15 11.46 

1 
8.75 27.36 0.00 18.62 18.62 45.98 

Percent Triangle 

Percent Riverside 

60% 
40% 

Average flow: 1.53 

··• / 
.· .• ·• • ..•.. 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name: 

PWSID#: 90080 

Reporting period: 

Signature: 

Greater Augusta 
Utility District 

System Information 
Treatment plant: Triangle Station 

1----=-------------1 
Chemical Used: Sodium fluoride '--------------1 

Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location HETL mg/L 

5/4/2021 4/7/2021 9:40 0.41 Western Station 0.3 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

units: Mgals gallons mg/L mg/L 
------- -~--------

0.92 0 0.07 0.00 
- --- --------- ---

2 0.92 0 0.07 0.00 

3 0.98 0 0.07 0.00 

4 0.87 0 0.07 0.00 

5 0.67 0 0.07 0.00 
------ ---------

6 0.94 0 0.07 0.00 
-------- ---------------

7 1.07 97 0.35 1.63 Fluoride system returned to service. 
--------- --- ---------- -- -- - - ------ ---------------

8 0.81 32 0.68 0.71 
- ----- - ----- ----------- -

9 1 02 40 0.77 0.71 
--

10 1.07 41 0.80 0.69 
- ------------

11 0.75 29 0.80 0.70 

12 1.05 41 0.81 0.70 

13 0.97 34 0.84 0.63 
--------- ------• 

14 0.96 33 0.79 0.62 
----

15 0.96 31 0.74 0.59 

16 0.95 27 0.71 0.52 
---------

17 0.63 21 0.73 0.59 
---- ---------- ---- --

18 0.95 32 0.73 0.60 
---------- ----- -

19 0.70 23 0.72 0.60 ---- ------------------

20 1.00 33 0.71 0.60 
----------------

21 0.86 29 0.70 0.60 
-- -- ------------ -

22 1.07 35 0.71 0.58 
--------

23 1.07 35 072 0.59 
---- --

24 0.70 23 0.73 0.60 
--

25 1.07 36 0.74 0.61 
--------------- -

26 0.67 22 0.79 0.58 
- - - ----------

27 0.93 32 0.81 0.61 
----------

28 0.93 31 0.81 0.60 
----- ------ - ------ ---------- -

29 0.93 29 0.71 0.57 

30 0.93 30 0.74 0.59 

Avg 0.91 27.23 0.60 0.53 

Min 0.63 0.00 0.07 0.00 

Max 1.07 97.22 0.84 1.63 

Total 27.36 817.00 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: I Greater Augusta Chemical Used: I Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: _ !April, 2,921 Notes: See notes below for specific operating conditions. 

~f/ Date GAUD mg/L I Location I HETL mg/L 

Signature: 5/4/2021 4/7/2021 10:35 0.57 I 12 Williams Street I 0.5 
p 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

--- --------- -

units: Mgals gallons mg/L i mg/L Oi;ierating comments 

1 0.65 23 0.74 0.65 
---- -------- -------

2 0.68 25 0.76 0.65 
------1---- - ----

! 
3 . 0.49 18 0.77 0.66 

4 0.65 24 0.77 0.65 
-~ 

5 0.70 26 . 0.73 0.66 

6 0.73 27 0.67 ' 0.65 
------

7 0.56 20 0.64 0.66 
-·--

8 0.62 23 0.70 0.65 

9 . 0.60 22 0.78 0.65 

10 0.48 17 0.79 0.66 

11 0.64 23 0.77 0.66 
---------- -- --r 

12 0.54 20 0.74 0.65 
-~- .. ---·-

13 0.55 20 0.72 0.65 

14 0.62 22 0.70 0.65 

15 0.53 19 0.67 0.65 

16 0.54 20 0.68 0.66 
-

17 0.62 23 0.72 0.66 

18 0.55 20 0.73 0.66 

19 ! 0.63 23 0.73 0.65 
---·-

20 0.60 22 0.71 0.66 

21 0.59 22 0.68 0.66 

22 0.49 18 0.65 0.67 
----~- -------

23 0.59 22 0.62 0.66 

24 0.59 22 0.61 0.66 
--- ----

25 0.52 19 0.57 0.66 

26 0.59 22 0.64 0.67 

27 0.67 25 0.73 0.67 
----- -- ------~---- --

28 0.71 27 0.74 0.67 

29 0.67 25 0.74 0.67 ·--- _,__ _________ ------ -------- -·---· 

30 0.65 24 0.75 0.67 

Avg 0.60 22.05 0.71 0.66 

Min 0.48 17.41 0.57 0.65 

Max 0.73 26.62 0.79 0.67 

Total 18.06 661.35 -



Greater Augusta Utility District, PWSI D 90080 

dU Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine i' 

Reporting month: April, 2Q21 Reporting date: 5L4L2Q21 

Average chlorine 
Sodium 

Flow hypochlorite 
Date residual Operating notes 

(gallons) 
(mg/L) 

usage 
(gallons) 

4/1/2021 143,580 I 1.44 1.10 

4/2/2021 76,330 l 1.56 i 0.70 

4/3/2021 I 1.56 
I 

0.50 71,530 , I 
I 

4/4/2021 136,230 1.41 0.90 

4/5/2021 76,740 1.42 0.70 
I 

4/6/20211 144,110 1.48 1.20 

4/7/2021 78,350 1.57 I 0.70 I 

4/8/2021! 
I 

134,750 1.49 1.10 
! I 

4/9/20211 104,550 I 1.47 1.00 

4/10/20211 108,690 1.50 0.70 

4/11/20211 
I 

66,440 1 1.49 I 0.50 
I 

4/12/2021; 75,140 1.55 ! 0.70 

4/13/2021! 
I 

141,440 1.56 I 1.20 

4/14/2021! 148,400 1.52 I 1.10 i 
i 

4/15/20211 75,810 1.52 i 0.70 

4/16/2021! 139,700 1.48 I 1.10 

4/17/2021 68,980 1.50 l 0.50 

4/18/2021 68,720 1.46 I 0.50 I 

4/19/2021 139,710 1.46 1.00 

4/20/2021 72,190 1.47 
! 

0.70 I 

4/21/20211 
I 

145,850 1.47 I 1.10 

4/22/2021 74,740 1.51 I 0.60 I 

4/23/2021 
I 

I 145,050 I 1.46 1.10 

4/24/2021: 
I j 

67,380 ! 1.45 I 0.50 
I 

4/25/2021 69,390 1.44 0.50 

4/26/2021 
i 

147,860 1.45 I 1.20 I 

4/27/2021! 75,660 1.46 0.70 

4/28/2021\ 157,490 j 1.43 \ 1.10 
! I 4/29/2021 152,810 ! 1.49 1.20 

4/30/20211 I 72,720 I 1.55 0.60 

SLJ_rl1_~ __ 3,~_~S)_,3~g ~~ __ 25.20 
- ---------- --- ----- ----< 

Average 106,011 1.49 0.84 
,, __ -- -- ----~---~ -- - ------

~ Max ~ 1.57 



Brian Tarbuck, General Manager 
bta rb u ck@greatera ug usta ut i Ii tyd i strict. o rg 

Ken Knight, Board Chair 

kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 

cwa rren@greateraugusta uti I itydistrict.org 

Bob Corey, Treasurer 

bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 

kh e be rt@greate ra u g usta uti I ityd i strict. o rg 

June 8, 2021 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Water I Sewer I Storm Water 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 

(207) 622-3701 

Cecil Munson 

cmunson@greateraugustautilitydistrict.org 

Pat Paradis 

ppa rad is@greateraugustautil ityd istrict.org 

Bradley Sawyer 

bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 

kl u ke@greate ra ugu sta uti Ii tyd i strict. o rg 

Cary Colwell, Hallowell ex-officio member 

ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules 

Relating to Drinking Water for May, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access 

restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



System Information 

District --~----------------------t 
Treatment planUpump station Triangle & Riverside 

Community water system 

1---------~-------r--------------i List any new or changed system information and any 
Designated operator name 
and ME License# 

operational problems or comments below. 

btarbuck 

Si nature 

May, 2021 

6/7/2021 

Water production, pH and free chlorine residual I Chemical usage 

Triangle Station Riverside Station Triangle Station Riverside Station 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons 
pH 

free Gallons 
pH 

free 
chlorine chlorine 

(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 0.92 7.80 1.19 0.54 7.57 1.10 3 10 1.3 · 5.7 

2 0.92 7.81 1.19 0.75 7.57 1.10 2 11 1.8 8.0 

3 0.73 7.81 1 08 0.73 7.57 1.10 2 8 1.7 7.8 

4 0.97 7.80 1 03 0.59 7.58 1 09 3 11 50 1.4 6.3 50 

5 0.97 7.80 1.13 0.58 7.58 1.09 3 11 1.4 6.2 

6 1.02 7.80 1.21 0.43 7.58 1 08 2 12 1.0 4.6 

7 0.97 7.80 1.25 0.57 7.58 1 08 3 11 1.4 6.1 50 

8 0.96 7.80 1.24 0.59 7.58 1.09 3 11 1.4 6.4 

9 0.80 7.80 1.25 0.58 7.58 1 09 2 9 1.4 6.2 

10 1.15 7.80 1.25 0.46 7.58 1 08 3 13 1.1 5.0 

11 1 08 7.80 1.25 0.50 7.58 1 06 3 12 100 1.2 5.4 
-

12 1 08 7.80 1.24 0.58 7.58 1 07 3 12 1.4 6.3 
-

13 115 7.80 1.23 0.51 7.57 1 07 3 13 1.3 5.5 

14 1.30 7.80 1.26 0.58 7.57 1 07 3 14 50 1.3 6.3 50 

15 1.13 7.80 1.26 0.50 7.57 1 06 3 12 1.2 5.3 

16 1 07 7.80 1.24 0.56 7.57 1 06 3 12 1.4 6.0 

17 1.55 7.80 1.25 0.28 7.56 1.05 4 17 0.7 3.3 

18 1.49 7.80 1.24 0.86 7.56 1 06 4 16 2.0 9.1 

19 2.56 7.81 1.24 0.45 7.56 1 02 7 28 1.1 4.8 

20 1.98 7. 82 1.28 0.41 7.56 1 02 5 21 1.0 4.8 50 

21 1.51 7.82 1.25 0.56 7.55 1 02 4 16 100 1.3 6.1 

22 1.73 7.84 1.20 0.19 7.55 0.99 4 18 0.5 2.2 

23 1.07 7.84 118 0.56 7.55 1.00 3 12 1.3 6.0 

24 1.25 7.84 1.10 0.61 7.55 1.01 3 12 1.5 6.4 

25 1.28 7.84 1 01 0.48 7.54 1.00 4 13 50 1.2 5.2 

26 1.80 7.84 1.29 0.43 7.54 1 03 5 21 1.0 4.6 50 

27 1 09 7.85 1.32 0.68 7.54 1 09 3 13 1.6 7.0 

28 1.44 7.85 1.21 0.42 7.54 1.10 3 17 50 1.0 4.6 

29 0.93 7.85 1.32 0.61 7.54 1.12 3 11 1.5 6.5 

30 0.93 7.85 1.33 0.65 7.54 1.13 2 11 1.5 6.9 

31 0.93 7.85 1.34 0.62 7.54 1.12 3 11 1.5 6.5 

Summary 37.79 7.82 I 1.01 16.84 I 7.56 0.99 102 422 400 40 180 250 

Sum Average (min .) Sum Average (min .) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Chemical Name Pur[!ose Chemical Strength Total Units 
Cale Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 142 gallons 

Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 602 gallons 

NaF Sodium fluoride fluoridation 650 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken : I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites : I 0.81 
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Monthly Well Production Report 

System Type - All GW systems 

System Name: Greater Augusta Utility District 

PWSID# 90080 
Designated operator name and ME Brian Tarbuck 
License# 2026 

btarbuck@g reatera ug ustauti I it)'.'d istrict. org 

Reporting period (month 7: u May, 2021 

Signature ;- ,, . J 1 Y June 7, 2021 
" / I 

Daily water production (MG) 

Triangle 
Date 

Well 

1 0.00 
-

2 0.00 

3 0.48 

4 0.97 

5 0.97 

6 0.83 

7 0.96 

8 0.96 

9 0.80 

10 0.26 

11 0.00 

12 0.00 

13 0.00 

14 0.00 

15 0.00 

16 0.00 

17 0.14 

18 0.22 

19 0.86 

20 0.48 

21 0.39 

22 0.93 

23 0.00 

24 0.33 

25 0.43 

26 0.93 

27 0.17 

28 0.55 

29 0.00 

30 0.00 
31 0.00 

Sum 11.66 

Percent Triangle 

Percent Riverside 

South 
Well 

0.00 

0.00 

0.00 

0.00 

0.00 

0.20 

0.00 

0.00 

0.00 

0.60 

1.08 

1.08 

0.87 

1.07 

1.07 

1.07 

1.05 

0.97 

0.98 

0.67 

0.59 

0.72 

1.07 

0.33 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 
0.00 

13.46 

69% 

31% 

Brookside 
Sum Riverside 

Well 
Triangle South #1 

Station HD-8 

0.92 0.92 0.00 

0.92 0.92 0.00 

0.25 0.73 0.00 

0.00 0.97 0.00 

0.00 0.97 0.00 

0.00 1.02 0.00 

0.00 0.97 0.00 

0.00 0.96 0.00 

0.00 0.80 0.00 

0.29 1.15 0.00 

0.00 1.08 0.00 

0.00 1.08 0.00 

0.28 1.15 0.00 

0.23 1.30 0.00 

0.06 1.13 0.00 

0.00 1.07 0.00 

0.36 1.55 0.00 

0.30 1.49 0.00 

0.72 2.56 0.00 

0.82 1.98 0.00 

0.54 1.51 0.00 

0.08 1.73 0.00 

0.00 1.07 0.00 

0.59 1.25 0.00 

0.84 1.28 0.00 

0.87 1.80 0.00 

0.92 1.09 0.00 

0.89 1.44 0.00 

0.93 0.93 0.00 

0.93 0.93 0.00 

0.92 0.93 0.00 

12.67 37.79 0.00 

S~stem Information 

Treatment planUpump station : All wells 

Community System 

List any new or changed system information 
(facilities, treatments , sources, operators, 
address, tele, etc.) 

Riverside Sum 
Sum 

North #2 Riverside 
All wells 

HD-7 Station 

0.54 0.54 1.47 

0.75 0.75 1.68 

0.73 0.73 1.46 

0.59 0.59 1.56 

0.58 0.58 1.55 

0.43 0.43 1.45 

0.57 0.57 1.54 

0.59 0.59 1.55 

0.58 0.58 1.38 

0.46 0.46 1.61 

0.50 0.50 1.59 

0.58 0.58 1.66 

0.51 0.51 1.66 

0.58 0.58 1.88 

0.50 0.50 1.63 

0.56 0.56 1.63 

0.28 0.28 1.83 

0.86 0.86 2.35 

0.44 0.44 3.00 

0.41 0.41 2.39 

0.56 0.56 2.07 

0.19 0.19 1.92 

0.56 0.56 1.63 

0.61 0.61 1.86 

0.48 0.48 1.76 

0.43 0.43 2.23 

0.68 0.68 1.76 

0.42 0.42 1.86 

0.61 0.61 1.54 

0.65 0.65 1.58 
0.62 0.62 1.54 

16.84 16.84 54.63 

Average flow: 1.76 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name 

PWSID#: 90080 

Reporting period: 

Signature 

Greater Augusta 
Utility District 

System Information 
Treatment plant: Triangle Station 

1----=-----------1 
Chemical Used: Sodium fluoride '---------------1 

Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location HETL mg/L 

6/7/2021 5/13/2021 11 00 0. 70 Western Station 0.6 

Fluoride 

Date 

units: 

Mgals 
pumped 

Mgals 

1 0.92 

2 0.92 

3 0.73 

4 0.97 

5 0.97 

6 1.02 

7 0.97 

8 0.96 

9 0.80 

10 1.15 

11 1 08 

12 1.08 

13 1.15 

14 1.30 

15 1.13 

16 1.07 

17 1.55 

18 1.49 

19 2.56 

20 1.98 

21 1 .51 

22 1.73 

23 1.07 

24 1.25 

25 1.28 

26 1.80 

27 1.09 

28 1.44 

29 0.93 

30 0.93 

31 0.93 

Avg 1.22 

Min 0.73 

Max 2.56 

Total 37.79 

Gallons of makeup 
water 

gallons 

32 

31 

24 
----- ---------

30 

33 

33 

33 

32 

26 

39 

32 
------ ----------------

36 

39 

40 
------ ----------

39 

37 

51 

50 

85 

65 

46 

58 

36 

41 

40 

59 

36 

46 
- - ---- - ---

30 

31 

31 

40.05 

24.12 

84.99 

1,241.67 

Daily Residual 
-------- ------------ ----

mg/L 

0.82 

0.82 

0.75 

0.63 

0.70 

0.77 

0.79 

0.80 

0.80 

0.78 

0.78 

0.79 

0.79 

0.75 

0.72 

0.73 

0.73 

0.71 

0.71 

0.71 

Theoretical 
Calculation 

mg/L 

0.62 

0.60 

0.59 

0.55 

0.61 

0.58 

0.61 

0.60 

0.59 

0.61 

0.53 

0.60 

0.61 

0.56 

0.61 

0.62 

0.59 

0.60 

0.60 

0.59 

0.72 0.54 
------- ---------- ----------; 

0.71 0.60 

0 72 0.60 

0.72 

0.76 

0.75 

0.74 

0.75 

0.77 

0.78 

0.76 

0.75 

0.63 

0.82 

0.59 

0.57 

0.59 
-- - --- ----- -------- -

0.60 

0.58 
- ----- ------------

0.59 

0.60 

0.60 

0.59 

0.53 

0.62 

Operating comments 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name: 

PWSID#: 90080 

Greater Augusta 
Utility District 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location HETL mg/L 

Signature: 6/7/2021 5/13/2021 11 :30 0.75 12 Williams Street 0.7 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily Residual Calculation 

-------· ------------- ------

units: Mgals gallons mg/L mg/L Operating comments 
-

1 0.54 20 0.75 0.67 
~- ------ --------- --

2 0.75 28 0.75 0.67 
~----+-------~·-·· ·-- ------- - ------ -- - ------ ------------------------- ....... -------- -

3 0.73 27 0.74 0.67 

4 0.59 22 0.74 0.68 

5 0.58 22 0.75 0.67 

6 0.43 16 0.76 0.68 

7 0.57 21 0.76 0.68 
---------- ----- ------ ··-·----- ----··---------- ---- -- - --- - ------

8 0.59 22 0.76 0.67 

9 0.58 22 0.76 0.67 
-------------- ------

10 0.46 17 0.76 0.68 
--- -------------------- - - -------------- ------ --------- --··-

11 0.50 19 0.76 0.68 
--

12 0.58 22 0.77 0.67 -- --·--- - - --- --···· ---- -- ----------- ____ ,__ ·-·-··---

13 0.51 19 0.76 0.68 
-----

14 0.58 22 0.76 0.67 
------ ---------- ----------- -------- ------

15 0.50 19 0.76 0.68 
1---------------·----- -- ---- ---- ----- -- --------- --- - - - ---------·-- ----------

16 0.56 21 0.75 0.67 

17 0.28 11 0.74 0.70 
. ------------------ ------------ -- ------ --· -·--------·-- ------ ---------- -------

18 0.86 32 0.71 0.68 

19 0.45 17 0.72 0.67 
---- -----·-----

20 0.41 16 0.66 0.68 

21 0.56 21 0.65 0.68 

22 0.19 7 0.65 0.69 
~·------ --------· ------- -- -------- --

23 0.56 21 0.65 Q.67 

24 0.61 23 0.67 0.67 
------------ -

25 0.48 18 0.68 0.68 
---------- ·-··--· --- ------------ --------- ----

26 0.43 16 0.66 0.67 
---- ··--

27 0.68 25 0.70 0.67 
I-------- -- -- ---·--- -- --- -- ------ -- ------- - ----

28 0.42 16 0.75 0.68 
t---·· ---- ------ -- ------------ --·· 

29 0.61 23 0.76 0.67 
---------·-----------~------- -- - ·-·--

30 0.65 24 0.77 0.67 
- -- -------- -------- ·-·---- --- --------- ------

31 0.62 23 0.78 0.68 

Avg 0.54 20.38 0.73 0.68 

Min 0.19 7.21 0.65 0.67 

Max 0.86 32.13 0.78 0.70 

Total 16.84 631.82 -



Greater Augusta Utility District, PWSID 90080 (Ii Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: Ma~, 2Q21 Reporting date: 6.L7L2Q21 

Average chlorine 
Sodium 

Flow hypochlorite 
Date residual Operating notes 

(gallons) 
(mg/L) 

usage 
(gallons) 

5/1/2021' ' 115,910 ' 1.41 0.80 

5/2/2021 90,370 1.42 0.60 
; 

5/3/2021 78,220 i 1.50 ; 0.70 

5/4/2021: 139,430 : 1.56 1.10 
l 
I 

5/5/2021 78,350 : 1.68 0.60 I 

5/6/2021. 141,580 i 1.81 1.10 1 
! 

134,350 i ' ! 5/7/2021' 1.81 0.90 

5/8/2021i 82,090 j 1.80 0.60 I 
j 

68,050 l 
l 

5/9/2021 1.78 0.50 
==>-ff~<~a•-==~--,~-ff-

79,940 i l 5/10/2021 1 1.77 0.60 l 
1 

5/11/2021 145,190 : 1.76 1.10 l 
i -
; 

5/12/2021: 144,380 , 1.76 1.00 

5/13/2021 
I 

76,070 , 1.81 0.60 

5/14/2021 142,920 1.69 1.00 i 

5/15/2021 73,660 , 1.66 0.40 I 

--
5/16/20211 68,720 l 1.65 ; 0.40 I 

188,500 j 
l 

5/17/2021 1.73 1.20 
I 

i 
i 

5/18/2021, 97,460 : 1.57 0.60 I 

5/19/2021i 133,960 I 1.68 0.60 
i 
I 

i I 
5/20/2021, 73,530 1 1.68 0.40 I 

5/21/2021: 140,370 ! 1.61 0.70 i 
i 

5/22/2021 1 71,260 ! 
I 

1.61 0.40 
i 

j 
l ; i 

5/23/2021'. 73,120 1 1.59 0.40 i 

5/24/2021 138,910 1.59 0.70 
I 

5/25/2021, 114,300 : 1.60 0.60 i 
I 

i 

i 5/26/2021 138,640 1.55 0.70 

5/27/2021. 148,930 1.58 0.70 I 

5/28/2021' 147,190 , 1.60 0.70 
i 

; i . 
5/29/2021 69,660 1 1.67 0.40 

--"~--,--~--- ~--,-- "~-----~ --· 
5/30/2021, 70,190 : 1.64 0.30 

j 

5/31/2021 
I 

133,820 . 1.51 0.70 

Sum ------- 21.10 
.,._, ·--·-- ------ -- --- - - - --- ------ - -- ----- -- ------ - - -

Average 109,647 1.65 0.68 

Max~ 

-- - -- - -1.81 



Brian Tarbuck, General Manager 
btJ rbu ck (~Jg r eater au g u sta u t I Htyd i st r1 ctn rg 

Ken Knight, Board Chair 

kknight@greateraugustautilitydistrict.org 

Charlotte Warren, Hallowell voting member 

cwarren@greateraugustoutilitydistrict.org 

Bob Corey, Treasurer 

be o rev@g r ea tera u g u sta u ti i ity district. o rg 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

July 8, 2021 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

www.greateraugustautilitydistrict.org 

12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 

cm u nson@greateraugustautill tyd !strict. org 

Pat Paradis 

ppa rad is@greatera ugustauti! itydistrict. org 

Bradley Sawyer 

bsawver@greateraugustautilitvdistrict.org 

Keith Luke, Augusta ex-officio member 

kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 

ccoiwell@greateraugustautiiitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules 
Relating to Drinking Water for June, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access 
restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office and; 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Sincere.ly, ✓• /· ,,-1 ,r, ' / I / / 1//J ~. , 

//'/A ) ~-/~ 
/l v~ t1/fy' 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type - All GW s stems Treatment plant/pump station: Triangle & Riverside .---~---------------t s stem Name: Greater Au usta Utili District Community water system --------------------------< PWSID#: 90080 List any new or changed system information and any ---------'------,---------------1 
Designated operator name operational problems or comments below. 
and ME License#: 
btarbuck 

June, 2021 

Date 
Gallons pH 

Average 
free Gallons 

pH 
chlorine 

Average 
Cale Hypo 

free 
chlorine 

NaF Cale Hypo NaF 

(MGO) residual (MGD) residual gal gal lbs gal gal lbs 

1.09 7.85 1.19 0.59 7.54 1.12 2 13 100 1.4 6.3 
---------- -·- ---- - - -- . -----------' 

1.26 7.85 1.10 0.63 7.54 
. -------------- -·----- ----- -

1.11 4 13 
--------~ 1 5_' ___ _§_~-- ----~---

1.37 7.86 

4 1.28 7.87 

5 0.99 7.86 
·- ·- -·--·---- --·----·-----

6 1.42 7.87 

7.86 

7.86 

1 08 _____ 0.43 ----'-
1.10 0.58 

115 0.74 
---·----· 

1 07 0.53 
-~ -----------,-

1.05 0.61 
----

1.12 0.56 

7.54 

7.54 

7.53 

7 

8 

9 

1.61 

1.51 

1.44 

1.53 

1.13 0.60 7.ITT 7.~ 
- ·- ------------···-------- -------------

7.88 1.12 0.48 7.54 

1 09 3 15 1.0 4.7 
------ --------- - -+---- ------- --------' - -

1 08 1.4 6.3 
-- ---- ------------ --------~---

1 09 1. 7 7.9 

4 15 1.3 1 07 

1 06 

1.05 

- -----------------t---·---
5.6 

6.6 

1.03 

4 17 

4 

4 

--- ---- -------

16 

16 
·-·--------t-----

1 03 4 16 

1.5 

100 1.3 

1.4 6.4 
1.1 . 5.1 10 

11 

12 

13 

---------------- -- --------------- --------+----~ ·-----
1.27 7.88 
----·------------------- ----•-

1.35 7.89 

1.41 7.89 
---·-·----·-·-··- -·----·" 

14 1.37 
-----·-·--·· 

15 1.29 

1.13 

1.14 

1.13 

1.19 

1.24 
-- -------~-------•·- - ··-·- -------------------

16 1.14 7.90 1.28 

0.57 

0.66 

0.48 

0.54 

0.50 

0.74 

7.53 

7.54 

7.53 

1 03 3 14 
-- ----

1 04 3 

1.03 4 
-~--------- -

7.53 1.09 3 
-----+--

7.53 1.11 4 
---1-----

7.53 1.11 3 

15 

16 

15 

13 

100 1.4 6.1 
- ---- -------------·--· 

1.6 7.1 

1.1 ' 5.1 

1.3 5.8 

1.2 5.3 

1.7 • 7.7 
----+----- -- ~----- ------1-------+---

17 1.46 7.90 1.23 
--------- -------------- -- -----

18 1.34 7.90 1.29 
- ----·--- --- ---~------- . 

19 1.17 7.91 135 
--- ------- ----

20 1.24 7.91 1.33 
----- ---- ------ -- -·-·· ·- ------

21 1.31 7.91 1.24 
---------- --

22 1.53 7.92 1.16 

23 1.24 7.93 
' 

1.18 

24 1.48 7.91 1.19 
---------·--· -

25 1.27 7.92 1.23 

26 1.23 

27 0.96 7.93 1.24 

28 1.51 7.92 115 
- ----------------- --

29 2 07 7.91 1.16 

0.66 

0.65 

0.80 

0.41 

0.60 

0.52 

0.59 

0.60 

0.69 

0.61 

0.48 

7.53 

7.53 

7.53 

7.53 

7.53 

7.53 

7.53 

7.53 

7.53 

7.53 

1.10 4 16 
--------------~--------- ---- ----·---

0.96 

0.90 

3 16 

3 14 

0.94 4 14 
------- ---- --- ---- --,----------- - - --- -

1 03 4 15 

1.02 

0.99 

0.98 

0.97 

0.96 

18 

100 

-- -----~- - __________ ,___ __ __, 14 

12 7.53 

7.53 

7.52 

0.95 3 
-------~- -·------· 

0.93 4 

0.94 6 

17 50 
---------------------

22 

1.6 6.9 

1.5 6.9 
-------·--·· ----' -

1.3 5.9 

1.2' 5.7 

1.9 

1.0 • 

1.4' 

1.1 

8.7 

6.4 

5.3 

50 

50 

50 

---- - ------- - -- ·- --------- --- --- ------ -----·-
30 1.39 7.92 1.18 

Summa 40.53 7.89 1.05 
Sum Average (min) 

Chemical Name 
--·--·------·-·--- - --- - --·-

0.66 

17.54 
Sum 

7.52 0.93 4 

7.53 0.90 110 
Average (min.) (total) 

Chemicals Used 
(fluoride reported separately) 

17 

458 450 
(total) (total) 

'PurRose . __ __ ___________ Chemical Strength 

1.6 7.1 

42 187 200 
(total) (total) (total) 

-----'---~T~o~ta~I ~ _ 
151 lgallons __ Ca~c_ _g_~(cigLJ~st !~ I 25 

_ Hypo_ Sodium hypochlorite 

NaF 'Sodium fluoride 

•calcium sequestration/ Pb/ Cu control __ 2l5_°,1c,J)_()lyphosphat13__ 

. 'primaryand secondary_disinfection 12.50% -- ----- --~~==-- 644 gallons __ 

650 pounds ' fluoridation , 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.83 

G:\Shared drives\Operations\Water Treatment\Wells\Reports\2021 \DWP\2021 monthly operating reports.xlsx,MOR 6 



Monthly Well Production Report System Information 

System Type -All GW s stems Treatment planUpump station: -----------------11 
All wells 

S stem Name: Greater Augusta Utility District Community System 

PWSI D# 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License#: 2026 address, tele, 

btarbuck@greateraugustautilitydistrict.org 

June,2021 

July 8, 2021 

Daily water production (MG) 

Triangle 
Well 

South 

Well 
Brookside 

Well 

Sum Riverside Riverside 

Date Triangle South #1 North #2 

Station HD-7 ----+----+----+-------------------+ -----, - --------------

1 

2 

3 

4 

0:17 0.00 0.91 1.09 0.59 
.--------~~--,-·-------------------+------~- ------·--------- ----

0.36 0.00 0.89 1.26 
--- ------------~------ ----------+--------+-----------------

0.48 0.00 0.89 1.37 

0.37 0.00 0.91 1.28 - - -- --·----- ___ ,.,)..,_. __ .,___ _____ -'-·-------r---

5 0.07 0.00 0.92 0.99 
---------~---+------------1-

6 0.53 0.00 0.89 1.42 
--------------------------+----------;-----------1>---~-

7 

8 

9 

10 

11 

12 

13 

14 

0.60 0.78 o.24 1.61 -----··-- •-- ,,., --·- ----------
0.47 1.04 0.00 1.51 
0.38 1.06 0.00 1.44 
0.47 1.06 0.00 1.53 -·-·-----~-------- -----------~------- - ----------------- -- ---~---· --·---~----

0.20 1.07 0.00 1.27 

0.29 1.06 0.00 1.35 

0.50 

0.43 

0.91 

0.36 

0.00 1.41 

0.58 1.37 
---~-------··'·------ ··"·~- ·----~-'"·---~-----

15 o.38 o:oo o.91 1.29 
-------- --------------------~+-------+--------! 

16 0.22 0.00 0.92 1.14 
17 0.50 0.07 0.89 1.46 

---------------+--------+--------+---~-------~---· ·--

0.43 0.00 0.91 1.34 

0.63 

0.43 

0.58 

0.74 
------------·----

0.53 

0.61 

0.56 

0.60 

0.48 
---------+-----

0.57 

0.66 

0.48 

0.54 

0.50 

0.74 
- ------ -----

0.66 

0.65 

0.57 

0.66 

18 

19 

20 

0.26 0.00 0.91 1.17 0.54 0.54 
--·----- -- ----------------· --------·--·-·-·~---

0.34 0.00 0.90 1.24 0.50 0.50 
------ ---- --·-- >--------------• -------+-~+" 

21 

22 

23 

24 

25 

26 

0.69 I 0.37 0.24 1.31 
-------+------+--------+--------+· --·---------~ 

o.93 -t--- 0.60 -----------t-----0_.o~o_,,_____ ________ 1. __ 5 __ 3 ____ , __ 
0.95 , 0.29 0.00 1.24 

-----------t-------------- ;------------i------

0.93 0.54 0.00 1.48 
0.94 0.33 0.00 1.27 

----------,-----c--- +-----------le-------·-~-~--- ----- -- ---
0.95 0.25 0.00 1.20 

~ ··-·----- ------- ·----·-----·-- --------+-----------------,--- ~-~--~--------~--- ·-·-----

27 

28 

0.96 

29 0.49 

Percent Triangle 

Percent Riverside 

0.00 0.00 0.96 

1.51 

1.02 0.56 2.07 

70% 

30% 

0.80 0.80 

0.41 

0.60 
------------- ------

0.52. 

0.59 

0.60 
--------~-----

0.69 

0.61 

0.48 

0.66 

17.5.4 

0.69 

0.61 

0.48 
0.66 

17.54 

Average flow: 1.94 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name: 

PWSI D#: 90080 

Greater Augusta 
Utility District 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature 7/8/2021 6/11/2021 13:10 0.60 12 Williams Street 

Fluoride 

Mgals Gallons of makeup 
Date ·-- pumped. water 

Mgals gallons 

1 0.59 22 
------- --- -- ·- ---------- -- ------

2 0.63 24 

0.43 16 
---------------------

0.58 22 

0.74 28 
~-~--

0.53 20 

.. Daily Residual. 

mg/L 

0.77 

0.77 
------- ---·-----··-··-· 

0.76 

0.76 

0.75 

0.73 

0.71 

Theoretical 
Calculation 

mg/L 

0.67 
-· - . -----------·-

0.68 

0.68 

0.68 

0.68 

0.68 

0.68 

3 

4 

5 

6 

7 

8 

0.61 

0.56 

23 

21 

23 

18 

0.70 0.67 
---- -·- ------~-------

9 

10 

11 

12 

13 

0.60 

0.48 

0.68 0.67 

14 

15 

0.77 

0.57 21 0.80 
-----~---------·-··- ----------------- -

0.66 25 0.79 

048 18 

0.54 20 

0.50 19 

0.79 

0.78 

0.77 

0.67 

0.68 

0.67 

0.68 

0.67 

0.68 

16 0.74 28 0.67 0.67 
~------- ------------ --

17 0.66 

18 0.65 

19 0.54 

20 0.50 

0.80 

- ---- -------· - ------·--~--· ---· ·-·- -· -----~--·---- -

25 0.60 0.68 

24 

20 

19 

30 

0.64 

0.66 

0.67 

0.67 

0.67 

0.67 

0.68 
----------

0.68 21 

22 

23 

041 16 0.71 0.69 

0.69 

0.68 

0.69 

- ------• -·-- ------ ----·------------- ---•-----------------

0.60 23 0.76 

24 0.52 
----- -----~----····---·--

25 0.59 

0.60 
- -------------------" 

0.69 

20 

23 

23 

0.78 
-----------

0.78 

0.77 
·--·-------------

0.69 

27 0.75 0.69 

26 

27 

28 
- -----·-------------~-- ·---- --·---·---------·----- - -·"- -- - -------·~----------~ - . 

0.61 

29 048 
-----·----- ---,.--- - ------ --

30 0.66 

Avg 0.58 

Min 0.41 

Max 0.80 

Total 17.54 

23 0.72 0.69 

19 

25 

22.08 

15.71 

30.33 

662.44 

0.70 

0.67 

0.73 

0.60 

0.80 

0.69 

0.69 

0.68 

0.67 

0.69 

Operating comments 

HETL mg/L 

0.7 



Monthly Fluoride Report System Information 
System Type ~ Fluoride Systems Treatment plant: Triangle Station --~---------Chemic a I Used: Sodium fluoride 
System Name: 

PWSID#: 90080 

Greater Augusta 
Utility District 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: 7/8/2021 6/11/2021 13:10 0.65 Western Station 

Fluoride 

Mgals Theoretical 
Date .. pumped __ 

Gallons of makeup 
water Daily Residual _______ c;a~ula_!ion_ 

units:· Mgals gallons mg/L mg/L 
------- -------------·--·---

1.09 31 0. 73 0.52 

2 1.26 39 0.71 0.56 
-----·---,-- --·-- ----~ --~-- ------ --------------------------

3 1.37 44 0.71 0.58 
1----------------------·-----------

4 1.28 41 0.70 0.57 __________ ....._. - ------·-·-----·---- •----- ·-- ----·-------------- --·---------·-- - -

5 0.99 31 0.70 0.56 

6 1.42 0.69 0.57 

7 1.61 0.68 0.57 
---··------

8 1.51 44 0.68 0.53 
----- -- ---- - - -------------~----------l 

9 1.44 46 0.69 0.58 
- - ·-------------

10 1.53 49 0.73 

11 1.27 40 0.73 

0.57 

0.56 

0.57 

0.57 

--------------·-·. -- ------ -- - -·-----·-- - ----- ·---------- -·-

12 1.35 42 0.73 

13 

14 

1.41 

1.37 

45 

39 

0.72 

0.75 
- ---------- ---------- ---·----- ----- ------------------------·-- -· -·-··· . 

0.52 

0.58 15 1.29 42 0.73 

16 1.14 37 0.74 0.58 
- - -------------- - - ---------·-

17 1.46 47 0.74 0.58 
·- ------- . ·------------~--,---~------------· ·t-----------·---

18 1.34 43 0.69 0.57 
-·---,------· --- -- --------- --- ---, 

19 1.17 38 0.66 0.58 

20 1.24 
---·------,----

21 1.31 

22 1.53 

40 

37 

49 
---------------

23 1.24 

24 1.48 
--- ----

25 1.27 
-------------

26 1.20 

27 0.96 

41 

49 

42 
-----------·-------

42 ________________ .,_ 

32 

0.65 

0.64 

0.67 

0.69 

0.64 

0.70 

0.58 

0.51 

0.57 

0.59 

0.60 
----

0.59 

0.72 0.63 

0.68 0.60 
-----~---•-- --·-·~------·- -------- ------------ ~--

28 1.51 

29 2.07 

30 1.39 

Avg 1.35 

Min 0.96 

Max 2.07 

Total 40.53 

45 

70 

45 

42.84 

30.84 

70.30 

1,285.19 

0.64 0.54 

0.67 0.61 

0.68 0.58 

0.70 0.57 

0.64 0.51 

0.75 0.63 

Operating comments 

HETL mg/L 

0.7 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: June, 2021 

Date 

6/10/2021 

6/11/2021! 

6/16/2021 

6/17/2021' 

6/29/2021: 

6/30/2021'. 

Sum 

Flow 

(gallons} 

Average chlorine 

residual 

(mg/l) 

1.51 

1.56 

1.62 

140,910 1 1.65 
" '""","" "' ''"''"'"'""'" '''"'""'"'"'"" 

123,556 . 

1.53 

1.49 

1.65 

Reporting date: 7/8/2021 

Sodium 

hypochlorite 

usage 

19.30 

0.64 

Operating notes 



Brian Tarbuck, General Manager 

bta rbuck@greatera ugu sta ut1 I ityd i st n ct o rg 

Ken Knight, Board Chair 

kkn ight@grea tera u gu sta uti I ityd istr, ct. org 

Charlotte Warren, Hallowell voting member 

cwa rre n@grea tera ugus ta L,ti I 1tydi strict. org 

Bob Corey, Treasurer 

bcorey@greatera ugusta u ti I ityd istrict. org 

Kirsten Hebert 

kh e be rt@gr e ate ra u g u sta ut i Ii tyd is tr1 ct. o rg 

August 3, 2021 

Denise Douin 

State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

WatfJf I Sewer I Storm Wahu 

www.greateraugustautilitydistrict.org 

12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 

cm u n son@grea teraugus ta uti I ityd is tri ct. org 

Pat Paradis 

poa raois@greate raugusta util ityd istri ct. org 

Bradley Sawyer 

bsawyer@greate raug us tau ti I ityd is tri ct. org 

Keith Luke, Augusta ex-officio member 

kl u ke@greateraugusta ut i Ii tydi st net.erg 

Cary Colwell, Hallowell ex-officio member 

ccolwel l@greateraugusta uti!itydistrict. org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules 
Relating to Drinking Water for July, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access 
restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

s;nc~~l(L_ 
Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type -All GW s stems Treatment planUpump station: Triangle & Riverside 

,---~----------------1 
S stem Name: Greater Au usta Utilit District Community water system --~----------------------1 

PWSID#: 90080 List any new or changed system information and any 1---------~---"T-------------1 
Designated operator name operational problems or comments below. 
and ME License#: 
btarbuck 

July, 2021 

8/3/2021 

Triangle Station Riverside Statlo". Triangle Station Rtve,.ille Station 

Date 

2 

3 

4 

5 
6 

7 

8 
9 

10 

11 

Gallons 

(MGD) 

1.61 

1.28 

0.96 

0.96 

0.96 

1.21 

1.23 

1.13 

1.26 

1 07 

1.13 
--- ________ ,__ ___ _ 

1.51 

Average 

pH 
free 

chlorine 
residual 

7.94 1.19 

Gallons 

(MGD) 

0.72 

pH 

7.53 

Average 
free 

chlorine 
residual 

0.94 

Cale Hypo NaF Cale Hypo 

gal gal lbs gal gal 

4 18 1.7 7.5 
- ------- -- -- ---------- - -- ------------------- ---l----· ---

7.94 1.23 0.38 7.53 0.97 4 15 50 0.9 4.1 
-- --------------- --- ----- --- - ----

7.95 1.27 0.62 7.53 0.99 2 12 1.5 6.6 
i-----1---------------- -------- --- -

7.95 1.27 0.61 7.53 1.00 3 12 1 .4 6.5 

5.6 
------- -- --- ---- ------- ---------------t----

7.95 1.26 0.52 7.53 1.00 3 12 1.3 
---------- - - -- ---------

7.95 1.24 0.54 7.53 1.00 4 14 
- ------------ ----+-- -------------

7.95 1.32 0.70 7.53 1 02 3 15 

7.95 1.36 0.61 7.53 1 02 3 14 
---------------- --

7.95 1.35 0.66 7.53 1.03 3 15 
--- ---------

7.96 1.39 0.57 7.53 1.02 3 14 
- ------ - --------------

7.95 1.37 0.47 7.53 1 00 4 14 
--------+--

7.95 1.31 0.55 7.53 0.80 4 18 

7.94 1.27 0.66 7.53 1.17 3 14 
---------1------+------ ----- ~ 

7.95 1 05 0.53 7.53 1.13 3 16 
----

1.2 5.9 

1.7 7.8 
-+----

100 

1.4 7.0 
---------- ------" 

1.6 7.4 

1.4 

1.1 

1.3 

1.6 

1.2 

6.4 

5.3 

6.3 

7.0 

5.5 

NaF 

lbs 

50 

12 

13 

14 

15 

16 

1 14 

1.36 

1.35 7.95 1.16 0.44 7.53 1.12 4 16 1.1 4.8 50 
---+--- --------+------ . 

1.16 7.96 1.27 0.70 7.53 1.12 3 14 100 1.6 7.3 
------- ------------ ------------+----

17 1 08 7.95 1.30 0.76 7.54 1.10 3 14 1.8 7.8 
1------+------------___,C-------------- - -- ---

18 1 08 7.95 1.29 0.56 7.54 1.10 3 13 1.4 5.8 
- -------------

19 1 01 7.96 1.28 0.76 7.53 1.10 3 13 1.8 7.9 
- -------- ---- - ------------4---

20 1.24 7.97 1.28 0.59 7.53 1.09 3 15 1 .4 6.2 50 
. - ------ ----- -

21 1.06 7.96 1.21 0.68 7.53 0.98 3 13 1.6 7.0 
----- -----

22 0.97 7.98 1.21 0.75 7.53 0.93 3 12 1.7 7.8 
------t--------t---· 

23 0.96 7.97 1.24 0.76 7.51 0.88 3 12 1.8 8.0 
-- --- -------- ----------------0-------Jc---- -------i--

24 1.17 7.97 1.23 0.47 7.50 0.84 3 14 1.1 5.0 
--------------- ---

25 0.97 7.97 1.24 0.68 7.50 0.85 3 12 1.5 7.2 
----- ----------------------------

26 1.27 7.98 1.22 0.45 7.50 0.97 3 15 100 1.1 5.0 
t-----,----------------J-- ---------- i---------- --------------,..---~-

27 1.19 

28 

29 

30 

31 

Summa 

1.37 

1.25 

0.94 

0.93 

35.80 
Sum 

7.96 1.30 

7.97 1.28 

7.97 1.31 
---

7.98 1.37 

7.99 138 

7.96 1.05 
Average (min.) 

0.78 7.49 1.05 4 15 1.8 8.3 

0.52 7.49 

0.52 7.49 
-- - ----- --- ----------t---

0.72 

0.86 

19.17 
Sum 

7.49 

7.50 

7.52 
Average 

1 03 3 16 

1.05 4 15 

1.06 3 12 

1 05 2 12 

0.80 100 439 
(min.) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

------- ----------

1.2 5.7 
--------· 

1.2 5.6 

1.7 7.6 

1.9 9.1 

350 45 204 
(total) (total) (total) 

100 

250 
(total) 

Chemical Name 
Cale _ galciquest 75 / 25 

Purpose _ __ ___________ Chemical Strength To_t_al Units _ 
_c:;.9_l_ci1.J_rn_~E:lg_uestration /Pb/ Cu control ____ 75% polyphosphate_ ____ _ 145 _gallons __ _ 

Hypo ___ Sodium hypochlorite primary and secondary disinfection 12.50% _ 643 gallons __ 
NaF Sodium fluoride fluoridation 600 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.80 

G:\Shared drives\Operations\Water Treatment\Wells\Reports\2021\DWP\2021 monthly operating reports.xlsx,MOR 7 



Monthly Well Production Report SY:stem Information 

System Type - All GW s stems Treatment plant/pump station: All wells 

S stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License#: 2026 address, tele, etc.): 
btarbuck 

July, 2021 

August 3, 2021 

Daily water production (MG) 

Triangle South Brookside 
Sum Riverside Riverside Sum 

Date 
Well Well Well 

Triangle South #1 North #2 Riverside 

Station HD-8 HD-7 Station 

1 0.63 0.87 0.11 1.61 0.00 0.72 0.72 
- ----- ---

2 0.94 0.34 0.00 1.28 0.00 0.38 0.38 
----

3 0.96 0.00 0.00 0.96 0.00 0.62 

4 0.95 0.00 0.00 0.96 0.00 0.61 

5 0.95 0.00 0.00 0.96 0.00 0.52 
--- --

6 0.25 0.42 0.54 1.21 0.00 0.54 
----- -

7 0.00 0.31 0.91 1.23 0.00 0.70 
---

8 0.00 0.21 0.93 1.13 0.00 0.61 
-----

9 0.00 0.35 0.91 1.26 0.00 0.66 0.66 
-------

10 0.00 0.14 0.92 1.07 0.00 0.57 0.57 
--------

11 0.00 0.22 0.91 1.13 0.00 0.47 
------ -

12 0.00 0.62 0.89 1.51 0.00 0.55 
---- -

13 0.00 0.22 0.92 1.14 0.00 0.66 
- ------

14 0.25 0.88 0.23 1.36 0.00 0.53 
-- - --

15 0.29 1.05 0.00 1.35 0.00 0.44 
-- - ------- -- --------

16 0.08 1.08 0.00 1.16 0.00 0.70 
-- -------

17 0.00 1.08 0.00 1.08 0.00 0.76 0.76 
-----------

18 0.00 1.08 0.00 1.08 0.00 0.56 0.56 
----

19 0.43 0.58 0.00 1.01 0.00 0.76 0.76 

20 0.96 0.00 0.28 1.24 0.00 0.59 0.59 

21 0.96 0.00 0.09 1.06 0.00 0.68 0.68 

22 0.96 0.00 0.00 0.97 0.00 0.75 0.75 
-------

23 0.96 0.00 0.00 0.96 0.00 0.76 0.76 

24 0.95 0.00 0.22 1.17 0.00 0.47 0.47 
----------- -----------

25 0.96 0.00 0.00 0.97 0.00 0.68 0.68 

26 0.30 0.41 0.56 1.27 0.00 0.45 0.45 

27 0.00 0.27 0.92 1.19 0.00 0.78 0.78 
------

28 0.00 0.47 0.90 1.37 0.00 0.52 0.52 

29 0.00 0.35 0.91 1.25 0.00 0.52 0.52 
-------- ----------

30 0.00 0.00 0.93 0.94 0.00 0.72 0.72 
------------

31 0.00 0.00 0.93 0.93 0.00 0.86 0.86 -1279'-· 
Sum 11.79 10.97 13.04 35.80 0.00 19.17 19.17 54.97 

Percent Triangle 65% Average flow: 1.77 

Percent Riverside 35% 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: Triangle Station 

1----=--------------1 

System Name: 

PWSID#: 90080 

Greater Augusta 
Utility District 

Chemical Used Sodium fluoride 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: 8/3/2021 7/9/202111:10 0.80 Western Station 

Fluoride 

Mgals Theoretical 
Date pumped 

Gallons of makeup 
water Daily Residual _____ Calculation 

units: Mgals 

1.61 

2 1.28 

3 0.96 

4 0.96 
- ---------- ----

5 0.96 

6 1.21 
---

7 1.23 

8 1.13 

9 1.26 

10 1 07 

11 1.13 

12 1 .51 

13 1.14 

14 1.36 

15 1 .35 

gallons 

53 

41 

33 

31 

32 

42 

41 

39 

42 

36 

38 

46 

38 

44 

45 

mg/L mg/L 
- ------ --------

0.74 0.60 
-------------

0.83 

0.88 

0.89 

0.57 

0.62 

0.58 
- ---------- - ---

0.88 

0.84 

0.82 

0.86 

0.80 

0.75 

0.75 

0.75 

0.76 
---------

0.73 

0.70 

0.60 

0.62 

-- ----- -------

0.60 

0.61 

0.60 

0.61 

0.61 

0.55 

0.61 

0.59 

0.60 

0.56 

0.61 

16 1.16 36 0.67 
--- --------- ---

17 1.08 

18 1 .08 

19 1.01 

20 1.24 

21 1 .06 

22 0.97 

23 0.96 

36 

35 

35 

41 

36 

32 

33 

24 

25 

1.17 39 
---- ------------- -- --- ----------- --

0. 97 32 
- ------- - - ------ ------ -- . 

26 

27 

28 

29 

30 

31 

Avg 

Min 

Max 

Total 

1.27 38 

1.19 

1.37 

39 

44 

1.25 40 
- - --- - -------------------

0. 94 30 

0.93 30 

1.15 38.01 

0.93 30.02 

1.61 53.35 

35.80 1,178.19 

0. 70 

0.72 0.59 

0.72 0.62 

0.74 

0.73 

0.74 

0.76 

0.77 

0.76 

0.73 

0.78 
-------------

0.78 

0.71 

0.59 

0.62 

0.59 

0.61 

0.59 

0.60 

0.54 
-------------

0. 59 

0.58 

0.58 
- -------- ------------

0.71 0.58 

0.73 0.59 

0.76 0.59 

0.67 0.54 

0.89 0.62 

Operating comments 

HETL mg/L 

0.7 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

System Name: 
Greater Augusta 
Utility District 

'--------------1 

PWSID#: 90080 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: 8/3/2021 7/9/2021 13:30 0. 70 12 Williams Street 

Fluoride 

Mgals Gallons of makeup, 
Date pumped water Daily Residual 

units: Mgals gallons mg/L 
----

0.72 28 0.71 
-- ------- ----

2 0.38 

3 0.62 

4 0.61 

5 0.52 

6 0.54 

15 0.76 

24 0.86 

24 

20 

21 

0.90 

0.91 

0.79 

7 0.70 27 0.63 
----------------- ------ ------------------

8 0.61 24 0.68 ----
9 0.66 25 0.74 

----
10 0.57 22 0.81 

11 0.47 0.78 18 

21 

25 

------

12 0.55 

13 0.66 
--------- -----

14 0.53 20 

15 0.44 17 
- - - --------------

16 0.70 27 
1-------------- -----

17 
------

18 

19 

20 

21 

22 
------

0.76 

0.56 

0.76 

0.59 

0.68 

0.75 
---------

29 

22 

29 

23 

26 

29 

0.75 

0.72 

0.63 

0.67 

0.80 

0.85 

0.83 

0.75 

0.73 

0.79 

0.83 

---------

Theoretical 
Calculation 

mg/L 

0.69 

0.70 

0.69 

0.69 

0.70 

0.69 

0.69 

0.70 

0.69 

0.70 

0.69 

0.69 

0.69 

0.68 

0.69 

0.69 

0.69 

0.69 
--------- -

0.69 

0.69 

0.69 

0.69 

23 0.76 29 0.69 0.69 
---------

24 0.47 18 0.54 0.70 
-------- ------ ---

25 0.68 26 0.50 0.69 
------- ----~--------

26 0.45 0.73 
- -------------------

19 

32 

0.58 

0.74 

0.81 

27 

28 

29 

30 
-------

31 

Avg 

Min 

Max 

Total 

0.78 

0.52 21 

0.52 21 
--------

0.72 28 
---------------

0.86 34 

0.62 23.97 

0.38 14.91 

0.86 33.54 

19.17 742.93 

0.82 

0.81 

0.78 

0.75 

0.50 

0.91 

0.73 

0.70 

0.71 

0.71 

0.71 

0.70 

0.68 

0.73 

Operating comments 

HETL mg/L 

0.7 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Tagus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: 

Date 
Flow 

(gallons) 

July, 2021 

Average chlorine 

residual 

(mg/L) 

Reporting date: 8/3/2021 

Sodium 

hypochlorite 

usage 

(gallons) 1---------------------~--~ ---,...-
0.90 

0.50 

0.30 

0.50 

Operating notes 

0"""""---+-"'•--~.,~------•~,»>™""~·>"""W»»>--------------1 

7/16/2021. 

7/22/2021• 

7/23/2021. 

7/24/2021 · 

7/25/2021 i 

75,805 

144,914 . 

71,258 ............ _ .. 
69,523 

140,375 I 

0.57 

0.86 

1.52 

1.56 

1.52 

1.51 

1.45 

1.33 

1.25 

1.37 

0.40 

0.90 

0.70 

1.00 

1.00 

0.10 

0.00 

0.00 

1.00 

1.10 

1.10 

0.50 

1.10 

0.50 

0.90 ------~-------""· .... - ........... --------------1 
7/26/2021 83,422 i 1.17 

--,,-------- I..--·-···--·· ...... 

11211202iL ...... 
7/28/2021 i 

125,133 

144,383 

1.04 

0.97 

0.90 ------ ···-····· ..................... . 
1.00 

----- ---- -------,----········ ·-····------·------1 
7/29/2021 • 

7/30/2021• 

7/31/2021 

Sum 

73,266 I 
----·····-·····..L····· 

63,102 

3,382,753 

109,121 

1.01 

1.00 

0.96 

1.28 

1.56 

0.70 

0.90 

0.80 

21.60 

0.70 



Brian Tarbuck, General Manager 
bta rb u ck@g re a tc r au g u sta u ti! itvd 1 strict. o rg 

Ken Knight, Board Chair 

kl<night@greateraugustautilitvdistnct.org 

Charlotte Warren, Hallowell voting member 

cwarren@greateraugustautilitydistrlct.org 

Bob Corey, Treasurer 

bcorey@J greateraugustau tilityd istric L org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

September 7, 2021 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

l S$war i Sto,m WJ£tMr 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 

cm u nson@greateraugus tau til ityd istri ct.erg 

Pat Paradis 

pparadis@greateraugustautiiitydistrict.org 

Bradley Sawyer 

bsawyer@greateraug ustau tii itydis trict. org 

Keith Luke, Augusta ex-officio member 

kluke@greateraugust~utilitydlstrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules 
Relating to Drinking Water for August, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access 
restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type -All GW s stems Treatment plant/pump station: Triangle & Riverside ,--_..__ ____________ _ 

S stem Name: Greater Au usta Utilit District Community water system 1---------+------------------1 
PWSID#: 90080 List any new or changed system information and any 1---------'--------.---------------1 

Designated operator name operational problems or comments below. 
and ME License#: 
btarbuck 

Average 

Date 
Gallons 

pH 
free 

chlorine 
(MGD) residual 

0.93 7.98 138 

2 1.26 7.97 1.23 
--·----·- ... -·-----·--·- - --·- . ·---- ·-··-

3 1.33 7.98 1 05 

August, 2021 

Gallons 
pH 

(MGD) 

Average 
free 

chlorine 
residual 

Cale 

gal 

0.73 7.49 1.04 3 
·- .. -- ------- --- -·-·----------·-

Hypo 

gal 

12 

0.57 7.49 0.98 4 15 

NaF 

lbs 

--------·-··------------- -------- ------ -- ------------------------~~ 

0.45 7.49 0.96 3 16 100 
------·-------- -1--~---- ------ -----

4 

5 
- --·------------ --

6 

7 

8 
---- -- -·------

9 

1 07 

1.28 

1.51 

1.11 

1.30 

1.34 

7.97 1.12 

7.98 1.08 

7.98 1.05 

7.97 

7.97 

7.98 

1 06 

1 03 

1.11 

0.76 

0.50 

0.40 

0.51 

0.66 

0.49 

7.50 

---- ----------- ---------------+~---

7.50 

7.50 

7.49 

7.49 

7.49 

7.49 

7.49 

7.49 

1.45 7.99 ---
1.34 7.99 

1.53 7.98 

1.26 

1.26 

1.15 

10 

11 

12 

13 
-- - - --·- __ , _________ . ·- ·- --- -

1.45 7.98 1.21 
~~~ --------~---------

14 1.41 
---------- -- ----------~-

15 1.15 

1.52 

1.37 

1.22 

1.76 

7.98 

8.00 

7.99 

7.98 

7.97 

7.96 

1.20 
-----

1.24 

1.12 

1 09 

1.09 

1 03 

0.53 

0.45 

0.36 

0.62 7.51 
---.---------------

0.40 7.52 
- -------- ---- -- - -·----- -

0.56 7.52 

0.40 

0.60 

0.39 

0.00 

7.51 

7.49 

7.48 

7.47 

0.75 
----~----
0.93 

0.98 

0.96 

0.86 

0.89 

0.97 

1.12 

1.10 

1.15 

3 13 

16 

4 
--- --------~- .. -- -·-·-----·---

3 

4 

4 

4 

15 

17 

16 

17 100 

4 17 
- ----~-------1--------~-

1.15 
-- --

1.15 

1.11 

1 07 

1 05 

0.95 

3 16 

100 

16 

17 

18 

19 

20 

21 

22 

. ·-·-------·-------------- ··---·---------------+----

4 

4 

3 

4 

5 

5 

3 

14 

17 

16 

14 

20 

20 

11 

7.98 1.14 0.36 

0.97 7.96 1.29 0.55 
---- --------- - ·- - --· ·---- ·-- - ------------1------ -- --·------ --- - - ----- - ----- - - --

0.97 0.69 

0.67 

0.48 

0.51 

7.47 

7.48 

7.48 

1 03 

1.17 
------- --------

1.16 

1.15 

1.12 

1.12 

--~---------~--
2 

4 

3 

4 

12 

14 -- . --- ----- ----- ----- ---· 

15 

15 

100 

Cale Hypo 

gal gal 

1.7 7.9 

1.4 6.2 

1.0 5.0 

_1~ ___ c__8.8 
1.1 6.0 

1.0 5.0 

5.9 

1.5 8.1 
-• •-----~---L-

1.2 5.8 ' 
1.2 ' 6.9 . 

1.1 5.8 

0.9 4.9 

1.4 

1.0 

1.3 

8.1 

5.3 

7.4 

1.0 5.3 

1.4 

0.9 

0.0 

7.9 

5.1 

0.2 

0.8 4.9 

NaF 

lbs 

50 

50 

- .- - ------~--·-' -----·-------
1.3 

1.6 

1.6 

1.1 

7.3 

9.2 

9.1 

6.6 

1.2 6.6 

1.5 7.8 

50 23 

24 

25 

26 

27 

28 

29 

1.13 

1.33 

1.34 

1.20 

1.45 

1 07 

1 07 

7.98 

7.98 

7.96 

7.96 

7.95 

7.96 

7.97 

7.98 

1.27 

1.23 

1.17 

1.13 

1 01 

1 02 

0.61 

0.53 

7.47 

7.47 

1.12 

1.10 

3 

4 

14 

17 

13 

13 

12 

14 

-------·- ---•·--------··-- - -···r. 

- ·------·-----
1.04 0.69 7.48 3 

---------------·--- --- . -- ----------- ---------------- -- - - -
1.10 

1.10 

1.10 

1 07 

1 04 

30 1 03 7.99 1.00 
. - -•- --··- --·----- ·--

31 1.16 7.98 1.00 

Summa 39.81 7.98 1.00 
Sum Average (min.) 

Chemical Name 
-···----------- ------- ----

0.56 

077 

0.61 

16.42 
Sum 

7.48 3 
··--····--·-·---··· 

7.48 2 
--· .. ··- ----- ·-- --- ---

7.48 4 

7.49 0.75 111 
Average (min.) (total) 

Chemicals Used 
(fluoride reported separately) 

.. 

468 400 
(total) (total) 

'Pureose _ _______ _ __Cl1E1111ical Strength 

1.2 6.7 

1.6 8.4 
----------- ~------·. -

1.3 7.1 -------,- ·-

1.8 9.7 50 
- -- ----- -'·-

1.4 7.4 

39 206 200 
(total) (total) (total) 

Total Units -----~------
Cale _ Calciquest 75 / 25 calcium s_equestrati_on / Pb / <:;_u c()n__trol ___ _?~°l'c,- p_c>lyphosphat~ ____ _ 149 gallons 

674 gallons 
-- --60b ·pounds 

Hyp_o Sodium hypochlorite 
NaF 0 Sodiu111.fluoride 

.. primary_c1nd ~~~Cln_d_c1_ry_~i~i~f~c;tio~ 12.50% ___ _ 
fluoridation 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.76 
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Monthly Well Production Report System Information 
System Type - All GW s stems Treatment plant/pump station: ---------------- Ali wells 

s stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License#: 2026 address, tele, 

Signature 

Date 
Triangle 

Well 
South 
Well 

September 7, 2021 

Daily water production (MG) 

Brookside 
Well 

Sum Riverside 

Triangle South #1 

Station HD-8 -'-'--~--'----+--~~-+-----o.+-----~-t--------~---------

Riverside 

North #2 

HD-7 

0.75 1 

2 

3 

4 

5 

6 

-- ___ E:.90 _ ~ ___ ~ -'---_o_ .. 9_3 ______ o_.9_3_· _,_ ____ Q._O_Q __ 
0.27 0.6,4 0.36 1.26 0.00 

--'---'--~-+------4-----~-----J.------------------

0,28 1.06 0.00 1.33 0.00 
·--~~-----1--~---'~-~~•---'-----+--------------------· 

0.00 1.07 0.00 1.07 0.00 

Q.22 1.06 0.00 1.28 0.00 
----i-.--~--l--~---+-~-~-~~ ~-- ------------

0.47 1.04 0.00 1.51 0.00 
----+-----~---+-----+-----------<-----·-·--- ---------

7 __ ____ _9_._g~ 1.o? ___________ g.o~---- 1.11 
8 0.24 1.06 0.00 1.30 __________ .., ________ -

9 0.51 0.29. 0.54 1.34 
11--------

10 0.50 0:05 0.90 1.45 
•---- - -- •---- -• --- • -• • ----• -- •••-•~---~•-••,-- ••-••• • •••---• • •o--'-+,~--•---~•-•' •-•-• ____,,____ 

11 ______ 0.43 ·o.oo ! 0.91 · 1.34 

12 0:49 1;53 ()'.$7 0.67 

0.00 

0.00 

0.00 

0.00 

0.00 

0.00 

-- - ---------

0.59 

0.46 

0.78 

0.51 

0.42 
----- -------- ------·- -

0.52 

0.68 

0.51 

0.54 

0.46 

0.38 

Sum 

Riverside 

Station 

0.75 

0.38 
--- -------------- - --------- --·- ------- - --- -------~--- - ---

13 0.54 1.45 0.00 0:90 
---------------• 

14 0.51 1.41 o.oo 0.90 
---~-·--· 

0.00 

0.00 

0.64 

0.41 

15 0;23 1:15 0.00 0.58 0;00 0,92 ----+---~--------+--·-------------·- ---·--·---~---------
16 0.68 0.52 0.33 1.52 0.00 0.41 

0.81 0.56 0.00 1.37 0.00 0.62 17 

18 
--~~--+----------------·· ------~---~~~------ ------ --- -- -- - ------·------------

0.93 0.29 0.00 1.22 0.00 0.39 
--·--------·---·- -- -----~- - ----·-

19 0.94 0:83 0.00 1.76 0.00 0.00 ---- ----·-·--- _ __,__ ___ ___,___ ~-+---~------ ----

20 0.93 0,80 0.00 - --·--------,..........~-~----~-·-- --------1-
21 0.97 0.00 0.00 

22 0.97 0.00 0.00 
-----------·-----------~~ ~~---· ---~-----•~-~--~-,-----

23 0.95 0.17 0.00 

.1.73 

0.97 

0.97 

1.13 
24 0.24 0.70 0.39 1.33 

-~·-·· -- --~ --------+-----+'------~-+--~---------l 

0.00 0.87 0.47 1.34 

0.00 

0.00 

0.00 

0.00 

0.00 25 

26 

27 

28 

29 

30 
31 

0.25 0.82 0.14 1.20 0.00 
- ---------~ ~~--~-- -------~ --------· 

0.01 1.06 0,38 1.45 0.00 
------+--

0.00 1.07 0.00 1.07 0.00 ----------~ --·- --- _________ ..,... _______ ,___ __ ____,_ 
0.00 1.07 o.oo 1.07 0.00 ---- -----·----~--- --·-----~------•---

0.53. · 1 0.27 0.23 
96 . 0.00 0.20 

1.03 0.00 
1.16 0.00 --

Sum 13.90 16.74 --~, - 9.17 "' 39.81 0.00 

0.69 

0.50 
-- --· ----- ------ -----

0.53 

0.63 

0.55 

0.71 

0.57 
-- ---- - --------------

0. 79 
0.63 

16.91 

0. 64 

0.41 

0.58 

0.41 

0.62 

0.63 

16.91 

Percent Triangle 

Percent Riverside 

70% 
30% 

Average flow: 1.83 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: Triangle Station 1------=-----------
System Name: 

PWSID#: 90080 

Greater Augusta 
Utility District 

C hem i ca I Used: Sodium fluoride 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: 9/7/2021 8/12/2021 8:55 0.63 Western Station 

Fluoride 

Mgals Gallons of makeup Theoretical 
Calculation Date ____ pumped_ _ _____ _'N~tElr _______ Daily Residual 

units: Mgals gallons mg/L mg/L 

0.58 

0.57 

0.53 

0.58 

- ---- ---------- --------- .. ·--·----·----···---------· 

1 

2 

3 

0.93 30 0.73 
---------·----------· ----------------~ ------·------~·------------. - . 

1.26 40 0.68 
- -------- ----- ---------·· -----·---- --- --·-- -- ---· 

1.33 39 0.66 

4 1.07 
- --- ---·----·- -·--·--- ··-

5 1.28 
-------- -------· ------- -------,--

6 1.51 

7 1.11 

8 1.30 

9 1.34 

1.45 

34 0.64 

41 

44 0.81 

36 0.80 

41 077 

0.53 

0.58 

0.57 
--·--------------~----------i 

42 0.80 0.57 

47 0.79 10 

11 

12 

13 

14 

15 

- ·•--------·------· --------------- --- ·----·---------~---·----------- -~ 
0.59 

0.59 

0.53 

0.57 

1.34 44 0.80 
------ - ---------~------

1 .53 45 0.75 
-------------- -·-·--· ····-·-- ·-···--·---· 

1.45 46 0.75 

1.41 45 0.78 0.58 
----- -- ------- ------------- - ---- ·----·---------·~ -· -- --·- - ----·-----· --·---- -

1.15 37 0.82 0.58 
--~ --- ----·-·--·-------- - -------,-------- ·-· 

16 1.52 
···-. - . "" ---· 

17 1.37 

18 1.22 

19 1.76 

50 

44 

39 
.. -· -------------

52 

55 

0.80 0.59 
------------------- ----1 

0.82 0.58 

0.76 0.57 

0.72 0.53 

0.74 20 

21 

22 

23 

24 

25 

26 

1.73 

0.97 

0.97 

1.13 

1.33 

1.34 

1.20 

--- ~-· --- --·· ----------··-------~ -----------· ---- -- ·-·--- -- -- . -
0.58 

0.58 

0.60 

0.57 

0.59 

0.58 

0.50 

0.58 27 1.45 
·--··-·-----------·-- --------··· 

28 1.07 
--- --------- -- -----·----

29 1.07 
---- -- - ----~--·---- --- -- ----·· .. 

30 1.03 
···---··-···--·-

31 1.16 

Avg 1.28 

Min 0.93 

Max 1.76 

Total 39.81 

31 

32 

36 

43 

43 

34 

47 

34 
·------··-----

35 

37 

40.60 

30.20 

55.43 

1,258.49 

0.83 

0.87 

0.86 

0.79 

0.77 

0.75 

0.76 

0.79 0.56 

0.78 0.58 

0.79 0.60 
--------- --- ----

0. 77 0.58 

0.77 0.57 

0.64 0.50 

0.87 0.60 

Operating comments 

HETL mg/L 

0.7 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

System Name: 
Greater Augusta 
Utility District 

...._ __________ _ 
PWSIO#: 90080 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/l Location 

Signature: 9/7/2021 8/12/202112:35 0.72 12 Williams Street 

Fluoride 

Mgals · Gallons of makeup . 

Date pumped _ __ __ \i\/JtE:J_r __ 

units: Mgals gallons 

0.75 29 

2 0.59 23 

Theoretical 

Daily Residual -~ -~-~alc~lation 

mg/L mg/L 
-- -- --------·----

0. 78 0.68 

0.77 
--- ---------;---·---·------ - -- . --· ---------~------------,-·--------· -

0.69 

0.69 

0.68 

3 0.46 18 
--------~----··------~~~ 

4 

5 

0.78 

0.51 

30 

20 

0.71 
~~~ 

0.70 

0.72 
~~-- . ·--·---~--------·----··------------------+~- -- --- .----------

6 0.42 16 0.72 
·--·- ------ -----------------··-

7 

8 

9 

10 

0.52 20 0.70 0.68 

0.69 
----------+-·--·-

0.68 

0.51 

0.54 

26 

19 

21 

11 0.46 18 
~-- ------+---------·--

12 

13 

14 

15 

16 

17 

22 

23 

0.38 14 
. --· ·- - ·- --------

0. 64 25 
,. .. - ------- -- --,-· 

0.41 

0.58 

0.41 
- ·-··-···--·---

0.62 

0.39 

0.71 

0.69 

16 

24 

15 

27 

26 
1--~~----- - --- ----- --,---- -----~- ---

24 

25 

26 

27 

28 

Avg 

Min 

Max 

Total 

0.50 19 

0.53 20 

0.63 24 

0.55 21 

0.71 

0.57 

0.79 

0.63 

0.55 

0.00 

0.79 

16.91 

22 

30 

24 

20.84 

0.30 

30.33 

645.93 

0.70 

0.75 0.69 
- -------------- ------·----- - - -----------------

0. 79 0.68 

0.77 

0.75 

0.77 

0.69 

0.78 0.69 
------------------------·-·-· -- ---------------~---

0. 73 0.68 

0.62 

0.67 

0.78 

0.77 

0.78 

0.78 

0.78 

0.78 

0.79 

0.77 

0.83 

0.75 

0.62 

0.83 

0.69 

0.69 
-------~------------

0. 69 

0.70 

0.69 

0.68 
---~ --·-·------·- -· 

0.69 

0.69 
- -- -- ---- --·-- -----

0. 69 

0.69 

0.69 

0.69 

0.69 

0.69 

0.69 

0.69 

0.68 

0.70 

Operating comments 

Station offline today. 

HETL mg/L 

0.7 



Greater Augusta Utility District, PWSI D 90080 

Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: 

Date 

8/13/2021 • 

8/14/2021: 

8/26/2021! 

Flow 

(gallons) 

....... , ......... ,_, __ 

8/27/2021 

8/28/2021 

8/29/2021 

August, 2021 

Average chlorine 

residual 

(mg/L) 

0.94 

1.69 

2.00 

Reporting date: 9l7 /2021 

Sodium 

hypochlorite 

usage 

20.40 

0.66 

Operating notes 



Brian Tarbuck, General Manager 

bta rb uck@grea tera ugu stautil ityd; strict. org 

Ken Knight, Board Chair 

kkn ight@greatera u gu sta util ityd istrict. org 

Charlotte Warren, Hallowell voting member 

cwa r ren@greatera ugusta uti Ii tydi strict. org 

Bob Corey, Treasurer 

bcorey@greatera ugustau ti lityd is trict. org 

Kirsten Hebert 

kh e be rt@g re ate r au g u sta u ti Ii tyd is t ri ct. o rg 

October 7, 2021 

Denise Douin 
State of Maine, Drinking Water Program 

11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Water I Sawar I Storm Wat~r 

www.greateraugustautilitydistrict.org 

12 Williams Street 

Augusta, ME 04330-5225 

(207) 622-3701 

Cecil Munson 

cm u nson@grea te raugustauti I ityd is trict. o rg 

Pat Paradis 

ppa radis@greateraugustauti I itydi strict.erg 

Bradley Sawyer 

bsawyer@greateraug usta u ti I ityd is trict.org 

Keith Luke, Augusta ex-officio member 

kl u k e@g re ate ra LI g u sta LI ti Ii tyd is t ri ct. o rg 

Cary Colwell, Hallowell ex-officio member 

ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules 

Relating to Drinking Water for September, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVI D-19 access 
restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Sin;rtf 
Brian Tarbuck, PE, System Class IV 2026 



System Information 

District 1---......__ ____________________ _ 
Treatment plant/pump station: Triangle & Riverside 

Community water system 

1---------_.__--~------------List any new or changed system information and any 
Designated operator name 
and ME License#: 

0 per at ion a I problems or comments below. 

btarbuck 

Date 
Gallons 

(MGD) 

pH 

Average 
free 

chlorine 
residual 

September, 2021 

Gallons 
pH 

(MGD) 

Average 
free 

chlorine 
residual 

Cale 

gal 

1.22 7.98 1 07 0.49 7.49 1.10 3 
---- ---- _______ _,__ ___ _ 

1.23 7.99 1.13 0.53 7.49 1.10 4 
------- --- ---

0.97 7.99 1.16 0.67 7.49 1.10 3 

Hypo NaF 

gal lbs 

14 100 

15 

12 
--- -------+-----+-------· - -----

0.97 7.99 118 0.65 7.49 1.10 3 12 
------+-------

0.96 8.00 1.17 0.55 7.49 

0.96 8.00 1.14 0.63 7.10 

1 09 

1.02 

3 12 

2 12 

Cale Hypo 

gal gal 

1.2 6.0 

1.2 6.4 

1.6 8.2 

1.5 8.0 

1.3 6.7 

1.4 7.7 

NaF 

lbs 

2 
3 

4 

5 

6 

7 
---- --- -- --- ----- ------

1 02 7.99 1.10 0.66 7.50 1 02 3 12 1.5 8.5 
---- ------ -- ------- -------+-----+-------------

8 1.07 7.98 1.15 0.71 7.50 1.00 3 13 9.1 
I----+------ ---~-----+-------- ---------

9 1.07 8.00 1.19 0.64 7.49 0.98 3 13 

1.7 

1.4 7.9 50 
-- ----- -------

1.08 7.37 

0.95 6.91 

0.98 

1.14 0.54 7.49 0.97 3 

1.06 0.78 7.50 0.97 3 
--- ---- ----- _____ ,__ __ 

1.02 0.55 7.50 0.95 2 

13 

12 

12 

1.3 6.5 

1.8 

1.3 

9.4 

6.5 

10 

11 

12 

13 

14 

6.95 

7.25 

7.62 

____ _,_ ______ -------+--------l---

0.98 

0.97 

1.11 0.71 7.50 0.95 3 12 1.7 8.7 

118 

15 

16 

17 

18 

19 

20 

21 

22 
23 

1.16 7.60 118 
-- --------

0.97 7.59 1.17 
-------

0.97 

1.17 

0.96 

1.26 

0.94 

7.55 1.17 

24 

7.48 

7.41 

7.38 

7.30 

0.94 7.28 

1.18 7.22 

1.37 7.15 

1.14 

1.15 

1.16 

1.20 

1.11 

1.10 

1.13 
----------

25 0.99 7.10 
1------+------

26 1.04 7 09 
1------r--

27 1.43 7 09 

28 1.67 7 05 
--ti---- --------

29 2.20 6.98 

30 1.80 6.94 

Summa 34.47 7.47 

Cale 

_ ljypo 
NaF 

Sum Average 

Chemical Name 
_ Calciquest 75 / 25 _ 
~o~ium hy_p_oc;_hlorit~ 
Sodium fluoride 

1.23 

1.21 

118 

1.27 
------

1.23 

1.26 

1.02 
(min.) 

0.65 

0.46 

0.76 

0.67 

7.50 

7.51 

7.50 

7.51 

0.57 7.51 

0.51 7.51 
-- ---- --- ··-

0.55 7.51 

0.69 7.50 

0.86 7.51 
-------

0.67 7.51 
-- - - ------- -

0.51 

0.73 

0.60 

0.34 

0.70 

7.51 

7.20 

7.51 

7.51 

7.51 

0.45 7.51 

0.33 7.51 

18.15 7.48 
Sum Average 

---··--+------------·- ------

101 3 12 1.5 8.5 50 
---- -----

1 08 4 14 1.1 6.2 
-----------+--

1 08 2 12 10.5 
----------

1.7 

1.6 

1.2 

1 07 3 

1.07 

1.07 

1.07 

1 06 

1 08 

1.15 

1.26 

1.28 

1.28 

4 

2 

4 

2 

3 

2 

4 

3 

2 

1.28 4 

1.23 5 
--------

1.15 6 

1.20 5 

0.95 96 
(min.) (total) 

12 

13 

12 

15 

12 

12 

14 

16 

13 

13 

17 

19 

26 

21 

420 
(total) 

100 

1.2 

1.3 

1.7 

9.1 

7.9 

7.2 

7.7 

9.5 50 
----+---- --- ,----------

100 

100 

400 
(total) 

1.9 

1.6 

1.2 

11.7 

9.4 

7.2 
--+---- ----- ------

1.6 9.9 

1.4 8.4 
- ----~----- --

0.8 5.0 
------------ ---

1.7 9.7 
----- -

1.0 6.3 
----·-

0.8 4.9 50 

42 238 200 
(total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

Purpose ___ __ _______ Chemical Strength _____ -~ -~ 
__ calcium seq~stration / Pb/ Cu control_ _?_5°[o_p9l_yphosphat~ ___ 139 _gallons _ 

_EJrimary and~~condary_ disinfecti_c>n___ 12.50% __ 657_gallons __ 
fluoridation 600 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.82 
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Monthly Well Production Report S~stem Information 
System Type - All GW s stems Treatment plant/pump station: All wells 

S stem Name: Greater Augusta Utility District Community System 

PWSIO#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License#: 2026 address, tele, etc.): 
btarbuck 

September, 2021 

Signature October 7, 2021 

Daily water production (MG) 

Triangle South Brookside 
Sum Riverside Riverside Sum 

Date 
Well Well Well 

Triangle South #1 North #2 Riverside 

Station HD-8 HD-7 Station 

1 0.95 0.00 0.27 1.22 0.00 0.49 0.49 
-- -- - ------

2 0.95 0.00 0.28 1.23 0.00 0.53 0.53 

3 0.96 0.00 0.00 0.97 0.00 0.67 0.67 
---------

4 0.96 0.00 0.00 0.97 0.00 0.65 
-------

5 0.96 0.00 0.00 0.96 0.00 0.55 
- -------

6 0.96 0.00 0.00 0.96 0.00 0.63 

7 0.36 0.66 0.00 1.02 0.00 0.66 0.66 
----

8 0.00 1.07 0.00 1.07 0.00 0.71 0.71 

9 0.00 1.07 0.00 1.07 0.00 0.64 0.64 
----------

10 0.00 1.08 0.00 1.08 0.00 0.54 0.54 
---

11 0.64 0.31 0.00 0.95 0.00 0.78 0.78 

12 0.97 0.00 0.00 0.98 0.00 0.55 0.55 

13 0.97 0.00 0.00 0.98 0.00 0.71 0.71 
-----

14 0.96 0.00 0.00 0.97 0.00 0.65 0.65 
--- --·-

15 0.95 0.00 0.21 1.16 0.00 0.46 0.46 

16 0.97 0.00 0.00 0.97 0.00 0.76 0.76 

17 0.96 0.00 0.00 0.97 0.00 0.67 0.67 
--- ------

18 0.95 0.00 0.22 1.17 0.00 0.56 0.56 
- ----------- ------ ----

19 0.96 0.00 0.00 0.96 0.00 0.51 0.51 
------ ----

20 0.26 0.35 0.66 1.26 0.00 0.55 0.55 

21 0.00 0.00 0.94 0.94 0.00 0.69 0.69 
------------ ------ - -------- -

22 0.00 0.00 0.94 0.94 0.00 0.86 0.86 

23 0.00 0.27 0.91 1.18 0.00 0.67 0.67 

24 0.00 0.51 0.86 1.37 0.00 0.51 0.51 
--------- -------

25 0.00 0.07 0.92 0.99 0.00 0.73 
-- ---

26 0.00 0.12 0.92 1.04 0.00 0.60 

27 0.15 0.38 0.90 1.43 0.00 0.34 0.34 
------------

28 0.74 0.56 0.37 1.67 0.00 0.70 0.70 

29 0.89 1.00 0.31 2.20 0.00 0.45 0.45 
------- ---- --

30 0.69 1.04 0.06 1.80 0.00 0.33 0.33 

Sum 17.15 8.54 8.78 34.47 0.00 18.14 18.14 52.61 

Percent Triangle 66% Average flow: 1.75 

Percent Riverside 34% 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: Triangle Station 

l----"------------1 
Chemical Used: Sodium fluoride 

System Name: 
Greater Augusta 
Utility District 

....._ __________ _ 
PWSID#: 90080 

Reporting period: 2021 Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: 10/7/2021 9/22/2021 11 03 n/a Western Station 

Fluoride 

Mgals Gallons of makeup 

Date ~_2_ump_e_d _____ w_at~----- Daily Residual 
Theoretical 
Calculation 

units: Mgals gallons 

1 1.22 
--------------

2 1.23 
-----------

3 0.97 

4 0.97 

5 0.96 

6 0.96 

7 1.02 

8 1.07 

1.07 

1.08 

0.95 

0.98 

36 

40 

25 

32 

31 

31 

33 

35 

34 

34 

30 

31 

9 

10 

11 

12 

13 0.98 32 

14 

15 

0.97 32 

1 .16 37 

16 0.97 32 

17 0.97 27 

--- ----------

mg/L mg/L 

0.75 0.53 

0.75 0.59 

0.78 0.48 

0.77 0.60 

0.78 0.58 

0.76 0.58 --- - - -----------------

0.69 

0.68 

0.75 

0.76 

0.87 

0.95 

0.83 

0.77 

0.75 

0.75 

0.58 

0.59 

0.57 

0.58 

0.57 

0.58 

0.60 

0.59 

0.58 

0.59 
-------- ---------

0.50 
-----------------

0.78 

0.75 

0.76 

18 1.17 38 
1------

19 0.96 31 
---

20 1.26 41 0.75 
------

0.58 

0.58 

0.58 

0.58 

0.61 

0.49 

21 

22 

23 

24 

25 

26 

27 

28 

29 

30 

Avg 

Min 

Max 

Total 

0.94 

0.94 

1.18 

1.37 

0.99 

1.04 

1.43 

1.67 

2.20 

1.80 

1.15 

0.94 

2.20 

34.47 

30 

32 

0.75 

0.74 
---------- ---

0. 71 
- -- ------- -------

0.70 

0.78 

0.80 

0.81 

0.87 

0.59 

0.59 

0.57 

0.58 

0.58 

32 

45 

32 

33 

46 

54 

71 

54 

-- ----------------------- ---

0.77 0.58 

0.77 0.54 

36.43 0.77 0.57 

25.48 0.68 0.48 

70.57 0.95 0.61 

1,092.78 

Operating comments 

HETL mg/L 

0.6 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name: 

PWSID#: 90080 

Greater Augusta 
Utility District 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: / 10/7/2021 9/22/2021 7:26 n/a 12 Williams Street 

Fluoride 

Mgals Gallons of makeup Theoretical 
Date pumped water Daily- Residual Calculation 

--- --- ---

units: Mgals gallons mg/L mg/L 
----- ----- ----- ·-- ---------

1 
-------

2 

3 

4 

5 
---- ---

6 

7 

8 

9 

0.49 

0.53 

0.67 

0.65 

0.55 

0.63 
-------------

0.66 

0.71 

0.64 

19 

21 

26 
-- ------

25 

21 
---- -

24 

26 

28 

25 

10 0.54 21 

11 0.78 30 

0.83 

0.80 

0.81 

0.81 __ , _____ 

0.81 
-----·---

0.78 
- -- ------·---

0.78 

0.74 

0.79 

0.85 

0.86 

12 0.55 22 0.85 
--- ------------- --------------------

13 0.71 27 0.77 

0.71 

0.70 

0.70 

0.70 

0.70 
-----

0.69 
--------

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 
-------------

14 0.65 25 0.74 0.70 

15 

16 

17 

18 

19 

20 

0.46 

0.76 

0.67 

0.57 

0.51 

0.55 

18 

30 

26 

22 

20 

0.75 

0.76 

0.76 

0.75 

0.76 

0.69 

0.70 

0.70 

0.69 

0.70 

21 0.76 0.70 

27 0.75 0.70 

-

21 

22 

0.69 

0.86 

0.67 

------- ---- -----~-- ------ •--- ------------i 

TI __ o.m o.m 
23 26 0.75 0.70 

24 0.51 19 0.77 0.68 
--------- - --- -- -------

25 0.73 27 0.84 0.67 

0.68 
-------- -------

26 0.60 23 0.80 

27 0.34 

28 0.70 
--- ------ -

29 0.45 

30 0.33 

Avg 0.60 

Min 0.33 

Max 0.86 

Total 18.15 

13 

26 

17 

13 

23.36 

12.51 

33.33 

700.68 

-----·--- --- ---------

0.79 0.69 

0.77 0.68 _" ____ _ 
0.71 0.68 

0.71 0.69 

0.78 0.69 

0.71 0.67 

0.86 0.71 

Operating comments 

HETL mg/L 

0.7 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: 

Date 
Flow 

(gallons) 

September, 2021 

Average chlorine 

residual 

(mg/L) 

Reporting date: 10/7/2021 

Sodium 
hypochlorite 

usage 
(gallons) 

• I • • • 

0.40 

Operating notes 

9/1/2021 

9/2/2021' 
--~-----~~----~-~"-~•""'"'~~--------
0.50 

9/3/2021 141,440 1.44 0.90 
1-----------~·-••>••''' ------------------

9/4/2021 790 : 1.64 0.00 -----.,---,,,,, __ ,,,.,,.,,,,,,,,,,--,------
9/5/2021 i 64,180 • 1.78 0.40 

9/6/2021' 1.78 

9/7/2021! 67,780 2.06 

9/8/2021 
,_,,,,,, .... ,,,,,,,, ... ,,,,. . 

9/9/2021 

9/10/2021, ___ __,, ____ ___.,,,,,,,,,,,,,,,,,,_,,,,,.,, ... ,.,,,,. . 

9/11/2021' 1.95 

9/12/2021 ____ ,,_,,,,,,,, ,,,.,,,,,,,,,,,,,,,,,,,, 

1.00 

0.50 

0.50 

0.50 

9/13/2021 143,590 • 1.78 0.90 ___ ,,,,,, ,,,, .. ,. ,,,.,,.,,,,,,_,_,,_,_--,,,---

9/14/2021: 71,250 • 2.22 0.40 

ivalve closed, no flow 

-------•~•~•<'"•~•~M"-•••m•m~--- --+-----

9/15/2021 I 143,720 ' 1.82 0.90 

9/16/2021 ! 70,310 2.01 0.50 -----«•~~--==•~- ----~-·-------+--·---
9/17 /2021, 131,830 • 2.02 0.90 

----------------"-
9/18/2021 i 65,640 2.00 0.40 

--•-=M~•=~•» 

9/19/2021 i 62,830 : 1.83 0.50 ___ ,,,,,,,,,_,,,,_,,,,,, _______ -,---___ ,,,,_,,,,.,,. ______ _ 
9/20/2021'. ,, 72,330 l 1.91 __ 0_.5_0 __ , , .... 1 __ ,,,,,,,,.,, .. __ _ 

9/21/2021; 129,010 ! 1.96 1.00 ---·;·-~------- ;---------------~-----------------1 
9/22/2021 71,520 1 2.01 0.50 ----1~-------- --- -------~--~-----~-~--------------! 
9/23/2021 i 68,980 . 1.92 0.50 

""'"" ~--. ~- ------- .. 
' 

_9/_2_4_/2_0_2_1_! __ 14_7!~_70 _~_,,_,_3,:.9_9 ______ 1_.1_0 ___ -,--------------------1 
9/25/2021 132,090 i 2.09 0.90 ·--,--,_, ___________________ _ 
9/26/2021: 65,230 I 1.97 0.50 ___ _,__, -~--~--"--~-~-r----

9/27/2021. 105,350 , 2.04 0.80 

9/28/2021 112,560 2.02 0.80 

9/29/2021; 78,340 • 2.23 
-----+·----·---·-----

9/30/2021 142,660 

Sum 2,783,830 

92,794 

2.13 

1.92 

2.23 

0.6_0 __ ,,,,+-. ---

1.00 

0.64 



Brian Tarbuck, General Manager 

bta rb u ck@g reater au g us tau ti I ityd is tr i ct. o rg 

Ken Knight, Board Chair 

kkn i g h t@g rea te r au g u sta u ti I ityd i strict. o rg 

Charlotte Warren, Hallowell voting member 

cwa r ren@greatera ugusta uti I itydi stri ct.org 

Bob Corey, Treasurer 

bcorey@gr ea te ra u g us ta uti Ii tyd i strict. org 

Kirsten Hebert 

kh e be rt@greate ra ug u sta ut i I ityd i strict. o rg 

November 5, 2021 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Water I Sew., I Storm Water 

www.greateraugustautilitydistrict.org 

12 Williams Street 

Augusta, ME 04330-5225 

{207) 622-3701 

Cecil Munson 

emu nson@grea teraugustautil ityd istri ct.org 

Pat Paradis 

ppa radis@greatera ugustautil itydi strict.org 

Bradley Sawyer 

bsa wye r@g r eate ra u g us tau ti I ityd is tri ct. o rg 

Keith Luke, Augusta ex-officio member 

kl u ke@g re ate ra u g us tau ti Ii tyd i strict. o rg 

Cary Colwell, Hallowell ex-officio member 

ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules 

Relating to Drinking Water for October, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Tagus disinfection report . 

We have made the following modifications to our Coliform Sampling Site Plan due to COVI D-19 access 
restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office; and 

2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type -All GW s stems Treatment planUpump station : Triangle & Riverside ,---.__--------------I 

S stem Name: Greater Au usta Utilit District Community water system 1-----'------+-----~--- ---------i 
PWSI D#: 90080 List any new or changed system information and any 1---------......_--~-------- ------i 

Designated operator name operational problems or comments below. 
and ME License#: 
btarbuck 

Si nature: 

October, 2021 

11/5/2021 

Water production, pH and free chlorine residual I Chemical usage 

Triangle Station Riverside Station Triangle Station Riverside Station 

Average Average Cale Hypo NaF Cale Hypo NaF 
Date 

Gallons 
pH 

free Gallons 
pH 

free 
chlorine chlorine 

(MGD) residual (MGD) residual gal gal lbs gal gal lbs 

1 1.42 6.93 1.22 0.55 7.51 1.37 3 16 1.3 7.6 

2 1.92 6.69 1.25 0.11 7.50 1.31 5 23 0.3 1.8 

3 0.95 6.64 1.23 0.60 7.51 138 3 
I 12 1.4 8.3 

4 0.86 6.61 1.24 0.60 7.51 1.29 3 11 1.4 8.6 

5 1 06 6.52 1.23 0.65 7.51 1.22 2 13 1.5 8.7 

6 1.32 6.50 1.16 0.43 7.50 0.74 4 16 50 1.0 5.4 

7 1.07 6.49 1.10 0.56 7.50 1.13 2 13 1.3 6.9 

8 1 06 7. 21 1.10 0.64 7.50 1.13 3 12 1.5 8.0 50 

9 1 06 l 7.58 1.10 0.54 I 7.50 1.13 3 13 I 1.3 6.9 

10 1.05 I 7. 69 i 1 .11 0.51 7.50 1.14 3 
I 12 I 1.2 6.5 I I I 

11 1 06 7.81 1.10 0.59 7. 50 1.16 2 13 1.5 7.5 

12 0.97 7.83 I 1.12 0.57 I 7.49 1.14 3 11 1.3 7.3 

13 1.19 7. 77 1.14 0.58 7.49 1.13 3 I 15 1.4 7.3 

14 0.94 7.82 1.16 0.66 7.49 1.12 2 11 I 100 1.5 8.1 50 

15 1 03 7.72 1.16 0.62 7.49 1.12 3 12 1.5 7.7 

16 1.00 7.81 1.17 0.56 7.49 1.12 2 12 1.3 7.0 

17 0.74 7.83 115 0.63 7.49 1.13 2 9 1.5 8.0 

18 0.91 7.78 1.10 0.66 7.48 1.12 3 11 1.6 8.5 

19 0.92 7.15 1.19 0.63 7.48 1.12 2 12 1.5 7.9 

20 0.95 7.12 I 1.26 0.63 7.48 1 .11 3 12 1.5 7.7 

21 0.97 7.16 1.28 0.61 7.48 1 .11 3 12 1.4 7.6 50 

22 0.97 7.16 I 1.28 0.59 7.48 1.10 3 13 100 1.4 7.2 

23 0.97 7.13 1.29 0.50 7.48 1.10 3 13 1.2 6.3 

24 0.97 7.17 1.29 0.50 7.48 1.10 2 12 I 1.2 6.3 

25 0.70 7.20 1.25 0.57 7.49 1 .11 2 8 1.5 8.0 

26 0.95 I 7 .20 1.28 0.68 7.48 1 08 3 12 1.6 8.3 

27 0.94 7.15 1.27 0.57 7.49 1 03 2 11 1.4 7.0 

28 0.94 7.12 I 1.21 0.62 7.49 1 03 2 11 1.5 7.7 

29 0.94 7.17 1.19 0.68 7.49 1.12 3 I 12 100 1.6 8.6 50 
I 

30 0.75 7.17 1.17 0.65 7.49 1.20 2 9 1.5 8.1 

31 0.94 I 7.14 I 1.19 0.60 7.49 1.20 3 11 I 1.4 7.5 I I 

Summa!) 31 .52 I 7.23 1.10 17.90 7.49 0.74 82 386 350 43 227 200 
Sum Average (min .) Sum Average (min .) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

!Chemical Name Pur~ose Chemical Strength Total Units 
Cale 'Calciquest 75 I 25 calcium sequestration / Pb / Cu control 75% polyphosphate 125 gallons 
Hypo I Sodium hypochlorite primary and secondary disinfection 12.50% 613 gallons 
NaF I Sodium fluoride fluoridation I 550 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken : I 28 I Number of repeat samples taken : I 0 

Number of positive samples: I 0 I Average chlorine residual at sites : I 0.72 

G:\Sha red drives\Operations\Water Treatment\Wells\Reports\2021\DWP\2021 month ly operat ing reports OCT.xlsx,MOR 10 



Monthly Well Production Report 

System Type - All GW systems 

System Name Greater Augusta Utility District 

PWSID#: 90080 
Designated operator name and ME Brian Tarbuck 
License#: 2026 

btarbuck@greateraugustautilitydistrict.org 

Reporting period 4,"~J/"r) 
Signature II:? 

I 

I Triangle 
Date I 

Well ( 

1 I 0.52 

2 I 0.90 

3 0.95 
4 0.47 

5 0.00 

6 0.00 
7 I 0.00 

8 0.00 

9 0.00 

10 I 0.00 

11 
I 

0.00 I 
12 I 0.00 

13 I 0.27 

14 0.00 
15 

I 

0.11 i 
16 0.08 
17 

I. 0.00 
18 0.66 
19 0.91 

I 

20 0.94 
21 0.96 

22 0.97 
23 0.97 
24 I 0.96 I 

I 
0.23 25 I 

26 0.00 

27 
I 

I 0.00 

28 0.00 

29 t 0.00 

30 0.00 

31 
I 

0.00 

Sum I 9.90 

Percent Triangle 

Percent Riverside 

South 

Well 

0.59 

0.96 

0.00 

0.39 

1.06 

1.05 

1.06 

1.06 

1.06 

1.05 

1.06 

0.53 

0.00 

0.00 

0.00 

0.00 
0.00 

0.00 
0.00 

0.01 

0.01 
0.00 

0.01 
0.01 

0.01 

0.01 

0.00 

0.01 

0.01 

0.00 

0.00 

9.95 

64% 

36% 

October, 2021 

November 5, 2021 

Daily water production (MG) 

Sum Riverside 
Brookside 

Well 
Triangle South #1 

Station HD-8 

0.30 1.42 0.00 

0.06 1.92 0.00 

0.00 0.95 0.00 

0.00 0.86 0.00 

0.00 1.06 0.00 

0.27 1.32 0.00 

0.01 1.07 0.00 

0.00 1.06 0.00 

0.00 1.06 0.00 

0.00 1.05 0.00 

0.00 1.06 0.00 

0.44 0.97 0.00 

0.92 1.19 0.00 

0.93 0.94 0.00 

0.92 1.03 0.00 

0.92 1.00 0.00 

0.74 0.74 0.00 

0.25 0.91 0.00 

0.00 0.92 0.00 

0.00 0.95 0.00 

0.00 0.97 0.00 

0.00 0.97 0.00 

0.00 0.97 0.00 

0.00 0.97 0.00 

0.47 0.70 0.00 

0.94 0.95 0.00 

0.93 0.94 0.00 

0.93 0.94 0.00 

0.94 0.94 0.00 

0.75 0.75 0.00 

0.93 0.94 0.00 

11.67 31.51 0.01 

S~stem Information 

Treatment plant/pump station : All wells 

Community System 

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.): 

' 

Riverside Sum 
Sum 

North #2 Riverside 
All wells 

HD-7 Station 

0.55 0.55 1.96 
0.11 0.11 2.02 
0.60 0.60 1.55 
0.60 0.60 1.45 

0.65 0.65 1.71 

0.43 0.43 1.75 

0.56 0.56 1.62 

0.64 0.64 1.70 
0.54 0.54 1.60 
0.51 0.51 1.56 

0.59 0.59 1.65 

0.57 0.57 1.54 

0.58 0.58 1.77 
0.65 0.66 1.59 
0.62 0.62 1.65 
0.56 0.56 1.56 
0.63 0.63 1.37 
0.66 0.66 1.57 
0.63 0.63 1.55 

0.63 0.63 1.57 
0.61 0.61 1.58 
0.59 0.59 1.56 

0.50 a.so 1.48 

0.50 0.50 1.47 

0.57 0.57 1.28 

0.68 0.68 1.63 

0.57 0.57 1.51 
0.62 0.62 1.56 

0.68 0.68 1.62 

0.65 0.65 1.40 
0.60 0.60 1.54 
17.89 17.90 49.41 

Average flow : 1.59 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: !Triangle Station 

System Name 
Greater Augusta Chemical Used : !Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: 9 / , IJt1ctgber, 2021 Notes: See notes below for specific operating conditions. 

4 /1. // Date GAUD rng/L !Location I HETL rng/L 

Signature ·NY' 11/5/2021 10/13/2021 10:40 0.62 !Western Station I 0.7 

Fluoride 

Mgals Gallons of makeup 
Date pumped water Daily Residual Theoretical Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 1.42 45 0.77 0.57 

2 1.92 63 0.77 0.59 

3 0.95 31 0.84 0.59 

4 0.86 27 0.79 0.56 

5 1.06 34 0.66 0.58 

6 1.32 I 40 0.71 0.55 

7 1.07 32 0.72 I 0.54 

8 1 06 32 
I 

0.71 0.55 I 

9 1.06 33 I 0.72 0.57 

10 1 05 33 0.71 0.56 

11 1.06 33 0.71 0.56 

12 0.97 30 0.76 0.56 

13 1.19 36 0.76 0.55 

14 0.94 25 0.68 0.47 

15 1 03 31 0.65 0.54 

16 1.00 31 0.65 0.55 

17 0.74 23 0.65 0.56 

18 0.91 29 0.68 0.56 

19 0.92 31 0.70 0.60 

20 0.95 31 0.76 0.59 

21 0.97 32 I 0.81 0.58 I 

22 0.97 27 i 0.82 0.51 

23 0.97 31 0.81 0.58 

24 0.97 31 0.83 0.57 

25 0.70 22 0.80 0.57 

26 0.95 29 0.75 0.55 

27 0.94 28 0.67 0.54 

28 0.94 29 0.69 0.56 

29 0.94 I 23 0.74 0.44 

30 0.75 23 0.74 0.54 

31 0.94 29 0.74 
' 

0.55 

Avg 1.02 31.39 0.74 0.55 

Min 0.70 22.00 0.65 0.44 

Max 1.92 62.80 0.84 0.60 

Total 31.52 973.00 -



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: I Riverside Station 

System Name: 
Greater Augusta Chemical Used : !Sodium fluoride 
Utility District 

PWSID#: 90080 

Reporting period: A1J 1 j.¢c,tqber, 2021 Notes: See notes below for specific operating conditions . 

4// // Date GAUD mg/L !Location I HETL mg/L 
Signature /JV 11/5/2021 10/13/20221 11 :40 0.74 I 12 Williams Street I 0.7 

Fluoride 

Mgals Gallons of makeup 
Date pumped water Daily Residual Theoretical Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 0.55 21 
I 

0.80 i 0.68 
' 2 0.11 4 0.81 I 0.69 

3 0.60 23 0.83 I 0.68 

4 0.60 23 0.80 I 0.68 

5 0.65 25 0.76 0.68 

6 0.43 16 0.73 0.68 

7 0.56 21 
I 

0.70 I 0.68 

8 0.64 25 0.68 0.69 

9 0.54 21 0.72 0.70 

10 0.51 i 20 0.74 0.70 

11 0.59 23 0.74 I 0.70 

12 0.57 22 0.74 0.70 

13 0.58 
I 

23 0.71 0.70 I 

14 0.66 25 
' 

0.79 0.69 

15 0.62 24 I 0.86 0.70 

16 0.56 22 0.87 0.70 

17 
' 

0.63 I 25 0.87 0.70 

18 0.66 26 0.81 0.70 

19 0.63 25 0.74 I 0.70 

20 0.63 I 24 0.75 I 0.70 

21 0.61 24 0.75 0.70 

22 0.59 23 0.77 0.70 

23 0.50 I 20 0.79 0.70 

24 0.50 20 0.79 0.70 

25 0.57 I 25 0.80 0.78 

26 0.68 27 0.80 0.70 

27 0 .57 22 0.78 0.70 

28 0 .62 24 0.78 0.70 

29 0.68 26 I 0.76 0.70 

30 0 .65 
I 

25 
I 

0.79 0.70 

31 0 .60 24 0.79 0.70 

Avg 0.58 22.42 0.78 0.70 

Min 0.11 4.10 0.68 0.68 

Max 0.68 26.53 0.87 0.78 

Total 17.90 695.08 -



Greater Augusta Utility District, PWSI D 90080 ~;µ: Operator: Brian Tarbuck, 2026 

Tagus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: October, 2021 Reporting date: 11L5L2021 

I I Average chlorine I 
Sodium 

I 
Flow hypochlorite 

Date residual Operating notes 
(gallons) I usage 

I-I 
(mg/L) 

(gallons) 

10/1/2021 140,910 2.01 1.00 

10/2/2021 139,030 2.04 1.00 

10/3/2021 67,780 2.17 0.40 

10/4/2021 136,640 1.94 1.00 

10/5/2021 147,590 1.55 1.00 

10/6/2021 73,930 2.02 0.50 

10/7/2021 138,100 1.90 1.00 

10/8/2021 125,940 1.95 0 .80 

10/9/2021 76,210 1.92 0.50 

10/10/2021 64,030 1.87 0.50 

10/11/2021 68,720 1.88 0 .51 

10/12/2021 139,290 1.65 1.00 

10/13/2021 70,190 1.93 0.40 

10/14/2021 134,090 1.93 1.00 

10/15/2021 68,860 2.00 0.50 

10/16/2021 63,770 1.65 0.40 

10/17/2021 63,760 1.75 0 .50 

10/18/2021 69,390 1.72 0.40 

10/19/2021 122,330 1.70 0.90 

10/20/2021 71,390 1.76 0.60 

10/21/2021 200,940 1.58 4.40 

10/22/2021 68,990 1.16 0.60 

10/23/2021 66,290 1.70 0.50 

10/24/2021 63,910 1.70 0.50 

10/25/2021 70,860 1.88 0.50 

10/26/2021 71,120 1.89 0.60 

10/27/2021 127,940 1.88 1.00 

10/28/2021 71,130 1.95 0.60 

10/29/2021 70,590 2.15 0 .50 

10/30/2021 94,110 1.83 0.80 

10/31/2021 65,250 1 .86 0.50 

Sum 2,953,080 _ , 24.41 I 

Average 95,261 1 .84 0.79 

Max ~ 2.17 -



Brian Tarbuck, General Manager 

bta rb u c k@g reater au gu sta u ti Ii tyd i strict. o rg 

Ken Knight, Board Chair 

kkn i g ht@gr eater au gu sta uti Ii tyd is tr i ct. o rg 

Charlotte Warren, Hallowell voting member 

cw a r re n@grea te ra ug us ta uti Ii tyd i strict o rg 

Bob Corey, Treasurer 

bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 

kh e bert@g r eater au g us ta uti Ii tyd is t rict. org 

December 7, 2021 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Water I Sewer I StOt'rn Watt1r 

www.greateraugustautilitydistrict.org 

12 Williams Street 

Augusta, ME 04330-5225 

(207) 622-3701 

Cecil Munson 

emu nson@greateraugustautilityd istri ct org 

Pat Paradis 

p para di s@g reate ra u g usta uti I ity district. o rg 

Bradley Sawyer 

bsawyer@greateraugustauti I ityd is trict.org 

Keith Luke, Augusta ex-officio member 

kl u ke@greatera ug u sta ut i Ii tyd i strict. o rg 

Cary Colwell, Hallowell ex-officio member 

ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules 
Relating to Drinking Water for November, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access 
restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Sin~k 
Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type -All GW s stems Treatment plant/pump station: Triangle & Riverside ,--~~-------------! 

S stem Name: Greater Au usta Utili District Community water system --------------------------PW SID#: 90080 List any new or changed system information and any -------~---~--------------1 D es i gnat e d operator name Brian Tarbuck operational problems or comments below. 
l------"--.:..;___;c...:....;;_;_ ______ +-----'------'---------------------1 

and ME License#: 2026 ~-----------b ta rbuck@g reateraug ustauti I ityd istrict. org 

Reporting perA: 

Si nature: '7' f 

Date 
Gallons pH 

November, 2021 

12/7/2021 

Average 
free 

chlorine pH chlorine 
Gallons 

Cale , Hypo I NaF 

(MGD) residual (MGD) residual gal gal lbs 

Cale 

gal gal 

0.79 7.07 1.12 0.69 7.49 1.24 2 10 1.7 8.8 

lbs 

1------+--------+----+----+--------j----4-· __ ,. ---·----·-+---------+-------f---+-----+-----J 2 

3 

4 

_1._05 __ +_ 7.00 1.12 0.59 _7_.5_0_+--_1._26_--+-__ 3_-+--_13 1.4 7.6 
0.81 7 03 1 09 0.65 7.50 1.27 2 10 1.6 8.3 

0.79 7.27 1.10 0.66 7.50 135 2 9 1.6 8.5 
1 04 7.55 1.14 0.54 7.50 1.29 3 13 1.4 7.0 5 

6 
------+---+-----+-----+------I 

7 

8 

9 

10 

0.60 1 7.54 ' 1.07 0.66 7.50 1.22 2 8 1.6 8.7 

0.85 7.57 1.11 0.54 7.50 1.22 3 11 1.3 7.1 
0.90 7.56 1.08 0.61 7.50 1.22 2 12 50 1.5 7.9 
0.98 7.58 ! 1.21 0.57 7.50 1.23 4 13 1.4 7.5 

------------ ------------+----- ------+----· 

0.65 7.64 1.31 0.70 7.50 1.23 1 8 1.8 9.2 1------f-- ------- .. -- --------------;----------+------+-----11 0.77 7.58 1.32 0.58 7.50 1.22 3 10 1.4 7.6 
12 0.96 7.71 1.25 0.56 7.49 1.22 3 13 1.4 7.3 
13 0.64 7.66 ' 1.15 0.58 7.49 1.21 2 8 1.5 7.7 
14 0.96 7.44 1.17 0.57 7.49 1.21 3 13 1.4 7.4 

15 0.63 7.73 1.14 0.72 7.49 1.22 2 8 50 1.8 9.3 

16 0.94 7.61 1.19 0.56 7.49 1.21 3 11 1.5 7.3 ------- --------+---+----+------ -----~-~···· 
17 0.67 7.63 115 0.68 7.49 1.19 2 9 50 1.7 8.8 

50 

50 

50 ------- ... ------ ·-··-·-·-·----··---1------+-----+-----+---t-----+------1 18 -- _G__:~4_ -~ 7.n _~ __ 1_-_?_(l_ __ ,____o_.7_4_--+_7_.5_0 _ _,__ __ 1_.2_0_ 3 11 1.9 9.4 

,____1_9_.... o.65 --+- 7.5_4_+-1-1_._17_-+-__ o_.7_2_ -+--7_.5_0 _ _,____1._1_9_+ 2 8 1.8 9.o 
20 0.93 , 7.62 1.19 0.57 7.50 1.18 3 12 1.5 7.3 -------+------t------+------f-------------+-----+---------t---------1 

===~=~=====-~-1:-;!-----j--;:-~!--+--~-:~-l--+----::-l~--,+---;:-:-:----f--~-:~-:--+-------i---t-- -~ -_ 1--50---+--~-::--+----~-:-~-+---5-0-----------, 
1-----~-:-f----~-:~-~---+-, --;:-:~-~l--~-:~-~--+----~:-;2-1 --+--;:-:-~----f--~-:~-~--1------~ ---~ 183 _--L ~ :: ::~ 

25 o.48 7.69 1 09 o.74 7.50 1 _31 2 I 5 1.8 9.5 
1------+--------j----+------+------t-----+------+----~--· -----i-----

27 0.55 7.65 1.11 0.71 7.50 1.31 7 ' 1.8 9.1 

28 0.85 7.57 1.17 0.58 7.49 1.29 3 11 1.5 7.6 
29 0.80 7.55 i 1.11 0.68 7.49 1.17 3 10 1.7 8.9 

30 0.97 7.43 1.16 0.68 7.49 1.19 2 12 1.8 8.5 
Summa 24.40 7.54 1.06 18.97 7.50 1.17 74 308 200 48 244 200 

Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

I Chemical Name I Purpose I Chemical Strength Total_i Units 
.. 

r 
Cale , Calciquest 75 / 25 I calcium sequestration / Pb/ Cu control _75% polyphosphate 122lgallons 
Hypo I Sodium hypochlorite 'primary and secondary disinfection ----1- 12.50% ---- 552lgallons 

~ 

NaF ! Sodium fluoride i fluoridation 400ipounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.79 

G:\Shared drives\Operations\Water Treatment\Wells\Reports\2021\DWP\2021 monthly operating reports OCT.xlsx,MOR 11 



Monthly Well Production Report S~stem Information 

System Type - All GW s stems Treatment plant/pump station: All wells 

S stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License#: 2026 address, tele, etc.): 
btarbuck@.greateraugustautilitydistrict.org 

Reporting period ~nth a d year): November, 2021 

/ii ~ 
Signature /.' AJ , December 7, 2021 

Daily water production (MG) 

Triangle South 

I 
Brookside 

Sum Riverside Riverside Sum 

Date 
Well Well Well 

Triangle South #1 North #2 Riverside 

Station HD-8 HD-7 Station 

1 0.00 0.49 0.31 0.79 0.00 0.69 0.69 

2 0.00 1.05 0.00 1.05 0.00 0.59 0.59 

3 0.00 0.81 0.00 0.81 0.00 0.65 0.65 

4 0.00 0.79 0.00 0.79 0.00 0.66 0.66 
-

5 0.00 1.04 0.00 1.04 0.00 0.54 0.54 
------ -----------

6 0.00 0.60 0.00 0.60 0.00 0.66 0.66 
------

7 0.00 0.85 0.00 0.85 0.00 0.54 0.54 
------ ----

8 0.44 0.46 0.00 0.90 0.00 0.61 0.61 

9 0.97 0.01 0.00 0.98 0.00 0.57 0.57 

10 0.64 0.00 0.00 0.65 0.00 0.70 0.70 

11 0.77 0.00 0.00 0.77 0.00 0.58 0.58 
---· --

12 0.96 0.00 0.00 0.96 0.00 0.56 0.56 
----- --

13 0.63 0.00 0.00 0.64 0.00 0.58 0.58 

14 0.95 0.01 0.00 0.96 0.00 0.57 0.57 

15 0.07 0.00 0.56 0.63 0.00 0.72 0.72 

16 0.00 0.00 0.94 0.94 0.00 0.56 0.56 
··-- ------ ---

17 0.00 0.01 0.67 0.67 0.00 0.68 0.68 
---------

18 0.00 0.01 0.93 0.94 0.00 0.74 0.74 
----- --------

19 0.00 0.01 0.64 0.65 0.00 0.72 0.72 
-------

20 0.00 0.01 0.93 0.93 0.00 0.57 

21 0.00 0.00 0.63 0.63 0.00 0.66 
--· - --- - -

22 0.00 0.32 0.49 0.81 0.00 0.63 
- - ----

23 0.00 1.03 0.00 1.03 0.00 0.55 0.55 
------ --------

24 0.00 0.65 0.00 0.65 0.00 0.72 0.72 
----------

25 0.00 1.03 0.00 1.03 0.00 0.51 0.51 

26 0.00 0.48 0.00 0.48 0.00 0.74 0.74 
---

27 0.00 0.55 0.00 0.55 0.00 0.71 0.71 

28 0.00 0.85 0.00 0.85 0.00 0.58 0.58 
-- --------- -----

29 0.51 0.29 0.00 0.80 0.00 0.68 0.68 
---- -----·- --

30 0.97 0.01 0.00 0.97 0.00 0.68 0.68 

Sum 6.91 11.36 6.13 24.40 0.00 18.97 18.97 

Percent Triangle 56% Average flow: 1.45 

Percent Riverside 44% 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant: Triangle Station 

'---=-----------I 
Chemical Used: Sodium fluoride 

System Name: 
Greater Augusta 
Utility District 

'---------------1 

PWSID#: 90080 

Reporting period: ber, 2021 Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: 12/7/2021 11/10/2021 7:55 0.77 Western Station 

Fluoride 

, Gallons of makeup, Mgals 
_ _[)ate _ . _ pumped water Da_ilf_Res~dLJa_l _l Theoretical Calculation 

units: Mgals gallons mg/L mg/L 
1-------------

1 

2 

3 

4 

5 I 

0.69 27 

0.59 23 

0.65 26 

0.66 26 

0.54 21 

6 0.66 26 
---

7 0.54 21 

8 0.61 24 

-- -L 

0.72 

0.71 

0.69 

0.62 

0.68 

0.80 

0.80 

0.72 
1-------------------------- ----

9 0.57 22 

10 0.70 27 

11 0.58 23 

12 0.56 22 ' 
1------------------ ~ 

0.77 

0.79 

0.80 

0.78 

0.70 

0.71 

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 
-- --------------------l 

0.70 

0.70 

0.70 

0.70 

13 , 0.58 23 0.74 0.70 
-- ------------------~----------l 

14 0.58 22 0.66 0.69 

15 0.72 28 0.66 0.70 -----, 
16 0.56 22 0.79 0.70 

-- ----------------------~--

17 0.68 26 0.73 0.70 
---------

18 0.74 29 0.80 0.70 
------ , __________________________ __, 

19 0.72 28 0.84 0.70 

20 

21 

22 

0.57 

0.66 

0.63 

23 0.55 

22 0.84 

26 0.84 

25 0.82 

21 0.74 

24 0.72 28 0.67 
1---------------------------------

25 0.51 20 0.68 

26 0.74 29 0.68 
----t---

27 0.71 28 0.67 

28 0.59 23 0.66 

29 0.68 27 0.75 

30 0.68 26 0.72 

Avg 0.63 24.61 0.74 

Min 0.51 19.92 0.62 

Max 0.74 28.73 0.84 

Total 18.97 738.42 

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 

0.70 

0.69 

0.71 

Operating comments 

HETL mg/L 

0.7 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

System Name: 
Greater Augusta 
Utility District 

L-------------1 

PWSID#: 90080 

Reporting period: er, 2021 Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: 12/7/2021 11/10/202114:05 0.69 12 Williams Street 

Fluoride 

I 
! I 

Gallons of makeup 
Date 

Mgals 
pumped water i Daily Residual i Theoretical Calculation 

---~ -·-·--·- . 

units: j ___ M_g_als ____ g_a_llo_ns __ le----__ m_gl_L __ +--__ m_g_lL __ __, 

1 I 0.79 25 I 0.68 1 0.56 
I--------- - -- -----+----------------------i 

2 1.05 I 32 
1 

o.7o I o.55 

,__--_--_-_3_-_--,_l_o_._8_1 _~' ___ 26 ____ J ____ o_.7_9 __ -+-!--_o_._57 __ ----, 

4 25 0.75 0.57 
1---------+------------------------------···-------------i 

: ! --~! __ --+l __ ~_:_;:_--__ i ----~:~---- -
7 I 29 0.74 1 0.62 

~--~ J ______ 29 __ +-1' __ o_.8_1_--+-1 ____ _____, 
33 ! 0.86 

0.58 

9 0.98 
i 

0.60 
-----·· 

10 I 21 0.75 0.65 I 

0.77 11 : -25 I - -a.so i 

0.58 

0.59 
-- - ·--

0.96 I 12 29 I 0.80 ! 

,__-_-1_-3_--_-J-l _o_._64 __ 1 
___ 21 ___ +-'- _o_._78 ________ _ 

0.54 

0.60 
- ---

14 0.96 30 I 0.78 j 

t---1-5 ____ -~==-o··--_-_63_~1_---_---_-_2_0 __ +-!, __ o._n __ C--1 __ _ 

t----~~--11 --~:-:~-~I ------~~- --1·,-- -- ~~~- - ---r 

-18--1 - 0.94 I 29 . 0.71 I 

0.57 

0.56 
-·· ·- - -------

0.54 

0.57 
--------

0.55 
l------+------------------------

19 1 o.65 , 19 1 o.71 
20 I 0.93 _i _____ 2_9----i---0-.7-3--j------

0.52 

0.56 

21 0.63 19 I 0.73 

22 

23 

0.81 -r----- 25 

1.03 28 

0.65 
I 

20 I 

I 
I 

I 
0.70 

- l- -- 0.65 

0.68 ' 

0.53 

0.56 

0.49 

0.56 

------+-------+---

24 
-25] 

-------

26 : 

27 , 

1.03 I 33 

0.48 t -- -- 14 
·----· 

0.55 17 

0.85 27 
I 

0.80 I 26 
I 

0.68 I 

! 

·----- ,-0.69 

0.70 ---r 
0.71 

I 

I 
i 0.73 

0.57 

0.54 
---- ··-

0.54 

0.58 

0.58 
28 __ _1_ _ ---+------+------+-----

29 

30 0.97 
I 

32 0.73 0.58 

Avg 0.81 25.46 0.73 0.56 

Min 0.48 14.36 0.65 0.49 

Max 1.05 32.58 0.86 0.62 

Total 24.40 763.66 

Operating comments 

HETL mg/L 

0.8 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: November, 2021 Reporting date: 12/7/2021 

Date 

11/1/2021 

11/2/2021 

11/3/2021 

11/4/2021 

11/5/2021 

11/6/2021 

11/7/2021 

11/8/2021 

. • I 
! Average chlorine 

Flow 

I (gallons) I 

i 

143,840 ! 
72,460 

73,400 

128,080 

71,520 

67,780 

63,900 

residual 

(mg/L) 

1.59 

1.90 

1.91 

1.99 

1.89 

1.86 

1.82 

I 

i 

I 
I 

Sodium 

hypochlorite 

usage 

(gallons) 

1.20 

0.60 

0.60 

1.00 

0.60 

0.50 

0.60 

I 

72,600 ! 1.81 0.50 
-------+-------+----------

11/9/2021 14,060 ! 1.69 I 0.60 
-- ~-,-c-

1111012021 129,010 1.60 I 1.10 
1---'----'-----1-----'---'°" 

11/11/2021 62,830 1.99 0.50 

Operating notes 

11/12/2021 70,860 ! 2.10 0.60 
t-------+------4. -·-------+-------l-------------------1 

11;1312021 62,910 i 2.06 I o.5o 
! 

11/14/2021 65,110 2.30 I o.5o 

1111512021 42,230 2.18 I 0.40 

11/16/2021 
! 

128,080 1.99 ! 1.00 
! 

11/17/2021 71,530 2.37 0.60 

11/18/2021 73,250 1.98 0.60 

11/19/2021 134,100 1.76 1.10 

11/20/2021 64,o4o . 2.18 I o.5o 

11/21/2021 64,300 2.07 0.50 

11/22/2021 69,920 2.01 l 0.60 
! 

71,800 2.24 1 0.50 
t-~~----------,Hw,l _o _________ ,w-~-~-,w-,m ------------------------! 

__ 1_1/_2_4_/2_0_2_1 ___ 1_05_,_0_80_.L ___ 2._4_2 ___ 0' ___ 0_.8_0 ___ +------------------1 
! 

11/23/2021 

11/25/2021 30,220 2.59 I o.3o 
I 11/26/2021 128,610 2.03 1.00 

11/27/2021 14,700 2.41 0.10 

11/28/2021 48,390 2.32 0.40 

11/29/2021 117,780 2.26 ; 0.90 
1-------+-----~----+-----------------+--------------------1 

11/30/2021 84,360 2.22 0.50 

~·- __ Sum, 2,40_6,81() ~. _ 19.20 j 
Average! 80,227 2.05 ! 0.64 · 

Ma;~ 2.59 ~~ 



Brian Tarbuck, General Manager 
btarbuck@greateraugustautilitydistrict.org 

Ken Knight, Board Chair 
kkn i g ht@g reate ra u gu sta uti I ityd istr i ct. erg 

Charlotte Warren, Hallowell voting member 
cwa rren@greatera ugusta uti I itydi strict.erg 

Bob Corey, Treasurer 

bcorey@greateraugustautilitydistrict.org 

Kirsten Hebert 
khebert@greateraugustautilitydistrict.org 

January 10, 2022 

Denise Douin 
State of Maine, Drinking Water Program 

11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

Wate< I S@we( I StOffi'I Wate< 

www.greateraugustautilitydistrict.org 
12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 
cm u nson@greatera ugustautil i tyd istri ct.org 

Pat Paradis 
pparadis@greatera ugusta util ityd i strict.org 

Bradley Sawyer 

bsawyer@greateraugustautilitydistrict.org 

Keith Luke, Augusta ex-officio member 
kluke@greateraugustautilitydistrict.org 

Cary Colwell, Hallowell ex-officio member 
ccolwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules 

Relating to Drinking Water for December, 2021. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access 

restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Sincer:tey, /fV-. .• /,::
1 

/1 ./' 
/ 

/, - ' < ='·,A,, ,• 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System lriformation 
System Type - All GW systems Treatment plant/pump station: Triangle & Riverside 

System Name: I Greater Auausta Utilitv District Community water system 
PWSID#: 190080 List any new or changed system information and any 

Designated operator name I Brian Tarbuck operational problems or comments below. 
and ME License#: 12026 
btarbuck@greateraugustautilit)".district.org 
Reporting period: ,&( 11 / December, 2021 

Siqnature: ,-21/1, . f/4./ 1/10/2022 

Average 
Cale Hypo Hypo NaF 

Date 
Gallons pH 

free Gallons 
pH 

chlorine 
(MGD) residual (MGD) residual gal gal gal gal lbs 

0.69 7.36 118 0.69 7.49 1.21 3 9 1.7 8.1 

2 0.76 7.34 1.20 0.62 7.49 118 2 9 1.5 7.2 
------------ - --

3 0.97 7.40 1.22 0.56 7.48 1.17 3 13 1.4 6.6 

4 0.75 7.27 1.24 0.62 7.48 1.17 2 10 1.6 7.2 

5 0.96 7.23 1.25 0.54 7.48 1.16 4 12 1.3 6.2 

6 0.82 7.32 1.25 0.60 7.48 1.16 2 11 1.5 6.8 
--------~-- ·-· 

7 0.96 7.35 ' 1.25 0.62 7.47 1.16 3 13 1.6 7.1 

8 0.59 7.30 1.22 0.68 7.47 1.14 2 1.7 7.5 

9 0.94 7.33 1.26 0.64 ' 7.47 1.09 3 1.6 6.9 -T ---- -------- -- -

10 0.81 7.28 
1 

1.20 0.62 7.47 1.15 3 10 1.5 6.9 
------------- ---~-------

11 0.82 7.31 1.17 0.65 7.47 1.19 2 10 1.6 7.1 
--------

12 0.66 7.37 I 1.13 0.65 7.47 1.20 2 9 1.7 7.1 

13 0.91 I 7.37 1.26 0.66 7.47 1.14 3 11 1.6 7.3 

14 0.94 7.60 1.27 0.76 7.48 1 07 3 12 1.9 8.3 
15 0.93 7.78 1.27 0.70 7.48 1.05 3 12 1.7 7.6 

16 0.93 7.86 1.27 0.68 I 7.48 1.07 3 12 1.7 7.5 
17 0.93 7.85 1.27 0.71 7.48 1.02 3 12 1.8 I 7.5 

--------
18 0.93 7.68 1.27 0.67 7.48 1.01 3 11 1.7 7.1 

19 0.92 I 7.46 1.27 0.63 7.48 0.99 3 12 1.5 6.7 
-----

20 0.70 7.46 1.20 0.78 7.48 1.01 2 9 2.0 8.3 
-----·- ----·------ t -------- --

21 1.43 7.44 1.30 0.53 I 7.48 0.94 5 18 1.3 5.7 
-------

22 0.66 7.44 ! 1.38 0.63 7.48 0.96 2 9 1.6 6.6 300 

23 0.95 7.42 1.37 0.53 7.48 0.92 3 12 1.3 5.3 

24 0.96 7.40 1.40 0.54 7.48 0.89 3 13 1.3 5.3 

25 0.63 7.41 1.38 0.64 7.48 0.80 2 8 1.7 5.7 

26 0.65 ! 7.41 1.39 0.66 7.48 0.74 3 9 1.6 5.0 

27 0.91 7.39 ! 1.26 0.73 7.48 0.83 3 11 1.8 6.8 

28 1.07 7.39 1.27 0.52 I 7.48 0.98 3 14 1.3 5.6 
----- --

29 1.03 I 7.38 1.29 0.59 7.48 0.98 4 13 1.4 6.3 
----- --- - --·-- -·-

30 0.86 7.38 1.28 0.65 7.48 0.99 3 11 1.6 7.1 50 
-----------

31 1.02 7.38 I 1.29 0.61 7.48 0.98 3 13 1.6 6.5 

Summa 27.11 7.43 1.13 19.71 7.48 0.74 89 I 351 49 210 350 
Sum Average (min) Sum Average (min.) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fluoride reported separately) 

'Chemical Name ·Purpose Chemical Strength ! Total I Units 
---- -·----------·--· 

Cale 1 Ca lei quest 75 / 25 I calcium sequestration / Pb/ Cu control 75% polyphosphate I 138 gallons 

Hypo i Sodium hypochlorite I primary and secondary disinfection 12.50% I 561 lgallons 
NaF 'Sodium fluoride ! fluoridation I 350lpounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0.80 
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Monthly Well Production Report S~stem Information 
System Type - All GW s stems Treatment plant/pump station: All wells 

S stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 List any new or changed system information 
Designated operator name and ME Brian Tarbuck (facilities, treatments, sources, operators, 
License#: 2026 address, tele, etc.): 
btarbuck@greateraugustautilitydistrict.org 

Reporting period (mon~ December, 2021 

Signature ~ · January 10, 2022 

Daily water production (MG) 

triangle South Brookside 
Sum Riverside Riverside Sum 

Date 
Well Well Well 

triangle South #1 North #2 Riverside 

Station HD-8 HD-7 Station 

1 0.69 0.01 0.00 0.69 0.00 0.69 

2 0.75 0.01 o .. oo 0.76 0.00 0.62 
. -~---------.. 

3 0.96 0.01 0.00 0.97 0.00 0.56 
--- --~-·--- --- -- ---- ----

4 0.74 0.00 0.00 0.75 0.00 0.62 0.62 

5 0~96 0.01 o;oo 0.96 0.00 0.54 0.54 

6 0.81 0.01 0.00 0.82 0.00 0.60 0.60 

7 0.95 0.01 0.00 0.96 0.00 0.62 0.62 

8 0.09 0.01 0.50 0.59 0.00 0.68 0.68 

9 o.oo 0.20 0.74 0.94 0.00 0.64 
--------- -----------------.. 

10 0.00 0.81 0.00 0.81 0.00 0.62 

11 0.00 0.82 0.00 0.82 0.00 0.65 0.65 

12 ·0.00 0.66 0.00 0.66 0.00 0.65 0.65 
------- --- --- ----~--·- ------·--------- --· ·---------··-·--·---

13 J).00, 0.46 0.45 0.91 0.00 0.66 0.66 

14 o.oo 0.01 Q.93 0:94 0.00 0.76 0.76 

15 0.00 0.00 0.93 0.93 0.00 0.70 0.70 
--------·- -- -------~----

16 0.00 0.01 0.93 0.93 0.00 0.68 0.68 

17 0.00 0.01 0.93 o.9l 0.00 0.71 0.71 
---- ------------- - - ----·--------~ 

18 0.00 0.01 0.92 Q.93 0.00 0.67 0.67 

19 0.00 o.oo 0.92 0.92 0.00 0.63 0.63 

20 0.43 0.01 0.27 0.70 0.00 0.78 0.78 
------------

21 0.92 0.29 0.22 1.43 0.00 0.53 0.53 
---·----·-·--

22 0.66 0.00 0.00 0.66 0.00 0.63 0.63 

23 0.69 0.25 0.00 0.95 0.00 0.53 0.53 

24 0.95 0.00 0.00 0.96 0.00 0.54 0.54 

25 0.62 0.01 0.00 0.63 0.00 0.64 0.64 

26 0.64 0.01 0.00 0.65 0.00 0.66 0.66 
----------

27 0.31 0.46 0.15 0.91 0.00 0.73 0.73 

28 0.00 1.02 0.05 1.07 0.00 0.52 0.52 

29 0.00 1.03 0.00 1.03 0.00 0.59 0.59 
---------

30 0.00 0.86 0.00 0.86 0.00 0.65 
-------- ---- -- -~---

31 0.00 1.02 0.00 1.02 0.00 0.61 

Sum 11.18 7.98 7.95 27.11 0.00 19.71 19.71 

Percent Triangle 58% Average flow: 1.51 
Percent Riverside 42% 



Monthly Fluoride Report System Information 
System Type - Fluoride Systems Treatment plant Triangle Station ~-,:::._ ________ ___ 

Chemical Used: Sodium fluoride 
System Name: 

Greater Augusta 
Utility District 

.__ __________ ___ 
PWSID#: 90080 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location HETL mg/L 

Signature: 1/10/2022 12/16/2021 9: 15 0. 73 Western Station 0.7 

Fluoride 

Mgals Gallons of makeup 
Date pumped water Daily Residual Theoretical Calculation 

units: Mgals gallons mg/L mg/L Operating comments 

1 0.69 21 0.76 0.54 
.. ---~-------

2 I 0.76 25 0.84 0.60 

3 0.97 31 0.83 0.57 

4 0.75 25 0.85 0.59 
~-----------+-------+----------< 

5 0.96 31 0.85 0.57 

6 0.82 27 0.77 0.60 

7 0.96 30 0.73 0.57 

8 0.59 18 0.69 0.55 
,___--+--------+----------- -~-------------

9 0.94 30 0.63 0.58 

10 0.81 I 25 0.65 0.56 

11 0.82 26 0.70 0.58 

12 I 0.66 0.70 0.60 

13 0.91 0.70 0.58 

14 0.94 29 0.73 0.56 
>-----+------+-------+-------+----~------~~--------

15 0.93 29 0.73 0.55 

16 I 0.93 30 0.72 0.58 

17 0.93 28 0.76 0.55 

18 0.93 29 0.80 0.57 
---~~---+-------+----------I 

19 I 0.92 28 0.76 0.55 

20 0.70 21 0.70 0.55 
-- --- ·-------t---------+------------< 

21 1.43 47 0.67 0.59 

22 0.66 22 0.64 0.59 
,__---+------ ------~----~--- ·---r---------t----------------t 

23 0.95 32 0.66 0.60 

24 0.96 32 0.68 0.60 

25 0.63 20 0.68 0.58 
•~----+----

26 0.65 21 0.66 0.58 
t------+----------t--------j--~ 

27 0.91 31 0.61 0.61 
--+------+------+------~ 

28 1.07 39 0.62 0.65 

29 1.03 39 0.68 0.68 
-+----

30 0.86 12· 0.29 0.25 

31 1.02 0 0.09 0.00 

Avg 0.87 26.78 0.68 0.55 

Min 0.59 0.00 0.09 0.00 

Max 1.43 46.91 

Total 27.11 830.21 



Monthly Fluoride Report 
System Type - Fluoride Systems 

System Name: 

PWSID#: 90080 

Greater Augusta 
Utility District 

System Information 
Treatment plant: Riverside Station 
Chemical Used: Sodium fluoride 

Reporting period: Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location 

Signature: 1/10/2022 12/16/2021 14:05 0.67 12 Williams Street 

Mgals 
Date pumped 

----7---

u~it~j __ Mgals 
I 0.67 

---
2 0.60 ---
3 , 0.54 

Fluoride 
I 

Gallons of makeup: 
water DailyResidual_ Li-~eoretical Calculation 

gallons mg/L mg/L 
- --------------

26 0.69 0.70 

23 0.77 
------

21 0.77 

0.70 

0.70 
1------------------------ ------ ------ --------- ----------

4 0.60 23 0. 78 0.70 
-t-----------

5 0.52 20 0.79 0.69 

6 0.58 23 0.77 0.70 
---------------< 

7 0.60 23 0.73 0.70 -~-----, - ---+----

8 0.66 26 0.71 0.70 
:- -------------

9 0.62 24 0.70 0.70 

10 0.61 23 0.68 0.70 

11 0.63 25 0.62 0.70 

12 0.63 24 0.59 0.70 

13 0.64 25 0.61 0.71 

14 0.74 31 0.69 0.75 
----

- 15 J 0.68 23 0.59 0.61 
-------------

16 0.66 0 0.10 0.00 

17 0.69 0 0.10 0.00 

18 0.65 0 0.10 0.00 
- ---- ----- ----------- ------f 

19 0.61 0 0.10 0.00 

20 0.76 0 0.09 0.00 

21 ! 0.52 0 0.10 0.00 

Operating comments 

>---~-- ------------- ---- ---------- ----- ------------+--------~--"---'--"---'= 
22 0.64 

23 0.53 
- ---1-

24 0.54 

25 0.64 

26 0.66 

27 0.73 

28 0.52 
1-------- ------------

29 

30 

31 

Avg 

Min 

Max 

Total 

0.59 

0.65 

0.61 

0.62 

0.52 

0.76 

19.31 

16 

20 

21 

24 

25 

28 

20 

19 

25 

23 

18.76 

0.00 

30.83 

581.57 

0.44 

0.77 

0.78 

0.78 

0.79 

0.79 

0.79 

0.74 

0.80 

0.80 

0.60 

0.09 

0.80 

0.45 

0.68 

0.68 

0.68 

0.68 

0.68 

0.68 

0.59 

0.69 

0.68 

0.55 

0.00 

0.75 

Saturator returned to service. 

HETL mg/L 

0.6 



Greater Augusta Utility District, PWSID 90080 ,,1/ 
Operator: Brian Tarbuck, 2026 ~.1 V-
Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: December, 2021 

Flow 
Average chlorine 

Date 
(gallons) 

residual 

(mg/L) 
~,~~~~. I~,'"'~ 

12/1/20211 63,090 I 2.16 
"~'~ 

12/2/20211 67,660 I 2.38 ~--~ 
12/3/2021j 75,000 I 1.82 

12/4/2021 168,840 1.20 

12/5/2021 69,930 : 1.22 

Reporting date: 1/10/2022 

Sodium 

hypochlorite 

usage 

(gallons) 

0.40 

0.40 

0.50 

1.00 

0.40 

Operating notes 

~----··-----+····-·--·------~--------+---------+---------------------1 

12/6/2021 j 66,170 I 1.14 j 0.40 
·---~~2/7 /2021 I 68,980 I ----~~~;--·-·-------r-··-·· -o-.5-o-----·--·-

12/8/2021 ?~~~~~~- _ 1.18 L---- ... ~.:.~~-

-~~f ~~:::;L-:-:-::-:-:-+:-.. -. -.. -~~-;-:-;::::::-,_•T-----_-___ -_-_-:-_:-~----------------[-___ -__ --__ -__ -__ -___ ------·-----------------
I 

12/12/2021 I 65,230 1 1.16 o.5o 

12/13/2021] 71,390 : 1.11 0.40 l 

.... ---__ ;_;1_;!_:_;:_::_:_!-+l-----_--_1_;_;:_;_:_;-+: ___ ··-_·--_:_-:_-;_···~:~::~----_:_1:_------: .. :-~---~=;_--:_:=-:=--=:--=:-++1: _________ -_-__ -,_-_--==========~=: 
__ '.!3{17/20211 66,850 ! __ 1_._28 ____ ,----___ o_.5_0 __ -l----------

__ 1_21_1_8_/2_0_2_1_. ___ 6_1._6_20_1 ___ 1_.3_8 ________ 0_.4_0 _____ ~-----

12/19/2021 410 ! 1.34 0.00 ivalve closed, no flow 
i --------

12/20/2021 73,670 ! 1.27 i 
' '" "; 

12/21/2021 71,250 ! 
, , •- __ ,_"w_m _ _._,_,.,_,_,_, •• """ --(-, •m ·'"- •-•'-'" 

I 

0.85 
: 

12/22/2021 70,190 i 0.95 

0.40 

0.40 

0.40 

12;23;2021 _____51,920 L ___________ '.!::~.:1: ____ _ 0.50 
---t···· 

12/24/2021 ! 69,640 i 0.99 0.40 I ------------ ---,~··~~-,,--,-«-c=,,~-=~---------------
12/25/2021 62,970 i __ l_.0_3 ___ ..,._ ___ 0_.4_0 ________ J ____ _ 

' I 

12/26/2021 ____ }~J80j ____ 1_.0_4 0.101-------------- _____ _ 

12/27/2021 107,750 ' 0.97 0.70 

12/28/2021 68,190 0.87 0.40 
' 

12/29/2021 64,110 l 1.15 0.40 

12/30/2021 0.40 

12/31/2021 0.00 

1.23 

2.38 

valve closed, no flow 




