
Brian Tarbuck, General Manager 

bta rbuck@grea ter a ugustau ti I ityd; strict o rg 

Ken Knight, Board Chair 

kkn igh t@greatera u gusta u ti I itydistr, ct. erg 

Charlotte Warren, Hal lowell voting member 

cwarren@)grea ter au gusta uti ! ityd is tr let. org 

Bob Corey, Treasurer 

bco rey@)greate ra ugus ra uti !ityd i st r! ct.o rg 

Kirsten Hebert 

khebert@grea te ra ugusta uti I ityd i strict.erg 

February 9, 2023 

Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME 04333-0011 

Dear Denise: 

Greater Augusta 
Utility District 

www.greateraugustautilitydistrict.org 

12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Ceci l Munson 

crn u n son@grea teraugusta util ityclist r1 ct. org 

Pat Paradis 

ppa rad is@greateraugus tau ti i itydistrict. o rg 

Bradley Sawyer 

bs,1wyer@greateraugustautilitydir,trict.org 

Keith Luke, Augusta ex-officio member 

klu ke@grea teraug u sta u ti Ii tyci istrict. o rg 

Cary Colwell, Hal lowell ex-officio member 

c co: we I l@g rea te ra ug us ta uti Ii tyd is tr i ct. o rg 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for January, 2023. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Tagus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 

System Type -All~G_W_s_st_e_m_s ___ _____ -----1 Treatment planUpump station : Triangle & Riverside 
S stem Name: Greater Au usta Utili District Community water system 

PWS ID#: 90080 List any new or changed system information and any 
Designated operator 
name and ME License #: 
btarbuck 

Si nature: 

Brian Tarbuck 
2026 

January, 2023 

2/7/2023 

o erational roblems or comments below. 

Water production, pH and free chlorine residual Chemical usage 

Triangle Station Riverside Station Triangle Station Riverside Station 

Average Average Cale Hypo NaF Cale Hypo NaF 

Date 
Gallons 

pH 
free Gallons 

pH 
free 

chlorine chlorine 
(MGD) residual (MGD) residual gal lbs gal gal lbs 

1 0.98 7.24 1.32 1.19 3.9 

2 1.1 9 6.3 
··· ··· ····· ·· ·•·· ·•···· 

3 1.19 

4 1.18 

5 7.72 1.17 

6 7.72 1.15 

7 7.72 1.15 

8 7.72 1.14 ....................... 
9 7.72 1.11 
10 7.71 1.07 

11 

12 

13 1.17 ............... 
14 1.15 

15 1.12 
············· ·•· 

16 1.13 

17 

18 

19 1.16 

20 0.96 1.14 50 .... ........... 
21 0.96 1.12 

22 0.95 1.31 1.12 ....................... 
23 0.95 1.30 0.37 1.11 

24 0.44 1.26 0.59 ............... 
25 0.96 1.27 0.60 

26 1.25 0.34 

27 1.25 0.43 

28 1.25 

29 

30 0.18 1.04 ............... 
31 0.82 1.03 

26.17 6.98 0.90 16.28 7.70 0.65 94 150 44 200 
Sum Average (min .) Sum Average (min.) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
ffl11nrirl<> 

............. j C::hemical Name f>LJ~J!_c:>se ...................................................................... ....... ,,.C:.~.~rr,i.ic::.al Stren9t~ . . L "l"c:>~~I; LJr1it!i 
Cale ... : gc,11c, iq~e,s.t .!.5..L ?5. calcium sequestration / Pb/ Cu control ... J 5..°/.o .. p c:>lyphosphc,1t.e, · .... ~.~.8J 9.£.l l.l.c:> 11.s .. 

rlyp() . ,. E;()c:liLJ 111 hY.P<?C.~lc:>rite ....................... , pri111a,r,y a,11d . SE!C()nda,ry c:lis,i11!e._c,~ i()T1 12.50% .... 5.1 t 9all()ns .. 
NaF Sodium fluoride fluoridation 350 ' pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken : I 28 I Number of repeat samples taken: I 0 

Number of positive samples: I 0 I Average chlorine residual at sites: I 0 .82 



Monthly Well Production Report S)lstem Information 

System Type - All GW systems Treatment planUpump station: All wells 

System Name: Greater Augusta Utility District Community System 

PWSID#: 90080 
List any new or changed system information 

Designated operator name and Brian Tarbuck (facilities , treatments, sources, operators, 
ME License#: 2026 address, tele , etc.) : 
btarbuck@greateraugustautilitydistrict.org 

Reporting perio~~ January, 2023 

Signature • February 7, 2023 

Daily water production (MG) 

Percent Triangle 62% Average flow: 1.37 

Percent Riverside 38% 



Monthly Fluoride Report 
S e - Fluoride S stems 

System Name: 

PWSID#: 90080 

Signature: 

Date 

10 

11 

12 

13 

14 

15 

16 

17 

21 

22 

23 

24 

31 

Avg 

Min 

Max 

Total 

0.84 

0.18 

0.98 

26.17 

Greater Augusta 
Utility District 

Fluoride 

29 

26 

13 

28 

26 

26 

26 

26 

26 

12 

23.35 

4.80 

29.10 

723.70 

2/9/2023 

0.70 

0.69 

0.69 

0.69 

0.72 

0.75 

0.69 

0.80 

0.82 

0.68 

0.68 

0.68 

0.67 

0.68 

0.67 

0.71 

0.66 

0.82 

System Information 
Treatment plant: 1-T_r_ia_n..,.__le_S_t_a_ti_on _______ ---1 

Chemical Used : Sodium fluoride ,__ ___________ _ 

Notes: See notes below for specific operating conditions. 

Date 

1/5/2312:55 

Theoretical 
Calculation 

mg/L 
, ........... . . . .. .. ...... . 

0.53 

0.53 
...... .......... .... .... , 

0.51 

0.50 

0.51 

0.49 

0.50 

0.52 

0.54 

0.52 

0.53 

0.53 

0.49 

0.49 

0.49 

0.49 

0.49 

0.49 

0.49 

0.49 

0.46 

0.50 

0.46 

0.54 

GAUD mg/L Location 

0.65 Western Station 

Operating comments 

HETL mg/L 

0.6 



Monthly Fluoride Report 
S e - Fluoride S stems 

System Name: 

PWSID#: 90080 

Signature: 

11 

12 

17 

18 

19 

20 

21 

22 

25 

26 

27 

28 

29 

30 

31 

Avg 

Min 

Max 

Total 

Greater Augusta 
Utility District 

Fluoride 

Gallons of makeup 
water 

gallons 

13 

21 

21 

22 
........ .. .... ................. , ............................................ .. 

18 
...... ............... ................ , ..................................... . 

19 

23 

22 

27 

14 

18 

15 

24 

16 

13 

14 

14 

22 

0 .. 51 19 

0 .. 64 24 

0 .. 87 33 

0.53 19.74 

0.34 12.94 

0.87 32.62 

16.28 611.86 

2/9/2023 

0 .. 74 

0 .. 74 

0.74 

0 .. 75 

0 .. 75 

0 .. 76 

0 .. 56 

0.76 

0.76 

0.76 

0 .. 82 

0 .. 82 

0 .. 82 

0.76 

0.56 

0.82 

System Information 
Treatment plant: Riverside Station 
Chemical Used : Sodium fluoride ~------------

Notes: See notes below for specific operating conditions. 

Date GAUD mg/L Location HETL mg/L 

1/5/23 8:55 0.78 12 Williams Street 0.7 

Operating comments 

0.66 

0 .. 66 

0 .. 67 

0.68 

0 .. 68 

0 .. 69 

0 .. 65 

0 .. 68 

0.69 

0.69 

0.69 

0.69 

0.69 

0.67 

0.67 

0.68 

0.65 

0.69 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 /11/j__ Tagus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: January, 2023 Reporting date: 2L9L2023 

I 

Flow 
Average chlorine Sodium hypochlorite 

Date 
(gallons) 

residual usage Operating notes 
I (mg/L) (gallons) 

I 

1/1/2023 47,392 2.49 0.95 

1/2/2023 53,051 2.55 1.24 

1/3/2023 54,206 2.65 1.16 

1/4/2023 54,052 I 2.60 1.15 

1/5/2023 54,706 2.54 1.21 

1/6/2023 54,283 2.58 1.13 

1/7/2023 53,244 2.55 1.15 

1/8/2023 - 2.57 0.00 valve closed, no flow 

1/9/2023 53,898 2.58 1.12 

1/10/2023 54,013 2.62 1.15 

1/11/2023 53,936 2.52 1.07 

1/12/2023 54,899 2.64 1.09 

1/13/2023 47,122 2.49 0.96 

1/14/2023 47,199 2.51 0.98 

1/15/2023 47,276 2.45 0.99 

1/16/2023 - 2.43 0.00 valve closed, no flow 

1/17/2023 61,059 2.46 1.20 

1/18/2023 47,392 2.50 0.97 

1/19/2023 54,283 2.60 1.17 

1/20/2023 53,782 2.55 1.16 

1/21/2023 47,353 2.38 0.94 

1/22/2023 47,199 2.50 0.97 

1/23/2023 54,783 2.47 1.06 
I 

1/24/2023 60,712 2.50 1.21 

1/25/2023 55,938 2.55 1.18 

1/26/2023 61,559 2.46 1.25 

1/27/2023 54,283 2.48 1.11 

1/28/2023 53,782 2.35 0.94 

1/29/2023 - 2.45 0.00 valve closed, no flow 

1/30/2023 54,013 2.47 1.14 

1/31/2023 95,207 I 2.56 2.07 

Sum 1,530,626 - 32 

Average 1 49,375 I 2.52 1.02 

Max ~ 2.65 - · 



Brian Tarbuck, General Manager 

btarbuck@grea tera ugustauti Ii tydistr :ct. o rg 

Ken Knight, Board Chair 

kknig h t@grea te ra ugusta u tili tyd istrict. org 

Charlotte Warren, Hallowell voting member 

cwa r ren@grea tera ugusta u ti I itydistri ct. org 

Bob Corey, Treasurer 

ocoreyi1_il great er;i ugu stau ti lityd ist r:ct. org 

Kirsten Hebert 

<hebert@greateraugustautilitydistnct.org 

March 8, 2023 

Denise Douin 
State of Maine, Drinking Water Program 
1 1 State House Station 
Augusta, ME 04333-001 l 

Dear Denise: 

Greater Augusta 
Utility District 

vVater I Sewur I Storm Wfltqr 

www.greateraugustautilitydistrict.org 

12 Williams Street 

Augusta, ME 04330-5225 
(207) 622-3701 

Cecil Munson 

cm u n son@grea teraugustautil i tydis t ri ct. org 

Pat Paradis 

ppa radis@greateraugus tau 11 I itydistrict org 

Bradley Sawyer 

bsawyer(g1greateraugustauti!itydist(ct..org 

Keith Luke, Augusta ex-officio member 
kl u ke ~;, grea teraugu sta util i tyd is tr, ct. org 

Cary Colwell, Ha llowel l ex-officio member 

ccoiwell@greateraugustautilitydistrict.org 

Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine's Rules Relating to 
Drinking Water for February, 2023. 

You should find the following documents: 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

If you have any questions, please contact me at 622-3701. 

Since//~ 
Brian Tarbuck, PE, System Class IV 2026 



Monthly Operating Report System Information 
System Type -All GW s stems Treatment plant/pump station: Triangle & Riverside ~-~----------------, 

S stem Name: Greater Au usta Utili District Community water system 1--~~-----+----~~---~-------1 
...._ ___ P_W_S_ID_#_:~9_0_0_8_0~-------------< List any new or changed system information and any 
Designated operator o erational roblems or comments below. 
name an E License 
btarbuck 
Reportin . February, 2023 

Si nature: 3/8/2023 

Water production, pH and free chlorine residual Chemical usage 

Triangle Station Riverside Station Triangle Station Riverside Station 

Date 
Gallons pH 

(MGD) 

1 ........... 
2 

3 

6 

7 

8 

9 

10 

11 

12 ..................... 
13 

14 

18 

19 

20 

21 ..................... 
22 

23 

24 

25 

26 

27 

28 

25.35 
Sum Average 

... : <::~E!'!'iC:.".1 ... N..c1.1T1.E! 
Cale j <=:c:1.lc;ig1:Je.stJ§L ?? 

.... fjYP.'? .. :. §99i.~r,:i h,ypc:ic;h,lc:i.ri.t.e 
NaF • Sodium fluoride 

Average Average Cale Hypo NaF Cale Hypo NaF 
free Gallons 

pH 
free 

chlorine chlorine 
residual (MGD) residual gal gal lbs gal gal lbs 

7.68 1.00 . .......................... 
7.68 0.98 .... ........ ............ 

0.96 50 
········•·•······ ··· ··•··•· 

0.96 ........................... 
0.98 ........................... 
1.00 ........................... 
1 04 ........................... 
1.02 

1.08 50 .......... 
1.14 ........................... 

7.69 1.11 

7.69 1.21 
····••><••··· ····••·"•···· 

7.69 1.20 ........................... 
7.69 1.21 ........................... 
7.69 1.21 50 ........................... 

1.21 

1.21 

1.21 ........................... 
1.20 

1.13 ........................... 
1.18 ........................... 
1.17 .................. 
1.14 

1.15 50 
·····•··· 

1.06 

7.68 1.02 

7.68 1.03 

7.66 1.03 

1.10 15.53 7.68 0.96 304 250 46 200 
(min.) Sum Average (min.) (total) (total) (total) (total) (total) (total) 

Chemicals Used 
(fl11nrin<> ,.,n~..+o..+ 

. :.'>.1Jr.pc:>l>E!. ...................... . ........ • .Chem.ical Strength T,<>,ta,I , 1:1-i:ii~li 
..... _J c;<:1lc::i~r,:i S.8-91:Je.5.tr<:1.tiC>ri f.Yb, .l .. C..1:J .. c;C:111.tr.c:il . ,,!§.o/o .. pc:>lyphosphat.e. ..... 1~? [9.91.1.c:>115. . 

...... :.Pr.ir.r,ic:1ry .. c:1119 .. s..e.c::c:in9.c:1.ry.r:Ji.S.i11~e..e~ic:i.11 · 12.50% ......................................... , ...... 1.~4.., .. 9.91.lc:i.11.s. 
. fluoridation 450 pounds 

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 

Number of routine samples taken: J 28 I Number of repeat samples taken: I 0 

Number of positive samples: J 0 I Average chlorine residual at sites : J 0.89 



Monthly Well Production Report System Information 

System Type - All GW s stems Treatment plant/pump station: ,-----,~------------------i All wells 

S stem Name: Greater Augusta Utility District Community System 

PWSID#: 90080 ..__ ______ ___,_ ___ ~-------------1 List any new or changed system information 
Designated operator name and Brian Tarbuck 
ME License#: 1--2-0-26-----------1 (facilities, treatments, sources, operators, 

address, tele, etc. : 

February, 2023 

Signature March 8, 2023 

Daily water production (MG) 

Sum Riverside I Riverside Sum 
Date 

Triangle 
Well 

South 
Well 

! Brookside 

I Well 

Sum 
Triangle South #1 North #2 Riverside i 

Station HD-8 HD-7 Station . J .... ~.11 .. ~~~.'.~ ..... 

1 ......... l ....... o.oo ....... J ........ o.oo ....... J ........ o.93 ................... o.93 .......... •· o.oo .... oo ...... 76 .. os ......... ·.·.·. ·.·.·.·.·.·.·.·.·.·.oo .. ·.·.·.· ... 7.6 .. · .. os ... ·.············ ll .... ·.·.·.·.·.·.·.11 .. 6630.·.·.·.·.·.·.·.·.· . 
... .?. .. .... ···l ······ .. ·o.oo ......... ( ...... o.47 ...... ...: ......... o.4s .......... ......... .9.:.~.?... ........ o.oo 

3 . o.oo . 1.04 . o.oo 1.04 o.oo o.s4 o.54 I 1.ss 
d ·t··········a·:aa·········-r·······ia4·········-r········a·:aa .. ······· ·········i:a4··....... o. oo o. o 1 o. o 1 · · ···········ia·s ........ .. 

! ;:=t~~~tf~:-=:l=i;~t ~t~L: •· ~•~~ ~~f ~.~~······•··· =ff: 
1 ·+···· ·····.9.:.9.9. .......... t··· ....... !:.9.~ .......... t .......... ~:.9.9.. ......... .......... !:.9.~ .......... ....... o.oo o.67 o.67 .J ....... Ln ........ .. 

f i l==iii=:-f :~it=:\:::~:~;:~: ::f i!::: .. ~•~~ iii. ···t:! l--;:::--
········••jiL ~2;~_0 ] :i:Cii J: : g ii~ : : ~ j:_ii~ :: 0.00........ 0. 62 ci!i·········l-+!!--

··········••ti Ll!I::J:t!!~=\::t!;:: ::_tit:~ ········iii ..... Ii ~•::·······••1:=t~:= 
II \~m_;j~]]~;;1.-~ii~i;: ~i]if; Ht HI ...... j;r ~:1~;_; 
19 0.79 0.00 0.00 0.79 0.00 0.66 0.66 1.45 ······················ ········+• ............................... +································+································ ................................ .......................... . ..................................................................... . 

· ·ii············ 1··········6·:l}········i··········6·:66 .......... i ......... ~:~~·········· ··········6·::6·····..... ~:~~ ~:~! ~:i~ ········· ........ :t·!}····· .. . 
··········+•·················· .. ···········+·········· ······················+· ··············· ......................................... ...... . 

22 ..... : ......... .Q:.9..9. .......... : ......... .9.:.q.9. .......... 1.·········.9.:.~.?. .......... ......... .9.:.~.?........... 0.00 
23 0.00 0.00 0.57 0.57 0.00 0.75 

0.77 0.77 

0.75 1.32 

1.70 

2 4 +········a·:ao········-r·······iao········-t-······· .. a·::s:,·········· ··········a·:s:,.......... o. oo o. 61 ·············· ································ 
0.61 1.18 

······· ·· 2s · r········a·:i9··········1· ......... o.:d4 ......... T' ........ ci.:s1········ .......... is·a .......... ·· o.oo ····· · ·a:aa ·························•· ..... 
0.00 1.50 

···················+··········· ..................... + .. ········· ·· ···················+·······················--······· .................................. . 

26 ............ \ ......... .Q:.9..9. .......... ; ......... o.54 ......... i, ......... .Q:.~.?. .................... !:.~~ ............. g:.9.q··· .. ... g:gq .. 
27 . 0.00 . 0.15 0.91 1.06 0.00 0.64 
2 s · ·t··········o·:aa········-r·······iao"········r········o·:9z"········· ··········o·:9z"········· o. o o o. 7 3 · · ·· · · · · a :13 · ·········i6·s·· .... · ... 

0.00 

0.64 

1.41 

1.70 

Sum 5.30 

Percent Triangle 

Percent Riverside 

12.55 1 

62% 
38% 

7.50 25.35 0.00 15.53 15.53 40.881 

Average flow : 1.46 



Monthly Fluoride Report 
S e - Fluoride S stems 

System Name: 

PWSID#: 90080 

Reporting period : 

Signature : 

Date 

4 

5 

6 

15 

16 

17 

27 

28 

Avg 

Min 

Max 

Total 

0.91 

0.37 

1.50 

25.35 

Greater Augusta 
Utility District 

Fluoride 

25.46 

10.90 

33.40 

712.80 

3/8/2023 

Residual 

0.72 

0.68 

0.73 

0.68 

0.79 

System Information 
Treatment plant: 1-T_r_ia_n-""-le_S_t_a_ti_on _______ ---1 

Chemical Used: Sodium fluoride '-------------~ 

Notes: See notes below for specific operating conditions. 

Date 

2/9/23 10:55 

Theoretical 
Calculation 

0.54 

0.52 

0.51 

0.51 

0.50 

0.38 

0.43 

0.48 

0.50 

0.51 

0.38 

0.55 

GAUD mg/L Location HETL mg/L 

0.66 Western Station 0.62 

Operating comments 



Monthly Fluoride Report 
S e - Fluoride S stems 

System Information 
Treatment plant: Riverside Station 

Chemical Used: Sodium fluoride 
System Name: 

Greater Augusta 
Utility District 

~---------------1 

PWSID#: 90080 

Reporting period: , 2023 Notes: See notes below for specific operating conditions. 

Date 

Signature: 3/8/2023 2/9/23 13: 10 

Fluoride 

Theoretical 
Residual Calculation ................. ; ...... ,e: ........ !:. .... . .. ... ......... ; .................................................... ; .............. : ... . 0 ....... : ......... -. . ......• . ..... , ........... . 

.................... , ................... . 

···············•··················· 

16 

17 

18 0.81 28 
..... , ........................ . 

19 0.66 23 

mg/L mg/L 

0.82 

0.82 

0.83 

0.83 

0.85 

0.89 

0.90 

0.84 

0.67 

0.66 

0.64 

......................... , 

0.88 

0.65 

0.66 

0.66 

0.65 

0.66 

0.66 

0.63 
....................... , 

0.75 0.64 

0.74 0.63 

0.76 0.63 
... ........... , ........... ..... .. ........ ............. , .......... .. ... ... ....... . ..... ... ...... .. ..... ..... , .. ... .... .... ....... ......... ...... ........... .... . 

20 0.68 23 0.74 0.62 
.. .............. , ..... .................... .. ....... . 

0.74 0.63 
....... , .................................................... , ................. . 

22 0.77 0.74 0.63 
..... ............ .. . , ................... . 

23 0.75 0.73 0.63 
········ ··············I 

24 0.61 21 0.81 0.63 
......... ,.................................... . ....................... , 

GAUD mg/L Location 

0.72 12 Williams Street 

Operating comments 

well offline 

well offline 

0 0.87 well offline 
···········•···················· 

0.89 well offline ........................... , .................. . 
27 0.64 0.86 0.63 

•······················;··················· 
28 0.73 26 0.87 0.64 

Avg 0.55 21.61 0.82 0.65 

Min 0.00 0.00 0.73 0.62 

Max 0.81 28.25 0.90 0.88 

Total 15.53 605.08 

HETL mg/L 

0.74 



Greater Augusta Utility District, PWSID 90080 

Operator: Brian Tarbuck, 2026 

Reporting date: 3LBL2023 .L f../___ Togus Disinfection Station, Route 17 Augusta, Maine 

Reporting month: Februart, 2023 
- V 

I 
I 

I Sodium hypochlorite I i Average chlorine 
I Flow 

Date I 

I 
residual usage Operating notes 

(gallons) 
(mg/L) (gallons) 

I 

: ' I 
I 

2/1/2023 1 53,975 I 2.56 1 1.20 1 

2;2;2023 I 61,867 2.61 j 1.51 

2/3/2023 1 
I 

2.56 1 47,084 1 1.05 

2/4/2023 I 47,161 2.56 1.03 

2/5/2023 : 
I 

2.46 1 0.00 valve closed, no flow -

2/6/2023 1 
I 

101,444 I 2.45 2.15 1 
I I 

2.40 : 2/7 /2023 1 52,551 1.21 

2/8/2023 1 54,052 I 2.51 1.19 
I 

2.54 1 2/9/2023 1 62,406 1.40 

2/10/2023 i 53,898 I 2.50 1 1.19 

211112023 I - I 2.43 I 0.00 valve closed, no flow 

2/12/2023 1 

! I 

47,161 I 2.41 0.99 , 
I 

2/13/2023 I 60,751 I 2.42 1 1.24 

2/14/2023 1 
! I 

54,591 I 2.49 1 1.21 

2/15/2023 1 53,859 I 2.50 1 1.07 
! I 

2.41 1 
I 

2/16/2023 1 53,859 , 1.11 1 

2/17/2023 [ 60,943 ' 2.47 1 1.30 [ 

53,321 I 

I 
I 

2/18/2023 1 2.42 1 1.07 1 

2/19/2023 1 47,392 I 2.27 1 0.85 
I 

I 

2.25 1 2/20/2023 i 47,238 I 0.84 

2/21/2023 [ 32,993 I 2.32 0.65 1 

2/22/2023 ; 61 097 I , 2.45 1 1.36 

2/23/2023 [ 61,713 2.46 1.53 , 

I 
I 

1.26 1 2/24/2023 60,828 , 2.33 1 

2/25/2023 1 47,315 I 2.24 1.05 

2/26/2023 1 - I 2.30 1 0,00 valve closed, no flow 

2/27/2023 1 
I 

47,661 2.31 0.94 

60,712 I 

I I 

2/28/2023 1 2.39 [ 1.40 1 

Sum i 1,385,871 -
I 

30 

Average , 49,495 I 2.43 , 1.06 I 

Max ~ 2.61 -



Brian Tarbuck, General Manager  Cecil Munson 
btarbuck@greateraugustautilitydistrict.org  cmunson@greateraugustautilitydistrict.org 
   
Ken Knight, Board Chair   Pat Paradis 
kknight@greateraugustautilitydistrict.org  pparadis@greateraugustautilitydistrict.org 
   
Charlotte Warren, Hallowell voting member  Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org  bsawyer@greateraugustautilitydistrict.org 
 www.greateraugustautilitydistrict.org  
Bob Corey, Treasurer 12 Williams Street Keith Luke, Augusta ex-officio member 
bcorey@greateraugustautilitydistrict.org Augusta, ME  04330-5225 kluke@greateraugustautilitydistrict.org 
 (207) 622-3701  
Kirsten Hebert  Cary Colwell, Hallowell ex-officio member 
khebert@greateraugustautilitydistrict.org  ccolwell@greateraugustautilitydistrict.org 
 

April 6, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for March, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



,

Monthly Operating Report System Information
System Type - All GW systems Triangle & Riverside

Greater Augusta Utility District
90080

Triangle Station Riverside Station Triangle Station Riverside Station

Chemicals Used
(

Treatment plant/pump station:
System Name: Community water system

PWSID#: List any new or changed system information and any
operational problems or comments below.Designated operator

name and ME License #:
Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: March, 2023

Signature: 4/6/2023

Water production, pH and free chlorine residual Chemical usage

Date Gallons pH

Average
free

chlorine
residual

Gallons pH

Average
free

chlorine
residual(MGD) (MGD) gal gal lbs gal gal lbs

1 0.62 6.70 1.18 0.73 7.68 1.08 1.9 7.1 2.0 8.2
2 0.92 6.74 1.15 0.71 7.67 1.07 3.0 10.6 1.9 7.8 50
3 0.65 6.75 1.08 0.53 7.67 1.01 2.1 7.6 1.4 5.6
4 1.24 6.74 1.14 0.00 7.67 0.94 4.0 14.5 -   -  
5 1.60 6.73 0.98 0.00 7.67 0.90 4.9 18.5 -   -  
6 0.98 6.78 1.11 0.63 7.68 1.01 3.2 11.7 100 1.7 6.8
7 1.04 6.78 1.15 0.67 7.67 1.07 3.4 12.3 1.8 7.4
8 0.71 6.71 1.15 0.70 7.67 1.07 2.3 8.4 1.9 7.7
9 1.04 7.65 1.17 0.68 7.67 1.03 3.4 12.3 2.0 7.5

10 0.71 7.64 1.14 0.40 7.66 1.03 2.3 8.4 1.2 4.4 50
11 1.58 7.56 1.14 0.00 7.66 0.95 5.1 19.0 -   -  
12 1.51 7.54 1.13 0.00 7.67 0.92 4.9 18.0 -   -  
13 1.23 7.53 1.13 0.57 7.68 0.77 3.9 14.5 1.7 5.5
14 0.89 1.49 1.12 0.22 7.67 0.95 2.9 10.7 0.7 2.4
15 1.11 0.00 1.15 0.53 7.67 0.95 3.8 13.8 1.5 5.9
16 0.85 4.46 1.15 0.69 7.66 0.98 3.0 10.6 2.1 8.3 50
17 1.09 7.59 1.21 0.34 7.66 0.86 3.6 13.1 100 1.0 4.1
18 1.37 7.60 1.21 0.00 7.66 0.87 4.3 16.3 -   -  
19 1.49 7.61 1.21 0.00 7.66 0.81 4.6 17.8 -   -  
20 1.10 7.54 1.24 0.60 7.66 0.89 3.6 13.2 1.7 7.2
21 0.91 7.50 1.11 0.79 7.66 0.94 3.0 11.0 100 2.2 9.6
22 0.93 7.36 1.11 0.58 7.65 0.92 3.0 11.2 1.6 7.5
23 0.83 7.51 1.15 0.71 7.65 0.90 2.7 2.0
24 0.75 7.58 1.14 0.42 7.65 0.83 2.5 9.2 1.2 4.8
25 1.46 7.57 1.15 0.00 7.66 0.75 4.8 17.9 -   -  
26 1.41 7.59 1.17 0.00 7.66 0.71 4.6 17.2 -   -  
27 1.12 7.59 1.13 0.57 7.66 0.82 3.7 13.2 1.6 6.8 50
28 1.04 7.59 1.16 0.66 7.66 0.99 3.5 12.2 50 1.9 8.9
29 0.62 7.61 1.14 0.74 7.66 1.12 2.0 7.2 2.1 10.3
30 0.85 7.59 1.15 0.70 7.66 1.03 2.8 10.3 2.0 9.2 50
31 1.03 7.61 1.18 0.37 7.66 0.93 3.5 12.0 1.1 4.5

Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Number of routine samples taken: Number of repeat samples taken:
Number of positive samples: Average chlorine residual at sites:

Summary

Calc Hypo NaF Calc Hypo NaF

Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 145 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 549 gallons
NaF Sodium fluoride fluoridation 600 pounds

28 0
0 0.80

10.0 8.4

32.68 6.81 0.98 13.54 7.66 0.71 106 390 350 38 159 250

fluoride reported separately)
Chemical Name Purpose Chemical Strength Total Units

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 



Monthly Well Production Report System Information
System Type - All GW systems All wells

Greater Augusta Utility District
90080

Daily water production (MG)

Treatment plant/pump station:
System Name: Community System

PWSID#: List any new or changed system information
(facilities, treatments, sources, operators,
address, tele, etc.):

Designated operator name and
ME License #:

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period (month and year): March, 2023

Signature April 6, 2023

Date Triangle
Well

South
Well

Brookside
Well

Sum
Triangle
Sta�on

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside
Sta�on

Sum
All wells

1 0.00 0.00 0.62 0.62 0.00 0.73 0.73 1.35
2 0.00 0.00 0.92 0.92 0.00 0.71 0.71 1.63
3 0.00 0.25 0.40 0.65 0.00 0.53 0.53 1.18
4 0.00 0.35 0.89 1.24 0.00 0.00 0.00 1.24
5 0.00 0.87 0.73 1.60 0.00 0.00 0.00 1.60
6 0.00 0.75 0.23 0.98 0.00 0.63 0.63 1.61
7 0.00 1.04 0.00 1.04 0.00 0.67 0.67 1.71
8 0.00 0.71 0.00 0.71 0.00 0.70 0.70 1.41
9 0.00 1.04 0.00 1.04 0.00 0.68 0.68 1.72

10 0.00 0.71 0.00 0.71 0.00 0.40 0.40 1.11
11 0.58 1.00 0.00 1.58 0.00 0.00 0.00 1.58
12 0.51 1.00 0.00 1.51 0.00 0.00 0.00 1.51
13 0.21 1.02 0.00 1.23 0.00 0.57 0.57 1.80
14 0.47 0.29 0.13 0.89 0.00 0.22 0.22 1.11
15 0.96 0.00 0.15 1.11 0.00 0.53 0.53 1.64
16 0.51 0.00 0.34 0.85 0.00 0.69 0.69 1.54
17 0.00 0.19 0.90 1.09 0.00 0.34 0.34 1.43
18 0.00 0.49 0.88 1.37 0.00 0.00 0.00 1.37
19 0.00 0.63 0.86 1.49 0.00 0.00 0.00 1.49
20 0.00 0.20 0.90 1.10 0.00 0.60 0.60 1.70
21 0.00 0.68 0.23 0.91 0.00 0.79 0.79 1.70
22 0.04 0.86 0.03 0.93 0.01 0.57 0.58 1.51
23 0.00 0.83 0.00 0.83 0.00 0.71 0.71 1.54
24 0.05 0.70 0.00 0.75 0.00 0.42 0.42 1.17
25 0.45 1.01 0.00 1.46 0.00 0.00 0.00 1.46
26 0.39 1.02 0.00 1.41 0.00 0.00 0.00 1.41
27 0.09 1.03 0.00 1.12 0.00 0.57 0.57 1.69
28 0.00 1.04 0.00 1.04 0.00 0.66 0.66 1.70
29 0.00 0.62 0.00 0.62 0.00 0.74 0.74 1.36
30 0.00 0.85 0.00 0.85 0.00 0.70 0.70 1.55
31 0.00 1.03 0.00 1.03 0.00 0.37 0.37 1.40

Sum 4.26 20.21 8.21 32.68 0.01 13.53 13.54 46.22

Percent Triangle 71% Average flow: 1.49
Percent Riverside 29%



Monthly Fluoride Report System Information

March, 2023

System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 4/6/2023 3/17/2023 11:30 0.70 Western Station 0.63

Greater Augusta
Utility District

Avg 1.05 27.33 0.73 0.47
Min 0.62 15.20 0.63 0.39
Max 1.60 35.70 0.83 0.54
Total 32.68 847.30

90080

Date GAUD mg/L Location HETL mg/L

Fluoride

Date Mgals pumped
Gallons of makeup

water Daily Residual
Theoretical
Calculation

units: Mgals gallons mg/L mg/L Operating comments

1 0.62 18 0.65 0.51
2 0.92 26 0.64 0.51
3 0.65 15 0.64 0.42
4 1.24 31 0.63 0.45
5 1.60 35 0.63 0.39
6 0.98 28 0.71 0.51
7 1.04 30 0.80 0.52
8 0.71 21 0.83 0.52
9 1.04 30 0.82 0.52

10 0.71 20 0.78 0.51
11 1.58 36 0.74 0.41
12 1.51 35 0.74 0.42
13 1.23 32 0.74 0.47
14 0.89 23 0.75 0.47
15 1.11 31 0.76 0.50
16 0.85 25 0.72 0.54
17 1.09 29 0.71 0.47
18 1.37 32 0.72 0.43
19 1.49 34 0.71 0.42
20 1.10 29 0.72 0.47
21 0.91 25 0.78 0.50
22 0.93 25 0.74 0.47
23 0.83 23 0.74 0.51
24 0.75 20 0.75 0.49
25 1.46 34 0.75 0.42
26 1.41 34 0.74 0.43
27 1.12 30 0.73 0.48
28 1.04 29 0.76 0.50
29 0.62 16 0.73 0.48
30 0.85 24 0.74 0.50
31 1.03 28 0.79 0.50



Monthly Fluoride Report System Information

March, 2023

System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 4/6/2023 3/17/23 7:20 0.74 12 Williams Street 0.66

well offline
well offline

well offline
well offline

well offline
well offline

well offline
well offline

Greater Augusta
Utility District

Avg 0.44 15.18 0.77 0.62
Min 0.00 0.00 0.70 0.59
Max 0.79 28.80 0.87 0.67
Total 13.54 470.51

Date GAUD mg/L Location HETL mg/L

Fluoride

Date Mgals pumped
Gallons of makeup

water Daily Residual
Theoretical
Calculation

units: Mgals gallons mg/L mg/L Operating comments

1 0.73 26 0.87 0.64
2 0.71 25 0.80 0.64
3 0.53 19 0.76 0.64
4 0.00 0 0.80
5 0.00 0 0.81
6 0.63 22 0.78 0.63
7 0.67 23 0.75 0.62
8 0.70 23 0.72 0.60
9 0.68 22 0.70 0.60

10 0.40 13 0.72 0.59
11 0.00 0 0.74
12 0.00 0 0.76
13 0.57 19 0.73 0.60
14 0.22 7 0.72 0.59
15 0.53 17 0.72 0.59
16 0.69 23 0.71 0.60
17 0.34 11 0.72 0.59
18 0.00 0 0.75
19 0.00 0 0.76
20 0.60 20 0.74 0.60
21 0.79 29 0.79 0.66
22 0.58 21 0.81 0.66
23 0.71 26 0.81 0.67
24 0.42 16 0.79 0.67
25 0.00 0 0.82
26 0.00 0 0.83
27 0.57 20 0.79 0.63
28 0.66 23 0.74 0.62
29 0.74 26 0.74 0.62
30 0.70 25 0.79 0.65
31 0.37 14 0.81 0.67



Greater Augusta Utility District, PWSID 90080

Operator:  Brian Tarbuck, 2026

Togus Disinfection Station, Route 17 Augusta, Maine

Reporting month: March, 2023 Reporting date: 4/6/2023

Date
Flow

(gallons)

Average chlorine 

residual

(mg/L)

Sodium 

hypochlorite

usage

(gallons)

Operating notes

3/1/2023 54,283            2.42 1.36

3/2/2023 53,744            2.39 1.16

3/3/2023 53,744            2.39 1.17

3/4/2023 47,315            2.41 1.11

3/5/2023 ‐                  2.48 0.00 valve closed, no flow

3/6/2023 54,013            2.59 1.20

3/7/2023 101,251          2.37 2.18

3/8/2023 54,475            2.31 1.38

3/9/2023 54,206            2.36 1.28

3/10/2023 67,911            2.26 1.64

3/11/2023 ‐                  2.26 0.00 valve closed, no flow

3/12/2023 49,590            2.18 1.10

3/13/2023 61,444            2.27 1.47

3/14/2023 53,859            2.32 1.24

3/15/2023 60,982            2.27 1.48

3/16/2023 60,674            2.33 1.44

3/17/2023 60,597            2.46 1.53

3/18/2023 53,859            2.48 1.31

3/19/2023 53,859            2.39 1.33

3/20/2023 60,866            2.35 1.55

3/21/2023 54,052            2.40 1.35

3/22/2023 60,327            2.52 1.57

3/23/2023 61,097            2.46 1.44

3/24/2023 67,218            2.31 1.50

3/25/2023 33,571            2.29 0.76

3/26/2023 47,122            2.23 1.04

3/27/2023 54,167            2.31 1.28

3/28/2023 60,443            2.27 1.30

3/29/2023 60,789            2.26 1.46

3/30/2023 54,398            2.48 1.53

3/31/2023 54,090            2.31 1.40

Sum 1,663,950       40                               

Average 53,676            2.36 1.28

Max 2.59



Brian Tarbuck, General Manager  Cecil Munson 
btarbuck@greateraugustautilitydistrict.org  cmunson@greateraugustautilitydistrict.org 
   
Ken Knight, Board Chair   Pat Paradis 
kknight@greateraugustautilitydistrict.org  pparadis@greateraugustautilitydistrict.org 
   
Charlotte Warren, Hallowell voting member  Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org  bsawyer@greateraugustautilitydistrict.org 
 www.greateraugustautilitydistrict.org  
Bob Corey, Treasurer 12 Williams Street Keith Luke, Augusta ex-officio member 
bcorey@greateraugustautilitydistrict.org Augusta, ME  04330-5225 kluke@greateraugustautilitydistrict.org 
 (207) 622-3701  
Kirsten Hebert  Cary Colwell, Hallowell ex-officio member 
khebert@greateraugustautilitydistrict.org  ccolwell@greateraugustautilitydistrict.org 
 

May 10, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for April, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



,

Monthly Operating Report System Information
System Type - All GW systems Treatment plant/pump station: Triangle & Riverside

System Name: Greater Augusta Utility District Community water system
PWSID#: 90080 List any new or changed system information and any 

operational problems or comments below.Designated operator name 
and ME License #: 

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: April, 2023

Signature: 5/10/2023

Water production, pH and free chlorine residual Chemical usage

Triangle Station Riverside Station Triangle Station Riverside Station

Date Gallons pH

Average 
free 

chlorine 
residual

Gallons pH

Average 
free 

chlorine 
residual

Calc Hypo NaF Calc Hypo NaF

(MGD) (MGD) gal gal lbs gal gal lbs

1 1.37 7.62 1.16 0.00 7.66 0.84 ( 4.6)     ( 16.1)   ( -  )    ( -  )    
2 1.40 7.63 1.16 0.00 7.66 0.79 ( 4.7)     ( 16.2)   ( -  )    ( -  )    
3 1.27 7.62 1.19 0.57 7.67 0.97 ( 4.3)     ( 14.7)   ( 1.6)     ( 7.9)     
4 0.95 7.57 1.17 0.60 7.66 0.98 ( 3.2)     ( 10.9)   ( 1.7)     ( 7.8)     
5 0.68 7.57 1.09 0.67 7.65 0.93 ( 2.2)     ( 7.7)     ( 1.9)     ( 8.3)     
6 0.92 7.55 1.14 0.76 7.66 0.95 ( 3.3)     ( 10.5)   ( 2.2)     ( 9.8)     
7 0.78 7.55 1.11 0.47 7.66 0.97 ( 2.7)     ( 8.9)     ( 1.4)     ( 6.2)     
8 1.46 7.56 1.11 0.00 7.66 0.90 ( 4.8)     ( 16.7)   ( -  )    ( -  )    
9 1.47 7.56 1.10 0.00 7.66 0.86 ( 4.9)     ( 16.8)   ( -  )    ( -  )    

10 1.42 7.56 1.11 0.31 7.67 0.86 ( 4.7)     ( 16.3)   ( 0.9)     ( 4.1)     
11 1.12 7.55 1.13 0.60 7.66 0.89 ( 3.9)     ( 12.6)   100 ( 1.7)     ( 8.6)     
12 0.75 7.54 1.15 0.70 7.66 0.99 ( 2.6)     ( 8.5)     ( 2.0)     ( 10.2)   
13 0.93 7.54 1.16 0.78 7.66 1.03 ( 3.3)     ( 10.4)   ( 2.3)     ( 11.3)   
14 1.11 7.54 1.15 0.39 7.66 1.05 ( 3.7)     ( 12.5)   ( 1.1)     ( 5.6)     
15 1.38 7.49 1.13 0.00 7.66 0.96 ( 4.7)     ( 15.7)   ( -  )    ( -  )    
16 1.43 7.54 1.12 0.00 7.66 0.94 ( 4.8)     ( 16.2)   ( -  )    ( -  )    
17 1.51 7.56 1.11 0.00 7.66 0.93 ( 5.0)     ( 17.2)   ( -  )    ( -  )    
18 1.42 7.55 1.12 0.50 7.66 1.11 ( 4.9)     ( 16.0)   ( 1.4)     ( 6.1)     
19 0.93 7.48 1.16 0.68 7.68 1.15 ( 3.3)     ( 10.3)   ( 2.0)     ( 8.2)     
20 0.87 7.52 1.12 0.45 7.69 1.12 ( 3.0)     ( 9.8)     ( 1.3)     ( 5.4)     
21 1.94 7.56 1.10 0.00 7.66 1.05 ( 6.2)     ( 21.6)   ( -  )    ( -  )    
22 1.29 7.59 1.08 0.00 7.66 1.02 ( 4.2)     ( 14.6)   ( -  )    ( -  )    
23 1.28 7.54 1.13 0.00 7.66 1.01 ( 4.1)     ( 14.4)   ( -  )    ( -  )    
24 1.47 7.55 1.15 0.00 7.66 1.01 ( 4.9)     ( 16.7)   ( -  )    ( -  )    
25 1.46 7.55 1.17 0.00 7.66 0.99 ( 4.8)     ( 16.5)   50 ( -  )    ( -  )    
26 1.56 7.56 1.16 0.00 7.66 0.93 ( 5.2)     ( 17.8)   ( -  )    ( -  )    
27 1.59 7.56 1.15 0.00 7.66 0.87 ( 5.4)     ( 18.1)   50 ( -  )    ( -  )    
28 1.55 7.54 1.16 0.18 7.67 1.00 ( 5.2)     ( 17.4)   ( 0.5)     ( 2.3)     
29 1.44 7.53 1.17 0.00 7.67 1.00 ( 4.9)     ( 16.1)   ( -  )    ( -  )    
30 1.56 7.55 1.16 0.00 7.67 0.98 ( 5.4)     ( 17.4)   ( -  )    ( -  )    

Summary 38.31 7.55 1.08 7.66 7.66 0.79 129 435 200 22 102 0
Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Chemicals Used                                                                                                                                                      
(fluoride reported separately)

Chemical Name Purpose Chemical Strength Total Units
Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 151 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 536 gallons
NaF Sodium fluoride fluoridation 200 pounds

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: 28 Number of repeat samples taken: 0

Number of positive samples: 0 Average chlorine residual at sites: 0.80

mailto:btarbuck@greateraugustautilitydistrict.org


Monthly Well Production Report System Information
System Type - All GW systems Treatment plant/pump station: All wells

System Name: Greater Augusta Utility District Community System
PWSID#: 90080

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.):

Designated operator name and 
ME License #: 

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org

Reporting period (month and year): April, 2023

Signature May 10, 2023

Daily water production (MG)

Date
Triangle

Well
South
Well

Brookside
Well

Sum
Triangle
Station

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside 

Station

Sum
All wells

1 0.35 1.02 0.00 1.37 0.00 0.00 0.00 1.37

2 0.38 1.02 0.00 1.40 0.00 0.00 0.00 1.40

3 0.34 0.27 0.66 1.27 0.00 0.57 0.57 1.84

4 0.03 0.00 0.92 0.95 0.00 0.60 0.60 1.55

5 0.03 0.06 0.59 0.68 0.00 0.67 0.67 1.35

6 0.00 0.00 0.92 0.92 0.00 0.76 0.76 1.68

7 0.17 0.00 0.61 0.78 0.00 0.47 0.47 1.25

8 0.59 0.00 0.87 1.46 0.00 0.00 0.00 1.46

9 0.59 0.00 0.88 1.47 0.00 0.00 0.00 1.47

10 0.54 0.00 0.88 1.42 0.00 0.31 0.31 1.73

11 0.21 0.00 0.91 1.12 0.00 0.60 0.60 1.72

12 0.00 0.00 0.75 0.75 0.00 0.70 0.70 1.45

13 0.00 0.00 0.93 0.93 0.00 0.78 0.78 1.71

14 0.21 0.00 0.90 1.11 0.00 0.39 0.39 1.50

15 0.49 0.00 0.89 1.38 0.00 0.00 0.00 1.38

16 0.56 0.00 0.87 1.43 0.00 0.00 0.00 1.43

17 0.64 0.00 0.87 1.51 0.00 0.00 0.00 1.51

18 0.55 0.00 0.87 1.42 0.00 0.50 0.50 1.92

19 0.00 0.00 0.93 0.93 0.00 0.68 0.68 1.61

20 0.25 0.00 0.62 0.87 0.00 0.45 0.45 1.32

21 0.57 0.61 0.76 1.94 0.00 0.00 0.00 1.94

22 0.56 0.18 0.55 1.29 0.00 0.00 0.00 1.29

23 0.45 0.16 0.67 1.28 0.00 0.00 0.00 1.28

24 0.60 0.00 0.87 1.47 0.00 0.00 0.00 1.47

25 0.59 0.00 0.87 1.46 0.00 0.00 0.00 1.46

26 0.70 0.00 0.86 1.56 0.00 0.00 0.00 1.56

27 0.73 0.00 0.86 1.59 0.00 0.00 0.00 1.59

28 0.70 0.00 0.85 1.55 0.00 0.18 0.18 1.73

29 0.56 0.00 0.88 1.44 0.00 0.00 0.00 1.44

30 0.71 0.00 0.85 1.56 0.00 0.00 0.00 1.56

Sum 12.10 3.32 22.89 38.31 0.00 7.66 7.66 45.97

Percent Triangle 83% Average flow: 1.53
Percent Riverside 17%

mailto:btarbuck@greateraugustautilitydistrict.org


Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: April, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 5/10/2023 4/6/2023 13:20 0.69 Western Station 0.59

Fluoride

Date Mgals pumped
Gallons of makeup 

water Daily Residual
Theoretical 
Calculation

units: Mgals gallons mg/L mg/L Operating comments

1 1.37 32 0.78 0.43
2 1.40 33 0.77 0.42
3 1.27 31 0.74 0.43
4 0.95 26 0.73 0.48
5 0.68 17 0.74 0.46
6 0.92 25 0.67 0.48
7 0.78 20 0.70 0.45
8 1.46 34 0.75 0.42
9 1.47 34 0.75 0.42
10 1.42 33 0.74 0.42
11 1.12 29 0.71 0.46
12 0.75 20 0.71 0.49
13 0.93 25 0.71 0.48
14 1.11 28 0.71 0.46
15 1.38 33 0.73 0.43
16 1.43 34 0.72 0.43
17 1.51 35 0.71 0.42
18 1.42 34 0.70 0.43
19 0.93 25 0.69 0.48
20 0.87 21 0.68 0.44
21 1.94 34 0.67 0.32
22 1.29 26 0.70 0.37
23 1.28 27 0.68 0.38
24 1.47 34 0.69 0.42
25 1.46 36 0.70 0.44
26 1.56 37 0.62 0.42
27 1.59 37 0.68 0.42
28 1.55 37 0.72 0.42
29 1.44 34 0.71 0.43
30 1.56 37 0.69 0.42

Avg 1.28 30.22 0.71 0.43
Min 0.68 17.20 0.62 0.32
Max 1.94 36.90 0.78 0.49
Total 38.31 906.60



Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: April, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 5/10/2023 4/6/23 13:45 0.77 12 Williams Street 0.71

Fluoride

Date Mgals pumped
Gallons of makeup 

water Daily Residual
Theoretical 
Calculation

units: Mgals gallons mg/L mg/L Operating comments

1 0.00 0 0.83 well offline
2 0.00 0 0.83 well offline
3 0.57 21 0.84 0.67
4 0.60 21 0.84 0.62
5 0.67 24 0.78 0.65
6 0.76 28 0.76 0.67
7 0.47 18 0.78 0.68
8 0.00 0 0.79 well offline
9 0.00 0 0.80 well offline
10 0.31 12 0.79 0.68
11 0.60 23 0.75 0.69
12 0.70 26 0.72 0.67
13 0.78 29 0.78 0.67
14 0.39 15 0.83 0.67
15 0.00 0 0.86 well offline
16 0.00 0 0.88 well offline
17 0.00 0 0.89 well offline
18 0.50 19 0.82 0.69
19 0.68 26 0.75 0.68
20 0.45 16 0.73 0.66
21 0.00 0 0.80 well offline
22 0.00 0 0.84 well offline
23 0.00 0 0.85 well offline
24 0.00 0 0.85 well offline
25 0.00 0 0.86 well offline
26 0.00 0 0.81 well offline
27 0.00 0 0.77 well offline
28 0.18 6 0.78 0.64
29 0.00 0 0.79 well offline
30 0.00 0 0.80 well offline

Avg 0.26 9.47 0.81 0.67
Min 0.00 0.00 0.72 0.62
Max 0.78 29.23 0.89 0.69
Total 7.66 284.19



Greater Augusta Utility District, PWSID 90080

Operator:  Brian Tarbuck, 2026

Togus Disinfection Station, Route 17 Augusta, Maine

Reporting month: April, 2023 Reporting date: 5/10/2023

Date
Flow

(gallons)

Average chlorine 

residual

(mg/L)

Sodium hypochlorite

usage

(gallons)

Operating notes

4/1/2023 47,353            2.25 1.12

4/2/2023 47,353            2.17 1.00

4/3/2023 114,495          2.22 2.72

4/4/2023 7,661               2.37 0.25

4/5/2023 60,828            2.49 1.62

4/6/2023 61,444            2.50 1.70

4/7/2023 74,726            2.46 1.92

4/8/2023 54,244            2.45 1.24

4/9/2023 ‐                   2.21 0.00 valve closed, no flow

4/10/2023 60,712            2.15 1.26

4/11/2023 97,671            2.26 2.44

4/12/2023 60,828            2.36 1.51

4/13/2023 60,789            2.42 1.60

4/14/2023 68,835            2.41 1.82

4/15/2023 54,899            2.50 1.42

4/16/2023 48,008            2.51 1.21

4/17/2023 47,045            2.56 1.21

4/18/2023 61,405            2.53 1.59

4/19/2023 74,995            2.52 1.46

4/20/2023 61,598            2.41 1.55

4/21/2023 67,680            2.23 1.60

4/22/2023 47,161            2.13 1.12

4/23/2023 40,500            2.07 0.94

4/24/2023 60,597            2.27 1.80

4/25/2023 67,218            2.43 1.93

4/26/2023 60,635            2.47 1.75

4/27/2023 66,949            2.64 2.14

4/28/2023 54,206            2.65 1.44

4/29/2023 47,276            2.64 1.35

4/30/2023 54,244            2.70 1.47

Sum 1,731,357       44                               

Average 57,712            2.40 1.47

Max 2.70



Brian Tarbuck, General Manager  Cecil Munson 
btarbuck@greateraugustautilitydistrict.org  cmunson@greateraugustautilitydistrict.org 
   
Ken Knight, Board Chair   Pat Paradis 
kknight@greateraugustautilitydistrict.org  pparadis@greateraugustautilitydistrict.org 
   
Charlotte Warren, Hallowell voting member  Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org  bsawyer@greateraugustautilitydistrict.org 
 www.greateraugustautilitydistrict.org  
Bob Corey, Treasurer 12 Williams Street Keith Luke, Augusta ex-officio member 
bcorey@greateraugustautilitydistrict.org Augusta, ME  04330-5225 kluke@greateraugustautilitydistrict.org 
 (207) 622-3701  
Kirsten Hebert  Cary Colwell, Hallowell ex-officio member 
khebert@greateraugustautilitydistrict.org  ccolwell@greateraugustautilitydistrict.org 
 

June 2, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for May, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



Monthly Well Production Report System Information
System Type - All GW systems Treatment plant/pump station: All wells

System Name: Greater Augusta Utility District Community System
PWSID#: 90080

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.):

Designated operator name and 
ME License #: 

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org

Reporting period (month and year): May, 2023

Signature June 2, 2023

Daily water production (MG)

Date
Triangle

Well
South
Well

Brookside
Well

Sum
Triangle
Station

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside 

Station

Sum
All wells

1 0.48 0.00 0.89 1.37 0.00 0.44 0.44 1.81

2 0.01 0.00 0.93 0.94 0.00 0.63 0.63 1.57

3 0.00 0.00 0.93 0.93 0.00 0.63 0.63 1.56

4 0.00 0.00 0.71 0.71 0.00 0.69 0.69 1.40

5 0.30 0.00 0.91 1.21 0.00 0.41 0.41 1.62

6 0.47 0.00 0.90 1.37 0.00 0.00 0.00 1.37

7 0.68 0.00 0.87 1.55 0.00 0.00 0.00 1.55

8 0.84 0.50 0.30 1.64 0.00 0.41 0.41 2.05

9 0.96 0.20 0.00 1.16 0.00 0.22 0.22 1.38

10 0.93 0.61 0.00 1.54 0.00 0.32 0.32 1.86

11 0.97 0.02 0.00 0.99 0.00 0.59 0.59 1.58

12 0.95 0.32 0.00 1.27 0.00 0.35 0.35 1.62

13 0.94 0.65 0.00 1.59 0.00 0.00 0.00 1.59

14 0.90 0.99 0.00 1.89 0.00 0.00 0.00 1.89

15 0.47 0.67 0.38 1.52 0.00 0.46 0.46 1.98

16 0.00 1.05 0.00 1.05 0.00 0.58 0.58 1.63

17 0.00 1.05 0.00 1.05 0.00 0.75 0.75 1.80

18 0.00 1.04 0.00 1.04 0.00 0.61 0.61 1.65

19 0.00 1.03 0.25 1.28 0.00 0.67 0.67 1.95

20 0.00 1.04 0.07 1.11 0.00 0.62 0.62 1.73

21 0.00 1.04 0.00 1.04 0.00 0.62 0.62 1.66

22 0.45 0.18 0.56 1.19 0.00 0.44 0.44 1.63

23 0.65 0.14 0.84 1.63 0.00 0.78 0.78 2.41

24 0.85 0.59 0.73 2.17 0.00 0.41 0.41 2.58

25 0.90 0.13 0.84 1.87 0.00 0.39 0.39 2.26

26 0.56 0.44 0.50 1.50 0.00 0.60 0.60 2.10

27 0.61 0.19 0.82 1.62 0.00 0.67 0.67 2.29

28 0.00 0.00 0.93 0.93 0.00 0.68 0.68 1.61

29 0.19 0.00 0.90 1.09 0.00 0.76 0.76 1.85

30 0.22 0.00 0.91 1.13 0.00 0.69 0.69 1.82

31 0.38 0.00 0.89 1.27 0.00 0.67 0.67 1.94

Sum 13.71 11.88 15.06 40.65 0.00 15.09 15.09 55.74

Percent Triangle 73% Average flow: 1.80
Percent Riverside 27%

mailto:btarbuck@greateraugustautilitydistrict.org


,

Monthly Operating Report System Information
System Type - All GW systems Treatment plant/pump station: Triangle & Riverside

System Name: Greater Augusta Utility District Community water system
PWSID#: 90080 List any new or changed system information and any 

operational problems or comments below.Designated operator name 
and ME License #: 

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: May, 2023

Signature: 6/2/2023

Water production, pH and free chlorine residual Chemical usage

Triangle Station Riverside Station Triangle Station Riverside Station

Date Gallons pH

Average 
free 

chlorine 
residual

Gallons pH

Average 
free 

chlorine 
residual

Calc Hypo NaF Calc Hypo NaF

(MGD) (MGD) gal gal lbs gal gal lbs

1 1.37 7.54 1.17 0.44 7.67 1.04 ( 4.6)     ( 15.3)   ( 1.3)     ( 5.1)     
2 0.94 7.52 1.20 0.63 7.66 0.99 ( 3.3)     ( 10.3)   100 ( 1.8)     ( 7.8)     
3 0.93 7.52 1.20 0.63 7.66 1.10 ( 3.3)     ( 10.2)   ( 1.8)     ( 8.1)     
4 0.71 7.52 1.19 0.69 7.66 1.21 ( 2.5)     ( 7.8)     ( 2.0)     ( 8.9)     50
5 1.21 7.55 1.18 0.42 7.66 1.15 ( 4.1)     ( 13.5)   ( 1.2)     ( 5.2)     
6 1.37 7.55 1.17 0.00 7.66 1.09 ( 4.5)     ( 15.6)   ( -  )    ( -  )    
7 1.55 7.56 1.15 0.00 7.66 1.06 ( 5.1)     ( 17.7)   ( -  )    ( -  )    
8 1.64 7.58 1.19 0.41 7.66 1.05 ( 5.4)     ( 18.7)   ( 1.2)     ( 4.6)     
9 1.16 7.63 1.22 0.22 7.64 0.91 ( 4.1)     ( 13.3)   ( 0.7)     ( 2.2)     

10 1.54 7.62 1.20 0.32 7.64 0.73 ( 5.1)     ( 17.7)   50 ( 1.0)     ( 3.6)     
11 0.99 7.60 1.24 0.60 7.65 0.96 ( 3.6)     ( 11.8)   ( 1.7)     ( 6.5)     
12 1.27 7.61 1.21 0.35 7.65 0.59 ( 4.4)     ( 14.7)   ( 1.0)     ( 3.4)     
13 1.59 7.64 1.20 0.00 7.63 0.56 ( 5.5)     ( 18.3)   ( -  )    ( -  )    
14 1.89 7.64 1.16 0.00 7.62 0.54 ( 6.3)     ( 21.4)   ( -  )    ( -  )    
15 1.52 7.62 1.19 0.46 7.63 0.91 ( 5.1)     ( 16.9)   ( 1.4)     ( 6.4)     
16 1.05 7.66 1.10 0.58 7.65 1.21 ( 3.6)     ( 11.6)   ( 1.7)     ( 8.1)     
17 1.05 7.66 1.08 0.75 7.64 1.19 ( 3.6)     ( 11.3)   ( 2.2)     ( 10.1)   
18 1.04 7.68 1.08 0.61 7.65 1.11 ( 3.6)     ( 11.4)   ( 1.8)     ( 8.0)     
19 1.28 7.67 1.10 0.67 7.64 1.12 ( 4.3)     ( 14.0)   50 ( 1.9)     ( 8.7)     
20 1.11 7.64 1.10 0.62 7.63 1.10 ( 3.7)     ( 12.0)   ( 1.7)     ( 8.0)     
21 1.04 7.67 1.07 0.62 7.61 1.08 ( 3.6)     ( 11.3)   ( 1.8)     ( 7.8)     
22 1.19 7.63 1.13 0.44 7.61 1.07 ( 3.9)     ( 13.1)   ( 1.3)     ( 5.8)     
23 1.63 7.58 1.14 0.78 7.61 1.07 ( 5.5)     ( 17.9)   ( 2.3)     ( 10.1)   50
24 2.17 7.58 1.06 0.41 7.61 1.06 ( 7.0)     ( 23.4)   ( 1.2)     ( 5.3)     
25 1.87 7.58 1.10 0.39 7.62 1.03 ( 6.4)     ( 20.6)   ( 1.1)     ( 5.0)     
26 1.50 7.58 1.07 0.61 7.60 1.03 ( 4.9)     ( 16.4)   50 ( 1.8)     ( 7.6)     
27 1.62 7.56 1.10 0.67 7.60 1.03 ( 5.4)     ( 17.5)   ( 1.9)     ( 8.3)     
28 0.93 7.52 1.15 0.69 7.60 1.02 ( 3.3)     ( 9.9)     ( 2.0)     ( 8.6)     
29 1.09 7.54 1.13 0.77 7.60 0.99 ( 3.8)     ( 11.9)   ( 2.2)     ( 9.6)     
30 1.13 7.52 1.13 0.69 7.59 0.99 ( 3.8)     ( 12.1)   ( 2.0)     ( 8.7)     
31 1.27 7.53 1.12 0.67 7.59 0.98 ( 4.3)     ( 13.8)   ( 1.9)     ( 8.3)     50

Summary 40.65 7.59 1.06 15.14 7.63 0.54 138 451 250 44 190 150
Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Chemicals Used                                                                                                                                                      
(fluoride reported separately)

Chemical Name Purpose Chemical Strength Total Units
Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 182 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 641 gallons
NaF Sodium fluoride fluoridation 400 pounds

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: 28 Number of repeat samples taken: 0

Number of positive samples: 0 Average chlorine residual at sites: 0.88

mailto:btarbuck@greateraugustautilitydistrict.org


Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: May, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 6/2/2023 5/25/2023 10:45 0.64 Western Station 0.64

Fluoride

Date Mgals pumped
Gallons of makeup 

water Daily Residual
Theoretical 
Calculation

units: Mgals gallons mg/L mg/L Operating comments

1 1.37 34 0.68 0.45
2 0.94 28 0.74 0.53
3 0.93 28 0.74 0.54
4 0.71 21 0.75 0.54
5 1.21 32 0.75 0.48
6 1.37 34 0.76 0.44
7 1.55 36 0.75 0.42
8 1.64 37 0.74 0.41
9 1.16 33 0.77 0.51
10 1.54 36 0.74 0.42
11 0.99 32 0.76 0.57
12 1.27 33 0.74 0.47
13 1.59 36 0.71 0.41
14 1.89 39 0.66 0.37
15 1.52 36 0.66 0.43
16 1.05 33 0.73 0.57
17 1.05 33 0.79 0.57
18 1.04 33 0.78 0.57
19 1.28 36 0.77 0.50
20 1.11 34 0.76 0.55
21 1.04 33 0.73 0.57
22 1.19 25 0.71 0.37
23 1.63 37 0.74 0.40
24 2.17 39 0.73 0.33
25 1.87 39 0.70 0.38
26 1.50 25 0.78 0.30
27 1.62 36 0.79 0.40
28 0.93 30 0.76 0.58
29 1.09 32 0.80 0.52
30 1.13 32 0.80 0.50
31 1.27 34 0.78 0.48

Avg 1.31 33.10 0.75 0.47
Min 0.71 21.40 0.66 0.30
Max 2.17 39.30 0.80 0.58
Total 40.65 1,026.00



Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: May, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 6/2/2023 5/25/23 11:50 0.61 12 Williams Street 0.63

Fluoride

Date Mgals pumped
Gallons of makeup 

water Daily Residual
Theoretical 
Calculation

units: Mgals gallons mg/L mg/L Operating comments

1 0.44 17 0.79 0.68
2 0.63 24 0.78 0.67
3 0.63 23 0.77 0.66
4 0.69 25 0.77 0.65
5 0.42 15 0.77 0.63
6 0.00 0 0.77 well offline
7 0.00 0 0.76 well offline
8 0.41 15 0.76 0.65
9 0.22 8 0.78 0.66
10 0.32 12 0.83 0.66
11 0.60 22 0.72 0.67
12 0.35 13 0.76 0.68
13 0.00 0 0.81 well offline
14 0.00 0 0.82 well offline
15 0.46 17 0.79 0.68
16 0.58 22 0.83 0.68
17 0.75 29 0.84 0.69
18 0.61 24 0.85 0.71
19 0.67 26 0.86 0.70
20 0.62 25 0.85 0.72
21 0.62 25 0.84 0.71
22 0.44 18 0.86 0.74
23 0.78 33 0.93 0.76
24 0.41 16 0.93 0.72
25 0.39 16 0.86 0.73
26 0.61 25 0.83 0.73
27 0.67 27 0.82 0.73
28 0.69 28 0.80 0.73
29 0.77 31 0.78 0.73
30 0.69 28 0.79 0.74
31 0.67 26 0.82 0.70

Avg 0.49 19.00 0.81 0.70
Min 0.00 0.00 0.72 0.63
Max 0.78 32.73 0.93 0.76
Total 15.14 588.95



Greater Augusta Utility District, PWSID 90080

Operator:  Brian Tarbuck, 2026

Togus Disinfection Station, Route 17 Augusta, Maine

Reporting month: May, 2023 Reporting date: 6/2/2023

Date
Flow

(gallons)

Average chlorine 

residual

(mg/L)

Sodium hypochlorite

usage

(gallons)

Operating notes

5/1/2023 55,168            2.53 1.28

5/2/2023 60,866            2.34 1.43

5/3/2023 53,975            2.33 1.23

5/4/2023 60,828            2.27 1.37

5/5/2023 54,437            2.19 1.13

5/6/2023 47,353            2.16 0.92

5/7/2023 54,013            2.19 1.00

5/8/2023 54,167            2.27 1.00

5/9/2023 53,667            2.50 1.30

5/10/2023 108,489          2.50 2.72

5/11/2023 64,023            2.47 1.73

5/12/2023 54,167            2.46 1.39

5/13/2023 47,199            2.43 1.18

5/14/2023 54,244            2.37 1.31

5/15/2023 53,898            2.37 1.36

5/16/2023 60,943            2.52 1.65

5/17/2023 97,517            2.61 2.66

5/18/2023 53,859            2.66 1.45

5/19/2023 61,944            2.63 1.74

5/20/2023 ‐                   2.60 0.00 valve closed, no flow

5/21/2023 47,738            2.59 1.32

5/22/2023 102,098          2.69 3.10

5/23/2023 60,635            2.62 1.62

5/24/2023 47,161            2.73 1.24

5/25/2023 61,944            2.58 1.68

5/26/2023 61,752            2.62 1.64

5/27/2023 53,821            2.54 1.41

5/28/2023 54,591            2.48 1.45

5/29/2023 54,167            2.65 1.43

5/30/2023 68,489            2.66 1.82

5/31/2023 33,609            2.56 0.86

Sum 1,796,766       45                               

Average 57,960            2.49 1.47

Max 2.73



Brian Tarbuck, General Manager  Cecil Munson 
btarbuck@greateraugustautilitydistrict.org  cmunson@greateraugustautilitydistrict.org 
   
Ken Knight, Board Chair   Pat Paradis 
kknight@greateraugustautilitydistrict.org  pparadis@greateraugustautilitydistrict.org 
   
Charlotte Warren, Hallowell voting member  Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org  bsawyer@greateraugustautilitydistrict.org 
 www.greateraugustautilitydistrict.org  
Bob Corey, Treasurer 12 Williams Street Keith Luke, Augusta ex-officio member 
bcorey@greateraugustautilitydistrict.org Augusta, ME  04330-5225 kluke@greateraugustautilitydistrict.org 
 (207) 622-3701  
Kirsten Hebert  Cary Colwell, Hallowell ex-officio member 
khebert@greateraugustautilitydistrict.org  ccolwell@greateraugustautilitydistrict.org 
 

July 7, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for June, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



,

Monthly Operating Report System Information
System Type - All GW systems Triangle & Riverside

Greater Augusta Utility District
90080

Triangle Station Riverside Station Triangle Station Riverside Station

Chemicals Used
(

Treatment plant/pump station:
System Name: Community water system

PWSID#: List any new or changed system information and any
operational problems or comments below.Designated operator

name and ME License #:
Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: June, 2023

Signature: 7/6/2023

Water production, pH and free chlorine residual Chemical usage

Date Gallons pH

Average
free

chlorine
residual

Gallons pH

Average
free

chlorine
residual(MGD) (MGD) gal gal lbs gal gal lbs

1 1.36 7.54 1.12 0.67 7.59 1.03 4.6 14.8 1.9 8.2
2 1.08 7.53 1.16 0.63 7.59 1.05 3.8 11.8 1.8 7.7
3 0.92 7.49 1.20 0.70 7.55 1.04 3.2 9.7 2.0 8.7
4 0.90 7.52 1.17 0.52 7.58 1.07 3.1 9.7 1.5 6.5
5 0.98 7.60 1.08 0.62 7.60 1.12 3.4 10.8 1.8 8.0
6 0.92 7.64 1.06 0.68 7.61 1.09 3.4 10.4 2.0 8.6 50
7 0.96 7.60 1.14 0.63 7.60 1.06 3.6 11.2 50 1.8 7.8
8 0.95 7.60 1.19 0.69 7.59 1.08 3.6 11.1 50 2.0 8.9
9 0.96 7.60 1.23 0.57 7.59 1.03 3.6 11.2 1.6 7.2

10 0.95 7.60 1.22 0.58 7.58 0.97 3.5 11.1 1.6 7.1
11 0.95 7.61 1.21 0.63 7.58 0.99 3.5 10.9 1.8 8.1
12 1.18 7.62 1.19 0.46 7.58 0.95 4.2 13.4 1.3 5.8
13 1.26 7.63 1.17 0.52 7.57 0.87 4.2 13.8 1.5 6.7 50
14 1.23 7.65 1.17 0.63 7.59 0.88 4.4 14.8 1.8 7.5
15 1.41 7.63 1.24 0.52 7.62 0.90 4.6 15.4 1.5 6.4
16 1.20 7.64 1.21 0.53 7.62 0.91 4.0 13.2 50 1.5 6.6 50
17 1.05 7.65 1.19 0.60 7.60 0.89 3.6 11.4 1.7 7.3
18 0.64 7.65 1.15 0.72 7.60 0.89 2.2 7.0 2.1 8.8
19 1.05 7.65 1.18 0.64 7.62 0.88 3.5 11.4 1.8 7.9
20 1.07 7.62 1.15 0.63 7.62 0.91 3.6 11.6 50 1.8 8.2
21 0.94 7.51 1.22 0.61 7.61 1.21 3.3 10.1 1.8 7.9
22 1.23 7.53 1.21 0.74 7.61 1.30 4.3 13.6 2.1 8.9 50
23 1.08 7.51 1.22 0.64 7.61 1.12 3.8 11.9 50 1.9 6.4
24 1.11 7.53 1.31 0.59 7.61 1.02 3.7 11.8 1.7 5.8
25 1.00 7.52 1.34 0.52 7.61 0.99 3.5 10.2 1.5 5.3
26 1.34 7.60 1.19 0.43 7.61 0.97 4.5 13.5 1.2 4.4
27 1.05 7.64 1.09 0.63 7.61 1.01 3.6 10.6 1.8 6.4
28 1.05 7.64 1.10 0.67 7.61 1.02 3.6 10.5 1.9 6.8 50
29 1.05 7.64 1.10 0.63 7.62 1.04 3.6 10.5 50 1.8 6.5
30 1.14 7.64 1.09 0.60 7.64 1.03 3.7 11.5 1.7 6.2

Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Number of routine samples taken: Number of repeat samples taken:
Number of positive samples: Average chlorine residual at sites:

Summary

Calc Hypo NaF Calc Hypo NaF

Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 163 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 566 gallons
NaF Sodium fluoride fluoridation 550 pounds

28 0
0 0.83

32.01 7.59 1.06 18.23 7.60 0.87 111 349 300 52 217 250

fluoride reported separately)
Chemical Name Purpose Chemical Strength Total Units

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 



Monthly Well Production Report System Information
System Type - All GW systems All wells

Greater Augusta Utility District
90080

Daily water production (MG)

Treatment plant/pump station:
System Name: Community System

PWSID#: List any new or changed system information
(facilities, treatments, sources, operators,
address, tele, etc.):

Designated operator name and
ME License #:

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period (month and year): June, 2023

Signature July 6, 2023

Date Triangle
Well

South
Well

Brookside
Well

Sum
Triangle
Sta�on

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside
Sta�on

Sum
All wells

1 0.47 0.00 0.89 1.36 0.00 0.67 0.67 2.03
2 0.18 0.00 0.90 1.08 0.00 0.63 0.63 1.71
3 0.00 0.00 0.92 0.92 0.00 0.70 0.70 1.62
4 0.23 0.00 0.67 0.90 0.00 0.52 0.52 1.42
5 0.53 0.22 0.23 0.98 0.00 0.62 0.62 1.60
6 0.92 0.00 0.00 0.92 0.00 0.68 0.68 1.60
7 0.96 0.00 0.00 0.96 0.00 0.63 0.63 1.59
8 0.95 0.00 0.00 0.95 0.00 0.69 0.69 1.64
9 0.96 0.00 0.00 0.96 0.00 0.57 0.57 1.53

10 0.95 0.00 0.00 0.95 0.00 0.58 0.58 1.53
11 0.95 0.00 0.00 0.95 0.00 0.62 0.62 1.57
12 0.95 0.23 0.00 1.18 0.00 0.46 0.46 1.64
13 0.25 0.61 0.40 1.26 0.00 0.52 0.52 1.78
14 0.00 0.90 0.33 1.23 0.00 0.63 0.63 1.86
15 0.00 1.03 0.38 1.41 0.00 0.52 0.52 1.93
16 0.00 1.04 0.16 1.20 0.00 0.53 0.53 1.73
17 0.00 1.05 0.00 1.05 0.00 0.59 0.59 1.64
18 0.00 0.64 0.00 0.64 0.00 0.72 0.72 1.36
19 0.00 1.05 0.00 1.05 0.00 0.64 0.64 1.69
20 0.28 0.35 0.44 1.07 0.00 0.63 0.63 1.70
21 0.00 0.00 0.94 0.94 0.01 0.60 0.61 1.55
22 0.33 0.00 0.90 1.23 0.00 0.74 0.74 1.97
23 0.17 0.00 0.91 1.08 0.00 0.64 0.64 1.72
24 0.28 0.00 0.83 1.11 0.00 0.58 0.58 1.69
25 0.24 0.00 0.76 1.00 0.00 0.52 0.52 1.52
26 0.34 0.72 0.28 1.34 0.00 0.43 0.43 1.77
27 0.00 1.05 0.00 1.05 0.00 0.63 0.63 1.68
28 0.00 1.05 0.00 1.05 0.00 0.67 0.67 1.72
29 0.00 1.05 0.00 1.05 0.00 0.63 0.63 1.68
30 0.36 0.78 0.00 1.14 0.00 0.60 0.60 1.74

Sum 10.30 11.77 9.94 32.01 0.01 18.19 18.20 50.21

Percent Triangle 64% Average flow: 1.67
Percent Riverside 36%



Monthly Fluoride Report System Information

June, 2023

System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 7/6/2023 6/21/2023 11:40 0.68 Western Station 0.63

Greater Augusta
Utility District

Avg 1.07 30.98 0.71 0.53
Min 0.64 19.10 0.65 0.43
Max 1.41 36.00 0.82 0.62
Total 32.01 929.50

90080

Date GAUD mg/L Location HETL mg/L

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 1.36 34 0.77 0.46
2 1.08 32 0.73 0.53
3 0.92 30 0.72 0.58
4 0.90 24 0.69 0.49
5 0.98 27 0.69 0.50
6 0.92 32 0.70 0.62
7 0.96 31 0.69 0.59
8 0.95 32 0.76 0.60
9 0.96 32 0.81 0.59

10 0.95 32 0.82 0.60
11 0.95 32 0.80 0.60
12 1.18 33 0.72 0.51
13 1.26 31 0.65 0.44
14 1.23 35 0.66 0.51
15 1.41 36 0.66 0.46
16 1.20 34 0.67 0.51
17 1.05 33 0.71 0.56
18 0.64 19 0.69 0.54
19 1.05 33 0.68 0.57
20 1.07 28 0.68 0.47
21 0.94 30 0.67 0.56
22 1.23 33 0.71 0.48
23 1.08 31 0.70 0.51
24 1.11 30 0.72 0.49
25 1.00 27 0.71 0.48
26 1.34 34 0.72 0.46
27 1.05 33 0.72 0.57
28 1.05 33 0.71 0.57
29 1.05 33 0.71 0.56
30 1.14 28 0.72 0.43



Monthly Fluoride Report System Information

June, 2023

System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 7/6/2023 6/21/23 13:50 0.73 12 Williams Street 0.73

Greater Augusta
Utility District

Avg 0.61 22.27 0.78 0.66
Min 0.43 15.73 0.71 0.64
Max 0.74 26.70 0.91 0.68
Total 18.23 668.17

Date GAUD mg/L Location HETL mg/L

Fluoride

Date Mgals pumped
Gallons of makeup

water Daily Residual
Theoretical
Calculation

units: Mgals gallons mg/L mg/L Operating comments

1 0.67 25 0.84 0.68
2 0.63 23 0.83 0.67
3 0.70 26 0.87 0.66
4 0.52 19 0.91 0.66
5 0.62 23 0.80 0.67
6 0.68 25 0.74 0.67
7 0.63 23 0.74 0.66
8 0.69 25 0.76 0.66
9 0.57 21 0.77 0.67

10 0.58 21 0.77 0.66
11 0.63 23 0.76 0.67
12 0.46 17 0.74 0.68
13 0.52 19 0.73 0.66
14 0.63 23 0.72 0.66
15 0.52 19 0.71 0.66
16 0.53 19 0.75 0.66
17 0.60 22 0.79 0.65
18 0.72 26 0.81 0.66
19 0.64 24 0.83 0.66
20 0.63 23 0.82 0.66
21 0.61 23 0.82 0.66
22 0.74 27 0.81 0.65
23 0.64 23 0.78 0.64
24 0.59 21 0.76 0.64
25 0.52 19 0.75 0.66
26 0.43 16 0.74 0.66
27 0.63 23 0.77 0.66
28 0.67 24 0.77 0.66
29 0.63 23 0.79 0.65
30 0.60 22 0.78 0.65



Greater Augusta Utility District, PWSID 90080

Operator:  Brian Tarbuck, 2026

Togus Disinfection Station, Route 17 Augusta, Maine

Reporting month: June, 2023 Reporting date: 7/7/2023

Date
Flow

(gallons)

Average chlorine 

residual

(mg/L)

Sodium hypochlorite

usage

(gallons)

Operating notes

6/1/2023 121,963          2.50 3.22

6/2/2023 60,558            2.43 1.60

6/3/2023 47,238            2.45 1.22

6/4/2023 47,469            2.42 1.18

6/5/2023 61,867            2.41 1.66

6/6/2023 121,463          2.43 3.15

6/7/2023 40,346            2.53 1.09

6/8/2023 114,533          2.52 3.22

6/9/2023 54,167            2.47 1.43

6/10/2023 48,200            2.43 1.33

6/11/2023 47,276            2.42 1.27

6/12/2023 52,089            2.45 1.45

6/13/2023 74,033            2.42 2.04

6/14/2023 101,867          2.45 2.79

6/15/2023 53,898            2.42 1.46

6/16/2023 115,650          2.46 3.40

6/17/2023 47,315            2.45 1.31

6/18/2023 ‐                   2.43 0.00 valve closed, no flow

6/19/2023 47,238            2.34 1.21

6/20/2023 109,028          2.29 3.15

6/21/2023 47,045            2.34 1.42

6/22/2023 60,674            2.34 1.92

6/23/2023 108,527          2.35 3.33

6/24/2023 47,315            2.47 1.47

6/25/2023 54,475            2.24 1.78

6/26/2023 54,360            2.38 1.77

6/27/2023 101,097          2.46 3.28

6/28/2023 53,667            2.45 1.78

6/29/2023 114,995          2.52 3.70

6/30/2023 40,346            2.56 1.41

Sum 2,048,701       59                               

Average 68,290            2.43 1.97

Max 2.56



Brian Tarbuck, General Manager    Cecil Munson 
btarbuck@greateraugustautilitydistrict.org    cmunson@greateraugustautilitydistrict.org 
     
Ken Knight, Board Chair     Pat Paradis 
kknight@greateraugustautilitydistrict.org    pparadis@greateraugustautilitydistrict.org 
     
Charlotte Warren, Hallowell voting member    Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org    bsawyer@greateraugustautilitydistrict.org 
  www.greateraugustautilitydistrict.org   
Bob Corey, Treasurer  12 Williams Street  Keith Luke, Augusta ex‐officio member 
bcorey@greateraugustautilitydistrict.org  Augusta, ME  04330‐5225  kluke@greateraugustautilitydistrict.org 
  (207) 622‐3701   
Kirsten Hebert    Cary Colwell, Hallowell ex‐officio member 
khebert@greateraugustautilitydistrict.org    ccolwell@greateraugustautilitydistrict.org 

 

August 7, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for July, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan due to COVID-19 access restrictions: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



,

Monthly Operating Report System Information
System Type - All GW systems Triangle & Riverside

Greater Augusta Utility District
90080

Triangle Station Riverside Station Triangle Station Riverside Station

Chemicals Used
(

Treatment plant/pump station:
System Name: Community water system

PWSID#: List any new or changed system information and any
operational problems or comments below.Designated operator

name and ME License #:
Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: July, 2023

Signature: 8/4/2023

Water production, pH and free chlorine residual Chemical usage

Date Gallons pH

Average
free

chlorine
residual

Gallons pH

Average
free

chlorine
residual(MGD) (MGD) gal gal lbs gal gal lbs

1 1.08 33.00 0.71 0.55 7.62 0.99 3.7 10.7 1.5 5.6
2 1.05 32.40 0.70 0.55 7.61 0.99 3.5 10.3 1.6 5.6
3 0.99 26.80 0.69 0.62 7.61 1.00 3.5 10.0 100 1.8 6.3
4 0.97 32.50 0.75 0.49 7.61 1.00 3.6 10.1 1.4 5.0
5 1.05 27.30 0.76 0.69 7.63 1.01 3.6 10.8 1.9 6.4
6 1.29 34.90 0.80 0.57 7.61 0.97 4.5 13.2 1.6 5.1 50
7 1.25 35.10 0.78 0.54 7.61 0.95 4.2 12.8 1.5 4.7
8 1.00 32.90 0.76 0.59 7.61 0.96 3.6 10.4 1.7 5.2
9 0.81 27.40 0.76 0.69 7.61 0.95 3.0 8.6 2.0 6.2

10 1.25 35.10 0.73 0.52 7.61 0.93 4.2 12.8 50 1.5 4.5
11 1.18 33.90 0.70 0.59 7.61 0.93 4.0 12.3 1.7 5.2 50
12 1.21 34.60 0.68 0.69 7.61 0.92 4.2 12.5 2.0 5.9
13 1.27 34.80 0.68 0.48 7.61 0.90 4.4 12.9 1.4 4.2
14 1.10 33.30 0.68 0.70 7.61 0.89 3.8 11.5 50 2.0 5.9
15 0.96 32.50 0.69 0.55 7.61 0.96 3.5 9.9 1.5 5.4
16 0.81 28.00 0.66 0.65 7.61 1.00 2.9 8.4 1.8 6.3
17 1.19 30.10 0.64 0.59 7.61 0.97 3.8 11.7 1.7 5.5
18 1.21 42.10 0.70 0.69 7.61 1.03 3.9 11.9 1.9 7.4
19 0.95 33.30 0.75 0.62 7.60 0.99 3.3 9.6 100 1.7 6.5
20 1.31 46.70 0.79 0.70 7.61 0.94 4.1 14.0 2.0 7.1
21 1.22 42.30 0.76 0.54 7.61 0.98 3.9 12.9 1.5 6.0
22 1.10 38.90 0.72 0.61 7.60 1.06 3.5 11.7 1.7 7.0
23 0.93 32.40 0.70 0.65 7.61 1.05 3.3 9.8 1.8 7.4
24 1.18 40.50 0.66 0.70 7.61 1.00 3.8 12.4 2.0 7.6
25 1.32 45.80 0.68 0.66 7.61 0.99 4.2 13.8 1.8 7.2
26 1.17 40.40 0.76 0.69 7.60 0.99 3.9 12.2 1.9 7.5
27 1.23 42.90 0.77 0.68 7.61 0.96 4.1 12.9 1.9 6.9 50
28 1.15 40.10 0.71 0.68 7.61 0.96 3.8 11.9 1.9 7.0
29 1.17 40.50 0.69 0.66 7.61 0.95 3.8 12.3 1.8 6.7
30 1.00 34.50 0.67 0.32 7.61 0.96 3.3 10.4 0.9 3.4
31 1.57 54.40 0.67 0.41 7.61 0.87 5.0 16.7 1.2 3.9

Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Number of routine samples taken: Number of repeat samples taken:
Number of positive samples: Average chlorine residual at sites:

Summary

Calc Hypo NaF Calc Hypo NaF

Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 171 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 546 gallons
NaF Sodium fluoride fluoridation 450 pounds

28 0
0 0.78

34.97 36.11 0.64 18.67 7.61 0.87 118 361 300 53 185 150

fluoride reported separately)
Chemical Name Purpose Chemical Strength Total Units

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 



Monthly Well Production Report System Information
System Type - All GW systems All wells

Greater Augusta Utility District
90080

Daily water production (MG)

Treatment plant/pump station:
System Name: Community System

PWSID#: List any new or changed system information
(facilities, treatments, sources, operators,
address, tele, etc.):

Designated operator name and
ME License #:

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period (month and year): July, 2023

Signature August 4, 2023

Date Triangle
Well

South
Well

Brookside
Well

Sum
Triangle
Sta�on

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside
Sta�on

Sum
All wells

1 0.03 1.05 0.00 1.08 0.00 0.55 0.55 1.63
2 0.00 1.05 0.00 1.05 0.00 0.55 0.55 1.60
3 0.45 0.31 0.23 0.99 0.00 0.62 0.62 1.61
4 0.97 0.00 0.00 0.97 0.00 0.49 0.49 1.46
5 0.72 0.00 0.33 1.05 0.00 0.68 0.68 1.73
6 0.95 0.00 0.34 1.29 0.00 0.57 0.57 1.86
7 0.95 0.00 0.30 1.25 0.00 0.54 0.54 1.79
8 0.96 0.00 0.04 1.00 0.00 0.59 0.59 1.59
9 0.81 0.00 0.00 0.81 0.00 0.69 0.69 1.50

10 0.95 0.00 0.30 1.25 0.00 0.52 0.52 1.77
11 0.96 0.00 0.22 1.18 0.00 0.59 0.59 1.77
12 0.94 0.00 0.27 1.21 0.00 0.68 0.68 1.89
13 0.95 0.00 0.32 1.27 0.00 0.48 0.48 1.75
14 0.95 0.00 0.15 1.10 0.00 0.70 0.70 1.80
15 0.96 0.00 0.00 0.96 0.00 0.55 0.55 1.51
16 0.81 0.00 0.00 0.81 0.00 0.65 0.65 1.46
17 0.25 0.42 0.52 1.19 0.00 0.59 0.59 1.78
18 0.00 0.30 0.91 1.21 0.00 0.69 0.69 1.90
19 0.00 0.02 0.93 0.95 0.00 0.62 0.62 1.57
20 0.00 0.44 0.87 1.31 0.00 0.70 0.70 2.01
21 0.00 0.32 0.90 1.22 0.00 0.54 0.54 1.76
22 0.00 0.19 0.91 1.10 0.00 0.61 0.61 1.71
23 0.00 0.00 0.93 0.93 0.00 0.65 0.65 1.58
24 0.00 0.28 0.90 1.18 0.00 0.70 0.70 1.88
25 0.00 0.43 0.89 1.32 0.00 0.66 0.66 1.98
26 0.00 0.26 0.91 1.17 0.00 0.69 0.69 1.86
27 0.00 0.33 0.90 1.23 0.00 0.68 0.68 1.91
28 0.00 0.24 0.91 1.15 0.00 0.68 0.68 1.83
29 0.00 0.27 0.90 1.17 0.00 0.66 0.66 1.83
30 0.00 0.08 0.92 1.00 0.00 0.32 0.32 1.32
31 0.00 0.71 0.86 1.57 0.00 0.41 0.41 1.98

Sum 12.61 6.70 15.66 34.97 0.00 18.65 18.65 53.62

Percent Triangle 65% Average flow: 1.73
Percent Riverside 35%



Monthly Fluoride Report System Information

July, 2023

System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 8/4/2023 7/12/2023 10:20 0.67 Western Station 0.63

Greater Augusta
Utility District

Avg 1.13 36.11 0.72 0.58
Min 0.81 26.80 0.64 0.46
Max 1.57 54.40 0.80 0.64
Total 34.97 1,119.40

90080

Date GAUD mg/L Location HETL mg/L

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 1.08 33 0.71 0.55
2 1.05 32 0.70 0.56
3 0.99 27 0.69 0.49
4 0.97 33 0.75 0.60
5 1.05 27 0.76 0.47
6 1.29 35 0.80 0.49
7 1.25 35 0.78 0.51
8 1.00 33 0.76 0.59
9 0.81 27 0.76 0.61

10 1.25 35 0.73 0.51
11 1.18 34 0.70 0.52
12 1.21 35 0.68 0.51
13 1.27 35 0.68 0.49
14 1.10 33 0.68 0.54
15 0.96 33 0.69 0.61
16 0.81 28 0.66 0.62
17 1.19 30 0.64 0.46
18 1.21 42 0.70 0.63
19 0.95 33 0.75 0.63
20 1.31 47 0.79 0.64
21 1.22 42 0.76 0.62
22 1.10 39 0.72 0.64
23 0.93 32 0.70 0.63
24 1.18 41 0.66 0.62
25 1.32 46 0.68 0.62
26 1.17 40 0.76 0.62
27 1.23 43 0.77 0.63
28 1.15 40 0.71 0.63
29 1.17 41 0.69 0.62
30 1.00 35 0.67 0.62
31 1.57 54 0.67 0.62



Monthly Fluoride Report System Information

July, 2023

System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 8/4/2023 7/12/23 12:30 0.74 12 Williams Street 0.70

Greater Augusta
Utility District

Avg 0.60 22.13 0.79 0.66
Min 0.32 11.73 0.71 0.64
Max 0.70 26.20 0.89 0.68
Total 18.67 686.06

Date GAUD mg/L Location HETL mg/L

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 0.55 20 0.75 0.65
2 0.55 20 0.76 0.65
3 0.62 22 0.77 0.65
4 0.49 17 0.74 0.64
5 0.69 25 0.73 0.65
6 0.57 21 0.71 0.65
7 0.54 20 0.78 0.67
8 0.59 21 0.83 0.65
9 0.69 25 0.86 0.66

10 0.52 19 0.87 0.67
11 0.59 22 0.76 0.66
12 0.69 25 0.77 0.66
13 0.48 18 0.80 0.66
14 0.70 26 0.81 0.66
15 0.55 20 0.81 0.66
16 0.65 24 0.82 0.66
17 0.59 22 0.74 0.67
18 0.69 26 0.76 0.67
19 0.62 23 0.79 0.67
20 0.70 26 0.78 0.67
21 0.54 20 0.78 0.66
22 0.61 23 0.78 0.67
23 0.65 24 0.79 0.66
24 0.70 26 0.80 0.67
25 0.66 24 0.79 0.66
26 0.69 26 0.82 0.67
27 0.68 25 0.89 0.66
28 0.68 25 0.82 0.66

0.66 24 0.76 0.66
29 0.32 12 0.77 0.66
30 0.41 15 0.77 0.68



Greater Augusta Utility District, PWSID 90080

Operator:  Brian Tarbuck, 2026

Togus Disinfection Station, Route 17 Augusta, Maine

Reporting month: July, 2023 Reporting date: 8/7/2023

Date
Flow

(gallons)

Average chlorine 

residual

(mg/L)

Sodium hypochlorite

usage

(gallons)

Operating notes

7/1/2023 54,129            2.46 1.76

7/2/2023 47,469            2.44 1.56

7/3/2023 113,879          2.44 3.74

7/4/2023 48,508            2.43 1.59

7/5/2023 53,898            2.49 1.78

7/6/2023 114,764          2.44 3.68

7/7/2023 60,866            2.36 1.97

7/8/2023 98,556            2.42 3.25

7/9/2023 47,199            2.40 1.55

7/10/2023 60,674            2.34 1.93

7/11/2023 95,014            2.32 3.11

7/12/2023 114,610          2.41 4.08

7/13/2023 74,148            2.15 1.28

7/14/2023 108,874          2.30 3.73

7/15/2023 47,122            2.25 1.60

7/16/2023 54,552            2.25 1.80

7/17/2023 81,963            2.28 2.72

7/18/2023 108,835          2.33 3.93

7/19/2023 115,804          2.39 4.32

7/20/2023 53,705            2.43 2.11

7/21/2023 108,758          2.55 4.33

7/22/2023 54,052            2.55 2.15

7/23/2023 68,296            1.75 2.20

7/24/2023 108,412          2.63 4.34

7/25/2023 115,034          2.59 4.40

7/26/2023 115,342          2.59 4.25

7/27/2023 190,260          2.62 7.16

7/28/2023 60,558            2.52 2.28

7/29/2023 114,533          2.39 4.24

7/30/2023 47,315            2.53 1.70

7/31/2023 121,694          2.36 4.32

Sum 2,048,701       59                               

Average 68,290            2.43 1.97

Max 2.56



Brian Tarbuck, General Manager  Cecil Munson 
btarbuck@greateraugustautilitydistrict.org  cmunson@greateraugustautilitydistrict.org 
   
Ken Knight, Board Chair   Pat Paradis 
kknight@greateraugustautilitydistrict.org  pparadis@greateraugustautilitydistrict.org 
   
Charlotte Warren, Hallowell voting member  Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org  bsawyer@greateraugustautilitydistrict.org 
 www.greateraugustautilitydistrict.org  
Bob Corey, Treasurer 12 Williams Street Keith Luke, Augusta ex-officio member 
bcorey@greateraugustautilitydistrict.org Augusta, ME  04330-5225 kluke@greateraugustautilitydistrict.org 
 (207) 622-3701  
Kirsten Hebert  Cary Colwell, Hallowell ex-officio member 
khebert@greateraugustautilitydistrict.org  ccolwell@greateraugustautilitydistrict.org 
 

September 6, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for August, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



,

Monthly Operating Report System Information
System Type - All GW systems Triangle & Riverside

Greater Augusta Utility District
90080

Triangle Station Riverside Station Triangle Station Riverside Station

Chemicals Used
(

Treatment plant/pump station:
System Name: Community water system

PWSID#: List any new or changed system information and any
operational problems or comments below.Designated operator

name and ME License #:
Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: August, 2023

Signature: 9/6/2023

Water production, pH and free chlorine residual Chemical usage

Date Gallons pH

Average
free

chlorine
residual

Gallons pH

Average
free

chlorine
residual(MGD) (MGD) gal gal lbs gal gal lbs

1 1.22 7.49 1.08 0.53 7.61 0.89 3.9 12.6 100 1.5 5.4
2 1.24 7.48 1.03 0.49 7.61 0.99 4.0 13.1 1.4 5.3
3 1.15 7.48 1.10 0.61 7.61 1.00 3.7 12.0 1.7 6.9
4 1.13 7.47 1.19 0.56 7.61 1.00 3.7 11.8 50 1.6 6.4
5 0.92 7.46 1.21 0.67 7.61 1.01 3.2 9.6 1.9 7.6
6 1.02 7.47 1.18 0.64 7.61 0.99 3.4 10.7 1.8 7.3
7 1.18 7.48 1.16 0.55 7.60 1.02 3.8 12.3 100 1.5 6.7 50
8 0.93 7.46 1.13 0.68 7.60 1.07 3.2 9.9 1.9 8.4 50
9 1.22 7.48 1.07 0.61 7.60 1.13 4.0 13.3 1.7 7.3

10 0.93 7.47 1.12 0.65 7.60 1.20 3.1 10.3 1.8 7.8
11 1.31 7.50 1.08 0.63 7.60 1.19 4.3 14.2 1.8 7.5
12 0.92 7.50 1.12 0.68 7.60 1.16 3.1 9.8 1.9 8.1
13 0.93 7.50 1.11 0.72 7.60 1.13 3.2 9.9 2.0 8.1
14 1.18 7.55 1.01 0.50 7.61 1.13 4.0 13.0 1.4 5.7 50
15 1.06 7.54 1.01 0.68 7.64 1.14 3.4 12.1 1.9 8.0
16 1.05 7.56 1.10 0.65 7.64 1.06 3.5 12.5 1.8 7.1
17 1.27 7.59 1.13 0.55 7.62 0.99 4.2 15.3 1.6 5.9
18 1.06 7.59 1.17 0.67 7.60 0.98 3.5 13.3 1.9 7.0
19 1.06 7.59 1.16 0.49 7.59 0.95 3.5 12.8 1.3 5.2
20 1.05 7.59 1.14 0.52 7.59 0.96 3.5 12.8 1.5 5.6
21 1.11 7.59 1.13 0.63 7.61 0.96 3.8 13.4 1.8 6.7
22 1.32 7.61 1.14 0.40 7.61 0.95 4.6 16.2 1.1 4.5
23 1.06 7.57 1.14 0.58 7.61 0.93 3.5 12.8 1.7 6.1
24 1.22 7.58 1.12 0.70 7.62 1.05 4.2 14.6 2.0 8.3 50
25 1.08 7.60 1.10 0.47 7.59 1.38 3.6 13.0 1.3 6.3
26 1.19 7.59 1.12 0.47 7.62 1.19 3.9 14.2 1.3 6.3
27 1.05 7.57 1.11 0.62 7.62 1.19 3.6 12.5 1.7 8.4
28 1.06 7.63 1.14 0.62 7.62 1.15 3.7 12.6 1.8 8.3
29 1.00 7.70 1.19 0.66 7.62 1.15 3.8 12.0 1.8 8.8
30 0.96 7.70 1.22 0.60 7.62 1.21 3.7 11.3 1.7 8.1
31 1.19 7.65 1.33 0.54 7.61 1.23 4.3 13.8 1.5 7.2 50

Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Number of routine samples taken: Number of repeat samples taken:
Number of positive samples: Average chlorine residual at sites:

Summary

Calc Hypo NaF Calc Hypo NaF

Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 167 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 604 gallons
NaF Sodium fluoride fluoridation 500 pounds

35 0
0 0.76

34.07 7.55 1.01 18.37 7.61 0.89 115 388 250 52 216 250

fluoride reported separately)
Chemical Name Purpose Chemical Strength Total Units

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 



Monthly Well Production Report System Information
System Type - All GW systems All wells

Greater Augusta Utility District
90080

Daily water production (MG)

Treatment plant/pump station:
System Name: Community System

PWSID#: List any new or changed system information
(facilities, treatments, sources, operators,
address, tele, etc.):

Designated operator name and
ME License #:

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period (month and year): August, 2023

Signature September 6, 2023

Date Triangle
Well

South
Well

Brookside
Well

Sum
Triangle
Sta�on

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside
Sta�on

Sum
All wells

1 0.01 0.35 0.86 1.22 0.00 0.53 0.53 1.75
2 0.00 0.36 0.88 1.24 0.00 0.49 0.49 1.73
3 0.00 0.24 0.91 1.15 0.00 0.61 0.61 1.76
4 0.00 0.23 0.90 1.13 0.00 0.56 0.56 1.69
5 0.00 0.00 0.92 0.92 0.00 0.67 0.67 1.59
6 0.00 0.11 0.91 1.02 0.00 0.64 0.64 1.66
7 0.00 0.28 0.90 1.18 0.00 0.55 0.55 1.73
8 0.00 0.00 0.93 0.93 0.00 0.68 0.68 1.61
9 0.00 0.32 0.90 1.22 0.00 0.61 0.61 1.83

10 0.00 0.00 0.93 0.93 0.00 0.65 0.65 1.58
11 0.00 0.42 0.89 1.31 0.00 0.63 0.63 1.94
12 0.00 0.00 0.92 0.92 0.00 0.68 0.68 1.60
13 0.00 0.00 0.93 0.93 0.00 0.72 0.72 1.65
14 0.26 0.52 0.40 1.18 0.00 0.50 0.50 1.68
15 0.00 1.06 0.00 1.06 0.00 0.68 0.68 1.74
16 0.00 1.05 0.00 1.05 0.00 0.65 0.65 1.70
17 0.22 1.05 0.00 1.27 0.00 0.55 0.55 1.82
18 0.00 1.06 0.00 1.06 0.00 0.67 0.67 1.73
19 0.00 1.06 0.00 1.06 0.00 0.49 0.49 1.55
20 0.00 1.05 0.00 1.05 0.00 0.52 0.52 1.57
21 0.06 1.05 0.00 1.11 0.00 0.63 0.63 1.74
22 0.29 1.03 0.00 1.32 0.00 0.40 0.40 1.72
23 0.00 1.06 0.00 1.06 0.00 0.58 0.58 1.64
24 0.18 1.04 0.00 1.22 0.00 0.70 0.70 1.92
25 0.25 0.83 0.00 1.08 0.00 0.47 0.47 1.55
26 0.15 1.04 0.00 1.19 0.00 0.47 0.47 1.66
27 0.00 1.05 0.00 1.05 0.00 0.62 0.62 1.67
28 0.55 0.44 0.07 1.06 0.00 0.62 0.62 1.68
29 0.97 0.00 0.03 1.00 0.00 0.66 0.66 1.66
30 0.96 0.00 0.00 0.96 0.00 0.60 0.60 1.56
31 0.95 0.00 0.24 1.19 0.00 0.54 0.54 1.73

Sum 4.85 16.70 12.52 34.07 0.00 18.37 18.37 52.44

Percent Triangle 65% Average flow: 1.69
Percent Riverside 35%



Monthly Fluoride Report System Information

August, 2023

System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 9/6/2023 8/16/2023 10:30 0.69 Western Station 0.63

Greater Augusta
Utility District

Avg 1.10 37.14 0.77 0.61
Min 0.92 30.00 0.59 0.58
Max 1.32 45.30 0.86 0.71
Total 34.07 1,151.20

90080

Date GAUD mg/L Location HETL mg/L

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 1.22 42 0.74 0.62
2 1.24 42 0.86 0.61
3 1.15 38 0.78 0.60
4 1.13 37 0.81 0.60
5 0.92 30 0.80 0.59
6 1.02 34 0.77 0.61
7 1.18 39 0.77 0.59
8 0.93 30 0.81 0.58
9 1.22 41 0.83 0.60

10 0.93 31 0.80 0.60
11 1.31 44 0.77 0.60
12 0.92 30 0.78 0.59
13 0.93 30 0.77 0.58
14 1.18 39 0.77 0.60
15 1.06 34 0.77 0.58
16 1.05 34 0.78 0.58
17 1.27 41 0.77 0.59
18 1.06 35 0.78 0.59
19 1.06 35 0.80 0.60
20 1.05 35 0.80 0.61
21 1.11 37 0.80 0.60
22 1.32 45 0.83 0.62
23 1.06 35 0.80 0.60
24 1.22 41 0.78 0.60
25 1.08 37 0.76 0.61
26 1.19 40 0.64 0.61
27 1.05 36 0.59 0.61
28 1.06 38 0.63 0.65
29 1.00 40 0.76 0.71
30 0.96 37 0.74 0.70
31 1.19 43 0.69 0.65



Monthly Fluoride Report System Information

August, 2023

System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 9/6/2023 8/16/23 10:55 0.68 12 Williams Street 0.63

Greater Augusta
Utility District

Avg 0.59 21.85 0.73 0.66
Min 0.40 15.60 0.61 0.61
Max 0.72 27.59 0.82 0.75
Total 18.39 677.50

Date GAUD mg/L Location HETL mg/L

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 0.53 19 0.77 0.66
2 0.49 17 0.81 0.63
3 0.61 21 0.76 0.63
4 0.56 19 0.72 0.63
5 0.67 24 0.71 0.64
6 0.64 22 0.71 0.63
7 0.55 19 0.77 0.63
8 0.68 23 0.72 0.61
9 0.61 22 0.65 0.64

10 0.65 23 0.74 0.63
11 0.63 22 0.78 0.62
12 0.69 24 0.78 0.63
13 0.72 26 0.78 0.64
14 0.50 17 0.73 0.62
15 0.69 24 0.77 0.63
16 0.65 23 0.76 0.64
17 0.55 19 0.71 0.64
18 0.67 24 0.74 0.64
19 0.49 19 0.82 0.69
20 0.52 20 0.82 0.70
21 0.63 25 0.82 0.71
22 0.40 16 0.73 0.70
23 0.58 23 0.68 0.70
24 0.70 28 0.68 0.71
25 0.47 19 0.71 0.71
26 0.47 18 0.71 0.71
27 0.62 24 0.72 0.71
28 0.62 24 0.66 0.71
29 0.66 26 0.61 0.72
30 0.60 24 0.61 0.73
31 0.54 22 0.62 0.75



Greater Augusta Utility District, PWSID 90080

Operator:  Brian Tarbuck, 2026

Togus Disinfection Station, Route 17 Augusta, Maine

Reporting month: August, 2023 Reporting date: 9/6/2023

Date
Flow

(gallons)

Average chlorine 

residual

(mg/L)

Sodium 

hypochlorite

usage

(gallons)

Operating notes

8/1/2023 107,873          2.41 4.21

8/2/2023 54,283            2.57 2.22

8/3/2023 103,869          2.61 4.06

8/4/2023 49,471            2.51 2.23

8/5/2023 47,392            2.43 1.89

8/6/2023 54,013            2.36 2.11

8/7/2023 114,726          2.40 4.49

8/8/2023 94,244            2.39 3.72

8/9/2023 108,027          2.38 4.31

8/10/2023 61,097            2.38 2.43

8/11/2023 92,474            2.37 3.68

8/12/2023 54,668            2.50 2.23

8/13/2023 108,643          2.40 4.28

8/14/2023 66,795            2.37 2.81

8/15/2023 108,258          2.51 4.58

8/16/2023 60,789            2.56 2.49

8/17/2023 101,521          2.52 4.13

8/18/2023 115,457          2.44 3.46

8/19/2023 54,321            2.50 1.32

8/20/2023 47,045            2.38 0.85

8/21/2023 108,874          2.28 1.91

8/22/2023 74,880            2.38 1.71

8/23/2023 67,295            2.33 1.32

8/24/2023 108,335          2.40 2.20

8/25/2023 67,796            2.56 1.34

8/26/2023 114,533          2.36 2.17

8/27/2023 108,296          2.33 1.94

8/28/2023 82,348            2.28 1.69

8/29/2023 114,957          2.33 2.06

8/30/2023 78,653            2.41 1.65

8/31/2023 94,514            2.44 1.85

Sum 2,625,448       81                               

Average 84,692            2.42 2.62

Max 2.61



Brian Tarbuck, General Manager    Cecil Munson 
btarbuck@greateraugustautilitydistrict.org    cmunson@greateraugustautilitydistrict.org 
     
Ken Knight, Board Chair     Pat Paradis 
kknight@greateraugustautilitydistrict.org    pparadis@greateraugustautilitydistrict.org 
     
Charlotte Warren, Hallowell voting member    Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org    bsawyer@greateraugustautilitydistrict.org 
  www.greateraugustautilitydistrict.org   
Bob Corey, Treasurer  12 Williams Street  Keith Luke, Augusta ex‐officio member 
bcorey@greateraugustautilitydistrict.org  Augusta, ME  04330‐5225  kluke@greateraugustautilitydistrict.org 
  (207) 622‐3701   
Kirsten Hebert    Cary Colwell, Hallowell ex‐officio member 
khebert@greateraugustautilitydistrict.org    ccolwell@greateraugustautilitydistrict.org 

 

October 6, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for September, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



,

Monthly Operating Report System Information
System Type - All GW systems Triangle & Riverside

Greater Augusta Utility District
90080

Triangle Station Riverside Station Triangle Station Riverside Station

Chemicals Used
(

Treatment plant/pump station:
System Name: Community water system

PWSID#: List any new or changed system information and any
operational problems or comments below.Designated operator

name and ME License #:
Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: September, 2023

Signature: 10/6/2023

Water production, pH and free chlorine residual Chemical usage

Date Gallons pH

Average
free

chlorine
residual

Gallons pH

Average
free

chlorine
residual(MGD) (MGD) gal gal lbs gal gal lbs

1 0.96 7.65 1.30 0.61 7.62 1.22 3.6 11.7 1.7 8.3 50
2 0.95 7.65 1.29 0.68 7.62 1.21 3.6 11.9 1.9 9.1
3 0.75 7.65 1.28 0.61 7.62 1.20 2.9 9.4 1.7 8.1
4 1.17 7.63 1.26 0.56 7.61 1.14 4.3 14.1 1.6 7.2
5 1.24 7.62 1.18 0.43 7.58 0.95 4.4 14.2 1.2 5.8
6 1.31 7.57 1.17 0.64 7.59 1.17 4.5 15.2 1.8 8.4
7 1.32 7.56 1.09 0.52 7.59 1.17 4.6 15.3 400 1.5 6.9 50
8 1.14 7.56 1.10 0.60 7.58 1.16 3.8 13.2 1.7 7.9
9 1.27 7.56 1.10 0.47 7.58 1.13 4.3 14.6 1.3 6.3

10 0.93 7.56 1.00 0.55 7.58 1.14 3.1 10.0 1.5 7.4
11 0.98 7.57 1.07 0.54 7.58 1.13 3.4 11.7 1.5 7.2
12 1.03 7.57 1.20 0.59 7.58 1.09 3.8 12.4 1.6 7.8
13 0.97 7.60 1.18 0.61 7.58 1.07 3.6 11.1 50 1.7 8.2
14 1.24 7.58 0.90 0.71 7.58 1.07 4.1 14.1 50 2.0 9.4
15 0.96 7.57 1.16 0.64 7.59 1.05 3.6 11.9 1.8 8.5
16 0.89 7.58 1.03 0.62 7.59 1.03 3.3 10.2 1.7 8.3
17 0.39 7.56 0.82 0.86 7.60 1.03 1.5 4.9 2.4 11.4
18 1.07 7.57 1.22 0.45 7.60 1.00 3.8 14.5 1.3 5.9
19 0.96 7.55 1.30 0.64 7.59 0.99 3.7 13.7 50 1.8 8.3
20 1.18 7.56 1.24 0.44 7.61 1.12 4.2 15.7 1.2 5.8
21 0.96 7.56 1.32 0.60 7.63 1.28 3.5 13.2 1.7 8.1
22 1.36 7.56 1.35 0.52 7.63 1.21 4.6 17.7 1.5 6.5
23 0.96 7.56 1.40 0.59 7.63 1.12 3.5 13.1 1.6 6.8
24 0.67 7.56 1.38 0.73 7.63 1.13 2.5 9.5 2.0 8.6
25 1.15 7.56 1.38 0.64 7.63 1.12 4.0 15.4 1.8 7.4
26 1.88 7.53 1.25 0.44 7.62 1.11 5.7 24.5 1.2 5.1
27 1.56 7.51 1.21 0.48 7.63 1.13 5.0 20.1 1.3 5.7
28 1.89 7.51 1.20 0.51 7.63 1.16 5.7 24.0 1.4 6.0
29 1.09 7.51 1.20 0.69 7.61 1.12 3.4 14.1 100 1.8 8.0
30 1.72 7.51 1.23 0.20 7.61 1.06 5.3 23.0 0.6 2.3

Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Number of routine samples taken: Number of repeat samples taken:
Number of positive samples: Average chlorine residual at sites:

Summary

Calc Hypo NaF Calc Hypo NaF

Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 165 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 645 gallons
NaF Sodium fluoride fluoridation 750 pounds

28 0
0 0.84

33.95 7.57 0.82 17.17 7.60 0.95 117 424 650 48 221 100

fluoride reported separately)
Chemical Name Purpose Chemical Strength Total Units

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 



Monthly Well Production Report System Information
System Type - All GW systems All wells

Greater Augusta Utility District
90080

Daily water production (MG)

Treatment plant/pump station:
System Name: Community System

PWSID#: List any new or changed system information
(facilities, treatments, sources, operators,
address, tele, etc.):

Designated operator name and
ME License #:

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period (month and year): September, 2023

Signature October 6, 2023

Date Triangle
Well

South
Well

Brookside
Well

Sum
Triangle
Sta�on

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside
Sta�on

Sum
All wells

1 0.96 0.00 0.00 0.96 0.00 0.61 0.61 1.57
2 0.95 0.00 0.00 0.95 0.00 0.67 0.68 1.63
3 0.75 0.00 0.00 0.75 0.00 0.61 0.61 1.36
4 0.95 0.22 0.00 1.17 0.00 0.56 0.56 1.73
5 0.68 0.56 0.00 1.24 0.00 0.43 0.43 1.67
6 0.29 1.02 0.00 1.31 0.00 0.64 0.64 1.95
7 0.28 1.04 0.00 1.32 0.00 0.52 0.52 1.84
8 0.12 1.02 0.00 1.14 0.00 0.59 0.60 1.74
9 0.23 1.04 0.00 1.27 0.00 0.47 0.47 1.74

10 0.17 0.76 0.00 0.93 0.00 0.55 0.55 1.48
11 0.40 0.58 0.00 0.98 0.00 0.54 0.54 1.52
12 0.97 0.06 0.00 1.03 0.00 0.59 0.59 1.62
13 0.97 0.00 0.00 0.97 0.00 0.61 0.61 1.58
14 0.66 0.58 0.00 1.24 0.00 0.71 0.71 1.95
15 0.96 0.00 0.00 0.96 0.00 0.64 0.64 1.60
16 0.89 0.00 0.00 0.89 0.00 0.62 0.62 1.51
17 0.39 0.00 0.00 0.39 0.00 0.86 0.86 1.25
18 0.87 0.20 0.00 1.07 0.00 0.45 0.45 1.52
19 0.96 0.00 0.00 0.96 0.00 0.64 0.64 1.60
20 0.94 0.24 0.00 1.18 0.00 0.44 0.44 1.62
21 0.96 0.00 0.00 0.96 0.00 0.60 0.60 1.56
22 0.93 0.43 0.00 1.36 0.00 0.52 0.52 1.88
23 0.96 0.00 0.00 0.96 0.00 0.59 0.59 1.55
24 0.67 0.00 0.00 0.67 0.00 0.73 0.73 1.40
25 0.94 0.21 0.00 1.15 0.00 0.64 0.64 1.79
26 0.88 1.00 0.00 1.88 0.00 0.44 0.44 2.32
27 0.91 0.65 0.00 1.56 0.00 0.48 0.48 2.04
28 0.89 1.00 0.00 1.89 0.00 0.51 0.51 2.40
29 0.59 0.50 0.00 1.09 0.00 0.68 0.69 1.78
30 0.72 1.00 0.00 1.72 0.00 0.20 0.20 1.92

Sum 21.84 12.11 0.00 33.95 0.00 17.14 17.17 51.12

Percent Triangle 66% Average flow: 1.70
Percent Riverside 34%



Monthly Fluoride Report System Information

September, 2023

System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 10/6/2023 9/21/2023 10:26 0.66 Western Station 0.60

Greater Augusta
Utility District

Avg 1.13 33.75 0.69 0.55
Min 0.39 0.00 0.09 0.00
Max 1.89 61.50 0.92 0.70
Total 33.95 1,012.50

90080

Date GAUD mg/L Location HETL mg/L

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 0.96 36 0.75 0.67
2 0.95 34 0.70 0.65
3 0.75 26 0.62 0.63
4 1.17 44 0.60 0.67
5 1.24 10 0.32 0.15
6 1.31 0 0.09 0.00 sodium fluoride saturator OOS for maintenance
7 1.32 0 0.10 0.00
8 1.14 25 0.46 0.39 sodium fluoride saturator returned to service
9 1.27 47 0.81 0.66

10 0.93 33 0.85 0.64
11 0.98 38 0.87 0.70
12 1.03 38 0.92 0.66
13 0.97 33 0.85 0.60
14 1.24 39 0.78 0.57
15 0.96 31 0.78 0.57
16 0.89 28 0.73 0.57
17 0.39 13 0.69 0.59
18 1.07 34 0.72 0.57
19 0.96 31 0.65 0.58
20 1.18 39 0.69 0.60
21 0.96 31 0.80 0.59
22 1.36 46 0.79 0.60
23 0.96 32 0.80 0.60
24 0.67 22 0.80 0.59
25 1.15 39 0.79 0.61
26 1.88 61 0.74 0.59
27 1.56 51 0.75 0.58
28 1.89 62 0.74 0.59
29 1.09 37 0.75 0.60
30 1.72 55 0.73 0.58



Monthly Fluoride Report System Information

September, 2023

System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: Notes:  See notes below for specific operating conditions.

Signature: 10/6/2023 9/21/23 12:30 0.74 12 Williams Street 0.65

Greater Augusta
Utility District

Avg 0.57 19.25 0.69 0.60
Min 0.20 6.05 0.62 0.54
Max 0.86 27.81 0.82 0.76
Total 17.17 577.47

Date GAUD mg/L Location HETL mg/L

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 0.61 25 0.65 0.75
2 0.68 28 0.64 0.74
3 0.61 25 0.64 0.74
4 0.56 23 0.63 0.74
5 0.43 18 0.62 0.75
6 0.64 26 0.62 0.74
7 0.52 22 0.63 0.76
8 0.60 20 0.66 0.61
9 0.47 15 0.67 0.56

10 0.55 17 0.68 0.56
11 0.54 17 0.69 0.56
12 0.59 18 0.74 0.56
13 0.61 19 0.82 0.56
14 0.71 22 0.82 0.56
15 0.64 20 0.77 0.56
16 0.62 19 0.75 0.56
17 0.86 27 0.75 0.56
18 0.45 14 0.71 0.56
19 0.64 20 0.69 0.56
20 0.44 14 0.69 0.57
21 0.60 19 0.69 0.57
22 0.52 16 0.70 0.57
23 0.59 18 0.70 0.55
24 0.73 23 0.70 0.56
25 0.64 20 0.71 0.56
26 0.44 14 0.71 0.56
27 0.48 15 0.72 0.56
28 0.51 16 0.71 0.56
29 0.69 21 0.63 0.54
30 0.20 6 0.62 0.54



Greater Augusta Utility District, PWSID 90080

Operator:  Brian Tarbuck, 2026

Togus Disinfection Station, Route 17 Augusta, Maine

Reporting month: September, 2023 Reporting date: 10/6/2023

Date
Flow

(gallons)

Average chlorine 

residual

(mg/L)

Sodium hypochlorite

usage

(gallons)

Operating notes

9/1/2023 67,680            2.24 1.27

9/2/2023 108,951          2.41 2.27

9/3/2023 50,818            2.52 1.12

9/4/2023 48,778            2.49 0.93

9/5/2023 94,321            2.36 1.80

9/6/2023 67,411            2.43 1.39

9/7/2023 107,911          2.36 1.94

9/8/2023 101,328          2.21 1.73

9/9/2023 74,187            2.30 1.37

9/10/2023 47,084            2.23 0.87

9/11/2023 60,828            2.42 1.19

9/12/2023 101,059          2.44 2.08

9/13/2023 115,072          2.26 2.29

9/14/2023 48,855            2.38 1.01

9/15/2023 109,605          2.24 2.26

9/16/2023 40,423            1.99 0.84

9/17/2023 47,007            2.38 1.25

9/18/2023 75,034            2.44 1.87

9/19/2023 101,251          2.40 2.43

9/20/2023 57,055            2.54 1.40

9/21/2023 61,136            2.37 1.46

9/22/2023 67,526            2.38 1.75

9/23/2023 26,987            2.40 0.84

9/24/2023 47,315            2.20 1.41

9/25/2023 81,039            2.23 2.30

9/26/2023 95,014            2.21 2.93

9/27/2023 47,045            2.15 1.93

9/28/2023 74,033            2.18 3.40

9/29/2023 67,103            2.32 3.38

9/30/2023 47,161            2.35 2.32

Sum 2,139,018       53                               

Average 71,301            2.33 1.77

Max 2.54



Brian Tarbuck, General Manager  Cecil Munson 
btarbuck@greateraugustautilitydistrict.org  cmunson@greateraugustautilitydistrict.org 
   
Ken Knight, Board Chair   Pat Paradis 
kknight@greateraugustautilitydistrict.org  pparadis@greateraugustautilitydistrict.org 
   
Charlotte Warren, Hallowell voting member  Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org  bsawyer@greateraugustautilitydistrict.org 
 www.greateraugustautilitydistrict.org  
Bob Corey, Treasurer 12 Williams Street Keith Luke, Augusta ex-officio member 
bcorey@greateraugustautilitydistrict.org Augusta, ME  04330-5225 kluke@greateraugustautilitydistrict.org 
 (207) 622-3701  
Kirsten Hebert  Cary Colwell, Hallowell ex-officio member 
khebert@greateraugustautilitydistrict.org  ccolwell@greateraugustautilitydistrict.org 
 

November 6, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for October, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



,

Monthly Operating Report System Information
System Type - All GW systems Triangle & Riverside

Greater Augusta Utility District
90080

Triangle Station Riverside Station Triangle Station Riverside Station

Chemicals Used
(

Treatment plant/pump station:
System Name: Community water system

PWSID#: List any new or changed system information and any
operational problems or comments below.Designated operator

name and ME License #:
Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: October, 2023

Signature: 11/2/2023

Water production, pH and free chlorine residual Chemical usage

Date Gallons pH

Average
free

chlorine
residual

Gallons pH

Average
free

chlorine
residual(MGD) (MGD) gal gal lbs gal gal lbs

1 1.05 7.51 1.24 0.57 7.61 1.10 3.3 13.9 1.5 6.6
2 1.04 7.51 1.25 0.53 7.61 1.11 3.3 14.3 1.4 6.3
3 1.01 7.52 1.25 0.60 7.61 1.10 3.1 13.7 100 1.6 7.1 100
4 1.23 7.52 1.28 0.48 7.60 1.02 3.7 16.5 1.3 5.4
5 1.05 7.52 1.29 0.57 7.57 1.05 3.3 14.6 1.5 6.5
6 1.04 7.52 1.29 0.67 7.57 1.06 3.1 14.5 1.8 7.6
7 0.88 7.53 1.25 0.48 7.58 1.05 2.7 12.1 1.3 5.5
8 1.05 7.52 1.28 0.46 7.58 1.04 3.2 14.3 1.3 5.2
9 0.80 7.53 1.20 0.69 7.58 1.06 2.3 10.7 1.9 7.8

10 1.07 7.51 1.27 0.50 7.58 1.02 3.3 14.3 1.4 5.5
11 1.04 7.51 1.27 0.58 7.58 1.05 3.2 13.9 1.6 6.6
12 1.04 7.51 1.26 0.55 7.58 1.05 3.2 14.3 1.5 6.2
13 1.04 7.51 1.27 0.65 7.59 1.05 3.0 13.3 1.8 7.3
14 0.61 7.51 1.22 0.70 7.62 1.05 1.9 8.4 1.9 8.0
15 0.81 7.51 1.26 0.69 7.61 1.03 2.5 10.8 1.8 7.6
16 0.92 7.54 1.21 0.55 7.61 1.03 2.8 12.7 1.5 6.3
17 0.97 7.59 1.29 0.48 7.61 1.02 3.4 14.0 50 1.3 5.6 50
18 0.96 7.56 1.36 0.60 7.61 1.02 3.4 13.4 50 1.6 6.8 50
19 0.96 7.55 1.35 0.62 7.61 1.01 3.4 13.1 1.7 7.2
20 0.71 7.56 1.32 0.65 7.62 1.07 2.4 9.8 1.7 7.9
21 0.96 7.56 1.33 0.59 7.61 1.09 3.4 13.0 1.6 7.2
22 0.59 7.56 1.29 0.61 7.61 1.08 2.0 7.8 1.6 7.4
23 0.96 7.56 1.31 0.62 7.61 0.97 3.4 12.7 50 1.7 6.6 50
24 0.66 7.56 1.28 0.71 7.61 1.06 2.3 8.7 50 1.9 8.6 50
25 0.96 7.54 1.29 0.61 7.61 1.06 3.4 12.2 1.6 7.6
26 0.96 7.55 1.25 0.49 7.61 1.02 3.1 12.4 1.3 6.1
27 0.77 7.55 1.32 0.66 7.61 1.18 2.6 10.0 1.8 9.1
28 0.95 7.55 1.33 0.58 7.61 1.08 3.3 12.8 1.6 7.7
29 0.63 7.55 1.31 0.60 7.61 1.10 2.3 8.1 1.6 8.3
30 0.95 7.55 1.33 0.61 7.61 1.08 3.3 12.1 1.7 8.1
31 0.72 7.54 1.27 0.64 7.62 1.11 2.1 9.3 1.7 8.8

Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Number of routine samples taken: Number of repeat samples taken:
Number of positive samples: Average chlorine residual at sites:

Summary

Calc Hypo NaF Calc Hypo NaF

Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 141 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 600 gallons
NaF Sodium fluoride fluoridation 600 pounds

28 0
0 0.84

28.39 7.54 1.20 18.34 7.60 0.97 92 382 300 50 219 300

fluoride reported separately)
Chemical Name Purpose Chemical Strength Total Units

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 



Monthly Well Production Report System Information
System Type - All GW systems Treatment plant/pump station: All wells

System Name: Greater Augusta Utility District Community System
PWSID#: 90080

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.):

Designated operator name and 
ME License #: 

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org

Reporting period (month and year): October, 2023

Signature November 2, 2023

Daily water production (MG)

Date
Triangle

Well
South
Well

Brookside
Well

Sum
Triangle
Station

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside 

Station

Sum
All wells

1 0.00 1.05 0.00 1.05 0.00 0.57 0.57 1.62

2 0.00 1.04 0.00 1.04 0.00 0.53 0.53 1.57

3 0.16 0.85 0.00 1.01 0.00 0.60 0.60 1.61

4 0.20 1.03 0.00 1.23 0.00 0.48 0.48 1.71

5 0.00 1.05 0.00 1.05 0.00 0.57 0.57 1.62

6 0.00 1.04 0.00 1.04 0.00 0.67 0.67 1.71

7 0.18 0.70 0.00 0.88 0.00 0.48 0.48 1.36

8 0.00 1.05 0.00 1.05 0.00 0.46 0.46 1.51

9 0.16 0.64 0.00 0.80 0.00 0.68 0.69 1.49

10 0.03 1.04 0.00 1.07 0.00 0.50 0.50 1.57

11 0.00 1.04 0.00 1.04 0.00 0.58 0.58 1.62

12 0.00 1.04 0.00 1.04 0.00 0.55 0.55 1.59

13 0.00 1.04 0.00 1.04 0.00 0.65 0.65 1.69

14 0.00 0.61 0.00 0.61 0.00 0.70 0.70 1.31

15 0.00 0.81 0.00 0.81 0.00 0.68 0.69 1.50

16 0.36 0.56 0.00 0.92 0.00 0.55 0.55 1.47

17 0.97 0.00 0.00 0.97 0.00 0.48 0.48 1.45

18 0.96 0.00 0.00 0.96 0.00 0.60 0.60 1.56

19 0.96 0.00 0.00 0.96 0.00 0.62 0.62 1.58

20 0.71 0.00 0.00 0.71 0.00 0.65 0.65 1.36

21 0.96 0.00 0.00 0.96 0.00 0.59 0.59 1.55

22 0.59 0.00 0.00 0.59 0.00 0.61 0.61 1.20

23 0.96 0.00 0.00 0.96 0.00 0.62 0.62 1.58

24 0.66 0.00 0.00 0.66 0.00 0.71 0.71 1.37

25 0.96 0.00 0.00 0.96 0.00 0.61 0.61 1.57

26 0.70 0.26 0.00 0.96 0.00 0.49 0.49 1.45

27 0.77 0.00 0.00 0.77 0.00 0.66 0.66 1.43

28 0.95 0.00 0.00 0.95 0.00 0.58 0.58 1.53

29 0.63 0.00 0.00 0.63 0.00 0.60 0.60 1.23

30 0.95 0.00 0.00 0.95 0.00 0.61 0.61 1.56

31 0.30 0.42 0.00 0.72 0.00 0.64 0.64 1.36

Sum 13.12 15.27 0.00 28.39 0.00 18.32 18.34 46.73

Percent Triangle 61% Average flow: 1.51
Percent Riverside 39%

mailto:btarbuck@greateraugustautilitydistrict.org


Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: October, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 11/2/2023 10/4/2023 10:45 0.64 Western Station 0.62

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 1.05 33 0.66 0.56
2 1.04 33 0.72 0.56
3 1.01 33 0.78 0.58
4 1.23 40 0.80 0.59
5 1.05 33 0.81 0.56
6 1.04 34 0.80 0.58
7 0.88 28 0.82 0.58
8 1.05 34 0.81 0.58
9 0.80 26 0.81 0.59
10 1.07 34 0.78 0.57
11 1.04 33 0.75 0.57
12 1.04 33 0.74 0.56
13 1.04 31 0.72 0.53
14 0.61 19 0.71 0.56
15 0.81 25 0.70 0.56
16 0.92 28 0.72 0.55
17 0.97 31 0.87 0.57
18 0.96 31 0.83 0.59
19 0.96 31 0.78 0.58
20 0.71 23 0.74 0.58
21 0.96 32 0.70 0.59
22 0.59 19 0.67 0.58
23 0.96 30 0.67 0.57
24 0.66 20 0.66 0.54
25 0.96 29 0.67 0.54
26 0.96 31 0.67 0.58
27 0.77 26 0.71 0.60
28 0.95 31 0.72 0.59
29 0.63 21 0.74 0.59
30 0.95 31 0.72 0.59
31 0.72 25 0.68 0.63

Avg 0.92 29.20 0.74 0.57
Min 0.59 18.90 0.66 0.53
Max 1.23 40.40 0.87 0.63
Total 28.39 905.20



Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: October, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 11/2/2023 10/4/23 12:20 0.70 12 Williams Street 0.63

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 0.57 17 0.62 0.55
2 0.53 16 0.63 0.54
3 0.60 19 0.64 0.56
4 0.48 15 0.63 0.55
5 0.57 18 0.70 0.55
6 0.67 21 0.76 0.55
7 0.48 14 0.75 0.54
8 0.46 14 0.73 0.54
9 0.69 20 0.74 0.53
10 0.50 15 0.73 0.53
11 0.58 17 0.76 0.53
12 0.55 16 0.75 0.53
13 0.65 19 0.74 0.53
14 0.70 21 0.75 0.55
15 0.69 21 0.74 0.55
16 0.55 17 0.74 0.56
17 0.48 15 0.76 0.56
18 0.60 18 0.78 0.55
19 0.62 19 0.77 0.56
20 0.65 20 0.78 0.55
21 0.59 18 0.77 0.53
22 0.61 19 0.77 0.55
23 0.62 19 0.74 0.56
24 0.71 22 0.70 0.56
25 0.61 19 0.70 0.57
26 0.49 15 0.73 0.55
27 0.66 20 0.69 0.55
28 0.58 18 0.66 0.55
29 0.60 18 0.68 0.55
30 0.61 19 0.71 0.55
31 0.64 19 0.70 0.55

Avg 0.59 17.99 0.72 0.55
Min 0.46 13.72 0.62 0.53
Max 0.71 21.93 0.78 0.57
Total 18.34 557.60



Greater Augusta Utility District, PWSID 90080
Operator:  Brian Tarbuck, 2026
Togus Disinfection Station, Route 17 Augusta, Maine
Reporting month: October, 2023 Reporting date: 11/2/2023

Date
Flow

(gallons)

Average chlorine 
residual
(mg/L)

Sodium hypochlorite
usage

(gallons)
Operating notes

10/1/2023 21,097           2.27 1.07

10/2/2023 80,847           2.42 4.03

10/3/2023 67,642           2.28 3.37

10/4/2023 102,753         2.47 5.04

10/5/2023 60,712           2.54 2.85

10/6/2023 108,181         2.40 5.02

10/7/2023 55,053           2.32 2.53

10/8/2023 47,276           2.27 2.01

10/9/2023 40,616           2.22 1.80

10/10/2023 47,276           2.25 2.15

10/11/2023 53,744           2.16 2.36

10/12/2023 47,353           2.25 2.42

10/13/2023 61,059           2.25 2.88

10/14/2023 40,500           2.04 0.90

10/15/2023 48,085           2.26 1.41

10/16/2023 54,052           2.28 1.64

10/17/2023 56,092           2.04 1.44

10/18/2023 81,463           2.59 2.22

10/19/2023 61,405           2.19 1.69

10/20/2023 61,559           2.37 2.00

10/21/2023 47,507           2.35 1.35

10/22/2023 -                  2.31 0.00 valve closed, no flow

10/23/2023 80,962           2.41 2.19

10/24/2023 61,136           2.46 1.63

10/25/2023 47,045           2.38 1.31

10/26/2023 149,028         2.56 4.06

10/27/2023 60,366           2.60 1.53

10/28/2023 97,440           2.55 2.26

10/29/2023 47,084           2.18 0.86

10/30/2023 47,084           2.23 0.88

10/31/2023 60,866           2.32 1.16

Sum 1,895,284      66                               

Average 61,138           2.33 2.13

Max 2.60



Brian Tarbuck, General Manager    Cecil Munson 
btarbuck@greateraugustautilitydistrict.org    cmunson@greateraugustautilitydistrict.org 
     
Ken Knight, Board Chair     Pat Paradis 
kknight@greateraugustautilitydistrict.org    pparadis@greateraugustautilitydistrict.org 
     
Charlotte Warren, Hallowell voting member    Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org    bsawyer@greateraugustautilitydistrict.org 
  www.greateraugustautilitydistrict.org   
Bob Corey, Treasurer  12 Williams Street  Keith Luke, Augusta ex‐officio member 
bcorey@greateraugustautilitydistrict.org  Augusta, ME  04330‐5225  kluke@greateraugustautilitydistrict.org 
  (207) 622‐3701   
Kirsten Hebert    Cary Colwell, Hallowell ex‐officio member 
khebert@greateraugustautilitydistrict.org    ccolwell@greateraugustautilitydistrict.org 

 

December 8, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for November, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



,

Monthly Operating Report System Information
System Type - All GW systems Triangle & Riverside

Greater Augusta Utility District
90080

Triangle Station Riverside Station Triangle Station Riverside Station

Chemicals Used
(

Treatment plant/pump station:
System Name: Community water system

PWSID#: List any new or changed system information and any
operational problems or comments below.Designated operator

name and ME License #:
Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: October, 2023

Signature: 11/2/2023

Water production, pH and free chlorine residual Chemical usage

Date Gallons pH

Average
free

chlorine
residual

Gallons pH

Average
free

chlorine
residual(MGD) (MGD) gal gal lbs gal gal lbs

1 1.05 7.51 1.24 0.57 7.61 1.10 3.3 13.9 1.5 6.6
2 1.04 7.51 1.25 0.53 7.61 1.11 3.3 14.3 1.4 6.3
3 1.01 7.52 1.25 0.60 7.61 1.10 3.1 13.7 100 1.6 7.1 100
4 1.23 7.52 1.28 0.48 7.60 1.02 3.7 16.5 1.3 5.4
5 1.05 7.52 1.29 0.57 7.57 1.05 3.3 14.6 1.5 6.5
6 1.04 7.52 1.29 0.67 7.57 1.06 3.1 14.5 1.8 7.6
7 0.88 7.53 1.25 0.48 7.58 1.05 2.7 12.1 1.3 5.5
8 1.05 7.52 1.28 0.46 7.58 1.04 3.2 14.3 1.3 5.2
9 0.80 7.53 1.20 0.69 7.58 1.06 2.3 10.7 1.9 7.8

10 1.07 7.51 1.27 0.50 7.58 1.02 3.3 14.3 1.4 5.5
11 1.04 7.51 1.27 0.58 7.58 1.05 3.2 13.9 1.6 6.6
12 1.04 7.51 1.26 0.55 7.58 1.05 3.2 14.3 1.5 6.2
13 1.04 7.51 1.27 0.65 7.59 1.05 3.0 13.3 1.8 7.3
14 0.61 7.51 1.22 0.70 7.62 1.05 1.9 8.4 1.9 8.0
15 0.81 7.51 1.26 0.69 7.61 1.03 2.5 10.8 1.8 7.6
16 0.92 7.54 1.21 0.55 7.61 1.03 2.8 12.7 1.5 6.3
17 0.97 7.59 1.29 0.48 7.61 1.02 3.4 14.0 50 1.3 5.6 50
18 0.96 7.56 1.36 0.60 7.61 1.02 3.4 13.4 50 1.6 6.8 50
19 0.96 7.55 1.35 0.62 7.61 1.01 3.4 13.1 1.7 7.2
20 0.71 7.56 1.32 0.65 7.62 1.07 2.4 9.8 1.7 7.9
21 0.96 7.56 1.33 0.59 7.61 1.09 3.4 13.0 1.6 7.2
22 0.59 7.56 1.29 0.61 7.61 1.08 2.0 7.8 1.6 7.4
23 0.96 7.56 1.31 0.62 7.61 0.97 3.4 12.7 50 1.7 6.6 50
24 0.66 7.56 1.28 0.71 7.61 1.06 2.3 8.7 50 1.9 8.6 50
25 0.96 7.54 1.29 0.61 7.61 1.06 3.4 12.2 1.6 7.6
26 0.96 7.55 1.25 0.49 7.61 1.02 3.1 12.4 1.3 6.1
27 0.77 7.55 1.32 0.66 7.61 1.18 2.6 10.0 1.8 9.1
28 0.95 7.55 1.33 0.58 7.61 1.08 3.3 12.8 1.6 7.7
29 0.63 7.55 1.31 0.60 7.61 1.10 2.3 8.1 1.6 8.3
30 0.95 7.55 1.33 0.61 7.61 1.08 3.3 12.1 1.7 8.1
31 0.72 7.54 1.27 0.64 7.62 1.11 2.1 9.3 1.7 8.8

Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Number of routine samples taken: Number of repeat samples taken:
Number of positive samples: Average chlorine residual at sites:

Summary

Calc Hypo NaF Calc Hypo NaF

Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 141 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 600 gallons
NaF Sodium fluoride fluoridation 600 pounds

28 0
0 0.84

28.39 7.54 1.20 18.34 7.60 0.97 92 382 300 50 219 300

fluoride reported separately)
Chemical Name Purpose Chemical Strength Total Units

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 



Monthly Well Production Report System Information
System Type - All GW systems Treatment plant/pump station: All wells

System Name: Greater Augusta Utility District Community System
PWSID#: 90080

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.):

Designated operator name and 
ME License #: 

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org

Reporting period (month and year): October, 2023

Signature November 2, 2023

Daily water production (MG)

Date
Triangle

Well
South
Well

Brookside
Well

Sum
Triangle
Station

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside 

Station

Sum
All wells

1 0.00 1.05 0.00 1.05 0.00 0.57 0.57 1.62

2 0.00 1.04 0.00 1.04 0.00 0.53 0.53 1.57

3 0.16 0.85 0.00 1.01 0.00 0.60 0.60 1.61

4 0.20 1.03 0.00 1.23 0.00 0.48 0.48 1.71

5 0.00 1.05 0.00 1.05 0.00 0.57 0.57 1.62

6 0.00 1.04 0.00 1.04 0.00 0.67 0.67 1.71

7 0.18 0.70 0.00 0.88 0.00 0.48 0.48 1.36

8 0.00 1.05 0.00 1.05 0.00 0.46 0.46 1.51

9 0.16 0.64 0.00 0.80 0.00 0.68 0.69 1.49

10 0.03 1.04 0.00 1.07 0.00 0.50 0.50 1.57

11 0.00 1.04 0.00 1.04 0.00 0.58 0.58 1.62

12 0.00 1.04 0.00 1.04 0.00 0.55 0.55 1.59

13 0.00 1.04 0.00 1.04 0.00 0.65 0.65 1.69

14 0.00 0.61 0.00 0.61 0.00 0.70 0.70 1.31

15 0.00 0.81 0.00 0.81 0.00 0.68 0.69 1.50

16 0.36 0.56 0.00 0.92 0.00 0.55 0.55 1.47

17 0.97 0.00 0.00 0.97 0.00 0.48 0.48 1.45

18 0.96 0.00 0.00 0.96 0.00 0.60 0.60 1.56

19 0.96 0.00 0.00 0.96 0.00 0.62 0.62 1.58

20 0.71 0.00 0.00 0.71 0.00 0.65 0.65 1.36

21 0.96 0.00 0.00 0.96 0.00 0.59 0.59 1.55

22 0.59 0.00 0.00 0.59 0.00 0.61 0.61 1.20

23 0.96 0.00 0.00 0.96 0.00 0.62 0.62 1.58

24 0.66 0.00 0.00 0.66 0.00 0.71 0.71 1.37

25 0.96 0.00 0.00 0.96 0.00 0.61 0.61 1.57

26 0.70 0.26 0.00 0.96 0.00 0.49 0.49 1.45

27 0.77 0.00 0.00 0.77 0.00 0.66 0.66 1.43

28 0.95 0.00 0.00 0.95 0.00 0.58 0.58 1.53

29 0.63 0.00 0.00 0.63 0.00 0.60 0.60 1.23

30 0.95 0.00 0.00 0.95 0.00 0.61 0.61 1.56

31 0.30 0.42 0.00 0.72 0.00 0.64 0.64 1.36

Sum 13.12 15.27 0.00 28.39 0.00 18.32 18.34 46.73

Percent Triangle 61% Average flow: 1.51
Percent Riverside 39%

mailto:btarbuck@greateraugustautilitydistrict.org


Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: October, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 11/2/2023 10/4/2023 10:45 0.64 Western Station 0.62

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 1.05 33 0.66 0.56
2 1.04 33 0.72 0.56
3 1.01 33 0.78 0.58
4 1.23 40 0.80 0.59
5 1.05 33 0.81 0.56
6 1.04 34 0.80 0.58
7 0.88 28 0.82 0.58
8 1.05 34 0.81 0.58
9 0.80 26 0.81 0.59
10 1.07 34 0.78 0.57
11 1.04 33 0.75 0.57
12 1.04 33 0.74 0.56
13 1.04 31 0.72 0.53
14 0.61 19 0.71 0.56
15 0.81 25 0.70 0.56
16 0.92 28 0.72 0.55
17 0.97 31 0.87 0.57
18 0.96 31 0.83 0.59
19 0.96 31 0.78 0.58
20 0.71 23 0.74 0.58
21 0.96 32 0.70 0.59
22 0.59 19 0.67 0.58
23 0.96 30 0.67 0.57
24 0.66 20 0.66 0.54
25 0.96 29 0.67 0.54
26 0.96 31 0.67 0.58
27 0.77 26 0.71 0.60
28 0.95 31 0.72 0.59
29 0.63 21 0.74 0.59
30 0.95 31 0.72 0.59
31 0.72 25 0.68 0.63

Avg 0.92 29.20 0.74 0.57
Min 0.59 18.90 0.66 0.53
Max 1.23 40.40 0.87 0.63
Total 28.39 905.20



Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: October, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 11/2/2023 10/4/23 12:20 0.70 12 Williams Street 0.63

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 0.57 17 0.62 0.55
2 0.53 16 0.63 0.54
3 0.60 19 0.64 0.56
4 0.48 15 0.63 0.55
5 0.57 18 0.70 0.55
6 0.67 21 0.76 0.55
7 0.48 14 0.75 0.54
8 0.46 14 0.73 0.54
9 0.69 20 0.74 0.53
10 0.50 15 0.73 0.53
11 0.58 17 0.76 0.53
12 0.55 16 0.75 0.53
13 0.65 19 0.74 0.53
14 0.70 21 0.75 0.55
15 0.69 21 0.74 0.55
16 0.55 17 0.74 0.56
17 0.48 15 0.76 0.56
18 0.60 18 0.78 0.55
19 0.62 19 0.77 0.56
20 0.65 20 0.78 0.55
21 0.59 18 0.77 0.53
22 0.61 19 0.77 0.55
23 0.62 19 0.74 0.56
24 0.71 22 0.70 0.56
25 0.61 19 0.70 0.57
26 0.49 15 0.73 0.55
27 0.66 20 0.69 0.55
28 0.58 18 0.66 0.55
29 0.60 18 0.68 0.55
30 0.61 19 0.71 0.55
31 0.64 19 0.70 0.55

Avg 0.59 17.99 0.72 0.55
Min 0.46 13.72 0.62 0.53
Max 0.71 21.93 0.78 0.57
Total 18.34 557.60



Greater Augusta Utility District, PWSID 90080
Operator:  Brian Tarbuck, 2026
Togus Disinfection Station, Route 17 Augusta, Maine
Reporting month: October, 2023 Reporting date: 11/2/2023

Date
Flow

(gallons)

Average chlorine 
residual
(mg/L)

Sodium hypochlorite
usage

(gallons)
Operating notes

10/1/2023 21,097           2.27 1.07

10/2/2023 80,847           2.42 4.03

10/3/2023 67,642           2.28 3.37

10/4/2023 102,753         2.47 5.04

10/5/2023 60,712           2.54 2.85

10/6/2023 108,181         2.40 5.02

10/7/2023 55,053           2.32 2.53

10/8/2023 47,276           2.27 2.01

10/9/2023 40,616           2.22 1.80

10/10/2023 47,276           2.25 2.15

10/11/2023 53,744           2.16 2.36

10/12/2023 47,353           2.25 2.42

10/13/2023 61,059           2.25 2.88

10/14/2023 40,500           2.04 0.90

10/15/2023 48,085           2.26 1.41

10/16/2023 54,052           2.28 1.64

10/17/2023 56,092           2.04 1.44

10/18/2023 81,463           2.59 2.22

10/19/2023 61,405           2.19 1.69

10/20/2023 61,559           2.37 2.00

10/21/2023 47,507           2.35 1.35

10/22/2023 -                  2.31 0.00 valve closed, no flow

10/23/2023 80,962           2.41 2.19

10/24/2023 61,136           2.46 1.63

10/25/2023 47,045           2.38 1.31

10/26/2023 149,028         2.56 4.06

10/27/2023 60,366           2.60 1.53

10/28/2023 97,440           2.55 2.26

10/29/2023 47,084           2.18 0.86

10/30/2023 47,084           2.23 0.88

10/31/2023 60,866           2.32 1.16

Sum 1,895,284      66                               

Average 61,138           2.33 2.13

Max 2.60



Brian Tarbuck, General Manager  Cecil Munson 
btarbuck@greateraugustautilitydistrict.org  cmunson@greateraugustautilitydistrict.org 
   
Ken Knight, Board Chair   Pat Paradis 
kknight@greateraugustautilitydistrict.org  pparadis@greateraugustautilitydistrict.org 
   
Charlotte Warren, Hallowell voting member  Bradley Sawyer 
cwarren@greateraugustautilitydistrict.org  bsawyer@greateraugustautilitydistrict.org 
 www.greateraugustautilitydistrict.org  
Bob Corey, Treasurer 12 Williams Street Keith Luke, Augusta ex-officio member 
bcorey@greateraugustautilitydistrict.org Augusta, ME  04330-5225 kluke@greateraugustautilitydistrict.org 
 (207) 622-3701  
Kirsten Hebert  Cary Colwell, Hallowell ex-officio member 
khebert@greateraugustautilitydistrict.org  ccolwell@greateraugustautilitydistrict.org 
 

January 5, 2023 
 
Denise Douin 
State of Maine, Drinking Water Program 
11 State House Station 
Augusta, ME  04333-0011 
 
Dear Denise: 
 
Please find attached the monthly reports for compliance with the Safe Drinking Water Act and Maine’s Rules Relating to 
Drinking Water for December, 2023. 
 
You should find the following documents: 
 

1. Operating report; 

2. Water production report; 

3. Triangle fluoridation report; 

4. Riverside fluoridation report; and 

5. Togus disinfection report. 

We have made the following modifications to our Coliform Sampling Site Plan: 
 

1. Pineland Forest booster pump station for Manchester Town Office; and 
2. Western Station booster pump station for Quality Inn & Suites 

 
If you have any questions, please contact me at 622-3701. 
 
Sincerely, 
 
 
 
Brian Tarbuck, PE, System Class IV 2026 



,

Monthly Operating Report System Information
System Type - All GW systems Treatment plant/pump station: Triangle & Riverside

System Name: Greater Augusta Utility District Community water system
PWSID#: 90080 List any new or changed system information and any 

operational problems or comments below.Designated operator name 
and ME License #: 

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org
Reporting period: December, 2023

Signature: 1/5/2024

Water production, pH and free chlorine residual Chemical usage

Triangle Station Riverside Station Triangle Station Riverside Station

Date Gallons pH

Average 
free 

chlorine 
residual

Gallons pH

Average 
free 

chlorine 
residual

Calc Hypo NaF Calc Hypo NaF

(MGD) (MGD) gal gal lbs gal gal lbs

1 1.22 7.55 1.24 0.43 7.60 1.03 ( 3.9)     ( 14.8)   100 ( 1.1)     ( 4.8)     
2 0.71 7.55 1.22 0.44 7.61 1.00 ( 2.5)     ( 8.7)     ( 1.2)     ( 4.7)     
3 1.03 7.55 1.23 0.43 7.61 0.98 ( 3.6)     ( 12.8)   ( 1.1)     ( 4.6)     
4 1.21 7.53 1.22 0.26 7.61 1.01 ( 4.1)     ( 14.6)   ( 0.6)     ( 3.1)     
5 1.12 7.53 1.22 0.43 7.59 1.04 ( 3.8)     ( 14.1)   ( 1.1)     ( 4.6)     
6 1.10 7.53 1.21 0.42 7.59 1.02 ( 3.8)     ( 13.6)   ( 1.1)     ( 4.5)     
7 1.01 7.53 1.20 0.42 7.59 0.98 ( 3.6)     ( 12.5)   ( 1.1)     ( 4.3)     50
8 1.49 7.53 1.20 0.41 7.60 0.92 ( 4.9)     ( 18.0)   ( 1.0)     ( 3.8)     
9 1.27 7.53 1.20 0.28 7.60 0.72 ( 4.1)     ( 15.2)   ( 0.7)     ( 3.1)     

10 1.03 7.53 1.18 0.40 7.60 1.15 ( 3.7)     ( 12.5)   ( 1.0)     ( 4.8)     
11 0.51 7.54 1.18 0.44 7.60 1.18 ( 1.7)     ( 6.2)     50 ( 1.2)     ( 5.4)     
12 1.14 7.52 1.17 0.50 7.60 1.10 ( 3.5)     ( 13.2)   ( 1.3)     ( 5.9)     
13 1.02 7.49 1.14 0.51 7.60 1.09 ( 3.3)     ( 11.6)   ( 1.4)     ( 5.9)     
14 1.27 7.51 1.13 0.49 7.60 1.11 ( 4.0)     ( 14.6)   ( 1.3)     ( 5.9)     
15 0.99 7.55 1.08 0.48 7.60 1.14 ( 3.1)     ( 11.4)   ( 1.3)     ( 5.9)     
16 1.01 7.55 1.09 0.47 7.60 1.17 ( 3.1)     ( 11.3)   ( 1.3)     ( 5.8)     
17 0.83 7.55 1.05 0.47 7.60 1.13 ( 2.5)     ( 9.1)     ( 1.3)     ( 5.7)     
18 1.17 7.62 1.07 0.48 7.61 1.17 ( 4.0)     ( 13.3)   50 ( 1.4)     ( 5.8)     
19 1.30 7.57 1.13 0.49 7.61 1.14 ( 5.6)     ( 18.3)   ( 1.6)     ( 5.8)     
20 1.80 7.54 1.14 0.68 7.61 1.09 ( 5.5)     ( 20.9)   ( 2.0)     ( 7.8)     
21 1.76 7.53 1.12 0.43 7.61 1.01 ( 5.5)     ( 20.7)   ( 1.2)     ( 5.0)     
22 1.01 7.53 1.04 0.55 7.62 1.09 ( 3.2)     ( 10.7)   ( 1.5)     ( 7.1)     
23 1.01 7.53 1.07 0.62 7.62 1.06 ( 3.1)     ( 11.2)   ( 1.7)     ( 7.7)     
24 1.01 7.53 1.11 0.60 7.62 1.05 ( 3.1)     ( 11.4)   ( 1.7)     ( 7.3)     
25 0.45 7.56 0.98 0.60 7.62 1.01 ( 1.6)     ( 4.7)     ( 1.7)     ( 7.1)     
26 0.67 7.61 1.11 0.54 7.62 1.10 ( 2.3)     ( 8.1)     100 ( 1.5)     ( 6.8)     
27 1.17 7.58 1.28 0.46 7.62 1.05 ( 3.9)     ( 15.4)   ( 1.2)     ( 6.0)     
28 1.07 7.57 1.27 0.49 7.62 1.38 ( 3.7)     ( 13.7)   ( 1.3)     ( 6.5)     
29 0.96 7.57 1.25 0.49 7.62 1.31 ( 3.4)     ( 11.9)   ( 1.3)     ( 6.1)     
30 0.96 7.57 1.30 0.49 7.62 1.22 ( 3.4)     ( 13.2)   ( 1.3)     ( 5.8)     
31 0.69 7.56 1.29 0.49 7.62 1.25 ( 2.3)     ( 8.8)     ( 1.3)     ( 6.0)     

Summary 32.99 7.55 0.98 14.69 7.61 0.72 110 397 300 40 174 50
Sum Average (min.) Sum Average (min.) (total) (total) (total) (total) (total) (total)

Chemicals Used                                                                                                                                                      
(fluoride reported separately)

Chemical Name Purpose Chemical Strength Total Units
Calc Calciquest 75 / 25 calcium sequestration / Pb / Cu control 75% polyphosphate 150 gallons
Hypo Sodium hypochlorite primary and secondary disinfection 12.50% 570 gallons
NaF Sodium fluoride fluoridation 350 pounds

Summary of Total Coliform Bacteria Rule - please continue to submit complete results 
Number of routine samples taken: 27 Number of repeat samples taken: 0

Number of positive samples: 0 Average chlorine residual at sites: 0.80

mailto:btarbuck@greateraugustautilitydistrict.org


Monthly Well Production Report System Information
System Type - All GW systems Treatment plant/pump station: All wells

System Name: Greater Augusta Utility District Community System
PWSID#: 90080

List any new or changed system information 
(facilities, treatments, sources, operators, 
address, tele, etc.):

Designated operator name and 
ME License #: 

Brian Tarbuck
2026

btarbuck@greateraugustautilitydistrict.org

Reporting period (month and year): December, 2023

Signature January 5, 2024

Daily water production (MG)

Date
Triangle

Well
South
Well

Brookside
Well

Sum
Triangle
Station

Riverside
South #1

HD-8

Riverside
North #2

HD-7

Sum
Riverside 

Station

Sum
All wells

1 0.92 0.30 0.00 1.22 0.00 0.43 0.43 1.65

2 0.71 0.00 0.00 0.71 0.00 0.44 0.44 1.15

3 0.93 0.10 0.00 1.03 0.00 0.43 0.43 1.46

4 0.85 0.36 0.00 1.21 0.00 0.26 0.26 1.47

5 0.91 0.21 0.00 1.12 0.00 0.43 0.43 1.55

6 0.91 0.19 0.00 1.10 0.00 0.42 0.42 1.52

7 0.92 0.09 0.00 1.01 0.00 0.42 0.42 1.43

8 0.88 0.61 0.00 1.49 0.00 0.41 0.41 1.90

9 0.88 0.39 0.00 1.27 0.00 0.28 0.28 1.55

10 0.91 0.12 0.00 1.03 0.00 0.40 0.40 1.43

11 0.30 0.21 0.00 0.51 0.00 0.44 0.44 0.95

12 0.12 1.02 0.00 1.14 0.00 0.50 0.50 1.64

13 0.00 1.02 0.00 1.02 0.00 0.50 0.50 1.52

14 0.27 1.00 0.00 1.27 0.00 0.49 0.49 1.76

15 0.21 0.78 0.00 0.99 0.00 0.48 0.48 1.47

16 0.00 1.01 0.00 1.01 0.00 0.46 0.46 1.47

17 0.07 0.76 0.00 0.83 0.00 0.47 0.47 1.30

18 0.29 0.88 0.00 1.17 0.00 0.48 0.48 1.65

19 0.89 0.41 0.00 1.30 0.00 0.49 0.49 1.79

20 0.86 0.94 0.00 1.80 0.00 0.68 0.68 2.48

21 0.80 0.96 0.00 1.76 0.00 0.43 0.43 2.19

22 0.00 1.01 0.00 1.01 0.00 0.55 0.55 1.56

23 0.00 1.01 0.00 1.01 0.00 0.62 0.62 1.63

24 0.00 1.01 0.00 1.01 0.00 0.59 0.59 1.60

25 0.35 0.10 0.00 0.45 0.00 0.60 0.60 1.05

26 0.67 0.00 0.00 0.67 0.00 0.54 0.54 1.21

27 0.96 0.21 0.00 1.17 0.00 0.46 0.46 1.63

28 0.95 0.12 0.00 1.07 0.00 0.49 0.49 1.56

29 0.96 0.00 0.00 0.96 0.00 0.49 0.49 1.45

30 0.96 0.00 0.00 0.96 0.00 0.49 0.49 1.45

31 0.69 0.00 0.00 0.69 0.00 0.49 0.49 1.18

Sum 18.17 14.82 0.00 32.99 0.00 14.66 14.66 47.65

Percent Triangle 69% Average flow: 1.54
Percent Riverside 31%

mailto:btarbuck@greateraugustautilitydistrict.org


Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Triangle Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: December, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 1/5/2024 12/13/2023 13:00 0.70 Western Station 0.66

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 1.22 41 0.80 0.60
2 0.71 23 0.78 0.59
3 1.03 35 0.79 0.60
4 1.21 41 0.73 0.60
5 1.12 38 0.79 0.61
6 1.10 37 0.75 0.60
7 1.01 34 0.70 0.61
8 1.49 50 0.75 0.60
9 1.27 42 0.78 0.60
10 1.03 35 0.79 0.60
11 0.51 17 0.72 0.61
12 1.14 36 0.61 0.57
13 1.02 32 0.69 0.56
14 1.27 41 0.75 0.58
15 0.99 32 0.76 0.58
16 1.01 32 0.75 0.58
17 0.83 26 0.73 0.56
18 1.17 41 0.81 0.63
19 1.30 64 0.77 0.89
20 1.80 57 0.75 0.57
21 1.76 57 0.77 0.58
22 1.01 30 0.72 0.53
23 1.01 30 0.73 0.54
24 1.01 31 0.73 0.55
25 0.45 14 0.76 0.56
26 0.67 22 0.78 0.59
27 1.17 39 0.76 0.60
28 1.07 35 0.74 0.58
29 0.96 31 0.76 0.59
30 0.96 31 0.77 0.58
31 0.69 23 0.78 0.60

Avg 1.06 35.39 0.75 0.60
Min 0.45 14.10 0.61 0.53
Max 1.80 64.40 0.81 0.89
Total 32.99 1,097.10



Monthly Fluoride Report System Information
System Type - Fluoride Systems Treatment plant: Riverside Station

System Name: Greater Augusta
Utility District

Chemical Used: Sodium fluoride

PWSID#:   90080

Reporting period: December, 2023 Notes:  See notes below for specific operating conditions.

Date GAUD mg/L Location HETL mg/L
Signature: 1/5/2024 12/13/23 13:40 0.77 12 Williams Street 0.65

Fluoride

Date
Gallons
(MGD)

Makeup water
(gallons)

Daily residual
(mg/L)

Calculated residual
(mg/L)

Operating comments

1 0.43 14 0.66 0.57
2 0.44 14 0.65 0.55
3 0.43 13 0.65 0.56
4 0.26 8 0.45 0.56
5 0.43 14 0.69 0.59
6 0.42 14 0.70 0.60
7 0.42 14 0.69 0.60
8 0.41 13 0.69 0.59
9 0.28 9 0.71 0.60
10 0.40 13 0.70 0.58
11 0.44 15 0.71 0.59
12 0.50 17 0.72 0.61
13 0.51 17 0.74 0.59
14 0.49 16 0.72 0.60
15 0.48 16 0.70 0.59
16 0.47 15 0.70 0.59
17 0.47 16 0.70 0.60
18 0.48 13 0.59 0.49
19 0.49 13 0.54 0.46
20 0.68 21 0.64 0.57
21 0.43 15 0.76 0.64
22 0.55 20 0.75 0.65
23 0.62 23 0.75 0.66
24 0.60 21 0.75 0.64
25 0.60 22 0.75 0.66
26 0.54 18 0.73 0.61
27 0.46 15 0.72 0.60
28 0.49 16 0.72 0.59
29 0.49 17 0.73 0.61
30 0.49 12 0.56 0.43
31 0.49 16 0.74 0.60

Avg 0.47 15.51 0.69 0.59
Min 0.26 8.11 0.45 0.43
Max 0.68 22.64 0.76 0.66
Total 14.69 480.76



Greater Augusta Utility District, PWSID 90080

Operator:  Brian Tarbuck, 2026

Togus Disinfection Station, Route 17 Augusta, Maine

Reporting month: December, 2023 Reporting date: 1/5/2024

Date
Flow

(gallons)

Average chlorine 

residual

(mg/L)

Sodium hypochlorite

usage

(gallons)

Operating notes

12/1/2023 70,144            2.38 1.98

12/2/2023 47,276            2.49 1.15

12/3/2023 ‐                   2.48 0.00 valve closed, no flow

12/4/2023 122,002          1.53 3.02

12/5/2023 53,936            2.06 1.27

12/6/2023 61,136            2.40 1.48

12/7/2023 54,398            2.48 1.30

12/8/2023 54,129            2.57 1.29

12/9/2023 46,968            2.60 1.13

12/10/2023 47,045            2.54 1.12

12/11/2023 53,936            2.42 1.31

12/12/2023 60,828            2.44 1.43

12/13/2023 53,936            2.40 1.27

12/14/2023 101,059          2.14 2.38

12/15/2023 60,674            2.35 1.52

12/16/2023 13,474            2.34 0.33

12/17/2023 33,956            2.21 0.83

12/18/2023 377,401          2.42 11.88 Power outage / valve stuck in open pos

12/19/2023 250,202          1.73 7.83

12/20/2023 87,815            2.33 2.18

12/21/2023 60,789            2.32 1.61

12/22/2023 60,789            2.19 1.92

12/23/2023 47,815            1.86 1.59

12/24/2023 4,427               2.31 0.15

12/25/2023 47,007            2.53 1.09

12/26/2023 54,283            2.53 1.23

12/27/2023 60,712            2.45 1.39

12/28/2023 53,936            2.36 1.28

12/29/2023 68,181            2.40 1.64

12/30/2023 33,725            2.47 0.79

12/31/2023 47,238            2.41 1.13

Sum 2,189,220       46                               

Average 70,620            2.33 1.89

Max 2.60
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